
 

 

 

 

 

Appendix A - Future Development Assumptions by Parcel 

  



Novato Sanitary District

Potential Future Connections 

Built Add'l. Potential Built Add'l. Potential

Bahia - Malama Parcel Along Bahia Drive - Hillside Constraints 7 143-151-06 5 "Bahia River View" in Feb 2018 table, 

also Housing Opportunity Site #45

SF 0 8 8 0

Bahia - Ryder Homes Parcel End of Misty Road - Hillside Constraints 7 143-272-07 5 "Bahia Heights" in Feb 2018 table, also 

Housing Opportunity Site #46

SF 0 9 9 0

City of Novato - HUD Parcel 826 State Access - Commissary Triangle at Hamilton 30-PA4 157-970-07 10-15 CF 0 0 40,000 40,000

City of Novato - Commissary Parcel 802 State Access -Commissary Triangle at Hamilton 30-PA4 157-970-03 10-15 SO 0 0 0 0 0

Novato Village Senior Apts. 801 State Access - Commissary Triangle at Hamilton 157-970-04 10-15 MF 0 48 48 0 0

Northbay Children's Center 933 C Street - Day Care & Preschool Program 157-980-03 5 As in Feb 2018 table CF 0 0 13,055 6,769 19,824

Hamilton School District Center 971 C St. - Exchange Triangle 157-980-07 10-15 CF 0 0 0 50,000 50,000

Hamilton School District Center 930 C St - Exchange Triangle 157-980-08 10-15 CF 0 0 0 0 0

Main Gate Plaza at Exchange Triangle 970 C Street 30-PA5 157-980-05 5 "Hamilton Square" in Feb 2018 table MF 0 31 31 0 0

Hamilton Cottages - Ryder Homes Senior Housing Triangle on Hamilton Pkwy. 157-860-03 5 As in Feb 2018 table SF 0 16 16 0 0

Novato SMART Station South 10 Main Gate Road - Transit Center 30-PA5 157-860-05 10-15 SMT 0 0 0 0 0

Hamilton Theater & Hamilton Community Room Theater (Vacant) & Community Room 30-PA6 157-690-47 10-15 CO 0 0 6,000 6,000 12,000

Hamilton Hospital Senior Assisted Living Senior Assisted Living  (residential) 30-PA7 157-690-52 5 More details here than Feb 2018 table MF 0 48 48 0 0 0

Dementia/Alzheimers Care (commercial) " 157-690-52 5 More details here than Feb 2018 table CO 0 0 0 36,064 36,064

Hamilton Officers Club - Planning Area 9 Officers Club & Visiting Officer's Quarters (Vacant) 30-PA9 157-690-53 10-15 CO 0 0 0 12,000 12,000

Visiting Officer's Quarters VOQ 30-PA9 157-690-53 10-15 MF 0 25 25 0 0 0

Hamilton Landfill 26 Owned by United States Army - Capped Landfill 36-PA10 157-180-24 10-15 PK 0 0 0 0 0

Hamilton Landing Hangars Reuse Office (29-7) 29g 157-690-03-10 10-15 Something similar in Feb 2018 table 

(APN 157-690-09); "Hamilton Landing", 

56,000 sq.ft. of office building

OF 0 0 413,812 56,188 470,000

255 Alameda del Prado - Pacheco Ranch Significant Slope and Native Tree Constraints 32b 160-020-44 10-15 Housing Opportunity Site #49 SF 0 4 4 0 0 0

Victoria Commons (former fire station site) 999 S. Novato Boulevard 45 160-591-71 10-15 OF 0 0 0 10,000 10,000

Sunset Ridge Hillside W of Sunset Pkwy 25 150-030-01 & 04 10-15 SF 0 4 4 0 0 0

Indian Valley College - Measure B - Projects Classroom/Office 35 150-480-12 10-15 CF 0 0 22,000 22,000

Multi-Purpose/Lecture Building 35 150-480-12 10-15 CF 0 0 10,000 10,000

Outdoor Amphithearter 35 150-480-12 10-15 CF 0 0 250 250

The Pavillions at Waterfall Terrace 100 Landing Court 19 153-170-56 10-15 OF 0 0 0 26,600 26,600

Hillside on Redwood/South of DeLong Vacant hillside below Hill Top Restaurant - Flynn Parcel 17c 153-121-03 10-15 OF 0 0 0 8,600 8,600

Hanna Ranch - End of Rowland (this line restaurant/retail) 24a 153-340-06 5 More details here than Feb 2018 table CO 0 0 0 26,040 26,040

(this line Costco fuel center) 153-340-06 5 CO 0 0 24 24

(this line residential) 153-340-06 5 MF 0 48 48 0 0

McPhail's Property - Thompson Development 5400 Hanna Ranch Rd 24b 153-220-16 &19 5 More details here than Feb 2018 table OF 0 0 0 59,600 59,600

North Marin Water District Parcel East of DeLong - Hillside Constraints/Trees 18a 153-111-10 10-15 Housing Opportunity Site #58 SF 0 1 1 0 0 0

North Marin Water District Parcel East of DeLong - Hillside Constraints 18a 153-111-15 10-15 SF 1 1 0 0 0

586 Davidson - Walker Hillside Constraints/Trees 18d 153-182-21 10-15 SF 0 1 1 0 0 0

Oleander Parcel End of Oleander Lane 18e 153-182-58 10-15 SF 0 4 4 0 0 0

Rudnick Master Plan Area Rudnick Estates 9 143-100-46 10-15 SF 7 17 24 0 0 0

Fiedel Madrone Lane 44 153-022-31 10-15 SF 0 1 1 0 0 0

Fiedel formerly 153-053-02 44 153-053-13 10-15 SF 0 1 1 0 0 0

Barrick (formerly Laguna Vista Drive) Laguna Vista Drive at Lindsay - Hillside/Tree Constraints 8 143-171-57 10-15 Housing Opportunity Site #53 SF 0 1 1 0 0 0

Barrick (formerly Laguna Vista Drive) Laguna Vista Drive at Lindsay - Hillside/Tree Constraints 8 143-331-45 10-15 Housing Opportunity Site #54 SF 0 1 1 0 0 0

Novato Theater - Downtown 820 Grant 41a 153-046-06 10-15 CO 0 0 0 300 300

North Redwood - ROIC/AHO Site #4 7530 Redwood Blvd./7506 Redwood Blvd. 10b 143-011-05 & 08 10-15 Housing Opportunity Site #4 (7506 

Redwood Blvd)

CO 0 0 20,000 76,200 96,200

North Redwood - Dairyman's Milling - 7546 Redwood Blvd. (this line retaill) 10c 143-011-06 5 Included in Feb 2018 table w/APN 143-

011-16; Residence Inn Novato, 103 

rooms + 9,500 sq. ft. retail

CO 0 0 17,948 -9,448 8,500

(this line hotel) 143-011-06 10-15 HO 0 0 104 104

North Redwood - Shamrock 7552 Redwood Blvd. 10d 143-061-01 10-15 CO 0 0 15,407 29,593 45,000

North Redwood - Shamrock 7552 Redwood Blvd. 143-061-02 10-15 0 0 0 0

North Redwood - Recycling Yard 7576 Redwood Blvd. 143-061-06 10-15 0 0 0 0

North Redwood - Dana Trust 7586D Redwood Blvd. 143-061-11 5 "Park-a-Pup" as in Feb 2018 table 0 0 0 0

North Redwood - TD Investments 7586A Redwood Blvd. 143-061-10 10-15 0 0 0 0

North Redwood - Marin Landscape Supply 7596 Redwood Boulevard 143-061-08 10-15 0 0 0 0

Mission Lodge - Ashley 935 Front Street 41c 141-303-06 & 07 10-15 CO 0 0 0 0 16,204 16,204

Habitat for Humanity - Burdell Commons 1112 Fourth Street 141-241-32 to 41 10-15 SF 0 10 10 0 0 0

North Redwood - Atherton Place 7533 and 7537 Redwood Blvd (this line residential) 11 125-600-51 & -52 5 As in Feb 2018 table, Housing 

Opportunity Site #13

SF 0 50 50 0 0 0

   (this line retail) " 5 Housing Opportunity Site #14 CO 0 0 1,340 1,340

Residential (units) Commercial/Industrial (sq. ft.)
Project Name Location/Description APN Additional notes Type*City Site #

Time 

Horizon
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Novato Sanitary District

Potential Future Connections 

Built Add'l. Potential Built Add'l. Potential

Residential (units) Commercial/Industrial (sq. ft.)
Project Name Location/Description APN Additional notes Type*City Site #

Time 

Horizon

North Marin Water District  - Spinosa Tank Site End of Spinosa Way 141-110-06 & -07 10-15 SF 3 3 0 0

North Redwood Corridor - Hanley Parcel 7505 Redwood Blvd. (this line retail) 141-234-15 10-15 CO 0 0 14,700 2,300 17,000

North Redwood Corridor - Hanley Parcel 7515 Redwood Blvd. (this line housing) 141-234-16 10-15 MF 0 15 15 0 0

Northwest Quad 1017 Fourth St. 141-253-09 10-15 Housing Opportunity Site #9 SF 0 1 1 0 0

Northwest Quad 1053 Third St. 141-261-30 10-15 Housing Opportunity Site #10 MF 1 4 5 0 0

Northwest Quad Redevelopment of single family home - unidentified 10-15 MF 1 1 2 0 0

Northwest Quad Redevelopment of single family home - unidentified 10-15 MF 1 2 3 0 0

Downtown Overlay - Fonseca Vallejo and First (this line residential) 141-263-30 10-15 Housing Opportunity Site #12 MF 0 6 6 0 0

Downtown Overlay - Fonseca (this line retail) 141-263-30 10-15 CO 0 0 1,000 1,000

Downtown Overlay - NovaRo Corp. 1110 Olive Ave. 141-234-10 10-15 Housing Opportunity Site #8 MF 1 2 3 0 0

Downtown Overlay - Elloway 1320 Grant (and Fourth) - (this line residential) 141-261-29 10-15 Housing Opportunity Site #11 MF 0 24 24 0 0

(this line commercial) 141-261-29 10-15 CO 0 0 10,874 10,874

Downtown Overlay - Azevedo Trust 7409 Redwood Blvd. - (this line residential) 141-264-22 10-15 Housing Opportunity Site #15 MF 10 10 0 0

(this line commercial) 141-264-22 10-15 CO 0 0 1,000 1,000

Downtown Overlay - Bondoc Parcel 7416 Redwood Blvd. - (this line residential) 153-041-01 10-15 Housing Opportunity Site #17 MF 13 13 0 0

(this line commercial) 153-041-01 10-15 CO 0 0 2,250 2,250

Downtown Overlay - Pini Building 1107 and 1119 Grant Ave. - (this line residential) 141-282-04 & 07 5 "First & Grant" in Feb 2018 table & 

Housing Opportunity Site #16

MF 17 17 0 0

(this line commercial) 5 13,317 sqft retail & 32 units res CO 0 0 20,040 20,040

Downtown Overlay - Novato Properties Olive and First (this  line commercial) 141-244-03,-12, &-17 10-15 CO 0 0 4,000 4,000

(this line residential) 10-15 0 0 0 0

Northwest Quad - Allen Parcel Vallejo and Sixth 141-221-74 10-15 SF 1 1 0 0

Northwest Quad - Allen Parcel Vallejo and Sixth 141-221-75 10-15 SF 1 1 0 0

Hillside W of 7th St 1291 Seventh Street - Hillside/Tree Constraints 12c 141-120-03 10-15 SF 1 1 2 0 0 0

Hillside W of 7th St 1205 Seventh Street - Hillside/Tree Constraints 12d 141-120-31 10-15 SF 1 1 2 0 0 0

Burns & Collins Ten Eyek Land Division  - Seventh Street 12e 141-130-88 & 89 10-15 SF 0 2 2 0 0 0

AHO Site #1 (former Bridgepoint Academy) 1787 Grant Ave. 141-201-48 & 12 20 Housing Opportunity Site #1 MF 35 35 0 0

AHO Site #5 (currently Life Long Medical) 1905 Novato Blvd. 140-011-66 20 Housing Opportunity Site #5 MF 21 21 0 0

Ruzick Parcel 1902 Novato Blvd. 141-062-36 20 Housing Opportunity Site #6 MF 1 5 6 0 0

Our Lady of Loretto (Church/School) 1811 Virgina Ave. 141-142-16 20 Housing Opportunity Site #7 MF 1 7 8 0 0

Old Water Tank Site - Privately Owned Hillside/Tree Constraints (landlocked parcel) 14a 140-481-01 20 SF 0 1 1 0 0 0

Hillside S of Center Rd 501 and 509 Canyon Road - Hillside, Water, & Trees 15a 146-090-17 & 18 10-15 CANY Septic location SF 4 3 7 0 0 0

Bondoc 652  McClay Road - Hillside/Waterway Constraints 15b 146-090-08 20 Housing Opportunity Site #51 SF 1 9 10 0 0 0

Dinkelspiel 2349 Novato Boulevard - Waterway & Tree Constraints 3a 132-031-04 20 Housing Opportunity Site #22 SF 1 1 2 0 0 0

Dinkelspiel Novato Boulevard - Waterway & Tree Constraints 3b 132-031-08 20 Housing Opportunity Site #23 SF 0 2 2 0 0 0

N. Novato Blvd/Sutro Ave 2311 Novato Boulevard - Waterway & Tree Constraints 3b 132-031-07 20 Housing Opportunity Site #24? AP# 132-

031-10 listed in Table 46

SF 1 1 2 0 0 0

870 Sutro LLC 870 Sutro Avenue - Waterway & Tree Constraints 3d 132-031-11 20 Housing Opportunity Site #25 SF 1 1 2 0 0 0

Schafer 896 Sutro  - Waterway & Tree Constraints 132-031-12 20 Housing Opportunity Site #26 SF 1 1 2 0

Ravicz 45 Mendocino Lane 132-051-53 20 Housing Opportunity Site #27 SF 1 1 2 0

Seventh Day Adventist Church 495 San Marin Drive 124-323-11 20 Housing Opportunity Site #20 SF 0 9 9 0 0

All Saints Lutheran Church 2 San Marin Drive 124-212-22 20 Housing Opportunity Site #19 SF 0 4 4 0 0

Hanley 863 McClay Road 140-011-78 20 Housing Opportunity Site #28 SF 1 1 2 0 0

Mueller 865 McClay Road 140-011-79 20 Housing Opportunity Site #29 SF 1 5 6 0 0

Barragon 1901 Novato Boulevard 140-011-80 20 Housing Opportunity Site #30 SF 0 6 6 0 0

Ward 808 Tamalpais Avenue 140-111-74 20 Housing Opportunity Site #31 SF 1 3 4 0 0

Lutge 812 Tamalpais Avenue 140-111-75 20 Housing Opportunity Site #32 SF 1 3 4 0 0

Wilson Borges Court 140-191-70 20 Housing Opportunity Site #34 SF 0 1 1 0 0

Studley 702 Wilson Avenue 140-231-05 20 Housing Opportunity Site #35 SF 1 4 5 0 0

Presbyterian Church of Novato 710 Wilson Avenue 140-231-32 20 Housing Opportunity Site #36? AP# 140-

213-31 listed in Table 46

SF 0 2 2 0 0

Chew 1690 Hill Road 140-261-73 20 Housing Opportunity Site #37 SF 1 1 2 0 0

Krummes Diablo Avenue 140-273-50 20 Housing Opportunity Site #38 SF 0 1 1 0 0

Helmy 1990 Novato Boulevard 141-061-18 20 Housing Opportunity Site #39 SF 1 1 2 0 0

Millikin Novato Boulevard & San Marin Drive 141-090-45 20 Housing Opportunity Site #40 SF 0 4 4 0 0

Sloat Garden Center 2004 Novato Boulevard 141-061-14 & -15 20 Housing Opportunity Site #41 SF 0 7 7 0 0

Smith Akiko Trust 1996 Novato Boulevard  141-061-20 20 Housing Opportunity Site #42 SF 1 3 4 0 0

Dominguez Marion Avenue 141-072-29 20 Housing Opportunity Site #43 SF 0 1 1 0 0

ERA Construction 700 Cherry Street 143-071-11 20 Housing Opportunity Site #44 SF 0 1 1 0 0

Latter Day Saints 375 Calle Arboleda 160-020-12 20 Housing Opportunity Site #48 SF 0 5 5 0 0

St. Anthony's 1000 Cambridge 160-150-50 20 Housing Opportunity Site #50 SF 0 3 3 0 0

Hansen 650 McClay 146-090-12 20 Housing Opportunity Site #55 SF 1 2 3 0 0
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Novato Sanitary District

Potential Future Connections 

Built Add'l. Potential Built Add'l. Potential

Residential (units) Commercial/Industrial (sq. ft.)
Project Name Location/Description APN Additional notes Type*City Site #

Time 

Horizon

Bondoc 509 Canyon 146-090-18 20 CANY Septic Location Housing 

Opportunity Site #56

SF 1 5 6 0 0

Bradley End of Ridge Road 146-110-79 20 Housing Opportunity Site #57 SF 0 1 1 0 0

Wick 566 Davidson 153-182-07 20 CANY Septic Location Housing 

Opportunity Site #59

SF 1 1 2 0 0

Clemmer 580 Davidson 153-182-08 20 Housing Opportunity Site #60 SF 1 1 2 0 0

Tanaka End of Rosalia Drive 153-182-50 20 Housing Opportunity Site #61 SF 0 1 1 0 0

NUSD Junior High School Site (Undeveloped) San Marin Dr/San Andreas Dr 4a 124-010-08 20 Housing Opportunity Site #18 SF 0 115 115 0 0 0

The Square Shopping Center (this line residential) 132-183-14, 15, 16 10-15 MF 0 53 53 0 0

The Square Shopping Center (this line commercial) " 10-15 CO 0 0 98,923 -24,805 74,118

200 San Marin Medical Offices 4b 124-282-18 10-15 CO 0 0 6,700 6,700

San Marin Park Parcel (Vacant) Future neighborhood park 4c 124-010-09 10-15 PK 0 0 0 0

North North Redwood - Buck Institute Per Master Plan 40 125-180-61 10-15 OF 0 0 249,000 106,000 355,000

North North Redwood - Buck Institute new apn 125-18 and 125-58 40 125-180-67 10-15 0 0 0 0 0

North North Redwood - Buck Institute Per Master Plan 40 125-180-67 10-15 MF 0 130 130 0 0

North North Redwood - Oakview Office End of Meadow Crest Road 6b 125-202-12 10-15 OF 0 0 0 24,000 24,000

North North  Redwood - Laurel Ridge 7711 Redwood Blvd. (AHO #3) - Senior Apartments 6c 125-580-16 10-15 Housing Opportunity Site #3 MF 0 100 100 0 0 0

North North Redwood - Wood Hollow Hotel 7701 Redwood Boulevard 6d 125-202-13/14 5 Feb 2018 table says 87-95 rooms HO 0 0 0 87 87

North North Redwood - SMART North Redwood at Rush Landing 10-15 SMT 0 0 0 0

North North Redwood -Campus Properties Lands of Wright 125-180-38 10-15 OF 0 0 0 180,000 180,000

North North Redwood -Campus Properties Black John Road 125-580-17 10-15 Housing Opportunity Site #3 OF 0 0 0 0

Nunes 13 Subdivision - Remaining Lot 24 Nunes Drive 125-510-04 10-15 Housing Opportunity Site #21 SF 0 1 1 0 0

North North Redwod  - Birkenstock 8171 Redwood Blvd. 6f 125-180-83 10-15 OF 0 0 172,490 0 172,490

North North Redwood - PG&E 8161 Redwood Blvd. 6g 125-180-49 10-15 OF 0 0 0 40,000 40,000

North North Redwood - Fireman's Fund 773,775,777 San Marin Drive (this line office) 125-202-03, 04 & 05 10-15 OF 0 0 711,000 0 711,000

(this line retail) " 10-15 CO 0 0 0 30,000 30,000

Bellucci Parcel (AHO #2) Landing Court  - Currently RV & Boat Parking 153-162-70 5 As in Feb 2018 table, but marked 

"inactive" there. Also Housing 

Opportunity #2

MF 0 34 34 0 0

Oakmont Senior Living 1461 Novato S. Blvd. (this line residential) 151-022-09 5 Feb 2018 table says 78 units, not 50; 

also Housing Opportunity Site #47

MF 50 50 0 0

(this line commercial) " 5 CO 0 0 0 20,288 20,288

BioMarin Expansion Ignacio & Hamilton Industrial Parks 157-451-01 5 0 0 0 0

Septic Conversions Parcels (if not included above)

CANY Location: Canyon Rd, but not yet connected 14610103 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14610105 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14610208 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14610218 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14610222 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14610233 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14611048 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14620004 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14620005 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14620021 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14620031 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14620040 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14621108 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14621110 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14621111 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14621126 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14623023 10-15 SF 1 1

CANY Location: Canyon Rd, but not yet connected 14623026 10-15 SF 1 1

NC Not Connected, but in district 13212208 20 SF 1 1

NC Not Connected, but in district 14019153 20 SF 1 1

NC Not Connected, but in district 14113021 20 SF 1 1

NC Not Connected, but in district 14334140 20 SF 1 1

NC Not Connected, but in district 14610219 20 SF 1 1

NC Not Connected, but in district 14621102 20 SF 1 1

Citywide Land Use Revised_wWCnotes_24Sep2018.xlsx Page 3 of 4 Appendix A



Novato Sanitary District

Potential Future Connections 

Built Add'l. Potential Built Add'l. Potential

Residential (units) Commercial/Industrial (sq. ft.)
Project Name Location/Description APN Additional notes Type*City Site #

Time 

Horizon

Other Developments identified by NSD Staff

N/A N/A 12526134 5 SF 1 1

N/A N/A 13221148 5 SF 1 1

N/A N/A 13221149 5 SF 1 1

N/A N/A 14130306 5 0.894 acres. FAR of 0.4 and 20 

units/acre assumed

Mixed Use 1 18 15,577 15,577

N/A N/A 14365012 5 SF 1 1

N/A N/A 14365014 5 SF 1 1

N/A N/A 14365015 5 SF 1 1

N/A N/A 14365016 5 SF 1 1

N/A N/A 14365017 5 SF 1 1

N/A N/A 14365018 5 SF 1 1

N/A N/A 14365019 5 SF 1 1

N/A N/A 14365020 5 SF 1 1

N/A N/A 14365021 5 SF 1 1

N/A N/A 14365022 5 SF 1 1

N/A N/A 14365023 5 SF 1 1

N/A N/A 14365024 5 SF 1 1

N/A N/A 14365025 5 SF 1 1

N/A N/A 14365026 5 SF 1 1

N/A N/A 14365027 5 SF 1 1

N/A N/A 14365040 5 SF 1 1

N/A N/A 14367004 5 SF 1 1

N/A N/A 14604053 5 SF 1 1

N/A N/A 15311117 5 SF 1 1

COUNTY DEVELOPMENT 0

Indian Valley - Area 9 in LAFCO Boundary Study Report 20 SF 394 56 450 0 0

Vineyard Road Area 8 in LAFCO Boundary Study Report 20 SF 397 1 398 0 0

*  Type Key

SF - Detached Single Family

MF - Multi-Family 

AT -  Attached Single Family (Towhome or Condominium)

CO - Commercial (Retail/Personal Services)

IN - Industrial

HO - Hotel

OF - Office

PK - Parkland

OS - Open Space

S - School

RD - Research and Development (Buck Center)

CF- Community Facility

IP - Industrial Park

Citywide Land Use Revised_wWCnotes_24Sep2018.xlsx Page 4 of 4 Appendix A



 

 

 

 

 

Appendix B - Plots of Flow Monitoring Data 
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Appendix C - Dry Weather Model Calibration Graphs 

  

























 

 

 

 

Appendix D - Wet Weather Model Calibration Graphs 

  















































 

 

 

 

Appendix E - Condition/Risk Assessment Results and 
Rehabilitation Recommendations 

  



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Appendix E1 – Risk Score Results 
  



Novato Sanitary District

Risk Score Results

Pipe ID
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Impact

COF

Traffic/ 
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Impact
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Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

A16001-B16028 Yes 6 PVC 1985 395 3.9 27 3 4 2 1 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

A16002-A16001 Yes 6 PVC 1985 233 3.2 8 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

A16003-A16002 Yes 6 PVC 1985 224 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

A16004-A16003 Yes 6 PVC 1985 159 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

A16005-A16004 Yes 6 PVC 1985 85 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

A16006-A16005 Yes 6 PVC 1985 344 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

A16007R-A16005 Yes 6 PVC 1985 86 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

A16008R-A16004 No 6 PVC 1985 112 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14001-C14016 No 6 VCP 1965 205 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14002-B14001 No 6 VCP 1965 111 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14003-B14002 No 6 VCP 1965 297 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14004-B14003 No 6 VCP 1965 219 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14005-B14004 No 6 VCP 1965 195 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14006-B14005 No 6 VCP 1965 261 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14007-B14006 No 6 ACP 1965 287 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14008-B14007 No 6 ACP 1965 300 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14009-B14008 No 6 ACP 1965 300 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B14010-B14009 No 6 ACP 1965 201 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B14011-B14010 No 6 ACP 1965 284 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

B14012-B14011 No 6 ACP 1965 96 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

B14013-B14011 No 6 ACP 1965 220 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

B14014-B14006 No 6 ACP 1965 104 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14015-B14014 No 6 ACP 1965 291 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14016-B14015 No 6 ACP 1965 348 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14017-B14016 No 6 ACP 1965 319 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B14018-B14017 No 6 ACP 1965 201 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B14019-B14005 Yes 6 VCP 1965 278 3.1 3 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

B14020-B14002 No 6 VCP 1965 200 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

B14021-B14020 No 6 VCP 1965 217 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

B14022-B14021 Yes 6 VCP 1965 248 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

B14023-B14020 No 6 VCP 1965 155 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

B14024-C14021 No 6 VCP 1965 304 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B14025-B14012 No 6 ACP 1965 208 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

B14026S-B14012 No 6 ACP 1965 30 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

B14027S-B14016 Yes 6 ACP 1965 28 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

B14028S-B14015 Yes 6 ACP 1965 28 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

B14029S-B14019 Yes 6 ACP 1965 35 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

B14030S-B14023 Yes 6 ACP 1965 33 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

B15001-B14003 No 6 VCP 1965 179 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15002-B15001 No 6 ACP 1972 253 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15003-B15002 No 6 ACP 1972 266 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15004-B15001 No 6 ACP 1972 61 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15005-B15004 No 6 ACP 1972 217 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15006-B14009 No 6 ACP 1981 258 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B15007-B15006 No 6 PVC 1981 332 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low
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B15008-B15007 No 6 PVC 1981 318 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B15009-B15006 Yes 6 PVC 1981 248 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

B15010-C16091 No 6 ACP 1987 350 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

B15011-B15010 No 6 ACP 1987 359 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15012-B15011 No 6 ACP 1987 347 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B15013-B15012 No 6 ACP 1987 278 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16001-C16014 No 6 VCP 1965 296 NA NA 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

B16002-B16001 No 6 VCP 1965 272 NA NA 2 2 2 4 2 2.2 1 5 1 1 1.8 Medium Low Very Low

B16003-B16002 No 6 VCP 1965 310 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

B16004-B16003 No 6 VCP 1965 136 NA NA 2 2 2 3 2 2.1 1 3 1 1 1.4 Medium Very Low Very Low

B16005-C16083 Yes 6 ACP 1980 140 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

B16006-B16005 Yes 6 ACP 1980 76 3.3 9 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

B16007-B16006 Yes 6 ACP 1980 472 4 33 3 4 2 1 2 2.7 1 5 1 1 1.8 Medium Low Very Low

B16008-B16007 Yes 6 ACP 1980 316 3.1 3 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

B16009-B16008 Yes 6 ACP 1980 293 3.7 21 3 4 2 1 2 2.7 1 4 1 1 1.6 Medium Low Very Low

B16010-B16009 Yes 6 ACP 1980 328 3.5 15 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

B16011-B16010 Yes 6 ACP 1980 359 3.7 21 3 4 2 1 2 2.7 1 5 1 1 1.8 Medium Low Very Low

B16012-B16011 Yes 6 ACP 1980 352 3.4 12 3 3 2 1 2 2.5 1 4 1 2 1.8 Medium Low Very Low

B16013-B16012 Yes 6 ACP 1980 365 1 0 1 1 2 1 2 1.3 1 5 1 2 2.0 Very Low Low Very Low

B16014R-B16010 Yes 6 ACP 1980 317 1 0 1 1 2 1 2 1.3 1 5 1 1 1.8 Very Low Low Very Low

B16015-B16008 Yes 6 ACP 1980 315 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

B16016-B16007 No 6 ACP 1980 139 NA NA 2 2 2 1 2 1.9 1 5 1 1 1.8 Low Low Very Low

B16017-B16016 Yes 6 ACP 1980 281 3.6 18 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

B16018-B16013 No 6 PVC 1985 56 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

B16019-B16018 Yes 6 PVC 1985 251 1 0 1 1 2 1 2 1.3 1 4 1 2 1.8 Very Low Low Very Low

B16020-B16018 Yes 6 PVC 1987 29 1 0 1 1 2 1 2 1.3 1 4 1 2 1.8 Very Low Low Very Low

B16021R-B16020 Yes 6 PVC 1987 177 1 0 1 1 2 1 2 1.3 1 4 1 2 1.8 Very Low Low Very Low

B16022R-B15011 No 6 ACP 1981 255 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16023-B16004 Yes 6 PVC 1985 371 3.6 18 3 3 2 1 2 2.5 1 3 1 1 1.4 Medium Very Low Very Low

B16024-B16023 Yes 6 PVC 1985 400 3.5 15 3 3 2 1 2 2.5 1 3 1 1 1.4 Medium Very Low Very Low

B16025-B16024 Yes 6 PVC 1990 47 3.1 3 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B16026-B16025 Yes 6 PVC 1985 365 3.5 15 3 3 2 1 2 2.5 1 2 1 1 1.2 Medium Very Low Very Low

B16027-B16026 Yes 6 PVC 1985 365 4.2 20 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

B16028-B16027 Yes 6 PVC 1985 339 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16029-B16028 Yes 6 PVC 1990 90 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

B16030-B16029 No 6 PVC 1990 149 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16031-B16030 No 6 PVC 1990 39 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16032-B16031 No 6 PVC 1990 35 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16033-B16032 No 6 PVC 1990 33 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B16034-B16025 Yes 6 PVC 1990 66 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

B16035-B16034 No 6 PVC 1990 67 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B16036-B16035 Yes 6 PVC 1990 126 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

B16037-B16015 No 6 PVC 1995 150 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

B16038-B16019 No 6 PVC 1995 100 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B16039-B16038 Yes 6 PVC 1995 139 3.1 3 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low
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B17001-C17009 No 6 VCP 1965 208 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

B17002-B17001 No 6 VCP 1965 206 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

B17003-B17002 No 6 VCP 1965 103 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

B17004-B17003 Yes 6 VCP 1965 269 3.1 3 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B17005-B17004 No 6 VCP 1965 159 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17006-B17005 No 6 VCP 1965 267 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17007R-B17006 No 6 VCP 1965 127 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17008-B17005 No 6 VCP 1965 182 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17009R-B17008 No 6 VCP 1965 201 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17010R-B17003 Yes 6 VCP 1965 217 3.2 6 3 3 2 1 2 2.5 1 2 1 1 1.2 Medium Very Low Very Low

B17011-B17001 Yes 6 VCP 1965 301 4 33 3 4 2 1 2 2.7 1 3 1 1 1.4 Medium Very Low Very Low

B17012-B17011 No 6 VCP 1965 301 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B17013R-B17012 No 6 VCP 1965 206 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B17014-C17005 No 6 VCP 1965 356 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

B17015-B17014 No 6 VCP 1965 360 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

B17016-B17015 No 6 VCP 1965 142 NA NA 2 2 2 1 3 2.1 1 4 1 1 1.6 Medium Low Very Low

B17017-B17016 No 6 VCP 1965 57 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

B17018-B17017 No 6 VCP 1965 66 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

B17019-B17014 No 6 VCP 1965 87 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

B17020R-C17006 No 6 VCP 1965 298 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B17021-B16033 No 6 VCP 1965 36 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17022-B17021 No 6 PVC 1990 33 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17023-B17022 No 6 PVC 1990 28 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17024-B17023 No 6 PVC 1990 354 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17025-B17024 No 6 PVC 1990 232 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17026-B17025 No 6 PVC 1990 173 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17027-B17026 No 6 PVC 1990 234 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17028-B17027 No 6 PVC 1990 133 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B17029-B17028 No 6 PVC 1990 50 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

B18001-C18001 Yes 6 VCP 1965 129 3.1 3 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

B18002-B18001 Yes 6 VCP 1965 212 3.2 6 3 3 2 3 2 2.7 1 3 1 1 1.4 Medium Very Low Very Low

B18003-B18002 No 6 VCP 1965 295 NA NA 2 2 2 3 2 2.1 1 2 1 1 1.2 Medium Very Low Very Low

B18004-B18003 No 6 VCP 1965 301 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

B18005-B18004 Yes 6 VCP 1965 299 4 42 3 4 2 3 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

B18006-B18005 Yes 6 VCP 1965 277 4.2 29 4 4 2 3 2 3.3 1 1 1 1 1.0 High Very Low Low

B18007-B18006 Yes 6 VCP 1965 301 3.8 24 3 4 2 3 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

B18008-B18007 Yes 6 VCP 1965 250 3.4 12 3 3 2 3 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

B18009-B18008 Yes 6 VCP 1965 300 3.9 29 3 4 2 3 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

B18010R-B18009 Yes 6 VCP 1965 136 4.1 10 3 3 2 3 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

B18011-B17018 No 6 VCP 1965 295 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

B18012R-B18011 No 6 VCP 1965 52 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

C12001-D12046 Yes 6 ACP 1979 214 1 0 1 1 2 1 2 1.3 1 1 1 5 1.8 Very Low Low Very Low

C12002-C12001 No 6 ACP 1979 115 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

C12003-C12002 Yes 6 ACP 1979 162 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

C12004-C12002 No 6 ACP 1979 188 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low
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C12005-C12001 No 6 ACP 1979 275 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

C12006-C12005 No 6 ACP 1979 143 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

C12007-C12006 No 6 ACP 1979 227 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

C12008-C12007 No 6 ACP 1979 144 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

C12009-C12008 No 6 ACP 1979 99 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C12010-C13021 No 6 PVC 1999 23 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12011-C12010 No 6 PVC 1999 56 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12012-C12011 No 6 PVC 1999 298 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12013-C12012 No 6 PVC 1999 164 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12014-C12013 No 6 PVC 1999 64 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12015-C13028 No 6 PVC 1999 165 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low

C12016-C12015 No 6 PVC 1999 47 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12017-C12016 No 6 PVC 1999 118 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12029R-C13027 Yes 6 PVC 1999 137 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12034R-C12012 No 6 PVC 1999 171 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C12035R-C12014 Yes 6 PVC 1999 103 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C13004-D13058 No 8 PVC 1999 213 NA NA 1 1 1 1 2 1.2 1 1 1 5 1.8 Very Low Low Very Low

C13005-C13004 No 8 PVC 1999 34 NA NA 1 1 1 1 2 1.2 1 1 1 5 1.8 Very Low Low Very Low

C13006-C13005 No 8 PVC 1999 172 NA NA 1 1 1 1 2 1.2 1 1 1 5 1.8 Very Low Low Very Low

C13007-C13006 No 8 PVC 1999 299 NA NA 1 1 1 1 2 1.2 1 1 4 4 1.9 Very Low Low Very Low

C13007S-C13007 No 6 UNK 1999 9 NA NA 1 1 1 2 2 1.3 1 1 4 4 1.9 Very Low Low Very Low

C13008-C13007 No 8 PVC 1999 300 NA NA 1 1 1 1 2 1.2 1 1 4 4 1.9 Very Low Low Very Low

C13009-C13008 No 8 PVC 1999 300 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low

C13010-C13009 No 8 PVC 1999 301 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13011-C13010 No 8 PVC 1999 303 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13012-C13011 No 8 PVC 1999 151 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13013-C13012 No 8 PVC 1999 194 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13013S-C13013 No 6 UNK 1999 6 NA NA 1 1 1 2 2 1.3 1 2 4 4 2.1 Very Low Medium Very Low

C13014-C13013 No 8 PVC 1999 265 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13015-C13014 Yes 6 PVC 1999 229 1 0 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13016-C13015 Yes 6 PVC 1999 269 1 0 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13016S-C13016 No 6 UNK 1999 6 NA NA 1 1 1 2 2 1.3 1 2 1 4 1.8 Very Low Low Very Low

C13017-C13034 No 6 PVC 2004 164 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low

C13018-C13017 No 6 PVC 1999 126 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C13019-C13018 No 6 PVC 1999 114 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C13020-C13019 No 6 PVC 1999 50 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C13021-C13020 No 6 PVC 1999 90 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

C13023R-C13017 Yes 6 PVC 1999 181 2.2 4 2 2 1 1 2 1.8 1 1 1 3 1.4 Low Very Low Very Low

C13024-C13013 No 6 PVC 1999 64 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13025-C13014 No 6 PVC 1999 46 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13026-C13015 No 6 PVC 1999 41 NA NA 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13027-C13026 No 6 PVC 1999 171 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low

C13028-C13016 No 6 PVC 1999 46 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low

C13030R-C13025 No 6 PVC 1999 96 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low

C13031R-C13024 No 6 PVC 1999 95 NA NA 1 1 1 1 2 1.2 1 2 1 4 1.8 Very Low Low Very Low
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C13032R-C13019 Yes 6 PVC 1999 154 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

C13033R-C12010 No 6 PVC 1999 121 NA NA 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

C13034-C13012 Yes 8 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 2 4 4 2.1 Very Low Medium Very Low

C13035S-C13006 Yes 8 PVC 1999 6 1 0 1 1 1 2 2 1.3 1 1 4 4 1.9 Very Low Low Very Low

C14001-D14037 No 8 VCP 1963 145 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14002-C14001 No 8 VCP 1963 216 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14003-C14002 Yes 8 VCP 1963 355 2.1 2 2 2 2 1 2 1.9 1 1 2 2 1.3 Low Very Low Very Low

C14004-C14003 Yes 8 VCP 1963 28 1 0 1 1 2 1 2 1.3 1 1 2 2 1.3 Very Low Very Low Very Low

C14005-C14004 Yes 8 VCP 1963 84 2.2 4 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14006-C14005 Yes 8 VCP 1963 134 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C14007-C14006 Yes 8 VCP 1963 137 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C14008-C14007 No 8 VCP 1963 145 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14009-C14008 No 8 VCP 1963 250 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

C14010-C14009 No 6 VCP 1963 197 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

C14011-C14010 No 6 VCP 1963 250 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14012-C14011 No 6 VCP 1963 253 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14013-C14012 No 6 VCP 1963 167 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14014-C14013 No 6 VCP 1963 297 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14015-C14014 No 6 VCP 1963 298 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C14016-C14015 No 6 VCP 1963 301 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C14017-C14012 Yes 6 VCP 1963 198 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C14018-C14017 No 6 VCP 1963 90 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C14019-C14018 No 6 VCP 1963 301 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C14020-C14019 No 6 VCP 1963 300 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C14021-C14020 Yes 6 VCP 1963 300 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C14022-C14018 No 6 VCP 1963 62 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14024-C14005 Yes 6 CIP 1963 31 2.1 2 2 2 4 1 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

C14025-C14024 No 6 VCP 1963 129 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14026-C14004 No 6 VCP 1963 227 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14027-C14001 Yes 6 VCP 1963 136 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C14028-C14027 Yes 6 VCP 1963 215 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C14029-C14028 Yes 6 VCP 1963 246 4.1 7 3 3 2 1 2 2.5 1 1 1 3 1.4 Medium Very Low Very Low

C14030-C14029 Yes 6 VCP 1963 153 3.2 6 3 3 2 1 2 2.5 1 1 2 3 1.5 Medium Very Low Very Low

C14031-C14030 Yes 6 VCP 1963 153 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C14032-C14027 No 6 VCP 1963 50 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14033-C14031 No 6 CIP 1969 80 NA NA 4 4 4 5 2 3.7 1 1 1 4 1.6 High Low Medium

C14034-C14033 Yes 6 CIP 1969 133 4.1 12 3 3 4 5 2 3.1 1 1 1 4 1.6 High Low Medium

C14035-C14034 Yes 6 ACP 1969 111 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

C14035-C14062 Yes 6 PVC 2012 74 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

C14036-C14035 No 6 ACP 1969 83 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C14037-C14036 No 6 ACP 1969 143 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C14038-C14037 No 6 ACP 1969 300 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C14039-C14038 No 6 ACP 1969 186 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14040-C14039 No 6 ACP 1969 327 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14041-C14040 No 6 ACP 1969 163 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low
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C14042-C14041 No 6 ACP 1969 112 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14043-C14042 No 6 ACP 1969 161 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14044-C14043 No 6 ACP 1969 209 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14045-C14041 No 6 ACP 1969 101 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14046-C14045 No 6 ACP 1969 39 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14047-C14046 Yes 6 ACP 1969 149 3.2 8 3 3 2 1 2 2.5 1 1 1 2 1.2 Medium Very Low Very Low

C14048-C14047 No 6 ACP 1969 183 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C14049-C14038 No 6 ACP 1969 275 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C14050-C14049 No 6 ACP 1969 167 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C14051-C14050 No 6 ACP 1969 177 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C14052-C14036 No 6 ACP 1969 75 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C14053-C14052 Yes 6 ACP 1969 100 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

C14054-C14053 Yes 6 ACP 1969 162 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

C14055-D14073 No 6 VCP 1965 251 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C14056-C14055 No 6 PVC 1993 235 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C14058-D14072 Yes 6 PVC 1990 149 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C14059-C14058 Yes 6 PVC 1990 121 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C14060R-C14058 No 6 PVC 1998 107 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

C14060S-C14022 Yes 6 VCP 1963 162 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C14061S-C14035 No 6 VCP 1969 29 NA NA 2 2 2 2 2 2.0 1 1 1 4 1.6 Low Low Very Low

C14062-C14063 Yes 6 PVC 2012 137 1 0 1 1 1 1 2 1.2 1 1 2 4 1.7 Very Low Low Very Low

C14063-C14064 Yes 6 PVC 2012 56 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

C14064-C14056 Yes 6 PVC 2012 214 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

C15001-D14037 No 6 VCP 1954 219 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

C15002-C15001 No 6 VCP 1954 238 NA NA 3 3 3 2 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

C15003-C15002 No 6 VCP 1954 170 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

C15004-C15003 No 6 VCP 1954 318 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

C15005R-C15004 No 6 VCP 1954 200 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

C15006-C15001 Yes 6 VCP 1954 132 1 0 1 1 3 2 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

C15007-C15006 No 6 VCP 1954 230 NA NA 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

C15008R-C15007 No 6 VCP 1954 244 NA NA 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

C15009-D15020 No 8 VCP 1961 249 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15010-C15009 No 8 VCP 1961 160 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15011-C15010 No 8 VCP 1961 144 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15012-C15011 No 6 VCP 1961 328 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

C15013-C15057 No 6 VCP 1964 178 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

C15014-C15013 Yes 6 VCP 1964 198 1 0 1 1 2 3 2 1.5 1 1 2 4 1.7 Very Low Low Very Low

C15015-C15014 Yes 8 VCP 1965 17 2.1 2 2 2 2 3 2 2.1 1 1 2 5 1.9 Medium Low Very Low

C15016-C15015 No 8 VCP 1965 287 NA NA 2 2 2 1 2 1.9 1 1 2 5 1.9 Low Low Very Low

C15017-C15049 No 8 VCP 1965 79 NA NA 2 2 2 1 2 1.9 1 1 2 4 1.7 Low Low Very Low

C15018-C15017 No 8 VCP 1965 301 NA NA 2 2 2 1 2 1.9 1 1 2 4 1.7 Low Low Very Low

C15019-C15018 Yes 8 VCP 1965 193 4.1 7 3 3 2 3 2 2.7 1 1 2 4 1.7 Medium Low Very Low

C15020-C15019 No 6 VCP 1965 125 NA NA 2 2 2 3 2 2.1 1 1 2 5 1.9 Medium Low Very Low

C15021-C15020 No 6 CIP 1965 184 NA NA 4 4 4 3 2 3.5 1 1 1 5 1.8 High Low Medium

C15022-C15021 No 6 VCP 1965 97 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low
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C15023-C15022 No 6 VCP 1965 301 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15024-C15023 No 6 VCP 1965 302 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15025-C15024 No 6 VCP 1965 162 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15026-C15022 No 6 VCP 1965 26 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15027R-C15026 No 6 VCP 1965 206 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15028-C15011 No 6 VCP 1961 213 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15029-C15028 Yes 6 VCP 1964 248 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C15030R-C15029 Yes 6 VCP 1962 191 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C15031-C15009 Yes 6 VCP 1961 48 1.1 1 2 2 2 4 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

C15032-C15031 Yes 6 VCP 1961 190 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C15033-C15032 Yes 6 VCP 1961 253 3.5 21 3 4 2 1 2 2.7 1 1 1 3 1.4 Medium Very Low Very Low

C15034R-C15033 No 6 VCP 1964 199 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

C15035-C14026 No 6 VCP 1963 265 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

C15036-C15035 No 6 VCP 1965 252 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

C15037-C15036 No 6 VCP 1965 245 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15038-C15037 No 6 VCP 1965 206 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15039-C15038 No 6 VCP 1965 263 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15040-C15039 No 6 VCP 1965 241 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15041-C15040 No 6 VCP 1965 322 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15042-C15041 No 6 VCP 1965 231 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15043-C15042 No 6 VCP 1965 109 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15044R-C15067 Yes 6 VCP 1965 18 1 0 1 1 2 2 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

C15045-C15037 No 6 VCP 1965 185 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15046-C15045 No 6 VCP 1965 147 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15047-C15046 No 6 VCP 1965 288 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

C15048-C15036 No 6 VCP 1965 282 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

C15049-C15016 No 8 VCP 1965 220 NA NA 2 2 2 1 2 1.9 1 1 2 4 1.7 Low Low Very Low

C15050R-C15032 No 6 VCP 1961 71 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15051-C15049 No 6 VCP 1977 306 NA NA 2 2 2 1 2 1.9 1 1 2 4 1.7 Low Low Very Low

C15052-C15051 No 6 ACP 1977 292 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15053-C15052 Yes 6 ACP 1977 249 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C15054R-C15053 Yes 6 ACP 1977 108 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C15055-C15052 No 6 ACP 1977 168 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15056R-C15055 No 6 ACP 1977 119 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C15057-C15012 No 6 VCP 1964 23 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

C15058-C15064 Yes 6 ACP 1977 35 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C15059R-C15058 Yes 6 ACP 1977 89 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C15060-C15064 Yes 6 ACP 1978 141 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C15061-C15036 Yes 6 PVC 1990 59 1 0 1 1 2 1 2 1.3 1 1 2 3 1.5 Very Low Very Low Very Low

C15062R-C15061 Yes 6 PVC 1990 123 1 0 1 1 2 1 2 1.3 1 1 2 3 1.5 Very Low Very Low Very Low

C15063R-C14008 Yes 6 VCP 1963 154 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C15064-C15057 Yes 6 ACP 1977 168 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C15065-C15067 No 6 VCP 1965 150 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15066-C15065 No 6 VCP 1965 226 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C15067-C15043 Yes 6 VCP 1965 122 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low
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C16001-C16072 Yes 10 VCP 1965 52 1 0 1 1 2 3 2 1.5 2 3 2 1 2.0 Very Low Low Very Low

C16002-C16079 Yes 10 VCP 1965 116 1 0 1 1 2 3 2 1.5 2 4 2 1 2.2 Very Low Medium Very Low

C16003-C16002 Yes 10 VCP 1965 214 2.2 4 2 2 2 1 2 1.9 2 4 2 1 2.2 Low Medium Very Low

C16004-C16003 Yes 10 VCP 1965 162 2.4 8 2 3 2 1 2 2.1 2 4 2 2 2.4 Medium Medium Low

C16005-C16004 Yes 10 VCP 1965 282 3.2 6 3 3 2 1 2 2.5 2 4 2 2 2.4 Medium Medium Low

C16006-C16005 Yes 8 VCP 1965 192 3.2 6 3 3 2 1 2 2.5 1 5 2 2 2.1 Medium Medium Low

C16007-C16006 Yes 8 VCP 1965 240 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16008-C16007 No 8 VCP 1965 97 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16009-C16008 No 8 VCP 1965 266 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16010-C16009 No 8 VCP 1965 398 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16011-C16071 Yes 8 VCP 1965 97 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16011S-C16011 No 6 UNK 1965 10 NA NA 3 3 3 2 2 2.7 1 4 1 1 1.6 Medium Low Very Low

C16012-C16011 No 6 VCP 1965 41 NA NA 2 2 2 3 2 2.1 1 4 1 1 1.6 Medium Low Very Low

C16013-C16012 No 6 VCP 1965 237 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16014-C16013 No 6 VCP 1965 303 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

C16015-C16012 Yes 6 ACP 1967 339 5.1 5 4 2 2 1 2 2.7 1 4 1 1 1.6 Medium Low Very Low

C16016R-C16015 No 6 ACP 1967 271 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

C16017-C16011 Yes 6 VCP 1965 105 1 0 1 1 2 1 2 1.3 1 5 1 1 1.8 Very Low Low Very Low

C16018-C16008 Yes 6 CIP 1967 65 1 0 1 1 4 1 2 1.5 1 5 1 1 1.8 Very Low Low Very Low

C16018S-C16018 No 6 UNK 1967 5 NA NA 3 3 3 2 2 2.7 1 4 1 1 1.6 Medium Low Very Low

C16019-C16018 No 6 ACP 1967 180 NA NA 2 2 2 3 2 2.1 1 4 1 1 1.6 Medium Low Very Low

C16020-C16019 Yes 6 ACP 1967 75 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16021-C16020 Yes 6 VCP 1969 281 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16022-C16019 Yes 6 ACP 1967 210 1 0 1 1 2 3 2 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

C16023-C16022 Yes 6 ACP 1967 136 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

C16024-C16023 Yes 6 VCP 1969 52 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

C16025-C16024 Yes 6 VCP 1969 178 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

C16026-C16023 No 6 VCP 1969 246 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

C16027-C16022 Yes 6 ACP 1965 159 3.1 3 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

C16028-C16005 Yes 6 ACP 1968 215 3.3 9 3 3 2 1 2 2.5 1 4 2 2 1.9 Medium Low Very Low

C16029-C16028 Yes 6 ACP 1968 209 3.1 3 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

C16029S-C16029 No 6 UNK 1968 21 NA NA 3 3 3 2 2 2.7 1 2 1 2 1.4 Medium Very Low Very Low

C16030-C16029 Yes 6 ACP 1968 184 3.3 9 3 3 2 1 2 2.5 1 2 1 3 1.6 Medium Low Very Low

C16031-C16030 Yes 6 ACP 1968 203 3.3 9 3 3 2 1 2 2.5 1 1 1 3 1.4 Medium Very Low Very Low

C16032-C16030 Yes 6 ACP 1968 144 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

C16032S-C16032 No 6 UNK 1968 6 NA NA 3 3 3 2 2 2.7 1 2 1 3 1.6 Medium Low Very Low

C16033-C16004 Yes 6 VCP 1965 148 1 0 1 1 2 1 2 1.3 1 5 2 2 2.1 Very Low Medium Very Low

C16034-C16033 No 6 VCP 1965 194 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16035-C16034 No 6 VCP 1965 173 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16036-C16003 Yes 6 VCP 1966 334 3.7 21 3 4 2 1 2 2.7 1 4 2 2 1.9 Medium Low Very Low

C16037-C16036 Yes 6 VCP 1966 265 3.6 18 3 3 2 1 2 2.5 1 2 1 2 1.4 Medium Very Low Very Low

C16037S-C16037 No 6 UNK 1966 19 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

C16038-D16027 Yes 6 VCP 1965 210 1 0 1 1 2 3 2 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

C16039-C16038 Yes 6 ACP 1967 233 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16040-C16039 Yes 6 ACP 1967 238 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low
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C16041-C16040 No 6 ACP 1967 247 NA NA 2 2 2 2 2 2.0 1 3 1 1 1.4 Low Very Low Very Low

C16042-C16041 No 6 ACP 1967 85 NA NA 2 2 2 2 2 2.0 1 3 1 1 1.4 Low Very Low Very Low

C16043-C16042 No 6 ACP 1967 95 NA NA 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low

C16044-C16043 Yes 6 ACP 1967 211 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

C16045-D16028 Yes 6 ACP 1965 201 1 0 1 1 2 3 2 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

C16046-C16045 Yes 6 VCP 1965 200 1 0 1 1 2 3 2 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

C16047-C17028 Yes 6 ACP 1967 163 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C16048-C16047 Yes 6 ACP 1967 170 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

C16049-C15020 No 6 VCP 1965 225 NA NA 2 2 2 1 3 2.1 1 1 1 5 1.8 Medium Low Very Low

C16050-C15019 No 8 VCP 1965 267 NA NA 2 2 2 1 2 1.9 1 1 2 4 1.7 Low Low Very Low

C16051-C16050 No 6 VCP 1965 250 NA NA 2 2 2 1 2 1.9 1 1 2 3 1.5 Low Very Low Very Low

C16052-C16005 Yes 8 ACP 1972 223 1 0 1 1 2 1 2 1.3 1 4 2 2 1.9 Very Low Low Very Low

C16053-C16052 Yes 8 ACP 1972 195 1 0 1 1 2 1 2 1.3 1 4 2 2 1.9 Very Low Low Very Low

C16054-C16053 Yes 8 ACP 1972 86 1 0 1 1 2 1 2 1.3 1 3 2 2 1.7 Very Low Low Very Low

C16055-C16054 Yes 8 ACP 1972 161 2.2 4 2 2 2 1 2 1.9 1 4 2 2 1.9 Low Low Very Low

C16056-C16055 Yes 8 ACP 1972 185 1 0 1 1 2 1 2 1.3 1 5 2 1 1.9 Very Low Low Very Low

C16056S-C16056 No 8 UNK 1972 5 NA NA 3 3 3 2 2 2.7 1 5 1 1 1.8 Medium Low Very Low

C16057-C16056 Yes 6 ACP 1972 126 3.4 12 3 3 2 1 2 2.5 1 5 1 1 1.8 Medium Low Very Low

C16058-C16057 Yes 6 ACP 1972 160 3.2 10 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

C16059-C16058 Yes 6 ACP 1972 166 3.5 15 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

C16060-C16059 Yes 6 ACP 1972 177 3.4 12 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

C16061-C16060 Yes 6 ACP 1972 148 3.1 5 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16062-C16082 Yes 6 ACP 1972 144 3.4 12 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

C16063-C16062 Yes 6 ACP 1972 148 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16064-C16063 Yes 6 ACP 1972 345 3.8 26 3 4 2 1 2 2.7 1 3 1 1 1.4 Medium Very Low Very Low

C16065-C16064 Yes 6 ACP 1972 109 3.5 17 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

C16066R-C16065 Yes 6 ACP 1972 108 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

C16067-C16054 No 6 ACP 1972 276 NA NA 2 2 2 1 2 1.9 1 3 2 2 1.7 Low Low Very Low

C16068-C16067 Yes 6 ACP 1972 72 3.1 3 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

C16069-C16050 No 8 VCP 1965 128 NA NA 2 2 2 1 2 1.9 1 1 2 3 1.5 Low Very Low Very Low

C16070-C16069 No 8 ACP 1972 81 NA NA 2 2 2 1 2 1.9 1 1 2 3 1.5 Low Very Low Very Low

C16071-C16103 Yes 8 VCP 1965 52 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16071R-C16070 No 8 ACP 1972 109 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C16072-D16012 Yes 10 VCP 1965 248 1 0 1 1 2 3 2 1.5 2 3 2 1 2.0 Very Low Low Very Low

C16073-C16071 No 6 ACP 1972 155 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16074-C16073 No 6 ACP 1972 102 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

C16074R-C16061 Yes 6 ACP 1972 41 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16075-C16057 Yes 6 ACP 1972 54 4.1 4 3 2 2 1 2 2.3 1 3 1 2 1.6 Medium Low Very Low

C16075R-C16074 No 6 ACP 1972 56 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

C16076-C16021 Yes 6 VCP 1969 29 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16077-C16076 Yes 6 ACP 1972 48 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16078R-C16077 Yes 6 ACP 1972 111 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16079-C16001 Yes 10 VCP 1965 200 1 0 1 1 2 3 2 1.5 2 4 2 1 2.2 Very Low Medium Very Low

C16080-C16079 Yes 6 ACP 1977 304 3.5 15 3 3 2 1 2 2.5 1 4 2 1 1.7 Medium Low Very Low

C16081-C16080 Yes 6 ACP 1978 340 3.8 24 3 4 2 1 2 2.7 1 2 1 1 1.2 Medium Very Low Very Low
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C16082-C16061 Yes 6 ACP 1972 60 3.2 6 3 3 2 1 2 2.5 1 4 1 1 1.6 Medium Low Very Low

C16083-C16100 Yes 6 ACP 1970 24 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16084-C16069 No 6 PVC 1984 45 NA NA 2 2 2 1 2 1.9 1 1 2 3 1.5 Low Very Low Very Low

C16084S-C16084 No 6 UNK 1984 4 NA NA 2 2 2 2 2 2.0 1 1 2 3 1.5 Low Very Low Very Low

C16085-C16084 Yes 6 PVC 1984 85 1 0 1 1 2 1 2 1.3 1 1 2 3 1.5 Very Low Very Low Very Low

C16086-C16085 Yes 6 PVC 1984 117 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C16087-C16086 No 6 PVC 1984 69 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C16088-C16087 No 6 PVC 1984 200 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C16089-C16051 No 6 VCP 1965 238 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C16090-C16089 No 6 ACP 1987 194 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C16091-C16090 No 6 ACP 1987 353 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C16092-C16103 No 6 PVC 1981 41 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C16093-C16092 Yes 6 PVC 1981 116 3.6 18 3 3 2 1 2 2.5 1 5 1 1 1.8 Medium Low Very Low

C16094-C16010 No 8 VCP 1965 77 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

C16095-C16094 Yes 6 PVC 1989 150 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16096-C16095 Yes 6 PVC 1989 106 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16097R-C16096 Yes 6 PVC 1981 105 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C16098R-C16075 No 6 PVC 1989 126 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

C16099R-C16075 No 6 PVC 1989 99 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

C16100-C16082 Yes 6 ACP 1978 305 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16101-C16100 Yes 6 PVC 1990 139 1 0 1 1 2 1 2 1.3 1 5 1 1 1.8 Very Low Low Very Low

C16101R-C16101 No 6 UNK 1990 5 NA NA 2 2 2 2 2 2.0 1 4 1 1 1.6 Low Low Very Low

C16102-C16016R Yes 6 PVC 1994 156 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

C16103-C16094 Yes 8 VCP 1965 184 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C16103R-C16068 No 6 PVC 1994 121 NA NA 2 2 2 2 2 2.0 1 2 2 2 1.5 Low Very Low Very Low

C16104-C16108 Yes 6 VCP 1972 270 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

C16108-C16072 Yes 6 VCP 1972 355 3.1 3 2 2 2 1 2 1.9 1 3 2 1 1.5 Low Very Low Very Low

C17001-C16017 No 6 VCP 1965 297 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C17002-C17001 No 6 VCP 1965 222 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C17003-C17002 No 6 VCP 1965 239 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C17004-C17003 Yes 6 VCP 1965 391 4.4 41 4 4 2 1 2 3.1 1 4 1 1 1.6 High Low Medium

C17005-C17004 No 6 VCP 1965 206 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

C17006-C17004 Yes 6 VCP 1965 221 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C17007-C17002 Yes 6 VCP 1965 214 1 0 1 1 2 1 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

C17008-C17007 No 6 VCP 1965 162 NA NA 2 2 2 4 2 2.2 1 3 1 1 1.4 Medium Very Low Very Low

C17009-C17008 No 6 VCP 1965 204 NA NA 2 2 2 4 2 2.2 1 3 1 1 1.4 Medium Very Low Very Low

C17010R-C17007 No 6 VCP 1965 354 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

C17011-C16021 Yes 6 VCP 1972 300 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

C17012-C17011 Yes 6 VCP 1972 211 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

C17013-C17012 Yes 6 VCP 1969 298 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17014-C17013 Yes 6 VCP 1969 255 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17015-C17014 Yes 6 VCP 1969 274 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

C17016-C17015 Yes 6 VCP 1969 169 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

C17017-C17014 Yes 6 VCP 1969 134 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17018-C16025 Yes 6 VCP 1969 240 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low
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C17019-C17018 Yes 6 VCP 1969 261 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17020-C17044 Yes 6 VCP 1969 74 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17022-C17019 Yes 6 VCP 1969 164 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17023-C17022 Yes 6 VCP 1969 156 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17024-C17023 Yes 6 VCP 1969 185 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17025-C17023 Yes 6 VCP 1969 151 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17026-D16053 Yes 6 ACP 1967 215 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C17027-C17026 Yes 6 ACP 1967 176 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C17028-C17027 Yes 6 ACP 1967 165 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C17029-C17017 Yes 6 ACP 1970 344 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17030-C17029 Yes 6 ACP 1970 184 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17031-C17030 Yes 6 ACP 1970 180 3.3 9 3 3 2 1 2 2.5 1 1 1 3 1.4 Medium Very Low Very Low

C17032-C17031 Yes 6 ACP 1970 192 3.4 12 3 3 2 1 2 2.5 1 1 1 4 1.6 Medium Low Very Low

C17033-C17032 Yes 6 ACP 1970 272 3.2 6 3 3 2 1 2 2.5 1 1 1 4 1.6 Medium Low Very Low

C17034-C17033 Yes 6 ACP 1970 146 3.1 3 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C17035-C17034 Yes 6 ACP 1970 153 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17036-C17035 Yes 6 ACP 1970 212 3.1 3 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C17037R-C17036 Yes 6 ACP 1970 300 3.3 9 3 3 2 1 2 2.5 1 1 1 4 1.6 Medium Low Very Low

C17038-C17030 Yes 6 ACP 1972 147 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17039-C17038 No 6 ACP 1972 86 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C17040-C17029 Yes 6 ACP 1970 296 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17041-C17040 Yes 6 ACP 1970 261 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17042R-C17041 No 6 ACP 1970 172 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

C17044-C17019 Yes 6 VCP 1969 110 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17045-C17044 Yes 6 ACP 1970 105 2.2 4 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C17046-C17045 Yes 6 ACP 1970 54 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17047-C17046 Yes 6 ACP 1970 85 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

C17048-C17047 Yes 6 ACP 1970 76 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17049-C17048 Yes 6 ACP 1970 82 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17050R-C17049 Yes 6 ACP 1970 99 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

C17051-C17050R Yes 6 ACP 1970 35 2.2 4 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C17052R-C17051 Yes 6 ACP 1970 140 3.4 12 3 3 2 1 2 2.5 1 1 1 3 1.4 Medium Very Low Very Low

C17053R-C17052R No 6 ACP 1970 86 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C17054-C16076 Yes 6 ACP 1972 243 1 0 1 1 2 2 2 1.4 1 3 1 2 1.6 Very Low Low Very Low

C17055R-C17054 Yes 6 ACP 1972 177 1 0 1 1 2 2 2 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

C17056-C16078R Yes 6 ACP 1972 284 3.5 15 3 3 2 1 2 2.5 1 3 1 1 1.4 Medium Very Low Very Low

C17057-C17056 Yes 6 PVC 1985 284 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

C17058-C17059 Yes 6 PVC 1985 153 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

C17059-C16093 Yes 6 PVC 1985 322 1 0 1 1 2 2 2 1.4 1 4 1 1 1.6 Very Low Low Very Low

C17060R-C17020 Yes 6 VCP 1969 200 1 0 1 1 2 1 2 1.3 1 1 1 5 1.8 Very Low Low Very Low

C17061-C18024 No 6 ACP 1972 114 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

C17062-C17061 No 6 ACP 1972 148 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

C17063S-C17034 No 6 UNK 1970 46 NA NA 3 3 3 2 2 2.7 1 1 1 3 1.4 Medium Very Low Very Low

C18001-B17015 No 6 VCP 1965 289 NA NA 2 2 2 1 2 1.9 1 5 1 1 1.8 Low Low Very Low

C18003-C17041 Yes 6 ACP 1970 279 1 0 1 1 2 2 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low
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C18004-C18003 Yes 6 ACP 1970 124 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18005-C17039 No 6 ACP 1972 222 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

C18006-C18005 Yes 6 ACP 1972 203 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18007-C18006 Yes 6 ACP 1972 220 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18008-C18007 Yes 6 ACP 1972 264 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18009-C18008 Yes 6 ACP 1972 264 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18010-C18009 Yes 6 ACP 1972 49 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18011-C18010 Yes 6 ACP 1972 105 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18012-C18011 Yes 6 ACP 1972 249 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18013-C18010 Yes 6 ACP 1972 68 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18014-C18013 Yes 6 ACP 1972 146 3.6 18 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

C18015R-C18014 Yes 6 ACP 1972 146 4.1 4 3 2 2 1 2 2.3 1 2 1 1 1.2 Medium Very Low Very Low

C18016-C18009 No 6 ACP 1972 88 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C18017-C18016 Yes 6 ACP 1972 100 3.4 12 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

C18018-C18017 Yes 6 ACP 1972 38 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

C18019-C18018 Yes 6 ACP 1972 170 3.1 7 2 3 2 1 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

C18021-C18008 Yes 6 ACP 1972 198 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18022-C18021 Yes 6 ACP 1972 122 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18023-C18022 Yes 6 ACP 1972 214 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18024-C18023 Yes 6 ACP 1972 259 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18025-C18005 Yes 6 ACP 1972 254 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18026-C18025 Yes 6 ACP 1972 300 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

C18027-C18021 Yes 6 ACP 1972 137 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18028-C18019 Yes 6 ACP 1972 127 3.4 12 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

C18029-C18028 No 6 PVC 1990 48 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

C18030-C18029 Yes 6 PVC 2001 53 1 0 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18031-C18030 Yes 6 PVC 2001 270 1 0 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

C18032R-C18031 No 6 PVC 2001 54 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

D11001-D12009 No 8 ACP 1981 262 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11002-D11001 No 8 ACP 1981 58 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11003-D11002 No 8 ACP 1981 289 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11003S-D11003 No 6 ACP 1981 30 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

D11004-D11003 No 8 ACP 1981 285 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11005-D11004 No 8 ACP 1981 245 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11006-D11005 No 8 ACP 1981 265 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11007-D11006 No 6 ACP 1981 293 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11008-D11007 No 6 ACP 1981 108 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11009-D11008 No 6 ACP 1981 201 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11010-D11002 No 6 ACP 1981 82 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11011-D11010 No 6 ACP 1981 344 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11012-D12008 No 6 ACP 1981 341 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11013-D11012 No 6 ACP 1981 241 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11014-D11013 No 6 ACP 1981 239 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11015R-D11014 No 6 ACP 1981 102 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D11016-D12102 No 6 ACP 1981 110 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low
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D11017-D11016 No 6 ACP 1981 100 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11018R-D11017 No 6 ACP 1981 89 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D11019R-D12104 No 6 ACP 1981 369 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12001-D13005 Yes 10 VCP 1965 212 4.1 4 3 2 2 1 2 2.3 2 1 1 2 1.7 Medium Low Very Low

D12002-D12001 Yes 10 VCP 1965 244 1 0 1 1 2 1 2 1.3 2 1 4 2 2.0 Very Low Low Very Low

D12003-D12002 Yes 10 VCP 1965 302 1 0 1 1 2 1 2 1.3 2 1 1 2 1.7 Very Low Low Very Low

D12004-D12003 No 10 VCP 1965 167 NA NA 2 2 2 1 2 1.9 2 1 1 2 1.7 Low Low Very Low

D12005-D12004 Yes 10 VCP 1965 117 1 0 1 1 2 3 2 1.5 2 1 1 2 1.7 Very Low Low Very Low

D12006-D12037 No 8 VCP 1964 135 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12007-D12006 No 8 VCP 1964 66 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12008-D12100 No 8 VCP 1964 115 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12009-D12008 No 8 VCP 1964 291 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12010-D12004 No 6 VCP 1965 208 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D12011-D12010 No 6 VCP 1965 44 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12012R-D12011 No 6 VCP 1965 117 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12013-D12001 No 6 VCP 1965 186 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D12014-D12013 No 6 VCP 1965 223 NA NA 2 2 2 1 2 1.9 1 1 4 1 1.3 Low Very Low Very Low

D12015-D12014 No 6 VCP 1965 261 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D12016-D12015 No 6 VCP 1965 164 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12017R-D12016 No 6 VCP 1965 226 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12018R-D12015 No 6 VCP 1965 120 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12019R-D12013 No 6 VCP 1965 206 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12020-E12020 Yes 6 VCP 1965 301 2.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12021-D13021 No 6 VCP 1965 299 NA NA 2 2 2 1 2 1.9 1 1 4 4 1.9 Low Low Very Low

D12021S-D12021 No 6 VCP 1965 65 NA NA 2 2 2 2 2 2.0 1 1 4 5 2.1 Low Medium Very Low

D12022-D12021 No 6 VCP 1965 288 NA NA 2 2 2 1 2 1.9 1 1 4 4 1.9 Low Low Very Low

D12023-D13034 No 8 VCP 1965 294 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12024-D12023 No 6 VCP 1965 275 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12025-D12024 No 6 VCP 1965 269 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12026-D12023 No 8 VCP 1970 41 NA NA 2 2 2 1 2 1.9 1 1 4 4 1.9 Low Low Very Low

D12027-D12026 No 8 VCP 1970 184 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12028-D12027 No 8 VCP 1970 200 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12029-D12028 No 8 VCP 1970 50 NA NA 2 2 2 3 2 2.1 1 1 1 4 1.6 Medium Low Very Low

D12030-D12028 No 6 ACP 1976 263 NA NA 2 2 2 3 2 2.1 1 1 1 4 1.6 Medium Low Very Low

D12031-D12030 No 6 ACP 1976 74 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

D12032-D12031 No 6 ACP 1976 84 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12033-D12032 No 6 ACP 1976 299 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12034R-D12033 No 6 ACP 1976 140 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D12035-D12031 No 6 ACP 1976 237 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12036-D12035 No 6 ACP 1976 349 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D12037-D12005 No 10 VCP 1965 123 NA NA 2 2 2 1 2 1.9 2 1 1 1 1.5 Low Very Low Very Low

D12038-D12037 No 6 ACP 1978 290 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12040-D12042 No 6 ACP 1979 329 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12041-D12040 No 6 ACP 1979 332 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12042-D12044 No 6 ACP 1978 181 NA NA 2 2 2 3 2 2.1 1 1 1 4 1.6 Medium Low Very Low
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D12043-D12042 Yes 6 ACP 1979 229 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D12044-D12057 Yes 6 VCP 1978 54 1 0 1 1 2 3 2 1.5 1 1 1 4 1.6 Very Low Low Very Low

D12045-D12044 No 6 ACP 1979 147 NA NA 2 2 2 3 2 2.1 1 1 1 4 1.6 Medium Low Very Low

D12046-D12045 No 6 ACP 1979 165 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12047-D13021 No 6 VCP 1978 67 NA NA 2 2 2 1 2 1.9 1 1 4 3 1.7 Low Low Very Low

D12048-D12047 No 6 VCP 1978 94 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12049-D12048 No 6 VCP 1978 84 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12050-D12049 No 6 VCP 1978 140 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12051-D12050 No 6 VCP 1978 45 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12052-D12051 No 6 VCP 1978 102 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12053-D12052 No 6 VCP 1978 61 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12054-D12053 No 6 VCP 1978 69 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12055-D12054 No 6 VCP 1978 71 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12056-D12054 Yes 6 VCP 1978 108 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D12057-D12052 No 6 VCP 1978 109 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12058-D12051 No 6 VCP 1978 152 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12059-D12050 No 6 VCP 1978 115 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12060-D12049 Yes 6 VCP 1978 120 2.4 8 2 3 2 1 2 2.1 1 1 1 4 1.6 Medium Low Very Low

D12061-D12047 No 6 VCP 1978 66 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12062-D12061 No 6 VCP 1978 159 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12063-D12062 No 6 VCP 1978 105 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12064-D12063 No 6 VCP 1978 213 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12065-D12064 No 6 VCP 1978 62 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12066-D12065 No 6 VCP 1978 13 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12067-D12066 No 6 VCP 1978 53 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12068-D12067 No 6 VCP 1978 61 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12069-D12067 Yes 6 VCP 1978 71 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

D12070-D12063 No 6 VCP 1978 83 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12071-D12070 No 6 VCP 1978 53 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12072-D12071 No 6 VCP 1978 91 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12073-D12072 Yes 6 VCP 1978 90 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D12074-D12073 No 6 VCP 1978 116 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12075-D12072 No 6 VCP 1978 87 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

D12076-D12075 No 6 VCP 1978 119 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

D12077-D12071 No 6 VCP 1978 132 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12078-D12061 No 6 VCP 1978 110 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12080-D12096 No 6 VCP 1970 43 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12081-D12080 No 6 VCP 1978 40 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12082-D12081 No 6 VCP 1978 227 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12083-D12082 No 6 ACP 1979 54 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12084-D12083 No 6 ACP 1979 130 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12085-D12084 No 6 ACP 1979 11 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

D12086-D12085 No 6 ACP 1979 47 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

D12087-D12086 No 6 ACP 1979 95 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12088-D12087 No 6 ACP 1979 118 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low
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D12089-D12086 No 6 ACP 1979 235 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12090-D12089 No 6 ACP 1979 128 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12091-D12083 No 6 ACP 1979 53 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12092-D12091 Yes 6 ACP 1979 114 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D12093-D12083 No 6 ACP 1979 144 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12094-D12080 No 6 VCP 1979 86 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12096-D12029 No 8 VCP 1970 147 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12097R-D12107 Yes 6 VCP 1979 26 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

D12098R-D12107 Yes 6 VCP 1979 56 4.1 4 3 2 2 3 2 2.5 1 1 1 3 1.4 Medium Very Low Very Low

D12099-D12096 No 8 VCP 1970 234 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D12100-D12007 No 8 VCP 1964 214 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12101-D12100 No 6 ACP 1981 233 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12102-D12101 No 6 ACP 1981 153 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12103-D12007 No 6 VCP 1964 238 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12104-D12103 No 6 ACP 1964 328 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12105R-D12009 No 6 ACP 1981 155 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12106R-D12101 No 6 ACP 1981 201 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D12107-D12099 No 6 VCP 1979 26 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D12108S-D12057 Yes 6 VCP 1978 19 1 0 1 1 2 2 2 1.4 1 1 1 4 1.6 Very Low Low Very Low

D13001-E13004 Yes 10 VCP 1965 320 1 0 1 1 2 1 2 1.3 2 1 1 2 1.7 Very Low Low Very Low

D13002-D13001 Yes 10 VCP 1965 277 4.1 4 3 2 2 1 2 2.3 2 1 1 2 1.7 Medium Low Very Low

D13003-D13002 Yes 10 VCP 1965 299 1 0 1 1 2 1 2 1.3 2 1 1 2 1.7 Very Low Low Very Low

D13004-D13003 Yes 10 VCP 1965 297 1 0 1 1 2 1 2 1.3 2 1 1 2 1.7 Very Low Low Very Low

D13005-D13004 Yes 10 VCP 1965 283 1.1 1 2 2 2 1 3 2.1 2 1 1 2 1.7 Medium Low Very Low

D13006-E13004 Yes 15 VCP 1965 336 1 0 1 1 2 1 2 1.3 4 2 1 3 3.1 Very Low High Very Low

D13007-D13006 Yes 15 VCP 1965 257 1 0 1 1 2 1 2 1.3 4 2 1 3 3.1 Very Low High Very Low

D13008-D13007 No 15 VCP 1965 296 NA NA 2 2 2 1 2 1.9 4 2 1 3 3.1 Low High Low

D13009-D13008 No 12 VCP 1965 306 NA NA 2 2 2 1 2 1.9 3 2 1 3 2.6 Low Medium Very Low

D13010-D13009 No 12 VCP 1965 300 NA NA 2 2 2 1 2 1.9 3 1 1 3 2.4 Low Medium Very Low

D13011-D13010 No 12 VCP 1965 300 NA NA 2 2 2 1 2 1.9 3 1 1 3 2.4 Low Medium Very Low

D13012-D13011 No 12 VCP 1965 268 NA NA 2 2 2 1 2 1.9 3 2 1 3 2.6 Low Medium Very Low

D13013-D13012 No 12 VCP 1965 301 NA NA 2 2 2 1 2 1.9 3 2 1 3 2.6 Low Medium Very Low

D13014-D13013 No 12 VCP 1965 301 NA NA 2 2 2 1 2 1.9 3 2 1 3 2.6 Low Medium Very Low

D13015-D13014 No 12 VCP 1965 249 NA NA 2 2 2 1 2 1.9 3 2 1 3 2.6 Low Medium Very Low

D13016-D13015 No 12 VCP 1965 306 NA NA 2 2 2 1 2 1.9 3 1 1 3 2.4 Low Medium Very Low

D13017-D13016 No 12 VCP 1965 264 NA NA 2 2 2 1 2 1.9 3 1 1 4 2.6 Low Medium Very Low

D13018-D13017 No 8 VCP 1965 299 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13018S-D13018 No 6 VCP 1965 76 NA NA 2 2 2 2 2 2.0 1 1 4 5 2.1 Low Medium Very Low

D13019-D13018 No 8 VCP 1965 296 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13020-D13019 No 8 VCP 1965 215 NA NA 2 2 2 2 2 2.0 1 1 4 4 1.9 Low Low Very Low

D13021-D13020 No 8 VCP 1965 300 NA NA 2 2 2 2 2 2.0 1 1 4 4 1.9 Low Low Very Low

D13022-D13012 No 8 VCP 1965 304 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

D13023-D13022 No 6 VCP 1965 301 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13024-D13023 No 6 VCP 1965 300 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13025-D13024 No 6 VCP 1965 232 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low
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D13026-D13025 No 6 VCP 1965 232 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13027-D13026 No 6 VCP 1965 296 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13028-D13027 No 6 VCP 1965 289 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13029-D13028 No 6 VCP 1965 299 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13030R-D13029 No 6 VCP 1965 196 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13031-D13022 No 8 VCP 1965 308 NA NA 2 2 2 2 2 2.0 1 1 1 4 1.6 Low Low Very Low

D13032-D13031 No 8 VCP 1965 320 NA NA 2 2 2 2 2 2.0 1 1 1 4 1.6 Low Low Very Low

D13033-D13032 No 8 VCP 1965 294 NA NA 2 2 2 2 2 2.0 1 1 1 4 1.6 Low Low Very Low

D13034-D13033 No 8 VCP 1965 296 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D13035-D13008 Yes 6 VCP 1965 294 2.4 8 2 3 2 1 2 2.1 1 2 1 3 1.6 Medium Low Very Low

D13036-D13035 Yes 6 VCP 1965 298 3.1 3 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D13037-D13036 No 6 VCP 1965 188 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13038-D13037 No 6 VCP 1965 290 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13039R-D13038 Yes 6 VCP 1965 142 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D13040-D13036 No 6 VCP 1965 202 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13041-D13040 No 6 VCP 1965 203 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13042R-D13041 No 6 VCP 1965 147 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13043-D13035 No 6 VCP 1965 297 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13044-D13043 No 6 VCP 1965 302 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13045R-D13044 No 6 VCP 1965 223 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13046R-D13035 No 6 VCP 1965 134 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13047-D13006 No 6 VCP 1965 158 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D13048-D13047 No 6 VCP 1965 241 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13049-D13048 No 6 VCP 1965 190 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13050-D13049 No 6 VCP 1965 200 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13051-D13050 No 6 VCP 1965 242 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13052-D13051 No 6 VCP 1965 200 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D13053-D13052 No 6 VCP 1965 196 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13054-D13053 No 6 VCP 1965 179 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13055R-D13054 No 6 VCP 1965 150 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D13056R-D13053 Yes 6 VCP 1965 136 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D13057R-D13032 Yes 6 VCP 1965 181 3.1 5 2 2 2 2 2 2.0 1 1 1 4 1.6 Low Low Very Low

D13058-D13017 No 12 VCP 1965 67 NA NA 2 2 2 1 2 1.9 3 1 4 4 2.9 Low Medium Very Low

D13059-E13016 Yes 8 VCP 1968 346 1 0 1 1 2 2 2 1.4 1 3 1 4 2.0 Very Low Low Very Low

D13060-D13059 No 8 VCP 1968 293 NA NA 2 2 2 2 2 2.0 1 3 1 4 2.0 Low Low Very Low

D13061-D13060-1 No 6 VCP 1968 46 NA NA 2 2 2 2 2 2.0 1 3 1 4 2.0 Low Low Very Low

D13061-D13060-2 Yes 4 VCP 1968 46 1 0 1 1 2 2 2 1.4 1 3 1 4 2.0 Very Low Low Very Low

D14001-D15040 No 8 VCP 1959 228 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14002-D14001 No 8 VCP 1960 326 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14003-D14002 No 8 VCP 1960 130 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14004-D14003 No 8 VCP 1965 157 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14005-D14004 No 8 VCP 1965 107 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14006-D14005 No 8 VCP 1965 297 NA NA 2 2 2 4 2 2.2 1 2 2 3 1.7 Medium Low Very Low

D14007-D14006 Yes 6 VCP 1965 223 3.2 6 3 3 2 1 2 2.5 1 2 1 3 1.6 Medium Low Very Low

D14008-D14007 No 6 VCP 1965 126 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low
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D14009-D14008 No 6 VCP 1965 254 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14009R-D14009 No 6 VCP 1965 135 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

D14010-D14009R No 6 VCP 1965 124 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

D14011-D14010 Yes 6 VCP 1965 255 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

D14012-D14011 No 6 VCP 1965 310 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14013-D14010 No 6 VCP 1965 205 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14014-D14009 No 6 VCP 1965 295 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14015-D14014 Yes 6 VCP 1965 238 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D14016-D14008 No 6 VCP 1965 319 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14017-D14016 No 6 VCP 1965 222 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14018R-D14016 Yes 6 VCP 1965 140 4.2 8 4 3 2 3 2 3.1 1 1 1 2 1.2 High Very Low Low

D14019-D14006 No 6 ACP 1960 170 NA NA 2 2 2 3 2 2.1 1 2 1 3 1.6 Medium Low Very Low

D14021R-D14004 No 6 VCP 1965 110 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14021S-D14021R No 6 ACP 1967 4 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

D14022-D14003 No 6 VCP 1962 160 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D14023-D14022 No 6 VCP 1962 114 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D14024-D14022 Yes 6 VCP 1965 224 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14025-D14076 No 6 VCP 1962 59 NA NA 2 2 2 5 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

D14026-D14025 Yes 6 VCP 1962 74 4.1 7 3 3 2 5 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

D14027-D14026 Yes 6 VCP 1962 128 4.1 36 3 4 2 5 2 3.1 1 2 4 3 1.9 High Low Medium

D14028-D14062 No 6 VCP 1962 256 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14029R-D14028 No 6 VCP 1963 363 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14030-D14001 No 6 VCP 1960 120 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14031R-D14030 No 6 VCP 1960 131 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

D14032-D14001 No 6 VCP 1960 148 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14033R-D14032 No 6 VCP 1960 99 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14034-E14105 No 6 VCP 1960 196 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14035-D14034 No 6 VCP 1960 315 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14036R-D14035 No 6 VCP 1960 132 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

D14037-D15014 Yes 8 VCP 1954 349 2.1 2 2 2 3 3 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

D14038-D15045 No 6 VCP 1962 189 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D14039-D14068 No 6 VCP 1965 170 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14040-D14012 No 6 ACP 1968 154 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14041-D14040 No 6 VCP 1968 157 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14042-D13061 No 8 VCP 1968 326 NA NA 2 2 2 2 2 2.0 1 3 1 4 2.0 Low Low Very Low

D14043-D14042 Yes 8 VCP 1968 294 1 0 1 1 2 2 2 1.4 1 2 1 4 1.8 Very Low Low Very Low

D14044-D14043 Yes 8 VCP 1968 216 2.2 4 2 2 2 2 2 2.0 1 2 1 4 1.8 Low Low Very Low

D14045-D14044 No 6 ACP 1968 257 NA NA 2 2 2 2 2 2.0 1 3 1 4 2.0 Low Low Very Low

D14046-D14045 No 6 ACP 1968 151 NA NA 2 2 2 2 2 2.0 1 4 1 4 2.2 Low Medium Very Low

D14046R-D14046 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 4 4 4 2.5 High Medium Medium

D14046S-D14046 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 4 1 4 2.2 High Medium Medium

D14047-D14045 No 6 ACP 1968 215 NA NA 2 2 2 2 2 2.0 1 3 1 4 2.0 Low Low Very Low

D14048R-D14044 Yes 8 VCP 1968 149 2.2 4 2 2 2 2 2 2.0 1 2 1 5 2.0 Low Low Very Low

D14049-D14006 No 6 VCP 1972 29 NA NA 2 2 2 3 2 2.1 1 2 1 3 1.6 Medium Low Very Low

D14050-D14049 Yes 6 VCP 1972 149 4.4 29 4 4 2 3 2 3.3 1 2 1 3 1.6 High Low Medium
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D14051-D14050 No 6 VCP 1972 156 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14052-D14051 No 6 VCP 1972 155 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14053-D14052 No 6 VCP 1972 154 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14054-D14054R No 6 PVC 2001 83 NA NA 1 1 1 2 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

D14054R-D14053 No 6 VCP 1972 96 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

D14055R-D14053 No 6 VCP 1972 89 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14056-D14053 No 6 VCP 1972 139 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14057R-D14052 Yes 6 VCP 1972 121 1 0 1 1 2 1 2 1.3 1 3 1 3 1.8 Very Low Low Very Low

D14058R-D14051 Yes 6 VCP 1972 103 3.1 3 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

D14059R-D14050 Yes 6 VCP 1972 99 1 0 1 1 2 3 2 1.5 1 3 1 3 1.8 Very Low Low Very Low

D14060R-D14019 No 6 VCP 1972 90 NA NA 2 2 2 3 2 2.1 1 3 2 3 1.9 Medium Low Very Low

D14061-D14005 No 6 ACP 1980 182 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14062-D14027 No 6 VCP 1962 31 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D14063-D14062 No 6 VCP 1980 359 NA NA 2 2 2 2 2 2.0 1 3 1 3 1.8 Low Low Very Low

D14064R-D14080 Yes 6 PVC 2001 176 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

D14066-D14040 Yes 6 ACP 1968 128 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14067-D14066 No 6 PVC 1984 85 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D14068-D14038 No 6 VCP 1965 65 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14069-D14068 No 6 PVC 1985 171 NA NA 2 2 2 1 2 1.9 1 1 2 2 1.3 Low Very Low Very Low

D14070-D14012 Yes 6 VCP 1965 146 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14071-D14011 Yes 6 PVC 1986 182 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14072-D14071 Yes 6 PVC 1986 214 2.2 4 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14072S-D14072 No 6 UNK 1900 7 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

D14073-D14070 No 6 VCP 1965 13 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D14074-D14077 Yes 6 PVC 1992 73 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14075R-D14074 Yes 6 PVC 1992 90 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14076-D14002 No 6 VCP 1960 180 NA NA 2 2 2 5 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

D14077-D14007 Yes 6 VCP 1965 91 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D14077R-D14076 No 6 PVC 1993 134 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D14080-D14054 Yes 6 PVC 2001 82 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

D14081-D14080 Yes 6 PVC 2001 176 2.3 6 2 3 1 1 2 2.0 1 2 1 2 1.4 Low Very Low Very Low

D14082-D14081 Yes 6 PVC 2001 186 3.1 7 2 3 1 1 2 2.0 1 3 1 3 1.8 Low Low Very Low

D14083-D14082 Yes 6 PVC 2001 68 1 0 1 1 1 1 2 1.2 1 3 1 3 1.8 Very Low Low Very Low

D14084-D14081 Yes 6 PVC 2001 44 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

D14085R-D14084 Yes 6 PVC 2001 108 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

D14087S-D14064R No 6 PVC 2001 69 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

D15002-D15106 Yes 18 PVC 2011 10 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

D15003-D15002 No 10 VCP 1954 69 NA NA 3 3 3 2 2 2.7 2 1 1 1 1.5 Medium Very Low Very Low

D15004-D15003 No 10 VCP 1954 105 NA NA 3 3 3 2 2 2.7 2 1 1 1 1.5 Medium Very Low Very Low

D15005-D15004 Yes 10 VCP 1954 110 1 0 1 1 3 1 2 1.4 2 1 1 1 1.5 Very Low Very Low Very Low

D15006-D15005 Yes 10 VCP 1954 221 4.1 4 3 2 3 3 2 2.6 2 1 1 1 1.5 Medium Very Low Very Low

D15007-D15081 Yes 10 VCP 1954 78 1 0 1 1 3 3 2 1.6 2 1 1 1 1.5 Low Very Low Very Low

D15008-D15007 Yes 10 VCP 1954 186 1 0 1 1 3 3 2 1.6 2 1 1 1 1.5 Low Very Low Very Low

D15009-D15008 Yes 10 VCP 1954 329 2.2 4 2 2 3 3 2 2.2 2 1 1 1 1.5 Medium Very Low Very Low

D15010-D15016R Yes 10 VCP 1954 262 2.2 4 2 2 3 3 2 2.2 2 1 2 1 1.6 Medium Low Very Low
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D15013-D15084 Yes VCP 1959 6 1 0 1 1 2 2 2 1.4 0 1 1 1 0.5 Very Low Very Low Very Low

D15013-D15104 No 8 VCP 1954 160 NA NA 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

D15014-D15013 Yes 8 VCP 1954 182 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

D15015-C15030R Yes 6 ACP 1976 142 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D15016R-D15009 Yes 10 VCP 1954 109 1 0 1 1 3 3 2 1.6 2 1 1 1 1.5 Low Very Low Very Low

D15017-D15084 Yes 8 VCP 1959 310 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15018-D15017 No 8 VCP 1959 303 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15019-D15018 No 8 VCP 1960 179 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15020-D15019 No 8 VCP 1960 214 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15021-D15017 Yes 6 VCP 1959 350 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D15022R-D15105 Yes 6 VCP 1959 75 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15023-D15007 Yes 6 VCP 1960 338 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15025-D15005 No 8 VCP 1961 324 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D15026-D15025 No 8 VCP 1961 321 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D15027-D15026 No 8 VCP 1961 333 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D15028-D15027 Yes 8 VCP 1961 218 2.4 9 2 3 2 3 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

D15029-D15028 No 8 VCP 1961 144 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D15030-D15029 No 8 VCP 1961 233 NA NA 2 2 2 3 2 2.1 1 2 1 1 1.2 Medium Very Low Very Low

D15031R-D15029 No 6 VCP 1961 222 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D15032-D15028 Yes 6 VCP 1961 214 3.6 20 3 3 2 3 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

D15033-D15106 No 6 VCP 1964 278 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15034R-D15033 No 6 VCP 1964 279 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15035-D15002 Yes 12 PVC 2011 50 1 0 1 1 1 1 2 1.2 3 1 1 1 2.0 Very Low Low Very Low

D15036-D15035 No 8 VCP 1956 260 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

D15037-D15036 No 8 VCP 1956 286 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

D15038-D15037 Yes 8 VCP 1959 150 2.2 4 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D15039-D15038 Yes 8 VCP 1959 213 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D15040-D15039 No 8 VCP 1959 329 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D15041R-D15040 Yes 6 VCP 1959 167 5.1 5 4 2 2 3 2 2.9 1 1 1 2 1.2 Medium Very Low Very Low

D15042-D15037 No 6 VCP 1956 102 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

D15043-D15036 No 6 VCP 1956 206 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

D15044-D14024 Yes 6 VCP 1965 377 3.1 7 2 3 2 1 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D15045-D14023 No 6 VCP 1962 207 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D15046R-D14038 No 6 VCP 1965 118 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D15047-D15083 No 6 VCP 1962 41 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15048-D15047 No 6 VCP 1962 115 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15049-D15048 No 6 VCP 1964 103 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15050-D15049 No 6 VCP 1984 110 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15051R-D15048 No 6 VCP 1964 132 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15052-C15029 No 6 VCP 1962 214 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15053R-D15052 No 6 VCP 1962 205 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15056-D15056R No 6 VCP 1969 134 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

D15056R-D15016R No 6 VCP 1969 173 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

D15057-D15056 Yes 6 VCP 1969 74 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

D15058-D15008 No 8 ACP 1971 106 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low
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D15059-D15058 Yes 8 ACP 1971 122 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

D15060-D15059 Yes 8 ACP 1971 125 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

D15061-D15060 Yes 8 ACP 1971 506 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

D15062-D15061 Yes 6 ACP 1971 368 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D15063-D15061 No 6 ACP 1977 173 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15064-D16083 No 6 ACP 1977 273 NA NA 2 2 2 1 2 1.9 1 3 2 2 1.7 Low Low Very Low

D15065-D15090 No 6 ACP 1977 63 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15066-D15065 No 6 ACP 1977 159 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

D15067-D15066 No 6 ACP 1977 72 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15068-D15067 No 6 ACP 1977 219 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15069-D15068 No 6 ACP 1977 287 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15070-D15069 No 6 ACP 1977 255 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15071-D15067 No 6 ACP 1977 298 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15072-D15071 No 6 ACP 1977 255 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15073-D15072 No 6 ACP 1977 104 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15074-D15066 No 6 ACP 1977 254 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15075-D15074 No 6 ACP 1978 294 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

D15075R-D15056 No 6 CIP 1978 131 NA NA 4 4 4 3 2 3.5 1 1 1 1 1.0 High Very Low Low

D15076-D15075 No 6 ACP 1978 374 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

D15077R-D15075 No 6 ACP 1978 137 NA NA 2 2 2 1 2 1.9 1 2 2 1 1.3 Low Very Low Very Low

D15078-D15062 No 6 ACP 1978 134 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15079-D15078 No 6 ACP 1978 166 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

D15080-D15010 No 8 VCP 1954 272 NA NA 3 3 3 3 2 2.8 1 1 2 1 1.1 Medium Very Low Very Low

D15081-D15006 Yes 10 VCP 1954 64 1 0 1 1 3 3 2 1.6 2 1 1 1 1.5 Low Very Low Very Low

D15082-D15010 No 10 PVC 1984 416 NA NA 2 2 2 1 2 1.9 2 1 2 1 1.6 Low Low Very Low

D15082R-D15081 No 6 ACP 1979 252 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D15083-E15027 No 6 VCP 1962 288 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15084-D15082 No 10 PVC 1984 372 NA NA 2 2 2 1 2 1.9 2 1 1 1 1.5 Low Very Low Very Low

D15085-D15083 No 6 ACP 1981 161 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D15086-D15087 No 6 PVC 1994 46 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15086R-D15091 No 6 ACP 1981 81 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D15087-D16094 No 6 PVC 1994 177 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

D15087R-D14069 No 6 PVC 1989 217 NA NA 2 2 2 1 2 1.9 1 1 2 2 1.3 Low Very Low Very Low

D15088-D15090 No 6 ACP 1983 202 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15089-D15086 No 6 PVC 1994 80 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15089R-D15049 No 6 PVC 1991 85 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15090-D15063 No 6 ACP 1977 120 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15091-D15085 No 6 ACP 1981 53 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

D15091R-D15089 No 6 PVC 1994 137 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15092S-D15043 No 6 VCP 1963 229 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D15094S-D15053R No 6 VCP 1962 53 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15097-D15023 Yes 6 VCP 1960 158 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D15099-D15097 Yes 6 VCP 1960 137 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D15100-D15010 No 6 VCP 1968 166 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

D15101R-D15100 Yes 6 VCP 1968 14 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low
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D15102R-D15101R Yes 6 VCP 1979 76 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

D15103-D15100 No 6 VCP 1969 300 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

D15104-D15080 No 8 VCP 1954 355 NA NA 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

D15105-D15021 No 6 VCP 1959 230 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D15106-E15146 Yes 18 PVC 2011 296 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

D15107S-D15106 Yes 18 PVC 2011 10 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

D15108S-D15063 No 6 ACP 1971 9 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

D16001-E16020 Yes 10 VCP 1965 111 1 0 1 1 2 1 2 1.3 2 4 2 5 3.0 Very Low Medium Very Low

D16002-D16001 Yes 10 VCP 1965 269 3.4 12 3 3 2 1 2 2.5 2 4 2 5 3.0 Medium Medium Low

D16003-D16002 Yes 10 VCP 1965 272 3.4 12 3 3 2 1 2 2.5 2 3 2 3 2.4 Medium Medium Low

D16004-D16083 Yes 10 VCP 1965 165 3.1 3 2 2 2 1 2 1.9 2 3 2 2 2.2 Low Medium Very Low

D16005-D16004 Yes 10 VCP 1965 282 2.2 4 2 2 2 1 2 1.9 2 3 2 2 2.2 Low Medium Very Low

D16005-D16038 No 8 VCP 1961 124 NA NA 2 2 2 1 2 1.9 1 3 2 2 1.7 Low Low Very Low

D16006-D16005 Yes 10 VCP 1965 250 1 0 1 1 2 1 2 1.3 2 3 2 2 2.2 Very Low Medium Very Low

D16007-D16006 Yes 10 VCP 1965 299 1.1 1 2 2 2 1 2 1.9 2 3 2 1 2.0 Low Low Very Low

D16008-D16007 Yes 10 VCP 1965 306 2.4 8 2 3 2 1 2 2.1 2 3 2 1 2.0 Medium Low Very Low

D16009-D16092 Yes 10 VCP 1965 99 1 0 1 1 2 1 2 1.3 2 3 2 1 2.0 Very Low Low Very Low

D16010-D16009 Yes 10 VCP 1965 287 1 0 1 1 2 1 2 1.3 2 4 2 1 2.2 Very Low Medium Very Low

D16011-D16010 Yes 10 VCP 1965 285 2.2 4 2 2 2 1 2 1.9 2 4 2 1 2.2 Low Medium Very Low

D16012-D16011 Yes 10 VCP 1965 214 3.2 6 3 3 2 1 2 2.5 2 3 2 1 2.0 Medium Low Very Low

D16013-D16005 Yes 8 VCP 1961 8 1 0 1 1 2 1 2 1.3 1 3 2 2 1.7 Very Low Low Very Low

D16014-D16013 Yes 8 VCP 1961 54 1 0 1 1 2 1 2 1.3 1 3 2 2 1.7 Very Low Low Very Low

D16014S-D16014 No 6 UNK 1900 4 NA NA 4 4 4 2 2 3.4 1 3 2 2 1.7 High Low Medium

D16015-D16014 No 6 ACP 1969 301 NA NA 2 2 2 4 2 2.2 1 5 2 2 2.1 Medium Medium Low

D16016-D16015 Yes 6 ACP 1969 229 3.4 12 3 3 2 4 2 2.8 1 5 2 2 2.1 Medium Medium Low

D16017-D16016 Yes 6 VCP 1961 209 1 0 1 1 2 3 2 1.5 1 3 1 2 1.6 Very Low Low Very Low

D16018-D16017 Yes 6 VCP 1961 168 4.1 23 3 4 2 3 2 2.9 1 3 1 1 1.4 Medium Very Low Very Low

D16019-D16018 Yes 6 VCP 1961 208 2.2 4 2 2 2 3 2 2.1 1 3 1 1 1.4 Medium Very Low Very Low

D16020-D16019 No 6 VCP 1961 64 NA NA 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low

D16021-D16020 Yes 6 VCP 1961 121 1 0 1 1 2 2 2 1.4 1 2 1 1 1.2 Very Low Very Low Very Low

D16022-D16021 No 6 VCP 1965 303 NA NA 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low

D16023-D16022 No 6 VCP 1965 91 NA NA 2 2 2 2 2 2.0 1 3 1 1 1.4 Low Very Low Very Low

D16024-D16023 Yes 6 VCP 1965 149 1 0 1 1 2 2 2 1.4 1 3 2 1 1.5 Very Low Very Low Very Low

D16025-D16024 Yes 6 VCP 1965 129 1 0 1 1 2 2 2 1.4 1 3 2 1 1.5 Very Low Very Low Very Low

D16026-D16025 No 6 VCP 1965 270 NA NA 2 2 2 2 2 2.0 1 3 2 1 1.5 Low Very Low Very Low

D16027-D16026 Yes 6 VCP 1965 306 1 0 1 1 2 3 2 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

D16028-D16027 Yes 6 VCP 1965 165 1 0 1 1 2 3 2 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

D16029-D16026 Yes 6 VCP 1965 168 2.2 4 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

D16030-D16029 Yes 6 VCP 1965 314 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

D16031R-D16030 No 6 VCP 1967 167 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16032-D16025 Yes 6 VCP 1965 126 3.1 3 2 2 2 2 2 2.0 1 4 2 1 1.7 Low Low Very Low

D16033-D16023 No 6 VCP 1965 121 NA NA 2 2 2 2 2 2.0 1 3 1 1 1.4 Low Very Low Very Low

D16034R-D16020 Yes 6 VCP 1961 230 1 0 1 1 2 2 2 1.4 1 3 1 1 1.4 Very Low Very Low Very Low

D16035-D16019 Yes 6 VCP 1961 124 2.2 4 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low

D16036R-D16035 No 6 VCP 1961 224 NA NA 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low
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D16037R-D16018 Yes 6 VCP 1961 202 1 0 1 1 2 2 2 1.4 1 4 1 1 1.6 Very Low Low Very Low

D16038-D15030 No 8 VCP 1961 172 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

D16039-D17003 No 6 VCP 1959 307 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16040-D16039 No 6 VCP 1959 316 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16041-D16040 No 6 VCP 1959 148 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16042-D16041 No 6 VCP 1959 140 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16043-D16042 No 6 VCP 1959 189 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D16044-D16043 Yes 6 VCP 1959 216 3.1 3 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D16045-D16044 Yes 6 VCP 1959 137 3.1 3 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D16046R-D16042 No 6 VCP 1959 236 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16047R-D16041 Yes 6 VCP 1959 233 2.2 4 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16048-D16041 No 6 VCP 1959 151 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D16049-D17002 Yes 6 VCP 1959 173 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D16050-D16049 Yes 6 VCP 1959 90 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D16051R-D16050 Yes 6 VCP 1959 173 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D16052-D16049 Yes 6 VCP 1959 176 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D16053-D16031R No 6 VCP 1967 32 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16054-D16016 Yes 6 ACP 1969 299 3.5 19 3 3 2 3 2 2.7 1 3 1 2 1.6 Medium Low Very Low

D16055-D16067 Yes 6 ACP 1969 319 2.2 4 2 2 2 3 2 2.1 1 1 2 1 1.1 Medium Very Low Very Low

D16056-D16055 Yes 6 ACP 1967 234 3.2 10 3 3 2 1 2 2.5 1 1 2 1 1.1 Medium Very Low Very Low

D16057-D16074 No 6 ACP 1967 22 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D16058-D16042 No 6 ACP 1973 139 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

D16059-D16058 Yes 6 ACP 1973 107 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D16060-D16059 Yes 6 ACP 1973 274 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D16060S-D16060 No 6 ACP 1973 141 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

D16062-D16048 No 6 ACP 1972 197 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

D16063-D16062 No 6 ACP 1972 97 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D16063R-D16059 Yes 6 ACP 1973 122 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D16064-D16063 Yes 6 ACP 1972 123 3.1 3 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

D16065-D16064 Yes 6 ACP 1972 134 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D16066-D16052 Yes 6 ACP 1972 113 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

D16067-D16054 Yes 6 ACP 1969 42 1 0 1 1 2 3 2 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

D16068-D16067 Yes 6 ACP 1977 221 4.1 7 3 3 2 3 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

D16069-D16055 Yes 6 ACP 1979 294 3.2 6 3 3 2 1 2 2.5 1 1 2 1 1.1 Medium Very Low Very Low

D16070R-D16069 Yes 6 ACP 1979 108 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D16072-D16056 No 6 ACP 1979 64 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

D16073-D16072 Yes 6 ACP 1979 353 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D16074-D16056 Yes 6 ACP 1967 279 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D16075-D16074 Yes 6 ACP 1979 389 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D16077-D17076 Yes 6 ACP 1979 219 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D16078-D16077 Yes 6 ACP 1979 184 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D16080R-D16024 Yes 6 VCP 1965 78 1 0 1 1 2 2 2 1.4 1 2 2 1 1.3 Very Low Very Low Very Low

D16081-D16044 Yes 6 VCP 1980 150 4.1 10 3 3 2 2 2 2.6 1 2 1 3 1.6 Medium Low Very Low

D16082R-D16081 Yes 6 VCP 1980 130 3.1 3 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

D16083-D16003 Yes 10 VCP 1965 107 1 0 1 1 2 1 2 1.3 2 3 2 3 2.4 Very Low Medium Very Low
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D16084-D16015 Yes 8 PVC 1987 96 1 0 1 1 2 2 2 1.4 1 5 2 2 2.1 Very Low Medium Very Low

D16085-D16084 Yes 8 PVC 1987 268 1 0 1 1 2 2 2 1.4 1 4 1 2 1.8 Very Low Low Very Low

D16086-D16085 Yes 8 PVC 1987 156 1 0 1 1 2 2 2 1.4 1 3 1 3 1.8 Very Low Low Very Low

D16087R-D16086 Yes 8 PVC 1987 173 1 0 1 1 2 1 2 1.3 1 3 1 3 1.8 Very Low Low Very Low

D16088-D16010 No 6 PVC 1985 261 NA NA 2 2 2 1 2 1.9 1 4 2 1 1.7 Low Low Very Low

D16089-D16088 No 6 PVC 1985 117 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

D16091R-D16086 Yes 6 PVC 1992 88 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

D16092-D16008 Yes 10 VCP 1965 187 1 0 1 1 2 1 2 1.3 2 3 2 1 2.0 Very Low Low Very Low

D16093-D16092 Yes 6 PVC 1993 114 1 0 1 1 2 1 2 1.3 1 3 2 1 1.5 Very Low Very Low Very Low

D16094-D16093 No 6 PVC 1993 157 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

D16101-D16055 No 6 PVC 1992 249 NA NA 2 2 2 2 2 2.0 1 1 2 1 1.1 Low Very Low Very Low

D17001-E17001 Yes 8 VCP 1959 231 3.2 6 3 3 2 3 2 2.7 1 2 2 3 1.7 Medium Low Very Low

D17002-D17001 Yes 8 VCP 1958 121 1 0 1 1 3 3 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

D17003-D17002 Yes 8 VCP 1959 184 2.2 4 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

D17004-D17003 No 6 VCP 1959 278 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

D17005R-D17004 No 6 VCP 1959 43 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

D17006R-D17004 No 6 VCP 1959 41 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

D17007-D17076 Yes 6 ACP 1967 92 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

D17008-D17007 No 6 ACP 1967 122 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

D17008S-D17008 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

D17009-D17008 Yes 6 ACP 1967 254 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D17010-D17009 Yes 6 ACP 1967 71 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D17011-D17010 Yes 6 ACP 1967 231 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

D17012-D17009 Yes 6 ACP 1968 298 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

D17013-E17012 Yes 6 ACP 1985 172 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

D17014R-D17013 Yes 6 CIP 2003 95 1 0 1 1 4 1 2 1.5 1 4 1 1 1.6 Very Low Low Very Low

D17015-D17016 Yes 10 PVC 1987 320 1 0 1 1 2 1 2 1.3 2 2 2 2 2.0 Very Low Low Very Low

D17016-E17001 Yes 10 PVC 1987 88 1 0 1 1 2 1 2 1.3 2 2 2 3 2.2 Very Low Medium Very Low

D17076-D16057 Yes 6 ACP 1967 214 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

D17077-D17001 No 6 VCP 1959 39 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

D17077S-D17077 No 6 UNK 1900 7 NA NA 4 4 4 2 2 3.4 1 1 1 3 1.4 High Very Low Low

E12001-E13032 No 8 VCP 1965 366 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E12002-E12001 Yes 8 VCP 1965 368 3.2 6 3 3 2 4 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

E12003-E12002 Yes 8 VCP 1965 219 1 0 1 1 2 1 2 1.3 1 1 4 1 1.3 Very Low Very Low Very Low

E12004-E12003 Yes 6 VCP 1965 307 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12005-E12004 Yes 6 VCP 1965 200 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12006-E12005 Yes 6 VCP 1965 200 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12007-E12006 Yes 6 VCP 1965 114 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12008R-E12007 Yes 6 VCP 1965 140 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12009-E12004 Yes 6 VCP 1965 133 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

E12010R-E12009 Yes 6 VCP 1965 225 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12011-E12003 Yes 8 VCP 1965 180 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12012-E12011 Yes 8 VCP 1965 248 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12013-E12002 Yes 6 VCP 1965 224 2.2 4 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E12014-E12013 Yes 6 VCP 1965 230 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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E12015-E12014 Yes 6 VCP 1965 300 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12016-E12015 Yes 6 VCP 1965 277 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12017R-E12016 Yes 6 VCP 1965 122 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12018-E12002 Yes 6 VCP 1965 127 2.2 4 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

E12019-E12018 Yes 6 VCP 1965 300 2.2 4 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

E12020-E12019 Yes 6 VCP 1965 300 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12021-E13034 Yes 6 VCP 1965 299 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12022-E12021 Yes 6 VCP 1965 194 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12023-E12022 Yes 6 VCP 1965 169 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12024-E12023 Yes 6 VCP 1965 273 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12025-E12024 Yes 6 VCP 1965 158 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12026R-E12025 Yes 6 VCP 1965 150 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12027-E12022 Yes 6 VCP 1965 140 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12028-E12021 Yes 6 VCP 1965 95 1.1 1 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12029R-E12028 Yes 6 VCP 1965 155 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12030-E13048 Yes 8 VCP 1965 304 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12031-E12030 Yes 8 VCP 1965 294 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12032-E12031 Yes 8 VCP 1965 294 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12033-E12032 Yes 8 VCP 1965 127 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12034-E12033 Yes 8 VCP 1965 225 4.2 21 4 4 2 1 2 3.1 1 1 4 1 1.3 High Very Low Low

E12035-E12034 Yes 8 VCP 1965 187 3.1 3 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

E12036-E12035 Yes 8 VCP 1965 290 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12037R-E12036 Yes 8 VCP 1965 188 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12037S-E12037R No 6 UNK 1900 13 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

E12038R-E12036 Yes 6 VCP 1965 261 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12038S-E12038R No 6 UNK 1900 12 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

E12039-E12034 Yes 6 VCP 1965 268 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12040-E12039 Yes 6 VCP 1965 298 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E12040S-E12040 No 6 UNK 1900 9 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

E12041-E12039 No 6 VCP 1965 227 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E12041S-E12041 No 6 VCP 1965 36 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E12042-E12030 No 6 VCP 1965 349 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12043R-E12042 No 6 VCP 1965 176 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12044-F12008 Yes 6 ACP 1965 255 4.1 8 3 3 2 1 2 2.5 1 1 4 1 1.3 Medium Very Low Very Low

E12045-E12044 Yes 6 VCP 1965 284 4.2 10 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

E12046-E12045 Yes 6 VCP 1965 301 4.3 18 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

E12047-F12011 Yes 6 VCP 1965 348 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12048-E12047 Yes 6 VCP 1965 349 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12049-E12048 Yes 6 VCP 1965 220 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12050-E12048 Yes 6 VCP 1965 210 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12051-F12012 Yes 6 VCP 1965 332 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12052-E12051 Yes 6 VCP 1965 335 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12053-E12054 Yes 6 PVC 2002 111 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12054-E12055 Yes 6 PVC 2002 58 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12055-E12056 Yes 6 PVC 2002 119 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low
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E12056-E12057 Yes 6 PVC 2001 189 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12057-E12061 Yes 6 PVC 2001 183 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12058-E12057 Yes 6 PVC 2001 143 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12059-E12058 Yes 6 PVC 2001 28 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12060-E12059 Yes 6 PVC 2001 166 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12061-E12062 No 6 PVC 2001 69 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12062-E12063 Yes 6 PVC 2001 136 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12063-E12030 Yes 6 PVC 2001 158 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12064R-F12057 No 6 PVC 2003 86 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12065-F12057 No 6 PVC 2003 296 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E12066S-E12012 Yes 8 VCP 1965 105 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E12067S-E12052 No 6 VCP 1965 39 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E12068S-E12052 No 6 VCP 1965 52 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E13001-E14057 Yes 15 VCP 1965 146 1 0 1 1 2 1 2 1.3 4 3 1 4 3.5 Very Low High Very Low

E13002-E13001 Yes 15 VCP 1968 271 1 0 1 1 2 1 2 1.3 4 2 1 3 3.1 Very Low High Very Low

E13003-E13002 Yes 15 VCP 1968 280 1 0 1 1 2 3 2 1.5 4 1 1 3 2.9 Very Low Medium Very Low

E13004-E13003 Yes 15 VCP 1968 182 4.1 4 3 2 2 1 2 2.3 4 1 1 2 2.7 Medium Medium Low

E13005-E13100 No 8 VCP 1965 90 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

E13006-E13005 No 6 VCP 1965 344 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E13007-E13006 No 6 VCP 1965 165 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E13008R-E13005 No 6 VCP 1965 148 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E13009R-E13100 No 6 VCP 1965 49 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

E13010-E13002 No 6 ACP 1968 306 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E13011-E13010 No 6 ACP 1968 319 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

E13012-E13001 Yes 8 VCP 1968 55 1 0 1 1 2 5 2 1.7 1 2 1 3 1.6 Low Low Very Low

E13013-E13012-1 Yes 6 VCP 1968 40 1 0 1 1 2 2 2 1.4 1 2 1 3 1.6 Very Low Low Very Low

E13013-E13012-2 No 4 VCP 1968 40 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

E13014-E13013 Yes 8 VCP 1968 31 1 0 1 1 2 5 2 1.7 1 3 1 3 1.8 Low Low Very Low

E13015-E13014 Yes 8 VCP 1968 290 1.1 1 2 2 2 4 2 2.2 1 3 1 4 2.0 Medium Low Very Low

E13016-E13015 Yes 8 VCP 1968 207 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E13017-E13016 No 6 ACP 1968 156 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

E13018-E14052 No 6 ACP 1968 173 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E13019-E13018 No 6 ACP 1968 213 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E13020-E13019 No 6 ACP 1968 226 NA NA 2 2 2 1 2 1.9 1 3 1 4 2.0 Low Low Very Low

E13021R-E13018 No 6 ACP 1968 58 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E13022-E14059 Yes 12 VCP 1965 295 4.2 14 4 3 2 3 2 3.1 3 4 1 4 3.2 High High High

E13023-E13022 Yes 12 VCP 1965 91 1 0 1 1 2 3 3 1.7 3 2 1 3 2.6 Low Medium Very Low

E13024-E13023 Yes 12 VCP 1965 242 3.2 10 3 3 2 1 2 2.5 3 2 1 3 2.6 Medium Medium Low

E13025-E13024 Yes 12 VCP 1965 302 3.2 6 3 3 2 3 2 2.7 3 1 1 2 2.2 Medium Medium Low

E13026-E13025 Yes 10 VCP 1965 44 4.1 4 3 2 2 3 2 2.5 2 1 1 2 1.7 Medium Low Very Low

E13027-E13026 Yes 10 VCP 1965 284 1 0 1 1 2 3 2 1.5 2 1 1 2 1.7 Very Low Low Very Low

E13028-E13027 Yes 10 VCP 1965 278 2.4 8 2 3 2 3 2 2.3 2 1 1 2 1.7 Medium Low Very Low

E13029-E13028 Yes 8 VCP 1965 148 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

E13030-E13029 Yes 8 VCP 1965 147 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

E13031-E13030 Yes 8 VCP 1965 220 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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E13032-E13031 Yes 8 VCP 1965 113 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

E13033-E13032 No 6 VCP 1965 180 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E13034-E13033 No 6 VCP 1963 154 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E13035R-E13034 Yes 6 VCP 1965 187 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13036-E13030 No 6 VCP 1965 102 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E13037-E13036 Yes 6 VCP 1965 256 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E13038-E13028 Yes 6 VCP 1965 146 2.2 4 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

E13039-E13027 Yes 6 VCP 1965 201 3.2 10 3 3 2 3 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

E13040-E13026 Yes 6 ACP 1965 307 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

E13041-E13040 Yes 6 ACP 1965 170 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

E13042-E13025 Yes 10 VCP 1965 138 1 0 1 1 2 3 2 1.5 2 1 1 2 1.7 Very Low Low Very Low

E13043-E13042 Yes 10 VCP 1965 350 3.1 11 2 3 2 3 2 2.3 2 1 1 2 1.7 Medium Low Very Low

E13044-E13043 Yes 10 VCP 1965 190 2.1 2 2 2 2 3 2 2.1 2 1 1 1 1.5 Medium Very Low Very Low

E13045-E13044 Yes 8 VCP 1965 271 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13046-E13045 Yes 8 VCP 1965 278 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13047-E13046 Yes 8 VCP 1965 297 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E13048-E13047 Yes 8 VCP 1965 220 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13050-E13048 Yes 6 VCP 1965 312 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E13052-E13047 Yes 6 VCP 1965 328 4.2 11 4 3 2 2 2 3.0 1 1 1 1 1.0 Medium Very Low Very Low

E13053-E13046 Yes 6 VCP 1954 350 2.2 4 2 2 3 1 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E13054-E13053 Yes 6 VCP 1965 351 1 0 1 1 2 4 3 1.8 1 1 1 1 1.0 Low Very Low Very Low

E13055-E13054 Yes 6 VCP 1965 144 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13056-E13046 Yes 6 VCP 1965 243 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13057-E13056 Yes 6 VCP 1965 277 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13058-E13056 Yes 6 VCP 1965 152 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13059-E13045 Yes 6 VCP 1965 275 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13060-E13045 Yes 6 VCP 1965 318 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

E13061-E13060 Yes 6 VCP 1965 335 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13062-E13044 Yes 6 VCP 1965 212 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13063-E13062 Yes 6 VCP 1965 224 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13064-E13063 Yes 6 VCP 1965 210 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13065R-E13063 Yes 6 VCP 1965 30 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13066R-E12027 No 6 VCP 1965 234 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E13067-E12027 Yes 6 VCP 1965 316 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E13068-F13010 Yes 6 VCP 1954 314 2.2 5 2 2 3 1 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E13069-E13068 Yes 6 VCP 1958 318 3.1 7 2 3 3 1 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E13070-E13069 Yes 6 VCP 1958 330 4.1 30 3 4 3 1 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

E13071R-E13070 Yes 6 VCP 1958 126 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E13072-E13097 Yes 6 VCP 1958 203 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

E13073-E14045 Yes 8 VCP 1954 362 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

E13074-E13073 Yes 6 VCP 1954 200 2.1 2 2 2 3 3 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

E13075R-E13074 Yes 6 VCP 1954 170 1 0 1 1 3 3 2 1.6 1 1 1 2 1.2 Low Very Low Very Low

E13076-E14045 Yes 6 VCP 1954 208 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

E13077-E13076 Yes 6 VCP 1954 203 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

E13078R-E13077 Yes 6 VCP 1954 111 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low
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E13079-E14038 Yes 6 VCP 1955 381 3.1 5 2 2 3 3 2 2.2 1 3 1 3 1.8 Medium Low Very Low

E13080-E13079 Yes 6 VCP 1955 49 1 0 1 1 3 3 2 1.6 1 1 1 2 1.2 Low Very Low Very Low

E13081-E13080 Yes 6 VCP 1955 202 4.1 6 3 3 3 4 2 2.9 1 1 1 2 1.2 Medium Very Low Very Low

E13082-E13081 Yes 6 VCP 1955 113 3.2 6 3 3 3 4 2 2.9 1 1 1 2 1.2 Medium Very Low Very Low

E13083-E13082 Yes 6 VCP 1955 167 2.2 4 2 2 3 1 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

E13084-E13083 Yes 6 VCP 1955 44 3.2 6 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

E13085-E13084 No 6 VCP 1955 204 NA NA 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

E13086-E13082 Yes 6 VCP 1955 161 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

E13086G-E13086 No 6 VCP 1955 90 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

E13087R-E13086G No 6 VCP 1900 93 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

E13088R-E13080 Yes 6 VCP 1955 105 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

E13089-E13079 Yes 6 VCP 1955 75 4.1 4 3 2 3 3 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

E13090-E13023 Yes 6 ACP 1968 147 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

E13091-E13090 Yes 6 ACP 1968 228 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

E13092-E13091 Yes 6 ACP 1968 256 2.1 2 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E13093-E13092 Yes 6 ACP 1968 285 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

E13094-E13092 Yes 6 ACP 1968 158 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

E13095-E13091 Yes 6 ACP 1968 331 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

E13096-E14046 Yes 6 VCP 1960 200 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

E13097-F13009 Yes 6 VCP 1954 349 3.1 3 2 2 3 1 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E13098S-E13091 Yes 6 ACP 1968 123 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

E13100-E13004 No 8 VCP 1964 113 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

E14002-E14081 Yes 15 VCP 1956 140 2.9 18 2 3 3 4 2 2.5 4 1 1 3 2.9 Medium Medium Low

E14003-E14002 Yes 15 VCP 1956 160 1 0 1 1 3 4 2 1.7 4 1 1 3 2.9 Low Medium Very Low

E14004-E14003 Yes 15 VCP 1956 198 2.3 6 2 3 3 1 2 2.2 4 1 1 3 2.9 Medium Medium Low

E14005-E14004 Yes 15 VCP 1956 241 2.7 14 2 3 3 1 2 2.2 4 1 1 3 2.9 Medium Medium Low

E14006-E14005 Yes 15 VCP 1956 250 1 0 1 1 3 1 2 1.4 4 2 1 3 3.1 Very Low High Very Low

E14007-E14006 Yes 15 VCP 1956 215 1 0 1 1 3 1 2 1.4 4 3 1 3 3.3 Very Low High Very Low

E14008-E14007 Yes 15 VCP 1956 247 2.1 2 2 2 3 1 2 2.0 4 3 1 3 3.3 Low High Low

E14009-E14008 Yes 15 VCP 1956 202 1 0 1 1 3 1 2 1.4 4 3 1 3 3.3 Very Low High Very Low

E14010-E14009 Yes 15 VCP 1956 187 4.1 45 3 4 3 1 2 2.8 4 3 1 5 3.7 Medium High Medium

E14011-E14010 Yes 15 VCP 1965 119 2.8 16 2 3 2 5 2 2.5 4 4 1 5 3.9 Medium High Medium

E14012-E14011-1 No 12 CIP 1965 75 NA NA 4 4 4 2 2 3.4 3 5 1 5 3.6 High High High

E14012-E14011-2 No 8 CIP 1965 76 NA NA 4 4 4 2 2 3.4 1 5 1 5 2.6 High Medium Medium

E14013-E14007 Yes 6 VCP 1956 242 1 0 1 1 3 1 2 1.4 1 3 1 4 2.0 Very Low Low Very Low

E14014-E14013 Yes 6 VCP 1956 200 1 0 1 1 3 1 2 1.4 1 3 1 4 2.0 Very Low Low Very Low

E14015R-E14014 Yes 6 VCP 1956 145 1 0 1 1 3 1 2 1.4 1 2 1 4 1.8 Very Low Low Very Low

E14016-E14003 Yes 8 VCP 1956 258 4.1 21 3 4 3 4 2 3.1 1 1 1 2 1.2 High Very Low Low

E14017-E14016 Yes 8 VCP 1956 216 3.4 24 3 4 3 4 2 3.1 1 1 1 2 1.2 High Very Low Low

E14018-E14017 Yes 8 VCP 1956 158 2.1 2 2 2 3 4 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

E14019-E14018 Yes 8 VCP 1956 258 3.4 16 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

E14020-E14019 No 6 VCP 1956 171 NA NA 3 3 3 1 2 2.6 1 2 1 3 1.6 Medium Low Very Low

E14021R-E14020 Yes 6 VCP 1956 167 1 0 1 1 3 1 2 1.4 1 2 1 3 1.6 Very Low Low Very Low

E14022R-E14019 No 8 VCP 1956 117 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

E14023-E14018 Yes 6 VCP 1956 178 2.2 4 2 2 3 1 2 2.0 1 1 1 2 1.2 Low Very Low Very Low
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E14024R-E14023 Yes 6 VCP 1956 220 3.1 3 2 2 3 1 2 2.0 1 2 1 3 1.6 Low Low Very Low

E14025R-E14016 Yes 6 VCP 1956 71 1 0 1 1 3 4 2 1.7 1 1 1 2 1.2 Low Very Low Very Low

E14026R-E14002 Yes 6 VCP 1956 186 3.2 6 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

E14027-E14049R Yes 6 PVC 1995 125 1 0 1 1 2 2 2 1.4 1 1 2 4 1.7 Very Low Low Very Low

E14027-F14001 Yes 10 VCP 1954 332 3.1 3 2 2 3 4 2 2.3 2 2 2 4 2.4 Medium Medium Low

E14028-E14079 Yes 10 VCP 1954 50 1 0 1 1 3 4 2 1.7 2 3 1 4 2.5 Low Medium Very Low

E14029-E14028 Yes 10 VCP 1954 69 1 0 1 1 3 4 2 1.7 2 3 1 4 2.5 Low Medium Very Low

E14030R-E14029 No 6 VCP 1959 314 NA NA 2 2 2 1 2 1.9 1 3 2 5 2.3 Low Medium Very Low

E14031-F14004 No 8 VCP 1955 338 NA NA 3 3 3 3 2 2.8 1 4 2 4 2.3 Medium Medium Low

E14032-E14106 No 8 VCP 1955 82 NA NA 3 3 3 2 2 2.7 1 4 1 4 2.2 Medium Medium Low

E14033-E14032 No 8 VCP 1955 156 NA NA 3 3 3 3 2 2.8 1 4 1 4 2.2 Medium Medium Low

E14034-E14033 No 8 VCP 1955 133 NA NA 3 3 3 3 2 2.8 1 3 1 4 2.0 Medium Low Very Low

E14035-E14034 No 8 VCP 1955 154 NA NA 3 3 3 3 2 2.8 1 3 1 4 2.0 Medium Low Very Low

E14036-E14035 Yes 8 VCP 1955 154 4.2 8 4 3 3 3 2 3.2 1 3 1 3 1.8 High Low Medium

E14037-E14036 Yes 8 VCP 1955 300 4.2 14 4 3 3 3 2 3.2 1 3 1 3 1.8 High Low Medium

E14038-E14037 Yes 8 VCP 1955 151 1 0 1 1 3 3 2 1.6 1 3 1 3 1.8 Low Low Very Low

E14039R-E14035 Yes 6 VCP 1955 142 4.2 8 4 3 3 3 2 3.2 1 3 1 3 1.8 High Low Medium

E14040-E14043 Yes 8 VCP 1960 232 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

E14040R-E14083 Yes 6 VCP 1955 120 1 0 1 1 3 1 2 1.4 1 3 1 3 1.8 Very Low Low Very Low

E14041-E14032 Yes 6 VCP 1955 120 4.2 11 4 3 3 1 2 3.0 1 4 1 4 2.2 Medium Medium Low

E14042R-E14031 Yes 6 VCP 1955 120 1 0 1 1 3 1 2 1.4 1 4 1 4 2.2 Very Low Medium Very Low

E14043-F14020 Yes 8 VCP 1954 166 1 0 1 1 3 1 2 1.4 1 2 1 3 1.6 Very Low Low Very Low

E14045-E14040 Yes 8 VCP 1954 206 1 0 1 1 3 1 2 1.4 1 2 1 3 1.6 Very Low Low Very Low

E14046-E14040 Yes 6 VCP 1960 355 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

E14047R-E15044 Yes 6 VCP 1956 180 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

E14048-E15092 No 6 VCP 1955 259 NA NA 3 3 3 2 2 2.7 1 1 2 3 1.5 Medium Very Low Very Low

E14049R-E14048 No 6 VCP 1968 67 NA NA 2 2 2 2 2 2.0 1 1 2 3 1.5 Low Very Low Very Low

E14050R-E14048 No 6 VCP 1968 181 NA NA 2 2 2 2 2 2.0 1 1 2 3 1.5 Low Very Low Very Low

E14051-E14012 Yes 15 VCP 1965 234 4.1 10 3 3 2 3 2 2.7 4 4 1 4 3.7 Medium High Medium

E14052-E14051 Yes 15 VCP 1965 25 1 0 1 1 2 3 2 1.5 4 3 1 3 3.3 Very Low High Very Low

E14053-E14052 Yes 15 VCP 1965 98 1 0 1 1 2 3 2 1.5 4 2 1 3 3.1 Very Low High Very Low

E14054-E14053 No 15 VCP 1965 67 NA NA 2 2 2 3 2 2.1 4 3 1 3 3.3 Medium High Medium

E14055-E14054 Yes 15 VCP 1965 89 1 0 1 1 2 3 2 1.5 4 3 1 4 3.5 Very Low High Very Low

E14056-E14055 Yes 15 VCP 1965 178 1 0 1 1 2 1 2 1.3 4 3 1 5 3.7 Very Low High Very Low

E14057-E14056 Yes 15 VCP 1965 148 1 0 1 1 2 1 2 1.3 4 4 1 5 3.9 Very Low High Very Low

E14058R-E14052 No 6 ACP 1968 89 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

E14059-E14012 Yes 12 UNK 1968 42 1 0 1 1 3 1 2 1.4 3 4 1 4 3.2 Very Low High Very Low

E14060-E14022R Yes 8 VCP 1956 24 3.1 3 2 2 3 4 2 2.3 1 1 1 3 1.4 Medium Very Low Very Low

E14061-E14060 Yes 8 ACP 1972 237 1 0 1 1 2 4 2 1.6 1 2 1 3 1.6 Low Low Very Low

E14062-E14061 Yes 6 ACP 1972 153 1 0 1 1 2 4 2 1.6 1 2 1 3 1.6 Low Low Very Low

E14063-E14062 Yes 6 ACP 1972 156 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

E14064-E14063 Yes 6 ACP 1972 235 3.1 3 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

E14065-E14064 Yes 6 ACP 1972 107 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

E14066-E14065 Yes 6 ACP 1972 235 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

E14067-E14062 Yes 6 ACP 1972 119 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low
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E14068-E14067 Yes 6 ACP 1972 81 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

E14069-E14068 No 6 ACP 1972 78 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E14070-E14060 Yes 8 ACP 1972 129 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

E14070R-E14070 No 8 ACP 1972 129 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

E14071-E14070R No 8 ACP 1972 35 NA NA 2 2 2 2 2 2.0 1 2 1 3 1.6 Low Low Very Low

E14072-E14071 Yes 8 ACP 1972 265 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E14073-E14072 Yes 8 ACP 1972 140 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E14074-E14073 Yes 6 ACP 1972 65 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E14075-E14074 Yes 6 ACP 1972 125 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E14076-E14075 Yes 6 ACP 1972 176 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E14077-E14070 No 6 ACP 1972 186 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E14078-E14077 Yes 8 ACP 1972 85 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

E14079-E14027 Yes 10 VCP 1954 288 1 0 1 1 3 4 2 1.7 2 2 2 4 2.4 Low Medium Very Low

E14080R-E14042R Yes 6 VCP 1955 42 5.2 29 5 4 3 1 2 3.6 1 3 1 3 1.8 High Low Medium

E14081-E14082 Yes 15 VCP 1956 51 1 0 1 1 3 4 2 1.7 4 1 1 3 2.9 Low Medium Very Low

E14082-E14085 Yes 15 VCP 1956 185 1 0 1 1 3 2 2 1.5 4 1 1 3 2.9 Very Low Medium Very Low

E14083-E14033 Yes 6 VCP 1955 58 1 0 1 1 3 1 2 1.4 1 3 1 4 2.0 Very Low Low Very Low

E14084-E15090 Yes 15 PVC 1991 29 1 0 1 1 2 2 2 1.4 4 1 1 3 2.9 Very Low Medium Very Low

E14085-E14084 Yes 15 PVC 1991 27 1 0 1 1 2 2 2 1.4 4 1 1 3 2.9 Very Low Medium Very Low

E14086R-E14038 Yes 6 VCP 1979 36 1 0 1 1 2 3 2 1.5 1 3 1 3 1.8 Very Low Low Very Low

E14105-E15044 No 6 VCP 1956 113 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

E14106-E14031 No 8 VCP 1955 223 NA NA 3 3 3 2 2 2.7 1 4 1 4 2.2 Medium Medium Low

E15001-F15130 No 12 VCP 1954 334 NA NA 3 3 3 2 2 2.7 3 2 2 2 2.5 Medium Medium Low

E15002-E15001 No 12 VCP 1954 170 NA NA 3 3 3 1 2 2.6 3 3 1 2 2.6 Medium Medium Low

E15003-E15002 No 12 VCP 1954 235 NA NA 3 3 3 1 2 2.6 3 3 1 1 2.4 Medium Medium Low

E15004-E15003 No 12 VCP 1954 301 NA NA 3 3 3 1 2 2.6 3 4 1 1 2.6 Medium Medium Low

E15005-E15004 No 12 VCP 1954 99 NA NA 3 3 3 1 2 2.6 3 4 1 1 2.6 Medium Medium Low

E15006-E15005 No 12 VCP 1954 129 NA NA 3 3 3 1 2 2.6 3 5 1 1 2.8 Medium Medium Low

E15007-E15006 Yes 12 VCP 1954 183 2.2 4 2 2 3 1 2 2.0 3 4 1 1 2.6 Low Medium Very Low

E15007-E15144 Yes 24 RCP 1971 101 1 0 1 1 3 2 2 1.5 5 2 1 1 3.2 Very Low High Very Low

E15008-E15100 No 12 CIP 1954 45 NA NA 4 4 4 3 2 3.5 3 2 2 1 2.3 High Medium Medium

E15009-E15144 Yes 12 PVC 2008 70 1 0 1 1 1 1 2 1.2 3 2 2 1 2.3 Very Low Medium Very Low

E15010-E15009 No 12 VCP 1954 211 NA NA 3 3 3 1 2 2.6 3 2 1 1 2.2 Medium Medium Low

E15011-E15010 No 12 VCP 1954 153 NA NA 3 3 3 1 2 2.6 3 1 1 1 2.0 Medium Low Very Low

E15012-E15011 Yes 12 VCP 1954 308 3.1 9 2 3 3 1 2 2.2 3 1 1 1 2.0 Medium Low Very Low

E15013-E15012 No 12 VCP 1954 99 NA NA 3 3 3 1 2 2.6 3 1 1 1 2.0 Medium Low Very Low

E15014-E15013 No 12 VCP 1954 112 NA NA 3 3 3 3 2 2.8 3 1 1 1 2.0 Medium Low Very Low

E15015-E15014 No 12 VCP 1954 174 NA NA 3 3 3 3 2 2.8 3 1 1 1 2.0 Medium Low Very Low

E15016-E15015 No 12 VCP 1954 195 NA NA 3 3 3 3 2 2.8 3 1 1 1 2.0 Medium Low Very Low

E15017-E15016 No 12 VCP 1954 261 NA NA 3 3 3 3 2 2.8 3 1 1 1 2.0 Medium Low Very Low

E15018-E15115 Yes 10 VCP 1954 7 1 0 1 1 3 1 2 1.4 2 1 1 1 1.5 Very Low Very Low Very Low

E15018-E15143 Yes 18 PVC 2009 200 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

E15021R-E15017 No 6 VCP 1954 144 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15023-E15143 No 6 VCP 1954 235 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

E15024-E15023 No 6 VCP 1962 217 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low
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E15025-E15024 No 6 VCP 1962 138 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15026-E15025 No 6 VCP 1962 145 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15027-E15026 No 6 VCP 1962 239 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15027S-E15027 No 6 UNK 1900 13 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

E15028-E15026 No 6 VCP 1962 165 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15029-E15028 No 6 VCP 1962 324 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15030R-E15028 No 6 VCP 1963 258 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15031-E15026 No 6 VCP 1962 214 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

E15032-E15031 No 6 VCP 1962 165 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

E15034R-E15142 No 6 VCP 1964 248 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

E15035R-E15016 Yes 6 VCP 1954 134 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

E15036-E15011 No 8 VCP 1954 239 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15037-E15036 Yes 6 VCP 1954 340 3.3 18 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15038-E15037 No 6 VCP 1954 164 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15039-E15038 No 6 VCP 1954 134 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15040-E15039 No 6 VCP 1954 134 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

E15041-E15040 No 6 VCP 1956 218 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

E15042-E15041 Yes 6 VCP 1956 189 2.5 10 2 3 3 2 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

E15043-E15042 No 6 VCP 1956 205 NA NA 3 3 3 2 2 2.7 1 1 1 3 1.4 Medium Very Low Very Low

E15044-E15043 No 6 VCP 1956 120 NA NA 3 3 3 2 2 2.7 1 1 1 3 1.4 Medium Very Low Very Low

E15046R-E15037 No 6 VCP 1954 77 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15047-E15036 No 6 VCP 1954 196 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15049-E15047 No 6 VCP 1954 450 NA NA 3 3 3 2 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

E15050R-E15049 No 6 VCP 1954 185 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15051R-E15049 No 6 VCP 1954 95 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

E15052R-E15047 No 6 VCP 1954 204 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15053-E15009 Yes 8 VCP 1956 54 4.1 4 3 2 3 1 2 2.4 1 2 1 1 1.2 Medium Very Low Very Low

E15054-E15053 No 8 VCP 1956 283 NA NA 3 3 3 4 2 2.9 1 2 1 2 1.4 Medium Very Low Very Low

E15055-E15054 Yes 8 VCP 1956 147 1 0 1 1 3 4 2 1.7 1 2 1 2 1.4 Low Very Low Very Low

E15056R-E15055 No 6 ACP 1965 50 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

E15057-E15053 No 6 ACP 1965 199 NA NA 2 2 2 4 2 2.2 1 2 1 1 1.2 Medium Very Low Very Low

E15058-E15057 No 6 ACP 1965 150 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E15059-E15058 No 6 ACP 1965 325 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

E15060-E15008 Yes 6 VCP 1954 281 1 0 1 1 3 3 2 1.6 1 2 1 1 1.2 Low Very Low Very Low

E15061R-E15060 Yes 6 VCP 1954 282 3.1 5 2 2 3 3 2 2.2 1 2 1 1 1.2 Medium Very Low Very Low

E15064-E15139 Yes 12 VCP 1959 35 1 0 1 1 2 2 2 1.4 3 2 2 1 2.3 Very Low Medium Very Low

E15065-E15064 Yes 12 VCP 1959 272 1 0 1 1 2 1 2 1.3 3 1 1 2 2.2 Very Low Medium Very Low

E15066-E15065 Yes 12 VCP 1959 286 3.1 3 2 2 2 1 2 1.9 3 1 2 2 2.3 Low Medium Very Low

E15067-E15006 No 6 VCP 1963 236 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

E15068-E15067 No 6 VCP 1963 143 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

E15069R-E15068 No 6 CIP 1963 86 NA NA 4 4 4 1 2 3.3 1 3 1 2 1.6 High Low Medium

E15070R-E15067 No 6 VCP 1963 91 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

E15072-E15150 No 6 UNK 1900 127 NA NA 4 4 4 2 2 3.4 1 4 1 1 1.6 High Low Medium

E15073-E15072 No 6 VCP 1954 171 NA NA 3 3 3 3 2 2.8 1 4 2 1 1.7 Medium Low Very Low

E15075-E15097 No 6 ACP 1977 17 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low
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E15076-E15075 No 6 VCP 1961 287 NA NA 2 2 2 2 2 2.0 1 3 1 1 1.4 Low Very Low Very Low

E15077-E15004 No 6 VCP 1966 190 NA NA 2 2 2 1 2 1.9 1 5 1 1 1.8 Low Low Very Low

E15078-E15077 No 6 VCP 1966 214 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E15079-E15078 No 6 VCP 1966 236 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E15080-E15001 No 6 VCP 1965 51 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

E15081-E15080 No 6 VCP 1965 156 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

E15082-E15081 Yes 6 VCP 1965 216 3.4 16 3 3 2 1 2 2.5 1 2 1 1 1.2 Medium Very Low Very Low

E15083-E15094 No 6 VCP 1965 284 NA NA 2 2 2 1 2 1.9 1 2 2 1 1.3 Low Very Low Very Low

E15084-E15083 No 6 VCP 1965 60 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E15085-E15084 No 6 VCP 1965 84 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E15086R-E15083 No 6 VCP 1965 79 NA NA 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low

E15087-F15136 No 18 RCP 1965 277 NA NA 3 3 3 2 2 2.7 5 2 1 2 3.4 Medium High Medium

E15088-E15087 Yes 18 RCP 1965 300 1 0 1 1 3 1 2 1.4 5 2 1 2 3.4 Very Low High Very Low

E15090-E15098 Yes 15 PVC 1991 20 1 0 1 1 2 1 2 1.3 4 1 1 3 2.9 Very Low Medium Very Low

E15092-E15088 Yes 18 RCP 1965 120 1 0 1 1 3 1 2 1.4 5 2 2 3 3.7 Very Low High Very Low

E15094-E15082 No 6 VCP 1965 30 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E15095-E15094 Yes 6 VCP 1965 100 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

E15096-E15073 No 6 VCP 1961 146 NA NA 2 2 2 1 2 1.9 1 4 1 1 1.6 Low Low Very Low

E15097-E15112 No 6 VCP 1966 9 NA NA 2 2 2 5 2 2.3 1 3 1 1 1.4 Medium Very Low Very Low

E15098-E15129 Yes 18 RCP 1965 162 1 0 1 1 3 1 2 1.4 5 1 1 3 3.4 Very Low High Very Low

E15099-E15126 Yes 24 RCP 1971 317 1 0 1 1 3 2 2 1.5 5 2 1 2 3.4 Very Low High Very Low

E15100-E15007 No 12 UNK 1954 12 NA NA 4 4 4 3 2 3.5 3 2 1 1 2.2 High Medium Medium

E15101-E15066 Yes 12 VCP 1959 60 1 0 1 1 2 1 2 1.3 3 1 2 2 2.3 Very Low Medium Very Low

E15102-E15101 No 6 ACP 1974 152 NA NA 2 2 2 1 2 1.9 1 1 2 3 1.5 Low Very Low Very Low

E15103-E15102 No 6 ACP 1974 163 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

E15104-E15103 No 6 ACP 1974 114 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15105-E15081 No 6 VCP 1965 71 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E15106-E15148 Yes 12 ACP 1975 213 1 0 1 1 2 2 2 1.4 3 2 2 2 2.5 Very Low Medium Very Low

E15107-E15106 No 6 ACP 1975 223 NA NA 2 2 2 1 2 1.9 1 1 2 2 1.3 Low Very Low Very Low

E15108R-E15032 Yes 6 VCP 1962 92 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

E15109-E15113 No 6 ACP 1977 56 NA NA 2 2 2 2 2 2.0 1 2 1 1 1.2 Low Very Low Very Low

E15110-E15111 No 6 ACP 1977 113 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E15111-E15112 No 6 ACP 1977 160 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E15112-E15079 No 6 VCP 1966 88 NA NA 2 2 2 5 2 2.3 1 3 2 1 1.5 Medium Very Low Very Low

E15113-E15110 No 6 ACP 1977 118 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E15114R-E15113 Yes 6 ACP 1977 168 2.2 4 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

E15115-E15017 No 12 VCP 1954 130 NA NA 3 3 3 1 2 2.6 3 1 1 1 2.0 Medium Low Very Low

E15116-E15145 Yes 8 PVC 2011 36 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

E15117-E15116 No 6 PVC 1984 224 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E15118-E15117 No 6 PVC 1984 216 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15119-E15118 No 6 PVC 1984 291 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15120-E15117 No 6 PVC 1984 380 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15121-E15120 No 6 PVC 1984 167 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15122-E15120 No 6 PVC 1984 219 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

E15123-F15092 Yes 24 PVC 1986 329 1 0 1 1 2 2 2 1.4 5 2 1 2 3.4 Very Low High Very Low
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E15124-E15123 Yes 24 PVC 1986 332 1 0 1 1 2 2 2 1.4 5 2 1 2 3.4 Very Low High Very Low

E15125-E15124 Yes 24 PVC 1986 406 1 0 1 1 2 2 2 1.4 5 2 1 2 3.4 Very Low High Very Low

E15126-E15098 Yes 24 RCP 1971 58 1 0 1 1 3 2 2 1.5 5 1 4 3 3.7 Very Low High Very Low

E15126-E15125-1 No 24 PVC 1986 21 NA NA 2 2 2 2 2 2.0 5 1 1 2 3.2 Low High Low

E15126-E15125-2 Yes 10 PVC 1986 21 1 0 1 1 2 2 2 1.4 2 1 1 2 1.7 Very Low Low Very Low

E15126S-E15126 No 24 UNK 1900 6 NA NA 4 4 4 2 2 3.4 5 1 1 2 3.2 High High High

E15127-E15124 No 8 PVC 1989 35 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

E15128-E15127 No 6 PVC 1989 262 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

E15129-E15092 Yes 18 RCP 1965 166 1 0 1 1 3 2 2 1.5 5 1 2 3 3.5 Very Low High Very Low

E15130R-E15147 No 6 ACP 1979 181 NA NA 2 2 2 2 2 2.0 1 2 2 2 1.5 Low Very Low Very Low

E15131-E15018 Yes 18 PVC 1954 68 1 0 1 1 2 1 2 1.3 5 1 1 1 3.0 Very Low Medium Very Low

E15132-E15131 No 6 VCP 1954 137 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

E15136-E15007 Yes 24 PVC 2009 25 1 0 1 1 1 2 2 1.3 5 2 1 1 3.2 Very Low High Very Low

E15137-E15136 Yes 24 PVC 2009 307 2.1 2 2 2 1 2 2 1.9 5 2 1 1 3.2 Low High Low

E15138-E15137 Yes 24 PVC 2009 333 1 0 1 1 1 2 2 1.3 5 2 2 1 3.3 Very Low High Very Low

E15139-E15138 Yes 24 PVC 2009 28 1 0 1 1 1 2 2 1.3 5 2 2 1 3.3 Very Low High Very Low

E15140-E15139 Yes 18 PVC 2009 57 1 0 1 1 1 1 2 1.2 5 2 2 1 3.3 Very Low High Very Low

E15141-E15140 Yes 18 PVC 2009 351 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

E15142-E15141 Yes 18 PVC 2009 135 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

E15143-E15142 Yes 18 PVC 2009 146 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

E15144-E15099 Yes 24 RCP 1971 232 3.1 5 2 2 3 2 2 2.1 5 2 1 2 3.4 Medium High Medium

E15145-E15131 Yes 18 PVC 2011 247 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

E15146-E15145 Yes 18 PVC 2011 335 1 0 1 1 1 1 2 1.2 5 1 1 1 3.0 Very Low Medium Very Low

E15147-E15148 Yes 12 PVC 2015 13 1 0 1 1 1 2 2 1.3 3 2 2 2 2.5 Very Low Medium Very Low

E15148-F15131 Yes 12 PVC 2015 180 1 0 1 1 1 2 2 1.3 3 2 2 3 2.7 Very Low Medium Very Low

E15150-E15004 No 6 UNK 1900 315 NA NA 4 4 4 2 2 3.4 1 4 1 1 1.6 High Low Medium

E16001-E15101 Yes 12 VCP 1959 201 1 0 1 1 2 1 2 1.3 3 1 2 3 2.5 Very Low Medium Very Low

E16002-E16001 Yes 12 VCP 1959 258 3.1 3 2 2 2 1 2 1.9 3 2 2 4 2.9 Low Medium Very Low

E16003-E16002 Yes 12 VCP 1959 22 1 0 1 1 2 1 2 1.3 3 2 2 4 2.9 Very Low Medium Very Low

E16004-E16003 Yes 12 VCP 1959 215 1 0 1 1 2 1 2 1.3 3 3 2 4 3.1 Very Low High Very Low

E16005-E16004 Yes 12 VCP 1959 281 1 0 1 1 2 1 2 1.3 3 5 2 4 3.5 Very Low High Very Low

E16006-E16005 Yes 10 VCP 1959 280 2.2 4 2 2 2 3 2 2.1 2 4 2 4 2.8 Medium Medium Low

E16007-E16064 Yes 10 VCP 1959 104 1 0 1 1 2 1 2 1.3 2 3 2 4 2.6 Very Low Medium Very Low

E16008-E16081 Yes 10 VCP 1959 118 1 0 1 1 2 1 2 1.3 2 2 2 4 2.4 Very Low Medium Very Low

E16009-E16008 Yes 10 VCP 1959 181 1 0 1 1 2 1 2 1.3 2 2 2 4 2.4 Very Low Medium Very Low

E16010-E16031 Yes 10 VCP 1965 54 1 0 1 1 2 1 2 1.3 2 2 2 5 2.6 Very Low Medium Very Low

E16011-E16010 Yes 10 VCP 1965 251 2.4 8 2 3 2 1 2 2.1 2 2 2 5 2.6 Medium Medium Low

E16012-E16011 Yes 10 VCP 1965 251 1 0 1 1 2 1 2 1.3 2 3 2 5 2.8 Very Low Medium Very Low

E16013-E15085 No 6 VCP 1965 228 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E16014-E16013 No 6 VCP 1965 198 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E16015-E15076 No 6 VCP 1961 255 NA NA 2 2 2 2 2 2.0 1 3 1 2 1.6 Low Low Very Low

E16016R-E16015 Yes 6 VCP 1961 34 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

E16017-E16015 No 6 VCP 1961 115 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

E16018-E15031 No 6 VCP 1962 243 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

E16019R-E16018 No 6 VCP 1962 212 NA NA 2 2 2 1 2 1.9 1 2 2 4 1.9 Low Low Very Low
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E16020-E16012 Yes 10 VCP 1965 149 3.2 6 3 3 2 1 2 2.5 2 4 2 5 3.0 Medium Medium Low

E16021R-E16020 No 6 ACP 1968 216 NA NA 2 2 2 1 2 1.9 1 4 2 5 2.5 Low Medium Very Low

E16022-E16014 No 6 ACP 1968 164 NA NA 2 2 2 3 2 2.1 1 3 1 1 1.4 Medium Very Low Very Low

E16022S-E16022 No 6 UNK 1900 13 NA NA 4 4 4 2 2 3.4 1 2 1 1 1.2 High Very Low Low

E16023-E16022 No 6 CIP 1968 137 NA NA 4 4 4 1 2 3.3 1 3 1 1 1.4 High Very Low Low

E16024-E16023 No 6 ACP 1968 188 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E16025-E16024 No 6 ACP 1968 308 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E16026-E16025 No 6 ACP 1968 151 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E16027-E16026 Yes 6 ACP 1968 124 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

E16028-F16065 No 6 ACP 1975 298 NA NA 2 2 2 1 3 2.1 1 4 1 3 2.0 Medium Low Very Low

E16029-E16028 No 6 ACP 1975 251 NA NA 2 2 2 1 3 2.1 1 5 1 2 2.0 Medium Low Very Low

E16030R-E16029 No 6 ACP 1976 68 NA NA 2 2 2 1 3 2.1 1 5 1 2 2.0 Medium Low Very Low

E16031-E16003 Yes 10 VCP 1965 227 3.5 15 3 3 2 1 2 2.5 2 2 2 5 2.6 Medium Medium Low

E16032-E16031 No 6 ACP 1976 203 NA NA 2 2 2 1 2 1.9 1 2 2 5 2.1 Low Medium Very Low

E16033-E16005 Yes 6 VCP 1971 217 4.1 4 3 2 2 1 2 2.3 1 5 2 4 2.5 Medium Medium Low

E16034-E16033 Yes 6 VCP 1971 50 1 0 1 1 2 1 2 1.3 1 5 1 3 2.2 Very Low Medium Very Low

E16035R-E16034 Yes 6 VCP 1971 163 1 0 1 1 2 1 2 1.3 1 4 1 3 2.0 Very Low Low Very Low

E16036R-E16033 Yes 6 VCP 1971 148 1 0 1 1 2 1 2 1.3 1 5 1 3 2.2 Very Low Medium Very Low

E16037-F16071 No 6 ACP 1977 349 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

E16038-E15106 No 12 ACP 1977 305 NA NA 2 2 2 1 2 1.9 3 1 2 2 2.3 Low Medium Very Low

E16039-E16038 No 10 ACP 1977 351 NA NA 2 2 2 1 2 1.9 2 1 1 2 1.7 Low Low Very Low

E16040-E16068 No 10 ACP 1977 160 NA NA 2 2 2 1 2 1.9 2 2 2 1 1.8 Low Low Very Low

E16041-E16044 No 10 ACP 1977 75 NA NA 2 2 2 1 2 1.9 2 3 2 1 2.0 Low Low Very Low

E16042-E16041 No 10 ACP 1977 464 NA NA 2 2 2 1 2 1.9 2 4 2 1 2.2 Low Medium Very Low

E16043-E16038 No 6 ACP 1978 253 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

E16044-E16057 No 10 ACP 1977 213 NA NA 2 2 2 1 2 1.9 2 3 2 1 2.0 Low Low Very Low

E16045-E16044 No 8 ACP 1980 181 NA NA 2 2 2 3 2 2.1 1 4 2 1 1.7 Medium Low Very Low

E16046-E16045 No 8 ACP 1980 82 NA NA 2 2 2 3 2 2.1 1 5 1 1 1.8 Medium Low Very Low

E16047-E16046 No 6 ACP 1980 154 NA NA 2 2 2 3 2 2.1 1 4 1 1 1.6 Medium Low Very Low

E16048-E16047 No 6 ACP 1980 97 NA NA 2 2 2 3 2 2.1 1 4 1 1 1.6 Medium Low Very Low

E16049R-E16048 No 6 ACP 1980 266 NA NA 2 2 2 3 2 2.1 1 3 1 1 1.4 Medium Very Low Very Low

E16050-E16048 No 6 ACP 1981 158 NA NA 2 2 2 3 2 2.1 1 4 1 1 1.6 Medium Low Very Low

E16051R-E16050 No 6 ACP 1981 172 NA NA 2 2 2 3 2 2.1 1 3 1 1 1.4 Medium Very Low Very Low

E16052-E16017 No 6 ACP 1980 92 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

E16053R-E16052 Yes 6 ACP 1980 283 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

E16054R-E16012 No 6 PVC 1987 87 NA NA 2 2 2 1 2 1.9 1 3 2 5 2.3 Low Medium Very Low

E16057-E16040 No 10 ACP 1977 77 NA NA 2 2 2 1 2 1.9 2 2 2 1 1.8 Low Low Very Low

E16058R-E16057 No 6 PVC 1987 227 NA NA 2 2 2 1 2 1.9 1 3 2 1 1.5 Low Very Low Very Low

E16059-E16042 No 8 PVC 1986 104 NA NA 2 2 2 1 2 1.9 1 5 2 1 1.9 Low Low Very Low

E16060-E16065 No 8 PVC 1986 94 NA NA 2 2 2 1 2 1.9 1 3 2 1 1.5 Low Very Low Very Low

E16060S-E16060 No 8 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 3 2 1 1.5 High Very Low Low

E16061-E16060 No 8 PVC 1986 208 NA NA 2 2 2 1 2 1.9 1 3 2 1 1.5 Low Very Low Very Low

E16063-E16061 No 6 PVC 1987 282 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

E16064-E16006 No 10 VCP 1959 227 NA NA 2 2 2 3 2 2.1 2 3 2 4 2.6 Medium Medium Low

E16065-E16059 No 8 PVC 1986 151 NA NA 2 2 2 1 2 1.9 1 5 2 1 1.9 Low Low Very Low
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E16066-E16065 No 6 PVC 1998 142 NA NA 2 2 2 1 2 1.9 1 3 2 1 1.5 Low Very Low Very Low

E16067-E16066 Yes 6 PVC 1998 82 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

E16068-E16039 No 10 ACP 1977 178 NA NA 2 2 2 1 2 1.9 2 1 2 2 1.8 Low Low Very Low

E16070-E16042 No 6 PVC 1990 293 NA NA 2 2 2 1 2 1.9 1 4 2 1 1.7 Low Low Very Low

E16071-E16070 No 6 PVC 1990 87 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

E16072-E16068 Yes 6 PVC 1987 329 1 0 1 1 2 1 2 1.3 1 3 2 2 1.7 Very Low Low Very Low

E16073R-E16072 Yes 6 PVC 1987 104 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

E16074R-E16063 Yes 6 PVC 1987 45 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

E16081-E16007 Yes 10 VCP 1959 213 1 0 1 1 2 1 2 1.3 2 3 2 4 2.6 Very Low Medium Very Low

E16082-E16081 Yes 6 UNK 1900 220 1 0 1 1 4 1 2 1.5 1 3 2 4 2.1 Very Low Medium Very Low

E17001-E16009 Yes 10 VCP 1959 159 1 0 1 1 2 1 2 1.3 2 2 2 3 2.2 Very Low Medium Very Low

E17002-E16009 No 8 VCP 1961 359 NA NA 2 2 2 3 2 2.1 1 4 2 3 2.1 Medium Medium Low

E17003-E17002 No 8 VCP 1961 194 NA NA 2 2 2 3 2 2.1 1 5 1 3 2.2 Medium Medium Low

E17004-E17003 Yes 8 VCP 1961 309 2.2 4 2 2 2 3 2 2.1 1 3 1 2 1.6 Medium Low Very Low

E17006-E17004 No 8 VCP 1961 242 NA NA 2 2 2 2 2 2.0 1 3 1 2 1.6 Low Low Very Low

E17007-E17008 Yes 8 VCP 1978 46 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E17008-E17027 Yes 8 ACP 1978 188 2.2 4 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E17009-E17008 No 6 ACP 1981 227 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

E17009R-E17009 No 6 PVC 2018 231 NA NA 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

E17010-E17003 Yes 6 PVC 1984 132 2.4 8 2 3 2 1 2 2.1 1 3 1 2 1.6 Medium Low Very Low

E17011R-E17010 Yes 6 PVC 1984 147 3.2 6 3 3 2 1 2 2.5 1 2 1 2 1.4 Medium Very Low Very Low

E17012-E17006 Yes 6 ACP 1985 307 2.2 4 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E17016-E16061 No 8 PVC 1986 277 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

E17017-E17016 No 8 PVC 1986 236 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E17018-E17017 No 6 PVC 1986 276 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

E17019-E17017 No 8 PVC 1987 256 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E17020-E17019 No 8 PVC 1987 209 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

E17020R-E17020 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 2 1 1.1 High Very Low Low

E17020S-E17020 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 2 1 1.1 High Very Low Low

E17021-E17020 No 8 PVC 1987 267 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

E17021S-E17021 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 2 1 1.1 High Very Low Low

E17022-E17021 No 6 PVC 1987 260 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

E17023R-E17022 No 6 PVC 1987 204 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E17024R-E17022 No 6 PVC 1987 169 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

E17025-D17016 Yes 6 PVC 1988 204 1 0 1 1 2 1 2 1.3 1 3 2 2 1.7 Very Low Low Very Low

E17026R-E17025 Yes 6 PVC 1988 195 1 0 1 1 2 1 2 1.3 1 4 1 2 1.8 Very Low Low Very Low

E17027-E17006 Yes 8 ACP 1978 211 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

E17028R-E17027 No 6 PVC 1990 201 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E17030-E16067 Yes 6 PVC 1998 276 3.7 21 3 4 2 1 2 2.7 1 3 1 1 1.4 Medium Very Low Very Low

E17031-E17030 Yes 6 PVC 1998 83 3.1 3 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

E17032-E17031 Yes 6 PVC 1998 304 3.4 12 3 3 2 1 2 2.5 1 2 1 1 1.2 Medium Very Low Very Low

E17033-E17030 Yes 6 PVC 1998 97 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

E17034-E17021 Yes 8 PVC 1992 53 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

E17035R-E17034 No 8 PVC 1992 17 NA NA 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

E17036R-E17034 Yes 6 PVC 2010 49 1 0 1 1 1 1 2 1.2 1 1 2 1 1.1 Very Low Very Low Very Low
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E17103-E17105 Yes 8 HDPE 2003 188 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E17104-E17103 Yes 6 HDPE 2003 237 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E17105-E17106 Yes 8 HDPE 2002 172 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E17106-E17107P Yes 8 HDPE 2002 33 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18022-E17105 Yes 6 HDPE 2002 270 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18023-E18022 Yes 6 HDPE 2002 316 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18024-E18023 Yes 6 HDPE 2002 264 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18025-E18024 Yes 6 HDPE 2002 264 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18026-E18025 Yes 6 HDPE 2002 92 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18027-E18026 Yes 6 HDPE 2002 118 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18028-E18027 Yes 6 HDPE 2002 240 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18029-E18028 Yes 6 HDPE 2002 73 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18030-E18029 Yes 6 HDPE 2002 342 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18031-E18026 Yes 6 HDPE 2002 79 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18046-F18045 Yes 6 HDPE 2002 204 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

E18047R-E18046 Yes 6 HDPE 2003 117 1 0 1 1 1 2 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12001-F13008 Yes 8 ACP 1965 240 1 0 1 1 2 3 2 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

F12002-F12001 No 8 ACP 1965 205 NA NA 2 2 2 3 2 2.1 1 1 4 1 1.3 Medium Very Low Very Low

F12003-F12049 Yes 8 ACP 1965 53 1 0 1 1 2 3 2 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

F12004-F12003 Yes 6 ACP 1965 260 3.2 10 3 3 2 3 2 2.7 1 1 4 1 1.3 Medium Very Low Very Low

F12005-F12004 Yes 6 ACP 1965 220 3.1 3 2 2 2 3 2 2.1 1 1 4 1 1.3 Medium Very Low Very Low

F12006-F12005 Yes 6 ACP 1965 169 3.2 6 3 3 2 3 2 2.7 1 1 4 1 1.3 Medium Very Low Very Low

F12007-F12006 Yes 6 ACP 1965 61 1 0 1 1 2 3 2 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

F12008-F12007 Yes 6 ACP 1965 213 2.3 6 2 3 2 1 2 2.1 1 1 4 1 1.3 Medium Very Low Very Low

F12009-F12006 Yes 8 VCP 1965 333 3.2 10 3 3 2 1 2 2.5 1 1 4 1 1.3 Medium Very Low Very Low

F12010-F12009 Yes 6 VCP 1965 227 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12011-F12010 Yes 6 VCP 1965 239 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12012-F12011 Yes 6 VCP 1965 253 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12013R-F12012 Yes 6 VCP 1965 166 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12013S-F12013R No 6 UNK 1900 9 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

F12014R-F12009 Yes 6 VCP 1965 166 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12015-F12009 Yes 6 VCP 1965 194 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12016R-F12015 Yes 6 VCP 1965 129 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12017-F12003 Yes 6 VCP 1965 178 3.1 3 2 2 2 1 2 1.9 1 1 4 1 1.3 Low Very Low Very Low

F12018-F12017 Yes 6 VCP 1965 361 3.4 33 3 4 2 2 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

F12019-F12018 Yes 6 VCP 1965 239 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12020-F12019 Yes 6 VCP 1965 262 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12021R-F12020 Yes 6 VCP 1965 166 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F12021S-F12021R No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

F12022-F13032 Yes 6 ACP 1979 350 1 0 1 1 2 2 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

F12023-F12022 Yes 6 ACP 1979 352 2.2 4 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

F12024-F12023 Yes 6 ACP 1979 174 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12025-F12024 Yes 6 ACP 1979 233 3.6 22 3 4 2 2 3 3.0 1 1 1 1 1.0 Medium Very Low Very Low

F12026-F12025 Yes 6 ACP 1979 165 3.2 10 3 3 2 2 3 2.8 1 1 1 1 1.0 Medium Very Low Very Low

F12027-F12026 Yes 6 ACP 1979 51 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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F12028-F12027 Yes 6 ACP 1979 331 3.4 16 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

F12029-F12028 Yes 6 ACP 1979 321 3.4 12 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

F12030-F12029 Yes 6 ACP 1979 186 3.2 6 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

F12031-F12030 Yes 6 ACP 1979 184 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12032-F12027 Yes 6 ACP 1979 160 2.1 2 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F12033-F12032 Yes 6 ACP 1979 345 3.1 3 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F12034-F12033 Yes 6 ACP 1979 336 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12035-F12026 Yes 6 ACP 1979 149 3.1 3 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

F12036-F12035 Yes 6 ACP 1979 84 4.2 8 4 3 2 3 3 3.3 1 1 1 1 1.0 High Very Low Low

F12037-F12036 Yes 6 ACP 1979 55 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12038R-F12037 Yes 6 ACP 1979 76 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12040R-F12028 Yes 6 ACP 1979 124 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12041R-F12031 Yes 6 ACP 1979 57 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12042-F12024 Yes 6 ACP 1979 96 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12043-F12023 Yes 6 ACP 1979 252 3.1 3 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F12044-F12043 Yes 6 ACP 1979 127 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12045-F12044 Yes 6 ACP 1979 245 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12046-F12045 Yes 6 ACP 1979 290 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12047-F12046 Yes 6 ACP 1979 324 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12048-F12043 Yes 6 ACP 1979 122 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F12049-F12002 Yes 8 ACP 1965 172 1 0 1 1 2 3 2 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

F12050-F12049 No 8 PVC 2003 154 NA NA 1 1 1 1 2 1.2 1 1 4 1 1.3 Very Low Very Low Very Low

F12051-F12050 No 8 PVC 2003 75 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12052-F12051 No 6 PVC 2003 36 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12053-F12052 No 6 PVC 2003 78 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12054-F12053 No 6 PVC 2003 87 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12055-F12054 No 6 PVC 2003 149 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12056-F12055 No 6 PVC 2003 144 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12057-F12056 No 6 PVC 2003 133 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12058-E12065 No 6 PVC 2003 191 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12059-F12058 Yes 6 PVC 2003 69 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F12060-F12059 Yes 6 PVC 2003 83 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F13001-F14008 Yes 8 ACP 1965 191 1 0 1 1 2 3 2 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

F13002-F13001 Yes 8 ACP 1965 312 1 0 1 1 2 3 2 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

F13003-F13002 Yes 8 ACP 1965 320 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13003S-F13003 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

F13004-F13038 Yes 8 ACP 1965 110 1 0 1 1 2 3 2 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

F13005-F13004 Yes 8 ACP 1965 199 1 0 1 1 2 3 2 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

F13006-F13005 Yes 8 ACP 1965 191 1 0 1 1 2 3 2 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

F13007-F13006 Yes 8 ACP 1965 211 2.2 4 2 2 2 3 2 2.1 1 1 2 1 1.1 Medium Very Low Very Low

F13008-F13027 Yes 8 ACP 1965 236 3.3 19 3 3 2 3 2 2.7 1 1 4 1 1.3 Medium Very Low Very Low

F13008-F13032 Yes 8 PVC 2012 26 1 0 1 1 1 2 3 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

F13009-E13073 Yes 8 VCP 1958 300 3.2 6 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

F13010-F13009 Yes 6 VCP 1954 272 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

F13011-F13010 Yes 6 VCP 1954 267 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low
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F13012-F13011 No 6 VCP 1962 89 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F13013-F13012 Yes 6 VCP 1962 208 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13014-F13013 Yes 6 VCP 1962 216 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13015R-F13014 Yes 6 VCP 1962 184 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13016-F13062 Yes 6 VCP 1954 179 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

F13017-F14014 Yes 6 VCP 1965 221 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F13018R-F13021 Yes 6 VCP 1965 111 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F13019-F14012 Yes 6 VCP 1965 218 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F13020-F13001 Yes 6 ACP 1968 179 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

F13021-F13017 Yes 6 VCP 1965 34 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F13022-F13021 Yes 6 CIP 1975 156 4.1 7 3 3 4 1 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

F13023-F13022 No 6 ACP 1975 59 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F13024-F13023 Yes 6 ACP 1975 240 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F13025-F13024 Yes 6 ACP 1975 247 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F13026-F13027 Yes 6 ACP 1978 224 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

F13027-F13007 Yes 8 ACP 1965 84 1 0 1 1 2 3 2 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

F13028R-F13029 Yes 6 ACP 1978 105 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13029-F13030 Yes 6 ACP 1978 166 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13030-F13033 Yes 6 ACP 1978 156 1 0 1 1 2 3 3 1.7 1 1 4 1 1.3 Low Very Low Very Low

F13031-F13030 Yes 6 ACP 1978 122 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13032-F13033 No 6 ACP 1978 403 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

F13033-F13034 Yes 6 ACP 1978 227 4.1 7 3 3 2 5 3 3.1 1 1 1 1 1.0 High Very Low Low

F13033S-F13033 No 6 ACP 1978 20 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

F13034-F13035 Yes 6 ACP 1978 343 4.7 34 4 4 2 5 3 3.7 1 1 1 1 1.0 High Very Low Low

F13035-F13036 No 6 ACP 1978 345 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

F13036-F13037 No 6 ACP 1978 338 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

F13037-G13011 Yes 6 ACP 1978 357 4.4 22 4 4 2 3 3 3.5 1 1 1 1 1.0 High Very Low Low

F13038-F13003 Yes 8 ACP 1965 86 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13039-F13038 Yes 8 ACP 1978 110 3.1 3 2 2 2 1 2 1.9 1 1 2 1 1.1 Low Very Low Very Low

F13040-F13037 Yes 6 PVC 1984 292 4.3 22 4 4 2 1 3 3.3 1 1 4 1 1.3 High Very Low Low

F13040R-F13039 Yes 8 PVC 1978 114 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13041-F13040 Yes 6 PVC 1984 249 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13042-F13041 Yes 6 PVC 1984 107 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13043-F13042 Yes 6 PVC 1984 197 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13044-F13043 Yes 6 PVC 1984 152 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13045R-F13044 Yes 6 PVC 1984 188 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13047-F14013 Yes 6 ACP 1981 141 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

F13048-F13047 Yes 6 ACP 1981 126 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F13049R-F13048 No 6 ACP 1981 113 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F13050-F13041 Yes 6 PVC 1990 104 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13051-F13050 Yes 6 PVC 1990 135 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13052-F13051 Yes 6 PVC 1990 145 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13053-F13052 Yes 6 PVC 1990 136 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13054-F13031 Yes 6 PVC 1998 85 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13054R-F13050 Yes 6 PVC 1990 123 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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F13055-F13054 Yes 6 PVC 1998 307 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13056-F13011 Yes 6 PVC 1998 55 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F13057-F13056 Yes 6 PVC 1998 238 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F13058-F13057 No 6 PVC 1998 84 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F13061R-F12060 No 6 PVC 2003 169 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

F13062-F13011 Yes 6 VCP 1954 209 1 0 1 1 3 4 2 1.7 1 1 1 1 1.0 Low Very Low Very Low

F14001-F15023 Yes 10 VCP 1954 299 4.1 4 3 2 3 3 2 2.6 2 2 1 3 2.1 Medium Medium Low

F14002-E14029 Yes 10 VCP 1954 212 1 0 1 1 3 4 2 1.7 2 4 1 4 2.7 Low Medium Very Low

F14003-F14002-1 Yes 10 PVC 1985 79 4.1 7 3 3 2 2 2 2.6 2 5 1 4 2.9 Medium Medium Low

F14003-F14002-2 No 6 PVC 1995 79 NA NA 2 2 2 2 2 2.0 1 5 1 4 2.4 Low Medium Very Low

F14004-F14003 Yes 10 VCP 1954 90 2.1 2 2 2 3 4 2 2.3 2 4 1 4 2.7 Medium Medium Low

F14005-F14004 No 8 VCP 1954 335 NA NA 3 3 3 4 2 2.9 1 4 1 4 2.2 Medium Medium Low

F14006-F14005 No 8 VCP 1960 109 NA NA 2 2 2 4 2 2.2 1 2 1 3 1.6 Medium Low Very Low

F14007-F14024 Yes 8 ACP 1965 183 1 0 1 1 2 4 2 1.6 1 1 1 2 1.2 Low Very Low Very Low

F14008-F14007 Yes 8 ACP 1965 300 1 0 1 1 2 4 2 1.6 1 1 1 2 1.2 Low Very Low Very Low

F14009-F14006 Yes 8 VCP 1962 118 1 0 1 1 2 1 2 1.3 1 1 2 2 1.3 Very Low Very Low Very Low

F14010-F14009 Yes 6 VCP 1962 126 5.4 22 5 4 2 1 2 3.5 1 1 2 2 1.3 High Very Low Low

F14010S-F14010 No 6 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

F14011-F14010 Yes 6 VCP 1965 267 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14012-F14011 Yes 6 VCP 1965 66 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14013-F14070R Yes 6 ACP 1981 58 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

F14014-F14012 Yes 6 VCP 1965 262 2.2 4 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F14015R-F14006 Yes 6 VCP 1960 197 3.2 9 3 3 2 3 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

F14016-F14041 Yes 8 VCP 1954 227 1 0 1 1 3 4 2 1.7 1 2 1 3 1.6 Low Low Very Low

F14017-F14004 Yes 8 VCP 1963 228 2.2 4 2 2 2 1 2 1.9 1 4 1 4 2.2 Low Medium Very Low

F14018-F14017 Yes 6 VCP 1963 100 1 0 1 1 2 1 2 1.3 1 3 1 3 1.8 Very Low Low Very Low

F14018S-F14018 No 6 VCP 1963 34 NA NA 2 2 2 2 2 2.0 1 3 1 3 1.8 Low Low Very Low

F14019R-F14018 Yes 6 VCP 1963 198 1 0 1 1 2 1 2 1.3 1 3 1 3 1.8 Very Low Low Very Low

F14020-F14016 Yes 8 VCP 1954 144 1 0 1 1 3 1 2 1.4 1 2 1 3 1.6 Very Low Low Very Low

F14020R-F14019R No 6 VCP 1963 33 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

F14021R-F14017 Yes 6 VCP 1963 108 1 0 1 1 2 1 2 1.3 1 4 1 3 2.0 Very Low Low Very Low

F14022-F14030 No 6 VCP 1953 89 NA NA 3 3 3 3 3 3.0 1 1 1 2 1.2 Medium Very Low Very Low

F14023-F14022 No 6 VCP 1953 107 NA NA 3 3 3 3 3 3.0 1 1 1 2 1.2 Medium Very Low Very Low

F14024-F14006 No 8 ACP 1965 116 NA NA 2 2 2 4 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

F14025-F14024 Yes 6 ACP 1968 338 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14025S-F14025 No 6 UNK 1900 4 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

F14026-F14060 Yes 6 ACP 1968 248 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14027-F14025 Yes 6 ACP 1968 252 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14028-F14027 Yes 6 ACP 1968 209 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14030-G15070 No 6 VCP 1953 127 NA NA 3 3 3 4 3 3.1 1 1 1 2 1.2 High Very Low Low

F14031-F14020 Yes 8 CIP 1973 154 1 0 1 1 4 1 2 1.5 1 2 1 3 1.6 Very Low Low Very Low

F14032-F14031 Yes 8 CIP 1973 179 1 0 1 1 4 1 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

F14033-F14009 Yes 6 ACP 1973 57 1 0 1 1 2 1 2 1.3 1 1 2 2 1.3 Very Low Very Low Very Low

F14034-F14033 Yes 6 ACP 1973 109 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14035-F14011 Yes 6 ACP 1973 87 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low
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F14036-F14026 Yes 6 ACP 1972 299 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14038-F15011 Yes 8 ACP 1972 344 1.1 1 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

F14039-F14023 No 6 ACP 1976 168 NA NA 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

F14040-F14039 No 6 ACP 1976 214 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

F14041-F14005 Yes 8 VCP 1954 60 1 0 1 1 3 4 2 1.7 1 2 2 3 1.7 Low Low Very Low

F14042-F14041 No 6 CIP 1976 93 NA NA 4 4 4 2 2 3.4 1 2 1 3 1.6 High Low Medium

F14043R-F14042 Yes 6 CIP 1976 91 2.2 7 2 3 4 3 2 2.5 1 2 1 3 1.6 Medium Low Very Low

F14044-F14038 Yes 6 ACP 1972 60 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

F14044S-F14044 No 6 PVC 2012 34 NA NA 1 1 1 2 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

F14045-E14079 Yes 8 ACP 1977 181 1 0 1 1 2 1 2 1.3 1 3 1 4 2.0 Very Low Low Very Low

F14046-F14036 Yes 6 ACP 1981 232 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14047-F14046 Yes 6 ACP 1981 134 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14048-F14047 No 6 ACP 1981 89 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14049-F14048 Yes 6 ACP 1981 219 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14050-F14026 Yes 6 ACP 1981 237 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14051-F14039 No 6 ACP 1976 14 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F14052-F14051 No 6 PVC 1984 135 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F14053-F14036 Yes 6 PVC 1987 222 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14054-F14053 Yes 6 PVC 1987 199 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14055-F14054 Yes 6 PVC 1987 9 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14056-F14055 No 6 PVC 1987 219 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14058-F14056 No 6 PVC 1987 103 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14059R-F14058 No 6 PVC 1987 71 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14060-F14061 Yes 6 ACP 1968 174 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14061-F14025 Yes 6 ACP 1968 126 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14062-F14061 Yes 6 PVC 1987 286 2.2 4 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F14063R-F14062 Yes 6 PVC 1987 111 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

F14064-F14015R Yes 6 VCP 1960 52 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

F14065-F14036 No 6 PVC 1990 54 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14066-F14065 Yes 6 PVC 1990 158 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

F14067-F14066 No 6 PVC 1990 175 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F14068-G14042 No 6 PVC 1990 151 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F14069-F14068 No 6 PVC 1990 84 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F14069S-F14069 No 6 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 1 1 1 1.0 High Very Low Low

F14070R-F13019 Yes 6 VCP 1965 186 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

F14071-F14072 Yes 6 PVC 2005 96 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F14072-F14073 No 6 PVC 2005 58 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F14073-F14074 No 6 PVC 2005 155 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F14074-F14075 No 6 PVC 2005 164 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F14075-F14076 No 6 PVC 2005 94 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F14076-F15116 No 6 PVC 2005 53 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F14077R-F15120 Yes 8 PVC 2009 76 1 0 1 1 1 1 3 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

F14078S-F14077R Yes 8 PVC 2009 7 1 0 1 1 1 2 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

F14079-F14062 Yes 6 PVC 2007 28 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

F14080-F14079 Yes 6 PVC 2007 90 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 39 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

F14081-F14080 Yes 6 PVC 2007 128 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

F14082R-F14081 No 6 PVC 2007 62 NA NA 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

F15001-F16074 Yes 21 RCP 1965 166 1 0 1 1 3 2 2 1.5 5 2 1 4 3.8 Very Low High Very Low

F15002-F15062 Yes 21 RCP 1965 168 1 0 1 1 3 2 2 1.5 5 3 1 4 4.0 Very Low High Very Low

F15003-F15073 Yes 21 RCP 1965 220 1 0 1 1 3 2 2 1.5 5 4 1 3 4.0 Very Low High Very Low

F15004-F15003 Yes 21 RCP 1965 219 1 0 1 1 3 2 2 1.5 5 4 1 3 4.0 Very Low High Very Low

F15005-F15060 Yes 18 RCP 1965 107 1 0 1 1 3 2 2 1.5 5 2 1 4 3.8 Very Low High Very Low

F15006-F15005 No 18 RCP 1965 207 NA NA 3 3 3 2 2 2.7 5 2 1 4 3.8 Medium High Medium

F15007-F15006 No 18 RCP 1965 140 NA NA 3 3 3 2 2 2.7 5 1 1 4 3.6 Medium High Medium

F15009-F15085 Yes 18 RCP 1965 178 1 0 1 1 3 2 2 1.5 5 2 1 4 3.8 Very Low High Very Low

F15010-F15009 Yes 18 RCP 1965 265 1 0 1 1 3 2 2 1.5 5 2 1 3 3.6 Very Low High Very Low

F15011-F15022 Yes 10 VCP 1954 166 3.1 3 2 2 3 3 2 2.2 2 2 1 2 1.9 Medium Low Very Low

F15012-F15091 Yes 6 VCP 1963 287 1 0 1 1 2 3 2 1.5 1 4 1 2 1.8 Very Low Low Very Low

F15013-F15090 No 6 VCP 1963 299 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15014-F15089 No 6 VCP 1963 233 NA NA 2 2 2 1 2 1.9 1 2 1 4 1.8 Low Low Very Low

F15015R-F15014 No 6 VCP 1963 180 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15016-F15004 Yes 12 VCP 1964 237 1 0 1 1 2 3 2 1.5 3 4 1 4 3.2 Very Low High Very Low

F15017-F15016 Yes 12 VCP 1964 212 1 0 1 1 2 3 2 1.5 3 4 1 4 3.2 Very Low High Very Low

F15018-F15114 Yes 10 VCP 1954 155 1 0 1 1 3 3 2 1.6 2 2 1 4 2.3 Low Medium Very Low

F15019-F15017 Yes 10 VCP 1954 310 1 0 1 1 3 3 2 1.6 2 4 1 5 2.9 Low Medium Very Low

F15020-F15019 Yes 10 VCP 1954 298 1 0 1 1 3 3 2 1.6 2 3 1 5 2.7 Low Medium Very Low

F15021-F15018 Yes 10 VCP 1954 39 1 0 1 1 3 3 2 1.6 2 2 2 3 2.2 Low Medium Very Low

F15022-F15122 Yes 10 VCP 1954 117 3.1 3 2 2 3 3 2 2.2 2 2 1 3 2.1 Medium Medium Low

F15023-F15011 Yes 10 VCP 1954 135 2.2 4 2 2 3 3 2 2.2 2 2 1 2 1.9 Medium Low Very Low

F15024-F15021 Yes 6 VCP 1956 249 4.2 11 4 3 3 3 2 3.2 1 3 2 3 1.9 High Low Medium

F15025R-F15024 Yes 6 VCP 1955 177 1 0 1 1 3 3 2 1.6 1 3 1 3 1.8 Low Low Very Low

F15026-F15113 No 8 CIP 1966 123 NA NA 4 4 4 3 3 3.7 1 3 2 4 2.1 High Medium Medium

F15027-G15046 Yes 10 PVC 2003 358 1 0 1 1 1 1 3 1.4 2 1 2 4 2.2 Very Low Medium Very Low

F15028-F15126 No 6 VCP 1949 345 NA NA 3 3 3 4 3 3.1 1 2 1 4 1.8 High Low Medium

F15029-F15028 No 6 VCP 1949 400 NA NA 3 3 3 5 3 3.2 1 2 1 4 1.8 High Low Medium

F15030-F15029 No 6 VCP 1949 354 NA NA 3 3 3 1 3 2.8 1 5 1 4 2.4 Medium Medium Low

F15031-F15029 Yes 6 VCP 1949 165 1 0 1 1 3 3 3 1.8 1 3 1 4 2.0 Low Low Very Low

F15032-F15031 No 6 VCP 1953 244 NA NA 3 3 3 3 3 3.0 1 3 1 4 2.0 Medium Low Very Low

F15033-F15032 No 6 VCP 1953 205 NA NA 3 3 3 3 3 3.0 1 3 1 4 2.0 Medium Low Very Low

F15034-F15033 No 6 VCP 1953 189 NA NA 3 3 3 1 3 2.8 1 2 1 3 1.6 Medium Low Very Low

F15035-F15117 Yes 6 VCP 1956 24 1 0 1 1 3 1 3 1.6 1 2 1 2 1.4 Low Very Low Very Low

F15036R-F15035 Yes 6 VCP 1956 77 4.1 7 3 3 3 2 3 2.9 1 2 1 2 1.4 Medium Very Low Very Low

F15037R-F15034 No 6 VCP 1953 92 NA NA 3 3 3 1 3 2.8 1 2 1 3 1.6 Medium Low Very Low

F15038-F15033 Yes 6 VCP 1953 163 2.1 2 2 2 3 4 3 2.5 1 3 1 3 1.8 Medium Low Very Low

F15039-F15038 Yes 6 VCP 1953 106 2.2 4 2 2 3 4 3 2.5 1 3 1 3 1.8 Medium Low Very Low

F15040-F15039 Yes 6 VCP 1962 164 2.2 4 2 2 2 4 3 2.4 1 4 1 3 2.0 Medium Low Very Low

F15042R-F15039 Yes 6 VCP 1953 134 1 0 1 1 3 4 3 1.9 1 3 1 3 1.8 Low Low Very Low

F15043R-F15039 Yes 6 VCP 1953 44 3.1 4 2 2 3 4 3 2.5 1 3 1 3 1.8 Medium Low Very Low

F15044R-F15031 No 6 VCP 1949 185 NA NA 3 3 3 1 3 2.8 1 4 1 4 2.2 Medium Medium Low

F15045-F15065 Yes 6 VCP 1949 168 4.2 34 4 4 3 4 3 3.7 1 1 2 4 1.7 High Low Medium
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F15046-F15045 No 6 VCP 1958 303 NA NA 3 3 3 2 3 2.9 1 1 2 3 1.5 Medium Very Low Very Low

F15047-F15057 No 6 VCP 1958 106 NA NA 3 3 3 2 3 2.9 1 1 1 3 1.4 Medium Very Low Very Low

F15050-F16018 No 12 VCP 1954 330 NA NA 3 3 3 3 2 2.8 3 4 1 5 3.4 Medium High Medium

F15052-F15131 No 8 PVC 2015 152 NA NA 1 1 1 2 2 1.3 1 3 1 3 1.8 Very Low Low Very Low

F15054-F15052 No 6 VCP 1963 119 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15055R-F15054 No 6 VCP 1963 142 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F15056R-F15054 No 6 VCP 1963 97 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15057-F15046 No 6 VCP 1958 191 NA NA 3 3 3 2 3 2.9 1 1 1 3 1.4 Medium Very Low Very Low

F15058-F15057 No 6 ACP 1976 192 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F15059R-F14030 No 6 ACP 1970 164 NA NA 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

F15060-F15004 Yes 18 RCP 1965 218 1 0 1 1 3 2 2 1.5 5 3 1 3 3.8 Very Low High Very Low

F15061-F15088 No 6 ACP 1975 232 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15062-F15001 Yes 21 RCP 1965 181 1 0 1 1 3 2 2 1.5 5 3 1 4 4.0 Very Low High Very Low

F15063-F15040 Yes 6 VCP 1962 76 1 0 1 1 2 4 3 1.8 1 4 1 2 1.8 Low Low Very Low

F15064-F15063 Yes 6 ACP 1980 307 1 0 1 1 2 4 3 1.8 1 4 1 2 1.8 Low Low Very Low

F15065-F15124 No 6 VCP 1949 286 NA NA 3 3 3 4 3 3.1 1 1 2 4 1.7 High Low Medium

F15066-F15065 No 6 PVC 1984 267 NA NA 2 2 2 2 3 2.2 1 1 2 4 1.7 Medium Low Very Low

F15067-F15066 No 6 PVC 1984 152 NA NA 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

F15068-F15067 No 6 PVC 1984 65 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F15069-F15068 No 6 PVC 1984 113 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F15070-F15069 No 6 PVC 1984 60 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F15071-F15070 No 6 PVC 1984 84 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F15072-F15071 No 6 PVC 1984 52 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F15073-F15002 Yes 21 RCP 1965 70 1 0 1 1 3 2 2 1.5 5 3 1 3 3.8 Very Low High Very Low

F15074-F15073 No 6 PVC 1984 146 NA NA 2 2 2 1 2 1.9 1 3 4 3 2.1 Low Medium Very Low

F15075-F15074 No 6 PVC 1984 94 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15076-F15074 No 6 PVC 1984 52 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15077-F15076 No 6 PVC 1984 100 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15078-F15077 No 6 PVC 1984 102 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15079-F15077 No 6 PVC 1984 50 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

F15080-F15079 No 6 PVC 1984 101 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15081-F15077 No 6 PVC 1984 186 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F15082-F15081 No 6 PVC 1984 112 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F15084-F16078 No 6 PVC 1984 109 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F15085-F15007 Yes 18 RCP 1965 88 1 0 1 1 3 2 2 1.5 5 1 1 4 3.6 Very Low High Very Low

F15086R-F15085 No 6 ACP 1980 118 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

F15087-F15003 Yes 18 PVC 1986 64 1 0 1 1 2 2 2 1.4 5 4 4 3 4.3 Very Low Very High Low

F15087G-F15087 No 6 UNK 1900 5 NA NA 4 4 4 2 2 3.4 1 3 1 3 1.8 High Low Medium

F15088-F15087 Yes 24 PVC 1986 387 1 0 1 1 2 2 2 1.4 5 3 1 3 3.8 Very Low High Very Low

F15089-F15088 Yes 24 PVC 1986 453 1 0 1 1 2 2 2 1.4 5 2 1 4 3.8 Very Low High Very Low

F15090-F15089 Yes 24 PVC 1986 265 1 0 1 1 2 2 2 1.4 5 2 1 4 3.8 Very Low High Very Low

F15091-F15090 Yes 24 PVC 1986 266 1 0 1 1 2 2 2 1.4 5 2 2 3 3.7 Very Low High Very Low

F15092-F15091 Yes 24 PVC 1986 208 1 0 1 1 2 2 2 1.4 5 2 1 2 3.4 Very Low High Very Low

F15093-F15050 Yes 12 VCP 1954 73 4 74 3 5 3 1 2 3.0 3 4 1 5 3.4 Medium High Medium

F15097-F15134 Yes 12 PVC 1992 12 1 0 1 1 2 2 2 1.4 3 4 1 4 3.2 Very Low High Very Low
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F15101-G15053 No 10 PVC 1985 105 NA NA 2 2 2 3 3 2.3 2 2 1 3 2.1 Medium Medium Low

F15102-F15047 No 6 VCP 1961 320 NA NA 2 2 2 2 3 2.2 1 1 1 3 1.4 Medium Very Low Very Low

F15104-F15021 No 6 RCP 1979 111 NA NA 2 2 2 1 2 1.9 1 2 2 3 1.7 Low Low Very Low

F15104R-F15106 Yes 6 PVC 2001 101 1 0 1 1 1 1 3 1.4 1 3 1 4 2.0 Very Low Low Very Low

F15105-F15029 No 6 PVC 2001 80 NA NA 1 1 1 1 3 1.4 1 2 1 4 1.8 Very Low Low Very Low

F15106-F15105 No 6 PVC 2001 79 NA NA 1 1 1 1 3 1.4 1 3 1 4 2.0 Very Low Low Very Low

F15108-F15106 No 6 PVC 2001 170 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

F15109-F15108 No 6 PVC 2001 164 NA NA 1 1 1 1 3 1.4 1 3 1 4 2.0 Very Low Low Very Low

F15110-F15108 No 6 PVC 2001 75 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

F15111R-F15110 No 6 PVC 2001 69 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

F15113-F15101 No 10 PVC 1985 118 NA NA 2 2 2 3 3 2.3 2 2 1 3 2.1 Medium Medium Low

F15114-F15020 Yes 10 VCP 1954 114 1 0 1 1 3 3 2 1.6 2 2 1 5 2.5 Low Medium Very Low

F15115-F15114 No 8 PVC 1988 114 NA NA 2 2 2 1 2 1.9 1 2 1 4 1.8 Low Low Very Low

F15116-F15102 No 6 PVC 2005 100 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F15117-F15034 No 6 VCP 1956 101 NA NA 3 3 3 1 3 2.8 1 2 1 3 1.6 Medium Low Very Low

F15118-F15117 Yes 8 PVC 2009 122 1 0 1 1 1 1 3 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

F15119-F15118 No 8 PVC 2009 190 NA NA 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

F15120-F15119 Yes 8 PVC 2009 175 1 0 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

F15121S-F15118 Yes 8 UNK 1900 8 1 0 1 1 4 2 3 1.8 1 2 1 2 1.4 Low Very Low Very Low

F15122-F15021 Yes 10 VCP 1954 177 1 0 1 1 3 3 2 1.6 2 2 2 3 2.2 Low Medium Very Low

F15123-F15122 Yes 8 PVC 2007 147 1 0 1 1 1 1 2 1.2 1 2 1 3 1.6 Very Low Low Very Low

F15124-F15027 No 8 PVC 2003 69 NA NA 1 1 1 4 3 1.7 1 1 2 4 1.7 Low Low Very Low

F15125S-F15124 No 8 PVC 2003 10 NA NA 1 1 1 2 3 1.5 1 1 2 4 1.7 Very Low Low Very Low

F15126-F15027 Yes 8 PVC 2003 51 1 0 1 1 1 4 3 1.7 1 1 2 4 1.7 Low Low Very Low

F15127S-F15126 No 8 PVC 2003 10 NA NA 1 1 1 2 3 1.5 1 1 1 4 1.6 Very Low Low Very Low

F15128S-F15117 Yes 6 UNK 1900 8 1 0 1 1 4 2 3 1.8 1 2 1 2 1.4 Low Very Low Very Low

F15129S-F15102 Yes 6 VCP 1961 5 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

F15130-E15147 Yes 12 PVC 2015 142 1 0 1 1 1 2 2 1.3 3 2 2 2 2.5 Very Low Medium Very Low

F15131-F15132 Yes 12 PVC 2015 125 1 0 1 1 1 2 2 1.3 3 3 1 3 2.8 Very Low Medium Very Low

F15132-F15133 Yes 12 PVC 2015 86 1 0 1 1 1 2 2 1.3 3 3 1 3 2.8 Very Low Medium Very Low

F15133-F15134-1 No 10 PVC 2015 155 NA NA 1 1 1 2 2 1.3 2 5 1 4 2.9 Very Low Medium Very Low

F15133-F15134-2 No 8 PVC 2015 155 NA NA 1 1 1 2 2 1.3 1 5 1 4 2.4 Very Low Medium Very Low

F15134-F15093 Yes 12 PVC 1992 112 3.1 3 2 2 2 2 2 2.0 3 4 1 4 3.2 Low High Low

F15135-F15010 No 18 RCP 1965 133 NA NA 3 3 3 2 2 2.7 5 2 1 2 3.4 Medium High Medium

F15136-F15135 No 18 RCP 1965 138 NA NA 3 3 3 2 2 2.7 5 2 1 2 3.4 Medium High Medium

F16001-G16009 Yes 24 RCP 1965 231 1 0 1 1 3 2 2 1.5 5 3 1 4 4.0 Very Low High Very Low

F16002-F16100 No 24 RCP 1965 189 NA NA 3 3 3 2 2 2.7 5 3 1 4 4.0 Medium High Medium

F16003-F16075 Yes 21 RCP 1965 239 1 0 1 1 3 2 2 1.5 5 2 2 4 3.9 Very Low High Very Low

F16004-F16075 Yes 15 VCP 1964 271 1 0 1 1 2 4 2 1.6 4 2 4 4 3.6 Low High Low

F16005-F16073 No 15 VCP 1964 100 NA NA 2 2 2 2 2 2.0 4 4 2 3 3.6 Low High Low

F16006-F16097 No 15 VCP 1964 50 NA NA 2 2 2 4 2 2.2 4 4 2 2 3.4 Medium High Medium

F16007-F16006 No 15 VCP 1964 186 NA NA 2 2 2 4 2 2.2 4 4 2 2 3.4 Medium High Medium

F16008-F16007 No 15 VCP 1964 241 NA NA 2 2 2 4 2 2.2 4 2 2 2 3.0 Medium Medium Low

F16008-F16009 No 12 VCP 1964 19 NA NA 2 2 2 2 2 2.0 3 2 2 1 2.3 Low Medium Very Low

F16009-F16028 No 12 VCP 1954 249 NA NA 3 3 3 1 3 2.8 3 2 1 1 2.2 Medium Medium Low
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F16010-F16009 No 12 VCP 1954 283 NA NA 3 3 3 4 2 2.9 3 2 1 1 2.2 Medium Medium Low

F16011-F16010 No 12 VCP 1954 232 NA NA 3 3 3 3 2 2.8 3 1 1 2 2.2 Medium Medium Low

F16012-F16011 No 12 VCP 1954 235 NA NA 3 3 3 3 2 2.8 3 2 1 2 2.4 Medium Medium Low

F16013-F16012 No 12 VCP 1954 166 NA NA 3 3 3 3 2 2.8 3 2 1 2 2.4 Medium Medium Low

F16014-F16013 No 12 VCP 1954 165 NA NA 3 3 3 3 2 2.8 3 2 1 3 2.6 Medium Medium Low

F16015-F16014 No 12 VCP 1954 162 NA NA 3 3 3 3 2 2.8 3 2 1 3 2.6 Medium Medium Low

F16016-F16015 No 12 VCP 1954 44 NA NA 3 3 3 3 2 2.8 3 2 1 3 2.6 Medium Medium Low

F16017-F16016 No 12 VCP 1954 335 NA NA 3 3 3 3 2 2.8 3 2 1 5 3.0 Medium Medium Low

F16018-F16017 No 12 VCP 1954 331 NA NA 3 3 3 3 2 2.8 3 3 1 5 3.2 Medium High Medium

F16019-F16016 No 6 VCP 1965 171 NA NA 2 2 2 3 2 2.1 1 2 1 3 1.6 Medium Low Very Low

F16020-F16019 No 6 VCP 1965 237 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

F16021-F16020 No 6 VCP 1965 108 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F16022R-F16014 No 6 VCP 1953 243 NA NA 3 3 3 1 2 2.6 1 3 1 3 1.8 Medium Low Very Low

F16023R-F16014 No 6 VCP 1953 301 NA NA 3 3 3 1 2 2.6 1 2 1 3 1.6 Medium Low Very Low

F16024-F17001 Yes 12 RCP 1956 326 1 0 1 1 4 1 3 1.7 3 1 1 1 2.0 Low Low Very Low

F16025-F16024 Yes 12 RCP 1956 78 1 0 1 1 4 1 3 1.7 3 1 1 1 2.0 Low Low Very Low

F16026-F16025 Yes 12 RCP 1956 77 1 0 1 1 4 1 3 1.7 3 1 1 1 2.0 Low Low Very Low

F16027-F16026 Yes 12 RCP 1956 175 1 0 1 1 4 1 3 1.7 3 1 1 1 2.0 Low Low Very Low

F16028-F16027 Yes 12 RCP 1956 348 3.2 6 3 3 4 3 3 3.1 3 1 2 1 2.1 High Medium Medium

F16028R-F16028 No 8 VCP 1951 385 NA NA 3 3 3 2 3 2.9 1 1 1 2 1.2 Medium Very Low Very Low

F16029-F16028R No 8 VCP 1951 133 NA NA 3 3 3 2 3 2.9 1 1 1 2 1.2 Medium Very Low Very Low

F16029R-F16029 No 8 VCP 1951 74 NA NA 3 3 3 2 3 2.9 1 1 1 2 1.2 Medium Very Low Very Low

F16030-F16029R No 8 VCP 1953 215 NA NA 3 3 3 2 3 2.9 1 1 1 2 1.2 Medium Very Low Very Low

F16031-F16030 Yes 12 VCP 1953 361 4.2 8 4 3 3 1 3 3.2 3 1 2 4 2.7 High Medium Medium

F16032-F16031 No 8 VCP 1966 273 NA NA 2 2 2 1 3 2.1 1 1 2 4 1.7 Medium Low Very Low

F16033-F16032 No 8 VCP 1966 266 NA NA 2 2 2 1 3 2.1 1 2 2 4 1.9 Medium Low Very Low

F16033S-F16033 No 8 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 2 2 4 1.9 High Low Medium

F16034-F16063 No 6 VCP 1966 250 NA NA 2 2 2 1 3 2.1 1 2 2 4 1.9 Medium Low Very Low

F16035-F16034 No 6 VCP 1966 255 NA NA 2 2 2 1 3 2.1 1 2 1 3 1.6 Medium Low Very Low

F16036-F16032 No 6 VCP 1966 282 NA NA 2 2 2 1 3 2.1 1 1 2 4 1.7 Medium Low Very Low

F16037-F16036 No 6 VCP 1966 293 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F16037R-F16037 No 6 VCP 1966 93 NA NA 2 2 2 2 3 2.2 1 1 1 2 1.2 Medium Very Low Very Low

F16038-F16030 No 6 VCP 1952 200 NA NA 3 3 3 1 3 2.8 1 1 2 2 1.3 Medium Very Low Very Low

F16039-F16031 No 6 VCP 1953 288 NA NA 3 3 3 1 3 2.8 1 1 2 4 1.7 Medium Low Very Low

F16040R-F16039 No 6 VCP 1953 194 NA NA 3 3 3 1 3 2.8 1 1 1 3 1.4 Medium Very Low Very Low

F16041R-F16030 No 6 VCP 1953 170 NA NA 3 3 3 3 3 3.0 1 1 1 3 1.4 Medium Very Low Very Low

F16042R-F16038 No 6 VCP 1952 205 NA NA 3 3 3 1 3 2.8 1 1 1 2 1.2 Medium Very Low Very Low

F16043-F16029 No 6 VCP 1958 374 NA NA 3 3 3 5 3 3.2 1 1 2 2 1.3 High Very Low Low

F16044-F16043 No 6 VCP 1958 166 NA NA 3 3 3 5 3 3.2 1 1 1 2 1.2 High Very Low Low

F16045R-F16044 No 6 VCP 1958 76 NA NA 3 3 3 3 3 3.0 1 1 1 2 1.2 Medium Very Low Very Low

F16046R-F16043 No 6 VCP 1958 119 NA NA 3 3 3 3 3 3.0 1 1 1 2 1.2 Medium Very Low Very Low

F16047-F16028 No 8 VCP 1956 279 NA NA 3 3 3 1 3 2.8 1 1 2 1 1.1 Medium Very Low Very Low

F16048R-F16047 No 6 VCP 1956 200 NA NA 3 3 3 3 3 3.0 1 1 2 1 1.1 Medium Very Low Very Low

F16049-F16027 Yes 6 VCP 1956 300 5.1 28 4 4 3 4 3 3.7 1 2 1 1 1.2 High Very Low Low

F16050-F16049 Yes 6 VCP 1962 260 3.2 10 3 3 2 4 3 3.0 1 3 1 2 1.6 Medium Low Very Low
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F16051R-F16026 No 6 VCP 1965 205 NA NA 2 2 2 1 3 2.1 1 2 1 1 1.2 Medium Very Low Very Low

F16052R-F16051R No 6 VCP 1965 61 NA NA 2 2 2 1 3 2.1 1 2 1 1 1.2 Medium Very Low Very Low

F16053-F16108 No 6 VCP 1960 107 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

F16054R-F16053 No 6 VCP 1965 154 NA NA 2 2 2 4 3 2.4 1 1 1 1 1.0 Medium Very Low Very Low

F16056-G16123 No 6 VCP 1965 152 NA NA 2 2 2 1 3 2.1 1 3 1 2 1.6 Medium Low Very Low

F16057-F16085 No 6 VCP 1960 20 NA NA 2 2 2 1 3 2.1 1 3 1 2 1.6 Medium Low Very Low

F16058-F16086 No 6 VCP 1963 19 NA NA 2 2 2 1 3 2.1 1 4 1 2 1.8 Medium Low Very Low

F16059R-F16058 No 6 VCP 1963 163 NA NA 2 2 2 1 3 2.1 1 4 1 2 1.8 Medium Low Very Low

F16060-G16029 No 6 VCP 1954 401 NA NA 3 3 3 3 3 3.0 1 4 1 2 1.8 Medium Low Very Low

F16061-F16060 Yes 6 VCP 1954 275 4.4 69 4 5 3 3 3 3.8 1 4 1 3 2.0 High Low Medium

F16062R-F16061 Yes 6 VCP 1954 220 4.2 16 4 3 3 3 3 3.4 1 2 1 4 1.8 High Low Medium

F16063-F16033 No 6 VCP 1966 6 NA NA 2 2 2 1 3 2.1 1 2 2 4 1.9 Medium Low Very Low

F16064-F16063 No 6 ACP 1975 237 NA NA 2 2 2 1 3 2.1 1 3 2 4 2.1 Medium Medium Low

F16065-F16064 No 6 ACP 1975 295 NA NA 2 2 2 1 3 2.1 1 3 2 3 1.9 Medium Low Very Low

F16066-F16037R No 6 VCP 1966 19 NA NA 2 2 2 2 3 2.2 1 1 1 2 1.2 Medium Very Low Very Low

F16067-F16066 No 6 ACP 1977 110 NA NA 2 2 2 1 3 2.1 1 2 1 2 1.4 Medium Very Low Very Low

F16068-F16067 No 6 ACP 1977 176 NA NA 2 2 2 1 3 2.1 1 2 1 2 1.4 Medium Very Low Very Low

F16071-F16079 No 8 ACP 1977 108 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F16072-F15062 No 8 VCP 1977 215 NA NA 2 2 2 1 2 1.9 1 3 4 4 2.3 Low Medium Very Low

F16073-F16084 No 15 VCP 1964 63 NA NA 2 2 2 2 2 2.0 4 4 2 3 3.6 Low High Low

F16074-F16003 Yes 21 RCP 1965 179 1 0 1 1 3 2 2 1.5 5 2 1 4 3.8 Very Low High Very Low

F16075-F16002 Yes 24 RCP 1965 12 1 0 1 1 3 2 2 1.5 5 2 2 4 3.9 Very Low High Very Low

F16076-F15076 No 6 PVC 1984 184 NA NA 2 2 2 2 2 2.0 1 4 1 3 2.0 Low Low Very Low

F16077-F16076 No 6 PVC 1984 92 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F16078-F15078 No 6 PVC 1984 114 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F16079-E16038 No 8 ACP 1977 350 NA NA 2 2 2 1 2 1.9 1 3 2 3 1.9 Low Low Very Low

F16080-F16079 No 6 PVC 1988 219 NA NA 2 2 2 1 2 1.9 1 3 2 3 1.9 Low Low Very Low

F16081-F16025 No 6 VCP 1965 14 NA NA 2 2 2 1 3 2.1 1 1 2 1 1.1 Medium Very Low Very Low

F16082-F16081 No 6 VCP 1965 19 NA NA 2 2 2 1 3 2.1 1 1 2 1 1.1 Medium Very Low Very Low

F16082R-F16099 No 6 PVC 1990 62 NA NA 2 2 2 1 3 2.1 1 3 1 3 1.8 Medium Low Very Low

F16083-F16084 No 6 PVC 1991 99 NA NA 2 2 2 1 2 1.9 1 3 2 3 1.9 Low Low Very Low

F16084-F16004 No 15 VCP 1964 113 NA NA 2 2 2 4 2 2.2 4 3 2 3 3.4 Medium High Medium

F16085-F16056 No 6 VCP 1960 158 NA NA 2 2 2 1 3 2.1 1 3 1 2 1.6 Medium Low Very Low

F16086-F16085 No 6 PVC 1991 158 NA NA 2 2 2 1 3 2.1 1 4 1 2 1.8 Medium Low Very Low

F16087-F15097 No 6 PVC 1992 267 NA NA 2 2 2 1 2 1.9 1 4 1 4 2.2 Low Medium Very Low

F16088R-F16087 No 6 PVC 1992 182 NA NA 2 2 2 1 2 1.9 1 4 1 4 2.2 Low Medium Very Low

F16089-F16074 No 8 ACP 1978 147 NA NA 2 2 2 1 2 1.9 1 2 4 4 2.1 Low Medium Very Low

F16090-F16089 No 8 ACP 1978 130 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F16091-F16090 No 6 ACP 1978 50 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F16092-F16090 No 6 ACP 1978 50 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F16093-F16091 No 6 ACP 1978 107 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F16097-F16005-1 No 10 CIP 1964 84 NA NA 4 4 4 2 2 3.4 2 5 2 2 2.6 High Medium Medium

F16097-F16005-2 Yes 8 CIP 1964 84 1 0 1 1 4 2 2 1.6 1 5 2 2 2.1 Low Medium Very Low

F16098R-F16090 No 6 ACP 1978 83 NA NA 2 2 2 1 2 1.9 1 3 1 3 1.8 Low Low Very Low

F16099-F16064 No 6 PVC 1990 32 NA NA 2 2 2 1 3 2.1 1 3 2 3 1.9 Medium Low Very Low
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F16100-F16001 Yes 24 RCP 1965 52 1 0 1 1 3 2 2 1.5 5 3 1 4 4.0 Very Low High Very Low

F16101-F16100 Yes 8 PVC 2002 321 1 0 1 1 1 1 2 1.2 1 3 4 4 2.3 Very Low Medium Very Low

F16102R-F16101 Yes 8 PVC 2002 81 1 0 1 1 1 1 2 1.2 1 3 1 3 1.8 Very Low Low Very Low

F16103R-F16072 Yes 6 VCP 1977 68 3.2 6 3 3 2 1 2 2.5 1 4 1 3 2.0 Medium Low Very Low

F16105-F17112 Yes 8 PVC 2013 250 1 0 1 1 1 1 3 1.4 1 2 2 1 1.3 Very Low Very Low Very Low

F16106-F16068 No 6 PVC 1999 33 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F16107R-F16106 No 6 PVC 1999 148 NA NA 1 1 1 1 3 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

F16108-F16082 No 6 VCP 1960 145 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

F17001-F17061 Yes 15 RCP 1965 214 1 0 1 1 3 1 3 1.6 4 1 1 1 2.5 Low Medium Very Low

F17004-F17064 No 8 PVC 2001 310 NA NA 1 1 1 3 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

F17005-F17076 No 8 PVC 2001 91 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17006-F17005 No 8 PVC 2001 249 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17008-F17006 No 8 PVC 2001 245 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17009-F17008 No 8 PVC 2001 349 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17009S-F17009 No 6 UNK 1900 7 NA NA 4 4 4 2 3 3.6 1 1 1 2 1.2 High Very Low Low

F17014-F17071 Yes 6 VCP 1961 309 1 0 1 1 2 3 3 1.7 1 1 1 2 1.2 Low Very Low Very Low

F17015-F17014 No 6 VCP 1961 146 NA NA 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

F17017-F17081 No 6 VCP 1950 112 NA NA 3 3 3 1 3 2.8 1 1 1 3 1.4 Medium Very Low Very Low

F17018R-F17017 No 6 VCP 1950 343 NA NA 3 3 3 1 3 2.8 1 1 1 3 1.4 Medium Very Low Very Low

F17019R-F17017 No 6 VCP 1950 76 NA NA 3 3 3 1 3 2.8 1 1 1 3 1.4 Medium Very Low Very Low

F17020-F17036 No 6 PVC 2001 34 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F17021-F16082 No 6 VCP 1960 269 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17022-F17021 No 6 VCP 1960 217 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17023R-F17043 No 6 VCP 1960 25 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17024R-F17021 No 6 VCP 1960 86 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17025-F16047 No 8 VCP 1956 270 NA NA 3 3 3 1 3 2.8 1 1 2 1 1.1 Medium Very Low Very Low

F17026-F17025 No 8 VCP 1956 122 NA NA 3 3 3 1 3 2.8 1 1 2 1 1.1 Medium Very Low Very Low

F17029-F17068 No 6 VCP 1960 279 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17030-F17026 No 6 VCP 1960 24 NA NA 2 2 2 1 3 2.1 1 1 2 1 1.1 Medium Very Low Very Low

F17031-F17030 No 6 VCP 1960 136 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17032-F17031 Yes 6 CIP 1960 352 1 0 1 1 4 1 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

F17033R-F17025 No 6 VCP 1956 200 NA NA 3 3 3 3 3 3.0 1 1 2 1 1.1 Medium Very Low Very Low

F17034-F17090 No 8 VCP 1960 416 NA NA 2 2 2 4 3 2.4 1 1 1 2 1.2 Medium Very Low Very Low

F17035-F17034 No 8 VCP 1960 392 NA NA 2 2 2 2 3 2.2 1 1 1 2 1.2 Medium Very Low Very Low

F17036-F17004 No 6 PVC 2001 146 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F17037-F17104 No 8 HDPE 2013 359 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

F17040-F17035 No 6 VCP 1964 82 NA NA 2 2 2 2 3 2.2 1 1 1 3 1.4 Medium Very Low Very Low

F17041R-F17040 No 6 VCP 1965 46 NA NA 2 2 2 4 3 2.4 1 1 1 3 1.4 Medium Very Low Very Low

F17042R-F17020 No 6 VCP 1960 217 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17043-F17022 No 6 VCP 1960 51 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17044-F17043 Yes 6 ACP 1973 155 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

F17045-F17044 Yes 6 ACP 1973 147 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

F17046-F17045 No 6 ACP 1973 418 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F17047-F17046 No 6 ACP 1975 354 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F17048-F17047 No 6 ACP 1975 199 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low
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F17049-F17048 No 6 ACP 1975 92 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F17050-F17015 No 6 VCP 1977 106 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17051-F17050 No 6 VCP 1977 49 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17052-F17051 No 6 VCP 1977 68 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17053-F17052 No 6 VCP 1977 97 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17054-F17053 Yes 6 VCP 1977 188 4.2 21 4 4 2 1 3 3.3 1 1 1 2 1.2 High Very Low Low

F17055R-F17054 Yes 6 VCP 1977 268 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

F17056-F17044 No 6 ACP 1974 278 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17057-F17036 No 6 VCP 1977 136 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17058-F17057 No 6 VCP 1977 155 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17059-F17058 No 6 VCP 1977 292 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17060R-F17059 No 6 VCP 1977 135 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F17061-G17028 No 15 RCP 1956 121 NA NA 4 4 4 1 3 3.5 4 1 1 2 2.7 High Medium Medium

F17062R-F17111 No 6 ACP 1979 180 NA NA 2 2 2 2 3 2.2 1 1 2 2 1.3 Medium Very Low Very Low

F17063-G17047R No 6 PVC 1985 236 NA NA 2 2 2 2 3 2.2 1 1 1 4 1.6 Medium Low Very Low

F17064-F17112 No 8 PVC 2001 163 NA NA 1 1 1 1 3 1.4 1 1 2 1 1.1 Very Low Very Low Very Low

F17065-F17070 Yes 6 ACP 1975 76 1 0 1 1 2 3 3 1.7 1 1 1 2 1.2 Low Very Low Very Low

F17066-F17065 No 6 PVC 1995 118 NA NA 2 2 2 3 3 2.3 1 1 2 1 1.1 Medium Very Low Very Low

F17067-F17066 No 6 PVC 1995 281 NA NA 2 2 2 3 3 2.3 1 1 2 2 1.3 Medium Very Low Very Low

F17068-F17067 No 6 VCP 1960 27 NA NA 2 2 2 1 3 2.1 1 1 2 2 1.3 Medium Very Low Very Low

F17070-F17056 Yes 6 ACP 1974 143 3.3 9 3 3 2 1 3 2.7 1 1 1 2 1.2 Medium Very Low Very Low

F17071-F17073 Yes 6 PVC 1995 315 4.2 8 4 3 2 3 3 3.3 1 1 1 3 1.4 High Very Low Low

F17072R-F17071 Yes 6 PVC 1990 90 1 0 1 1 2 3 3 1.7 1 1 1 2 1.2 Low Very Low Very Low

F17073-F17079 No 8 HDPE 2012 291 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

F17076-F17077 No 8 PVC 2001 37 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17077-F17078 No 8 PVC 2001 38 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17078-F17004 No 8 PVC 2001 141 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17079-F17009 No 8 PVC 2001 241 NA NA 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

F17080R-F17077 No 6 PVC 2001 70 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17081-F17008 No 8 PVC 2001 31 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17090-G17033 No 8 VCP 1960 198 NA NA 2 2 2 4 3 2.4 1 1 1 2 1.2 Medium Very Low Very Low

F17091-F17090 Yes 6 VCP 1952 7 1 0 1 1 3 4 3 1.9 1 1 1 2 1.2 Low Very Low Very Low

F17092-F17093 No 6 PVC 2003 259 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F17093-F17095 No 6 PVC 2003 175 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F17094-F17093 No 6 PVC 2003 74 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F17095-F17096 No 6 PVC 2003 40 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17096-F17097 No 6 PVC 2003 68 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17097-F17098 No 6 PVC 2003 55 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17098-F17099 No 6 PVC 2003 27 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17099-F17102 No 6 PVC 2003 85 NA NA 1 1 1 1 3 1.4 1 1 2 2 1.3 Very Low Very Low Very Low

F17100-F17099 No 6 PVC 2003 159 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17101-F17100 No 6 PVC 2003 125 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F17102-F17067 No 6 PVC 2003 214 NA NA 1 1 1 2 3 1.5 1 1 2 2 1.3 Very Low Very Low Very Low

F17103-F17032 No 6 PVC 1950 105 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F17104-F17035 No 8 HDPE 2013 121 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 46 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

F17105-F17104 Yes 8 PVC 2013 117 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

F17106-F17105 Yes 8 PVC 2013 90 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

F17107-F17106 Yes 8 PVC 2013 69 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

F17108-F17107 Yes 8 PVC 2013 248 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

F17110S-F17079 No 6 PVC 2001 7 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

F17111-G17139 No 24 PVC 2013 400 NA NA 1 1 1 2 3 1.5 5 1 4 2 3.5 Very Low High Very Low

F17112-F17111 No 24 PVC 2013 236 NA NA 1 1 1 2 3 1.5 5 1 2 1 3.1 Very Low High Very Low

F17113-F17037 No 8 HDPE 2013 307 NA NA 1 1 1 2 3 1.5 1 1 1 4 1.6 Very Low Low Very Low

F17114-F17113 Yes 8 HDPE 2013 105 1 0 1 1 1 1 3 1.4 1 1 1 4 1.6 Very Low Low Very Low

F17115-F17114 Yes 8 HDPE 2013 190 1 0 1 1 1 1 3 1.4 1 1 1 4 1.6 Very Low Low Very Low

F17116-F17115 Yes 8 HDPE 2013 56 1 0 1 1 1 1 3 1.4 1 1 1 4 1.6 Very Low Low Very Low

F17117R-F17066 No 6 PVC 1995 136 NA NA 2 2 2 2 3 2.2 1 1 2 1 1.1 Medium Very Low Very Low

F17117S-F17035 No 10 UNK 1900 6 NA NA 4 4 4 2 3 3.6 2 1 1 2 1.7 High Low Medium

F17118S-F17037 No 8 UNK 1900 4 NA NA 4 4 4 2 3 3.6 1 1 1 3 1.4 High Very Low Low

F17300-F17112 No 24 UNK 1900 7 NA NA 4 4 4 2 3 3.6 5 1 2 1 3.1 High High High

F18001-G18061 No 6 ACP 1979 235 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

F18002R-F18001 No 6 ACP 1979 248 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

F18003R-F18001 No 6 ACP 1979 183 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

F18004-G18062 No 6 PVC 1985 76 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F18005-F18004 No 6 PVC 1985 336 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F18006-F17116 No 8 ACP 1976 171 NA NA 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

F18007-F18006 No 8 ACP 1988 152 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

F18008-F19024 No 6 PVC 1992 254 NA NA 2 2 2 1 2 1.9 1 5 1 2 2.0 Low Low Very Low

F18009-F19028 No 6 PVC 1998 265 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

F18010-F18009 No 6 PVC 1998 348 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

F18011-F18010 No 6 PVC 1998 49 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F18012-F18011 No 6 PVC 1998 185 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F18013-F18010 No 6 PVC 1998 75 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F18014-F18013 No 6 PVC 1998 122 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F18015-F18014 No 6 PVC 1998 59 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F18016-F18054 No 8 HDPE 2003 372 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

F18017-F18016 Yes 8 HDPE 2002 232 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F18018-F18017 Yes 8 HDPE 2002 341 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

F18019-F18021 Yes 6 HDPE 2002 320 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18020-F18019 No 6 HDPE 2002 237 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18021-E17104 Yes 6 HDPE 2002 322 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18032-E18031 Yes 6 HDPE 2002 184 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18033-F18032 No 6 HDPE 2002 96 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18034-F18033 Yes 6 HDPE 2002 220 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18035-F18034 Yes 6 HDPE 2002 181 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18036-F18035 Yes 6 HDPE 2002 174 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18037-F18036 Yes 6 HDPE 2002 65 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18038-F18037 Yes 6 HDPE 2002 212 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18039-F18038 Yes 6 HDPE 2002 80 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18040-F18037 Yes 6 HDPE 2002 81 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low
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F18041-F18040 Yes 6 HDPE 2002 76 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18042-F18052 Yes 6 HDPE 2003 230 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18043-F18042 Yes 6 HDPE 2002 288 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18044-F18043 Yes 6 HDPE 2002 120 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18045-F18044 Yes 6 HDPE 2002 101 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18047-F18041 No 8 HDPE 2002 89 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18048-F18047 Yes 8 HDPE 2002 108 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18049-F18048 Yes 8 HDPE 2002 96 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18050R-F18049 Yes 8 HDPE 2003 125 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18051-F18039 Yes 6 HDPE 2003 180 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18052-F18041 Yes 6 VCP 2003 207 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18053R-F18020 No 6 HDPE 2003 147 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

F18054-F18007 No 8 HDPE 2003 63 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

F19001-G19059 No 6 VCP 1959 318 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

F19002-F19001 No 6 VCP 1959 142 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

F19003-F19002 No 6 VCP 1961 123 NA NA 2 2 2 3 2 2.1 1 2 1 2 1.4 Medium Very Low Very Low

F19004-F19003 No 6 VCP 1961 122 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F19005-F19004 No 6 VCP 1962 183 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F19006-F19005 No 6 VCP 1962 245 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F19007-F19006 No 6 VCP 1962 208 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19008-F19007 No 6 VCP 1962 206 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19009-F19008 No 6 VCP 1962 70 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19010-F19009 Yes 6 VCP 1962 146 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19011-F19009 No 6 VCP 1962 109 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19012-F19011 No 6 VCP 1962 124 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19013R-F19012 No 6 VCP 1962 77 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F19014-F19008 No 6 VCP 1962 183 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19015-F19007 No 6 VCP 1962 193 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19016-F19015 No 6 VCP 1962 181 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F19017-F19016 No 6 VCP 1962 100 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F19018-F19017 No 6 VCP 1962 59 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F19019R-F19015 No 6 VCP 1962 126 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

F19020-F19003 No 6 VCP 1961 186 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F19021R-F19018 No 6 VCP 1962 135 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F19022-F20030 No 6 VCP 1973 132 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F19023R-F20029 No 6 VCP 1973 140 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

F19024-G18053 No 6 PVC 1992 221 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

F19025-F19024 No 6 PVC 1992 195 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

F19026-F19025 No 8 PVC 1992 207 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

F19027-F19026 No 8 PVC 1998 332 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

F19027S-F19027 No 8 UNK 1900 7 NA NA 4 4 4 2 2 3.4 1 4 1 2 1.8 High Low Medium

F19028-F19025 No 6 PVC 1992 197 NA NA 2 2 2 1 2 1.9 1 5 1 2 2.0 Low Low Very Low

F20001-G20096 No 6 VCP 1961 262 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F20002-F20001 No 6 VCP 1961 72 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20003-F20002 Yes 6 VCP 1961 225 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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F20004-F20003 Yes 6 VCP 1961 92 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F20005-F20004 Yes 6 VCP 1961 132 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F20006-F20005 Yes 6 VCP 1961 217 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F20007-F20006 Yes 6 VCP 1961 113 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F20008-F20007 No 6 VCP 1961 266 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20009-F20008 No 6 VCP 1961 166 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20010-F20007 No 6 VCP 1961 87 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20011-F20005 No 6 VCP 1961 149 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20012-F20011 Yes 6 VCP 1961 303 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20013-F20012 No 6 VCP 1961 62 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20016R-F20013 No 6 VCP 1961 73 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20017-F20004 No 6 VCP 1961 174 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20018R-F20017 No 6 VCP 1961 81 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20019R-F20017 No 6 VCP 1961 111 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20021-G20026 Yes 8 VCP 1961 117 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F20022-F20021 Yes 6 VCP 1961 234 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

F20023-F20022 No 6 VCP 1961 303 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20024-G20014 Yes 6 VCP 1961 169 2.1 2 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20025-F20024 No 6 PVC 1986 200 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20026-F20025 No 6 PVC 1986 96 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20026R-F20011 No 6 VCP 1961 209 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20027-F20001 No 6 ACP 1973 91 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F20028R-F20027 No 6 ACP 1973 119 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F20029-G20120 No 6 VCP 1973 125 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20030-F20029 No 6 VCP 1973 281 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20031R-F19012 No 6 VCP 1962 147 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20032-F19010 No 6 VCP 1962 121 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20033-F20032 No 6 VCP 1962 228 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20033S-F20033 No 6 VCP 1962 45 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

F20034-F20026 No 6 PVC 1986 50 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20035-F20034 No 6 PVC 1986 114 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20036-F20035 No 6 PVC 1986 172 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20037-F20036 No 6 PVC 1986 127 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20038-F20037 No 6 PVC 1986 158 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20039R-F20038 No 6 PVC 1986 94 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20040-F20034 No 6 PVC 1986 86 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20040R-F20003 No 6 VCP 1961 109 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

F20041-F20040 No 6 PVC 1986 170 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20042-F20041 No 6 PVC 1986 95 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20043-F20042 No 6 PVC 1986 143 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20044-F20009 No 6 PVC 1986 88 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20045-F20044 No 6 PVC 1986 40 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20046-F20045 No 6 PVC 1986 65 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20047-F20046 No 6 PVC 1986 69 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20048-F20046 No 6 PVC 1986 139 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low
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F20049-F20048 No 6 PVC 1986 169 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20050-F20049 No 6 PVC 1986 137 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F20051-F20047 No 6 PVC 1986 68 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20052-F20051 No 6 PVC 1986 77 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20053-F20052 No 6 PVC 1986 111 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20054-F20053 No 6 PVC 1986 68 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20055-F21006 No 6 PVC 1986 66 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F20056-F20055 No 6 PVC 1986 65 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20057R-F20056 No 6 PVC 1986 57 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

F20058-F20009 No 6 PVC 1988 320 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F20059S-F20023 No 6 VCP 1961 47 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

F20100R-G20099 No 6 VCP 1961 138 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

F21001-F20054 No 6 PVC 1986 159 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F21002-F21001 No 6 PVC 1986 207 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F21003-F21002 No 6 PVC 1986 110 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F21004-F21003 No 6 PVC 1986 85 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F21005-F21004 No 6 PVC 1986 47 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F21006-F21005 No 6 PVC 1986 159 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

F24001-F25010 No 6 ACP 1982 131 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

F24002-F24001 Yes 6 PVC 1982 114 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

F24003-F24002 No 6 ACP 1982 198 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

F24004S-F24001 No 6 VCP 1982 225 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

F25001-G25012 Yes 8 VCP 1960 261 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

F25002-F25001 Yes 8 VCP 1960 154 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

F25003-F25002 Yes 8 VCP 1960 352 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

F25004-F25003 Yes 8 VCP 1960 260 1.1 1 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

F25005-F25004 No 6 VCP 1960 119 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

F25006-F25002 Yes 6 CIP 1960 225 1 0 1 1 4 1 1 1.3 1 4 1 1 1.6 Very Low Low Very Low

F25007-F25006 Yes 6 VCP 1960 97 2.2 4 2 2 2 1 1 1.7 1 4 1 1 1.6 Low Low Very Low

F25008-F25007 Yes 6 VCP 1960 138 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

F25009-F25008 No 6 VCP 1982 310 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

F25010-F25009 No 6 ACP 1982 70 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

F25011-F25010 No 6 ACP 1982 351 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

F25012-F25011 No 6 ACP 1982 120 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

F25013-F25001 Yes 6 VCP 1960 145 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

F25014-F25013 Yes 6 VCP 1982 246 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

F25015-F25014 Yes 6 ACP 1982 84 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

F25016R-F25015 Yes 6 ACP 1982 82 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

F25018S-F25003 Yes 6 VCP 1960 158 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

F25020S-F25005 Yes 6 VCP 1960 70 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

F25021-F25004 Yes 6 PVC 2002 84 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

F25022-F25021 Yes 6 PVC 2002 325 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

F25023R-F25022 Yes 6 PVC 2002 190 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

F25024S-F25023R No 6 PVC 2002 60 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

G10001-G11029 Yes 6 PVC 1998 323 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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G10002-G10001 Yes 6 PVC 1998 245 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G10003-G10002 Yes 6 PVC 1998 278 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G10004-G10003 No 6 PVC 1998 20 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G11001-G12019 Yes 6 PVC 1988 360 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11002R-G11001 Yes 6 PVC 1988 123 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11003-G12025 Yes 6 PVC 1989 262 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11004-G11003 Yes 6 PVC 1989 341 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11005-G11004 Yes 6 PVC 1989 142 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11006-G11032 No 6 PVC 1989 74 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G11007-G11003 No 6 PVC 1989 169 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G11008-G11007 Yes 6 PVC 1989 86 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11009-G11008 Yes 6 PVC 1989 150 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11010-G11008 Yes 6 PVC 1989 325 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11010S-G11010 No 6 UNK 1900 43 NA NA 4 4 4 2 3 3.6 1 1 1 1 1.0 High Very Low Low

G11011-G11010 Yes 6 PVC 1989 115 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11012-G11011 No 6 VCP 1989 136 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G11013-G11012 Yes 6 VCP 1989 135 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11014-G11013 Yes 6 VCP 1989 149 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11015-G11014 Yes 6 VCP 1989 323 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11016-G11015 Yes 6 VCP 1989 148 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11017-G11014 Yes 6 VCP 1989 186 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11018-G11011 Yes 6 PVC 1989 306 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11020-G11018 Yes 6 PVC 1989 64 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11021-G11020 Yes 6 PVC 1989 343 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11022-G11021 Yes 6 PVC 1991 275 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11023-G11022 Yes 6 PVC 1991 278 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11024-G11023 Yes 6 PVC 1991 227 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11025-G11018 Yes 6 PVC 1998 173 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11026-G11025 Yes 6 HDPE 1998 177 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11027-G11026 Yes 6 HDPE 1998 103 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11028-G11030 Yes 6 HDPE 1998 71 1 0 1 1 2 2 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

G11029-G11028 Yes 6 PVC 1998 143 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G11030-G11027 No 6 HDPE 1998 158 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G11032-G12028 Yes 6 PVC 1989 179 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12001-G13051 Yes 6 PVC 1988 279 3.1 7 2 3 2 1 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

G12002-G12001 No 6 PVC 1988 235 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G12003-G12002 Yes 6 PVC 1988 254 3.5 15 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G12004-G12003 No 6 PVC 1988 129 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12005-G12004 Yes 6 PVC 1988 250 3.6 18 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G12006-G12005 Yes 6 PVC 1988 194 2.2 4 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12007-G12006 Yes 6 PVC 1988 191 3.7 25 3 4 2 1 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

G12008-G12007 Yes 6 PVC 1988 77 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12009-G12008 Yes 6 PVC 1988 263 2.2 4 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12010-G12009 Yes 6 PVC 1988 193 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12011-G12010 Yes 6 PVC 1988 148 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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G12012-G12011 Yes 6 PVC 1988 208 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12013-G12012 Yes 6 PVC 1988 260 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12014R-G12013 Yes 6 PVC 1988 183 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12015-G12008 No 6 PVC 1988 154 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12016-G12005 Yes 6 PVC 1988 173 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12017-G12016 Yes 6 PVC 1988 353 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12018-G12017 Yes 6 PVC 1988 251 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12019-G12018 Yes 6 PVC 1988 240 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12020-G12019 Yes 6 PVC 1988 237 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12021-G12016 Yes 6 PVC 1988 282 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12022-G12007 Yes 6 PVC 1989 206 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12023-G12022 Yes 6 PVC 1989 120 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12024-G12023 Yes 6 PVC 1989 295 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12025-G12015 Yes 6 PVC 1989 168 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12026R-G11007 Yes 6 PVC 1989 179 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12027-G12008 Yes 6 PVC 1989 50 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12028-G12027 Yes 6 PVC 1989 198 2.2 4 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12030-H12009 Yes 6 PVC 1988 281 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12031-G12030 Yes 6 PVC 1990 323 3.2 6 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G12032-G12031 No 6 PVC 1990 262 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12033-G12032 No 6 PVC 1990 163 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G12034-G12033 Yes 6 PVC 1990 237 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G12034S-G12034 No 6 PVC 1990 95 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G13001-G14031 Yes 6 ACP 1978 192 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13002-G13001 No 6 ACP 1978 145 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G13003-G13002 Yes 6 ACP 1981 111 1 0 1 1 2 2 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

G13004-G13005 Yes 6 ACP 1978 230 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G13005-G13006 Yes 6 ACP 1978 186 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G13006-G13008 No 6 ACP 1978 87 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G13007-G13006 Yes 6 ACP 1978 138 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G13008-G13009 Yes 6 ACP 1978 142 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G13009-H13009 Yes 6 UNK 1900 205 3.2 6 3 3 4 2 3 3.0 1 2 1 3 1.6 Medium Low Very Low

G13011-G13012 Yes 6 ACP 1978 354 4.2 8 4 3 2 4 3 3.4 1 1 1 1 1.0 High Very Low Low

G13012-G13013 Yes 6 ACP 1978 277 4.4 16 4 3 2 4 3 3.4 1 1 1 1 1.0 High Very Low Low

G13013-G13014 Yes 6 ACP 1978 319 5 44 4 4 2 4 3 3.6 1 1 1 1 1.0 High Very Low Low

G13014-G13050 Yes 10 ACP 1978 222 1 0 1 1 2 1 3 1.5 2 1 1 1 1.5 Very Low Very Low Very Low

G13015-G13016 No 10 ACP 1978 370 NA NA 2 2 2 1 3 2.1 2 1 1 1 1.5 Medium Very Low Very Low

G13016-G13017 No 10 ACP 1978 354 NA NA 2 2 2 1 3 2.1 2 1 1 1 1.5 Medium Very Low Very Low

G13017-G13018 No 10 ACP 1978 362 NA NA 2 2 2 1 3 2.1 2 1 1 1 1.5 Medium Very Low Very Low

G13018-G13019 No 10 ACP 1978 354 NA NA 2 2 2 1 3 2.1 2 1 1 1 1.5 Medium Very Low Very Low

G13019-H13008 Yes 10 ACP 1978 445 1 0 1 1 2 1 3 1.5 2 1 1 2 1.7 Very Low Low Very Low

G13020-G13014 Yes 6 ACP 1978 103 1 0 1 1 2 1 3 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

G13021-G13020 Yes 6 ACP 1981 238 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13022-G13021 Yes 6 ACP 1981 367 3.1 3 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G13023R-G13024 Yes 6 ACP 1981 152 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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G13024-G13022 Yes 6 ACP 1981 181 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13025-G13024 Yes 6 ACP 1981 277 2.2 4 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G13026-G13025 Yes 6 ACP 1981 237 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13027R-G13026 Yes 6 ACP 1981 187 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13028-G13018 Yes 6 ACP 1978 52 1 0 1 1 2 1 3 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

G13029-G13028 Yes 6 ACP 1981 162 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13030R-G13029 Yes 6 ACP 1981 118 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13031-G13029 No 6 ACP 1981 103 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G13032-G13031 Yes 6 ACP 1981 312 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13033-G13032 Yes 6 ACP 1981 313 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13034-G13032 Yes 6 ACP 1981 287 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13035-G13034 Yes 6 ACP 1981 157 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13036-G13035 Yes 6 ACP 1981 245 4.1 7 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G13037-G13036 Yes 6 ACP 1981 258 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13038-G13037 Yes 6 ACP 1981 246 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13039-G13038 Yes 6 ACP 1981 314 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13040R-G13039 Yes 6 ACP 1981 84 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13041-G13042 Yes 6 ABS 1985 179 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13042-G13043 Yes 6 ACP 1981 72 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13043-G13044 Yes 6 ACP 1981 226 3.2 6 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G13044-G13045 Yes 6 ACP 1981 170 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

G13045-G13046 Yes 6 ACP 1981 264 2.1 2 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

G13046-G13047 Yes 6 ACP 1981 157 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

G13047-G13048 Yes 6 ACP 1981 102 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

G13048-G13049 No 6 ACP 1981 269 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G13049-G13003 Yes 6 ACP 1981 85 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G13050-G13015 No 10 ACP 1978 139 NA NA 2 2 2 1 3 2.1 2 1 1 1 1.5 Medium Very Low Very Low

G13051-G13050 Yes 6 PVC 1988 133 3.2 6 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G13052S-G13012 No 6 ACP 1978 5 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G13053S-G13013 No 6 ACP 1978 4 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G14001S-G14013R No 6 VCP 1959 30 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G14002-G15027 Yes 8 VCP 1949 350 3.1 19 2 3 3 5 3 2.8 1 1 2 1 1.1 Medium Very Low Very Low

G14003-G14002 Yes 8 VCP 1959 300 1 0 1 1 2 4 3 1.8 1 1 2 1 1.1 Low Very Low Very Low

G14004-G14035 Yes 8 VCP 1959 124 1 0 1 1 2 2 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

G14004-G14057R No 6 PVC 2003 11 NA NA 1 1 1 2 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14005-G14004 Yes 8 VCP 1959 290 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14006-G14005 Yes 8 VCP 1959 272 3.2 6 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G14007-G14006 Yes 6 VCP 1959 186 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14008-G14007 Yes 6 VCP 1959 219 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14009-G14008 Yes 6 VCP 1959 205 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14010-G14009 Yes 6 VCP 1959 199 2.2 4 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14011R-G14010 Yes 6 VCP 1959 200 3.6 26 3 4 2 1 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

G14012-G14006 Yes 6 VCP 1959 231 1.2 2 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14013R-G14012 Yes 6 VCP 1959 65 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14014R-G14012 No 6 VCP 1959 105 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low
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G14015-G14007 Yes 6 VCP 1959 116 3.1 3 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14016R-G14015 No 6 VCP 1959 90 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14017-G14008 Yes 6 VCP 1959 265 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14018R-G14017 Yes 6 VCP 1959 243 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14019-G15026 Yes 6 VCP 1959 260 1 0 1 1 2 3 3 1.7 1 1 2 1 1.1 Low Very Low Very Low

G14021S-G14019 Yes 6 VCP 1959 100 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

G14022-G14019 Yes 6 VCP 1959 340 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

G14023-H14078 Yes 6 VCP 1949 299 1 0 1 1 3 1 3 1.6 1 2 1 2 1.4 Low Very Low Very Low

G14024R-G14023 Yes 6 VCP 1949 178 4.1 7 3 3 3 1 3 2.8 1 2 1 1 1.2 Medium Very Low Very Low

G14025R-G14024R Yes 6 VCP 1949 184 1 0 1 1 3 1 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

G14027-G14028 No 6 ACP 1978 204 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G14027S-G14027 No 6 ACP 1978 57 NA NA 2 2 2 2 3 2.2 1 1 1 2 1.2 Medium Very Low Very Low

G14028-G14030 Yes 6 ACP 1978 220 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G14029-G14028 Yes 6 ACP 1978 103 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G14030-G13004 No 6 ACP 1978 141 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G14031-G14030 Yes 6 ACP 1978 191 3.1 3 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14032-F14052 No 6 PVC 1984 222 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

G14033-G14032 No 6 PVC 1984 315 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

G14034-G14032 No 6 PVC 1984 110 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14035-G14003 No 8 VCP 1959 84 NA NA 2 2 2 4 3 2.4 1 1 1 1 1.0 Medium Very Low Very Low

G14036-G14035 Yes 8 PVC 1985 132 3.2 10 3 3 2 1 3 2.7 1 1 1 1 1.0 Medium Very Low Very Low

G14037-G14036 Yes 6 PVC 1989 300 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14038-G14036 Yes 6 PVC 1989 99 2.2 4 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14039-G14038 Yes 6 PVC 1989 130 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14040-G14092 No 6 PVC 1990 75 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14041-G14040 No 6 PVC 1990 173 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14042-G14041 No 6 PVC 1990 254 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14043-G14042 No 6 PVC 1990 162 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14044-H14039 Yes 6 PVC 1998 191 1 0 1 1 2 1 3 1.5 1 1 4 3 1.7 Very Low Low Very Low

G14045R-G14044 Yes 6 PVC 1998 22 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G14046-G14044 No 6 PVC 1990 97 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G14047R-G14046 Yes 6 PVC 1990 117 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G14048-G15087 Yes 10 PVC 2003 235 1 0 1 1 1 1 3 1.4 2 1 1 1 1.5 Very Low Very Low Very Low

G14049-G14048 No 8 PVC 2003 140 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14050-G14049 No 8 PVC 2003 120 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14051-G14050 No 8 PVC 2003 239 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14052-G14051 Yes 8 PVC 2003 105 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14053-G14052 Yes 6 PVC 2003 184 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14054-G14053 Yes 6 PVC 2003 166 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14055-G14054 Yes 6 PVC 2003 90 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14056-G14055 Yes 6 PVC 2003 70 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14057-G14056 Yes 6 PVC 2003 152 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14057R-G14057 No 6 PVC 2003 85 NA NA 1 1 1 2 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G14058-G14055 Yes 6 PVC 2003 75 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14059-G14058 Yes 6 PVC 2003 75 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low
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G14060R-G14059 Yes 6 PVC 2003 112 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14061-G14059 Yes 6 PVC 2003 153 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14062-G14061 Yes 6 PVC 2003 78 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14063-G14062 Yes 6 PVC 2003 80 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14064R-G14063 Yes 6 PVC 2003 90 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14065-G14049 Yes 8 PVC 2003 123 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14066-G14065 Yes 8 PVC 2003 71 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14067-G14066 Yes 8 PVC 2003 249 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14068-G14067 Yes 8 PVC 2003 84 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14069-G14068 Yes 6 PVC 2003 213 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14070-G14069 Yes 6 PVC 2003 119 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14071-G14070 Yes 6 PVC 2003 252 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14072-G14071 Yes 6 PVC 2003 180 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14073-G14072 Yes 6 PVC 2003 180 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14074-G14070 Yes 6 PVC 2003 197 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14075-G14071 Yes 6 PVC 2003 128 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14076-G14072 Yes 6 PVC 2003 128 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14077-G14073 Yes 6 PVC 2003 105 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14078-G14069 No 6 PVC 2003 198 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14079-G14078 Yes 6 PVC 2003 44 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14080-G14079 Yes 6 PVC 2003 41 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14081-G14080 Yes 6 PVC 2003 217 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14082-G14081 Yes 6 PVC 2003 162 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14083-G14082 Yes 6 PVC 2003 160 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14084-G14083 Yes 6 PVC 2003 182 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14085-G14080 Yes 6 PVC 2003 151 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G14086-G14051 Yes 6 PVC 2003 179 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14087-G14086 Yes 6 PVC 2003 56 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14088-G14087 Yes 6 PVC 2003 72 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14089-G14052 Yes 6 PVC 2003 172 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14090-G14033 No 6 PVC 1990 74 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14091-G14090 No 6 PVC 1990 98 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14092-G14091 No 6 PVC 1990 113 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14093-G14092 No 6 PVC 1990 36 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14094-G14093 No 6 PVC 1990 151 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14095R-G14094 No 6 PVC 1990 64 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G14099-G14050 Yes 6 PVC 2003 52 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G14103S-G14008 No 6 VCP 1959 70 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

G15001-H15004 No 15 VCP 1946 252 NA NA 3 3 3 1 3 2.8 4 3 2 1 3.0 Medium Medium Low

G15002-G15001 Yes 15 VCP 1946 205 2.1 2 2 2 3 1 3 2.2 4 2 2 1 2.8 Medium Medium Low

G15003-G15086 Yes 15 VCP 1946 29 1 0 1 1 3 1 3 1.6 4 1 2 1 2.6 Low Medium Very Low

G15004-G15003 Yes 15 VCP 1946 262 2.1 2 2 2 3 1 3 2.2 4 1 2 1 2.6 Medium Medium Low

G15005-G15106 Yes 10 VCP 1949 272 1 0 1 1 3 4 3 1.9 2 1 1 1 1.5 Low Very Low Very Low

G15006-G15005 Yes 10 VCP 1949 320 2.1 2 2 2 3 4 3 2.5 2 1 2 2 1.8 Medium Low Very Low

G15007-G15006 Yes 8 VCP 1949 351 3.1 3 2 2 3 3 3 2.4 1 1 2 2 1.3 Medium Very Low Very Low
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G15008-G15007 Yes 8 VCP 1949 351 2.1 2 2 2 3 5 3 2.6 1 1 2 3 1.5 Medium Very Low Very Low

G15009-G15008 Yes 8 VCP 1949 348 4.1 4 3 2 3 5 3 3.0 1 1 2 3 1.5 Medium Very Low Very Low

G15010-G15009 Yes 6 VCP 1949 281 1 0 1 1 3 5 3 2.0 1 1 2 3 1.5 Low Very Low Very Low

G15011-G15010 Yes 6 VCP 1951 135 3.2 6 3 3 3 2 3 2.9 1 1 1 2 1.2 Medium Very Low Very Low

G15012-G15011 Yes 6 VCP 1963 147 3.1 11 2 3 2 2 3 2.4 1 1 1 2 1.2 Medium Very Low Very Low

G15013-G15012 Yes 6 VCP 1963 234 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G15014-G15010 Yes 6 VCP 1963 251 2.2 4 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G15015-G15110 Yes 6 VCP 1949 89 3.1 3 2 2 3 2 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

G15016R-G15073 Yes 6 VCP 1949 129 2.1 2 2 2 3 4 3 2.5 1 1 1 2 1.2 Medium Very Low Very Low

G15017-G15009 Yes 6 VCP 1949 329 4.3 20 4 3 3 5 3 3.6 1 1 2 4 1.7 High Low Medium

G15018R-G15017 Yes 6 VCP 1949 243 2.2 4 2 2 3 5 3 2.6 1 1 1 5 1.8 Medium Low Very Low

G15019-G15008 Yes 6 VCP 1949 352 4.1 11 3 3 3 5 3 3.2 1 1 2 3 1.5 High Very Low Low

G15020R-G15019 Yes 6 VCP 1949 222 5.1 17 4 3 3 5 3 3.6 1 1 1 3 1.4 High Very Low Low

G15021-G15007 Yes 6 VCP 1949 338 4.4 22 4 4 3 5 3 3.8 1 1 2 2 1.3 High Very Low Low

G15022R-G15021 Yes 6 VCP 1949 241 4.1 23 3 4 3 5 3 3.4 1 1 1 2 1.2 High Very Low Low

G15023-G15006 Yes 10 VCP 1949 390 5.1 10 4 3 3 3 3 3.4 2 1 2 2 1.8 High Low Medium

G15024R-G15006 Yes 6 VCP 1949 181 1 0 1 1 3 3 3 1.8 1 1 2 2 1.3 Low Very Low Very Low

G15025-G15004 Yes 8 VCP 1946 352 3.2 10 3 3 3 4 3 3.1 1 1 2 1 1.1 High Very Low Low

G15026-G15025 Yes 8 VCP 1946 151 2.2 4 2 2 3 5 3 2.6 1 1 2 1 1.1 Medium Very Low Very Low

G15027-G15026 Yes 8 VCP 1946 203 2.4 8 2 3 3 5 3 2.8 1 1 2 1 1.1 Medium Very Low Very Low

G15028-G15027 Yes 6 VCP 1949 301 2.1 2 2 2 3 5 3 2.6 1 1 2 2 1.3 Medium Very Low Very Low

G15029R-G15028 Yes 6 VCP 1949 301 4.1 10 3 3 3 5 3 3.2 1 1 1 2 1.2 High Very Low Low

G15030-G15025 Yes 6 VCP 1949 349 5.1 10 4 3 3 5 3 3.6 1 1 2 2 1.3 High Very Low Low

G15031R-G15030 Yes 6 VCP 1949 217 3.3 9 3 3 3 5 3 3.2 1 1 1 2 1.2 High Very Low Low

G15032-G15001 Yes 6 VCP 1946 226 5.1 10 4 3 3 3 3 3.4 1 2 2 1 1.3 High Very Low Low

G15033-G15032 No 6 VCP 1946 92 NA NA 3 3 3 3 3 3.0 1 1 1 1 1.0 Medium Very Low Very Low

G15034-G15092 Yes 6 VCP 1946 193 5.1 10 4 3 3 3 3 3.4 1 1 1 1 1.0 High Very Low Low

G15035-G15034 Yes 6 VCP 1946 185 1 0 1 1 3 3 3 1.8 1 1 1 2 1.2 Low Very Low Very Low

G15036R-G15035 Yes 6 VCP 1949 250 4.1 17 3 3 3 4 3 3.1 1 1 1 2 1.2 High Very Low Low

G15037-G15034 Yes 6 VCP 1949 167 1.1 1 2 2 3 3 3 2.4 1 1 1 1 1.0 Medium Very Low Very Low

G15038-H15015 Yes 6 VCP 1949 389 1 0 1 1 3 4 5 2.3 1 2 1 3 1.6 Medium Low Very Low

G15039R-G15038 Yes 8 VCP 1949 284 3.4 28 3 4 3 1 5 3.4 1 1 1 3 1.4 High Very Low Low

G15041-G15082 No 10 VCP 1961 14 NA NA 2 2 2 4 3 2.4 2 1 1 2 1.7 Medium Low Very Low

G15042-G15041 No 10 VCP 1961 179 NA NA 2 2 2 4 3 2.4 2 1 2 2 1.8 Medium Low Very Low

G15042-G15094 Yes 10 PVC 2002 4 1 0 1 1 1 3 3 1.6 2 1 2 2 1.8 Low Low Very Low

G15043-G15042 Yes 12 PVC 2003 347 2.1 2 2 2 1 1 3 2.0 3 1 2 2 2.3 Low Medium Very Low

G15044-G15067 No 8 PVC 2002 85 NA NA 1 1 1 1 3 1.4 1 1 2 4 1.7 Very Low Low Very Low

G15045-G15098 Yes 10 PVC 2003 252 1 0 1 1 1 1 3 1.4 2 1 2 4 2.2 Very Low Medium Very Low

G15046-G15101 Yes 10 PVC 2003 244 1 0 1 1 1 1 3 1.4 2 1 2 3 2.0 Very Low Low Very Low

G15047-G15090 Yes 6 VCP 1949 352 1 0 1 1 3 3 3 1.8 1 1 1 3 1.4 Low Very Low Very Low

G15048-G15047 No 6 VCP 1949 298 NA NA 3 3 3 1 3 2.8 1 1 1 3 1.4 Medium Very Low Very Low

G15049-G15048 Yes 6 VCP 1949 61 4.2 43 4 4 3 1 3 3.4 1 1 2 2 1.3 High Very Low Low

G15050R-G15049 No 6 VCP 1949 81 NA NA 3 3 3 1 3 2.8 1 1 2 2 1.3 Medium Very Low Very Low

G15052-G15089 Yes 8 CIP 1959 285 1 0 1 1 4 2 3 1.8 1 2 1 3 1.6 Low Low Very Low

G15053-G15052 No 8 ACP 1966 137 NA NA 2 2 2 3 3 2.3 1 2 1 3 1.6 Medium Low Very Low
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G15054-G15085 Yes 6 VCP 1949 196 3.1 5 2 2 3 4 3 2.5 1 2 1 3 1.6 Medium Low Very Low

G15055-G15054 Yes 6 VCP 1949 193 3.2 6 3 3 3 4 3 3.1 1 3 1 3 1.8 High Low Medium

G15056R-G15055 Yes 6 VCP 1949 172 1 0 1 1 3 4 3 1.9 1 3 1 3 1.8 Low Low Very Low

G15057-G15088 Yes 6 VCP 1949 333 3.1 13 2 3 3 5 3 2.8 1 1 1 3 1.4 Medium Very Low Very Low

G15058R-G15057 Yes 6 VCP 1949 305 1 0 1 1 3 5 3 2.0 1 1 1 3 1.4 Low Very Low Very Low

G15059-G15067 No 8 PVC 2002 55 NA NA 1 1 1 1 3 1.4 1 1 2 3 1.5 Very Low Very Low Very Low

G15059S-G15059 No 8 UNK 1900 4 NA NA 4 4 4 2 3 3.6 1 1 1 3 1.4 High Very Low Low

G15060R-G15059 No 6 VCP 1949 154 NA NA 3 3 3 1 3 2.8 1 2 1 3 1.6 Medium Low Very Low

G15061-G15060R No 6 VCP 1949 155 NA NA 3 3 3 1 3 2.8 1 2 1 3 1.6 Medium Low Very Low

G15062R-G15061 No 6 VCP 1949 171 NA NA 3 3 3 1 3 2.8 1 3 1 3 1.8 Medium Low Very Low

G15063-G15042 Yes 12 PVC 2003 197 1 0 1 1 1 1 3 1.4 3 1 2 2 2.3 Very Low Medium Very Low

G15065-G15041 No 8 PVC 2002 295 NA NA 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G15066-G15065 No 8 PVC 2002 299 NA NA 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

G15067-G15066 No 8 PVC 2002 324 NA NA 1 1 1 1 3 1.4 1 1 2 3 1.5 Very Low Very Low Very Low

G15069-G15069R No 6 VCP 1900 40 NA NA 4 4 4 2 3 3.6 1 1 2 3 1.5 High Very Low Low

G15069R-F15045 No 6 VCP 1949 225 NA NA 3 3 3 2 3 2.9 1 1 2 3 1.5 Medium Very Low Very Low

G15070-G15069 No 6 VCP 1953 187 NA NA 3 3 3 4 3 3.1 1 1 1 3 1.4 High Very Low Low

G15071R-G15069 No 6 VCP 1949 134 NA NA 3 3 3 4 3 3.1 1 1 1 3 1.4 High Very Low Low

G15072-G15052 Yes 8 CIP 1969 216 3.2 10 3 3 4 3 3 3.1 1 3 1 3 1.8 High Low Medium

G15073-G15015 Yes 6 VCP 1949 80 1 0 1 1 3 4 3 1.9 1 1 1 2 1.2 Low Very Low Very Low

G15074-G15073 Yes 6 VCP 1964 147 2.2 4 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G15075-G15074 Yes 6 VCP 1964 125 4.1 4 3 2 2 1 3 2.5 1 1 1 2 1.2 Medium Very Low Very Low

G15076-G15035 Yes 6 PVC 1987 194 1 0 1 1 2 3 3 1.7 1 1 1 2 1.2 Low Very Low Very Low

G15077R-G15076 Yes 6 PVC 1987 206 1 0 1 1 2 3 3 1.7 1 1 1 2 1.2 Low Very Low Very Low

G15080-G15067 No 8 PVC 2002 294 NA NA 1 1 1 1 3 1.4 1 2 2 3 1.7 Very Low Low Very Low

G15081-G15080 No 8 PVC 2002 152 NA NA 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G15082-G16047 No 10 VCP 1961 270 NA NA 2 2 2 4 3 2.4 2 1 1 2 1.7 Medium Low Very Low

G15083-G15043 Yes 12 PVC 2003 346 1 0 1 1 1 1 3 1.4 3 1 2 3 2.5 Very Low Medium Very Low

G15084-G15083 Yes 10 PVC 2003 356 2.2 4 2 2 1 1 3 2.0 2 1 2 4 2.2 Low Medium Very Low

G15085-G15045 Yes 8 PVC 2003 50 1 0 1 1 1 1 3 1.4 1 1 2 3 1.5 Very Low Very Low Very Low

G15086-G15002 Yes 15 VCP 1946 144 1 0 1 1 3 1 3 1.6 4 1 4 1 2.8 Low Medium Very Low

G15087-G15086 Yes 10 PVC 2003 232 1 0 1 1 1 1 3 1.4 2 1 2 1 1.6 Very Low Low Very Low

G15088-G15045 No 8 PVC 2003 82 NA NA 1 1 1 1 3 1.4 1 1 2 3 1.5 Very Low Very Low Very Low

G15089-G15046 Yes 8 PVC 2003 52 1 0 1 1 1 3 3 1.6 1 1 2 3 1.5 Low Very Low Very Low

G15090-G15046 No 8 PVC 2003 60 NA NA 1 1 1 1 3 1.4 1 1 2 3 1.5 Very Low Very Low Very Low

G15092-G15033 Yes 6 PVC 1991 143 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

G15093R-G16049 No 6 VCP 1965 67 NA NA 2 2 2 4 3 2.4 1 2 1 3 1.6 Medium Low Very Low

G15094-G15023 Yes 10 VCP 1949 378 1 0 1 1 3 3 3 1.8 2 1 2 2 1.8 Low Low Very Low

G15095S-G15043 Yes 8 PVC 2003 56 1 0 1 1 1 1 3 1.4 1 1 2 2 1.3 Very Low Very Low Very Low

G15096-G15083 Yes 8 PVC 2003 106 1 0 1 1 1 1 3 1.4 1 1 2 3 1.5 Very Low Very Low Very Low

G15097S-G15084 No 8 PVC 2003 76 NA NA 1 1 1 1 3 1.4 1 1 2 5 1.9 Very Low Low Very Low

G15098-G15084 Yes 10 PVC 2003 90 1 0 1 1 1 1 3 1.4 2 1 2 4 2.2 Very Low Medium Very Low

G15099S-G15085 No 8 PVC 2003 10 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G15100S-G15088 No 8 PVC 2003 10 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G15101-G15045 No 10 PVC 2003 106 NA NA 1 1 1 1 3 1.4 2 1 2 3 2.0 Very Low Low Very Low
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G15103S-G15090 No 8 PVC 2003 10 NA NA 1 1 1 2 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G15105-G16073 Yes 8 PVC 2003 384 1 0 1 1 1 3 5 2.0 1 1 1 3 1.4 Low Very Low Very Low

G15106-G15004 Yes 10 VCP 1949 77 1 0 1 1 3 4 3 1.9 2 1 2 1 1.6 Low Low Very Low

G15107-G15106 Yes 6 PVC 2005 60 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G15108-G15009 Yes 6 VCP 1949 193 1 0 1 1 3 2 3 1.7 1 1 2 3 1.5 Low Very Low Very Low

G15108S-G15072 No 8 UNK 1900 29 NA NA 4 4 4 2 3 3.6 1 3 1 3 1.8 High Low Medium

G15109-G15108 Yes 6 PVC 2016 132 1 0 1 1 1 2 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G15110-G15108 Yes 6 VCP 1949 89 1 0 1 1 3 2 3 1.7 1 1 1 2 1.2 Low Very Low Very Low

G15111-G15110 No 6 PVC 2016 132 NA NA 1 1 1 2 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

G16002-G16092 No 24 RCP 1965 301 NA NA 3 3 3 2 3 2.9 5 4 2 1 3.7 Medium High Medium

G16003-G16002 Yes 24 RCP 1965 326 1 0 1 1 3 2 3 1.7 5 4 4 1 3.9 Low High Low

G16004-G16003 Yes 24 RCP 1965 17 5.1 5 4 2 3 2 3 3.1 5 3 4 1 3.7 High High High

G16005-G16004 Yes 24 RCP 1965 254 1 0 1 1 3 2 3 1.7 5 3 4 2 3.9 Low High Low

G16006-G16083 Yes 24 RCP 1965 108 1 0 1 1 3 2 3 1.7 5 2 4 2 3.7 Low High Low

G16007-G16006 Yes 24 RCP 1965 286 1 0 1 1 3 2 3 1.7 5 2 4 3 3.9 Low High Low

G16008-G16082 Yes 24 RCP 1965 89 1 0 1 1 3 2 3 1.7 5 2 4 4 4.1 Low Very High Low

G16009-G16008 Yes 24 RCP 1965 29 1 0 1 1 3 2 3 1.7 5 2 4 4 4.1 Low Very High Low

G16010-G16023 Yes 6 VCP 1949 404 4.2 40 4 4 3 3 3 3.6 1 3 4 1 1.7 High Low Medium

G16012R-G16010 No 6 VCP 1949 190 NA NA 3 3 3 3 3 3.0 1 4 1 1 1.6 Medium Low Very Low

G16012S-G16012R No 6 ACP 1965 28 NA NA 2 2 2 2 3 2.2 1 4 1 1 1.6 Medium Low Very Low

G16013-G16089 Yes 6 VCP 1949 337 4.2 49 4 4 3 4 3 3.7 1 3 4 1 1.7 High Low Medium

G16014-G17011 No 12 VCP 1949 376 NA NA 3 3 3 5 3 3.2 3 3 1 1 2.4 High Medium Medium

G16015R-G16014 No 8 UNK 1900 282 NA NA 4 4 4 2 3 3.6 1 2 1 1 1.2 High Very Low Low

G16016-G16015R No 12 VCP 1949 152 NA NA 3 3 3 2 3 2.9 3 1 1 1 2.0 Medium Low Very Low

G16017-G16016 No 10 ACP 1985 360 NA NA 2 2 2 5 3 2.5 2 1 1 2 1.7 Medium Low Very Low

G16018-G16017 Yes 10 VCP 1961 29 2.1 2 2 2 2 5 3 2.5 2 1 2 2 1.8 Medium Low Very Low

G16019-G16018 Yes 10 VCP 1949 324 3.8 31 3 4 3 5 3 3.4 2 3 1 2 2.1 High Medium Medium

G16020-G16019 Yes 10 VCP 1949 242 4.1 24 3 4 3 5 3 3.4 2 5 1 1 2.3 High Medium Medium

G16021-G16002 No 8 VCP 1900 37 NA NA 4 4 4 2 3 3.6 1 4 2 1 1.7 High Low Medium

G16021-G16020 Yes 12 VCP 1949 81 1 0 1 1 3 5 3 2.0 3 5 1 1 2.8 Low Medium Very Low

G16023-G16090 Yes 8 VCP 1949 295 4.3 18 4 3 3 1 3 3.2 1 4 4 1 1.9 High Low Medium

G16028-G16097 No 8 PVC 1993 16 NA NA 2 2 2 1 3 2.1 1 4 1 2 1.8 Medium Low Very Low

G16029-G16028 Yes 10 PVC 1993 142 1 0 1 1 2 3 3 1.7 2 4 1 2 2.3 Low Medium Very Low

G16030-G16029 No 6 VCP 1954 221 NA NA 3 3 3 3 3 3.0 1 4 1 2 1.8 Medium Low Very Low

G16031R-G16030 No 6 VCP 1954 219 NA NA 3 3 3 3 3 3.0 1 2 1 3 1.6 Medium Low Very Low

G16032-G16123 No 8 PVC 2013 26 NA NA 1 1 1 1 3 1.4 1 3 1 1 1.4 Very Low Very Low Very Low

G16033-G16032 No 6 VCP 1960 181 NA NA 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

G16034-G16050 Yes 8 PVC 2005 128 1 0 1 1 1 1 3 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

G16035-G16021 Yes 6 VCP 1949 424 4.5 50 4 4 3 1 3 3.4 1 4 4 1 1.9 High Low Medium

G16036-G16035 Yes 6 VCP 1949 77 5.2 12 5 3 3 1 3 3.6 1 2 1 1 1.2 High Very Low Low

G16037-G16036 Yes 6 VCP 1949 181 4.1 25 3 4 3 1 3 3.0 1 2 1 2 1.4 Medium Very Low Very Low

G16038-G16082 Yes 6 PVC 2002 222 1 0 1 1 1 1 3 1.4 1 3 4 4 2.3 Very Low Medium Very Low

G16039-G16040 Yes 6 PVC 2002 57 1 0 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

G16040-G16038 Yes 6 PVC 2002 92 1 0 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

G16041-G16095 No 6 PVC 2002 191 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low
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G16042-G16041 No 8 PVC 2002 278 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

G16043-G16039 No 6 PVC 2002 48 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

G16043-G16042 No 6 PVC 2002 54 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

G16044-G16043 No 6 PVC 2002 80 NA NA 1 1 1 1 3 1.4 1 3 1 3 1.8 Very Low Low Very Low

G16045-G16018 No 10 VCP 1949 155 NA NA 3 3 3 5 3 3.2 2 2 1 2 1.9 High Low Medium

G16046-G16045 No 10 VCP 1961 334 NA NA 2 2 2 5 3 2.5 2 2 1 2 1.9 Medium Low Very Low

G16047-G16046 No 10 VCP 1961 338 NA NA 2 2 2 5 3 2.5 2 1 1 2 1.7 Medium Low Very Low

G16048-G16047 No 6 VCP 1965 366 NA NA 2 2 2 4 3 2.4 1 1 1 2 1.2 Medium Very Low Very Low

G16049-G16048 No 6 VCP 1965 395 NA NA 2 2 2 4 3 2.4 1 2 1 3 1.6 Medium Low Very Low

G16050-G16104 Yes 8 PVC 2005 142 1 0 1 1 1 1 3 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

G16051-G16050 Yes 8 VCP 1969 90 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

G16053-G16121 No 8 PVC 2003 138 NA NA 1 1 1 2 3 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

G16054-G16053 No 8 PVC 2003 141 NA NA 1 1 1 1 3 1.4 1 2 1 1 1.2 Very Low Very Low Very Low

G16055-G16054 No 8 PVC 2003 241 NA NA 1 1 1 1 3 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

G16056-G16122 Yes 6 VCP 1965 287 5.3 215 5 5 2 5 3 4.3 1 2 1 2 1.4 Very High Very Low High

G16057-G16056 Yes 6 VCP 1965 260 5.5 147 5 5 2 5 3 4.3 1 2 1 2 1.4 Very High Very Low High

G16057R-G16057 No 6 UNK 1900 12 NA NA 4 4 4 2 3 3.6 1 2 1 2 1.4 High Very Low Low

G16058-G16124 No 6 VCP 1950 350 NA NA 3 3 3 2 3 2.9 1 3 1 1 1.4 Medium Very Low Very Low

G16059-G16115 Yes 8 PVC 2005 46 1 0 1 1 1 1 3 1.4 1 4 1 2 1.8 Very Low Low Very Low

G16060-G16059 Yes 8 PVC 2005 121 2.2 4 2 2 1 1 3 2.0 1 4 1 2 1.8 Low Low Very Low

G16062-G16053 Yes 8 PVC 2005 184 1 0 1 1 1 1 3 1.4 1 3 1 1 1.4 Very Low Very Low Very Low

G16065-H16084R No 6 VCP 1900 132 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

G16066R-G16065 No 6 VCP 1949 54 NA NA 3 3 3 5 1 2.8 1 1 1 1 1.0 Medium Very Low Very Low

G16067R-G16066R No 6 VCP 1949 295 NA NA 3 3 3 5 1 2.8 1 1 1 2 1.2 Medium Very Low Very Low

G16068-H16036 Yes 6 VCP 1949 372 1 0 1 1 3 1 5 2.0 1 1 2 3 1.5 Low Very Low Very Low

G16069-G16068 Yes 6 VCP 1949 332 1 0 1 1 3 1 5 2.0 1 1 2 4 1.7 Low Low Very Low

G16070-G16069 Yes 6 ACP 1967 119 1 0 1 1 2 3 5 2.1 1 1 2 4 1.7 Medium Low Very Low

G16070R-G16070 No 6 ACP 1967 26 NA NA 2 2 2 2 5 2.6 1 1 1 3 1.4 Medium Very Low Very Low

G16071-G16070R No 6 VCP 1949 309 NA NA 3 3 3 2 5 3.3 1 1 1 3 1.4 High Very Low Low

G16071R-G16071 No 6 VCP 1949 135 NA NA 3 3 3 2 5 3.3 1 1 1 3 1.4 High Very Low Low

G16072R-H16116 Yes 6 VCP 1949 149 3.5 15 3 3 3 1 5 3.2 1 1 1 3 1.4 High Very Low Low

G16073-H16100 Yes 8 PVC 2003 182 2.2 4 2 2 1 3 5 2.6 1 1 1 3 1.4 Medium Very Low Very Low

G16074-G16073 No 8 PVC 2003 189 NA NA 1 1 1 3 5 2.0 1 1 1 3 1.4 Low Very Low Very Low

G16075-G15105 Yes 8 PVC 2005 185 1 0 1 1 1 3 5 2.0 1 1 1 4 1.6 Low Low Very Low

G16075-G16100 Yes 6 VCP 1949 336 1 0 1 1 3 5 5 2.4 1 1 1 4 1.6 Medium Low Very Low

G16075R-G16075 No 6 VCP 1949 43 NA NA 3 3 3 2 5 3.3 1 1 1 4 1.6 High Low Medium

G16076-G16075 Yes 6 VCP 1965 185 2.1 2 2 2 2 5 5 2.9 1 1 1 4 1.6 Medium Low Very Low

G16077-G16076 Yes 6 VCP 1966 345 1 0 1 1 2 5 5 2.3 1 1 1 3 1.4 Medium Very Low Very Low

G16078R-G16075R No 6 VCP 1949 75 NA NA 3 3 3 2 5 3.3 1 1 1 4 1.6 High Low Medium

G16079R-G16074 No 8 PVC 2003 178 NA NA 1 1 1 3 5 2.0 1 1 1 3 1.4 Low Very Low Very Low

G16080-G15072 Yes 8 CIP 1969 237 1 0 1 1 4 3 3 1.9 1 3 1 3 1.8 Low Low Very Low

G16082-G16093 Yes 24 RCP 1965 111 1 0 1 1 3 2 3 1.7 5 2 4 4 4.1 Low Very High Low

G16083-G16005 Yes 24 RCP 1965 146 1 0 1 1 3 2 3 1.7 5 2 4 2 3.7 Low High Low

G16084-H16046 Yes 6 VCP 1949 80 1 0 1 1 3 3 1 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

G16085-G16084 Yes 6 ACP 1977 131 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low
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G16086R-G16030 No 6 VCP 1954 126 NA NA 3 3 3 3 3 3.0 1 2 1 2 1.4 Medium Very Low Very Low

G16087-G17099 Yes 30 RCP 1987 325 1 0 1 1 2 2 3 1.6 5 3 1 1 3.4 Low High Low

G16088-G16087 Yes 30 RCP 1987 254 1 0 1 1 2 2 3 1.6 5 3 1 1 3.4 Low High Low

G16089-G16088 Yes 30 RCP 1987 139 1 0 1 1 2 2 3 1.6 5 3 4 1 3.7 Low High Low

G16089S-G16089 No 6 UNK 1900 6 NA NA 4 4 4 2 3 3.6 1 3 4 1 1.7 High Low Medium

G16090-G16089 Yes 8 PVC 1987 53 1 0 1 1 2 2 3 1.6 1 4 4 1 1.9 Low Low Very Low

G16091-G16016 Yes 6 PVC 1990 111 1 0 1 1 2 1 3 1.5 1 1 4 2 1.5 Very Low Very Low Very Low

G16092-G17008 No 24 RCP 1965 289 NA NA 3 3 3 2 3 2.9 5 4 1 1 3.6 Medium High Medium

G16093-G16007 Yes 24 RCP 1965 160 1 0 1 1 3 2 3 1.7 5 2 4 3 3.9 Low High Low

G16094-G16083 Yes 8 PVC 2002 170 2.4 8 2 3 1 1 3 2.2 1 3 4 2 1.9 Medium Low Very Low

G16095-G16094 No 8 PVC 2002 224 NA NA 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G16096-G16108 No 6 PVC 1993 169 NA NA 2 2 2 1 3 2.1 1 5 1 1 1.8 Medium Low Very Low

G16097-G16099P Yes 8 PVC 1993 41 1 0 1 1 2 1 3 1.5 1 4 1 2 1.8 Very Low Low Very Low

G16100-G16074 Yes 8 PVC 2003 49 1 0 1 1 1 5 5 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G16101-G15081 No 8 PVC 2002 54 NA NA 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G16102-G16023 Yes 8 VCP 1949 308 4.1 10 3 3 3 1 3 2.8 1 3 4 2 1.9 Medium Low Very Low

G16103S-G16100 No 8 PVC 2003 9 NA NA 1 1 1 2 5 1.9 1 1 1 3 1.4 Low Very Low Very Low

G16104-G16102 No 8 PVC 2005 237 NA NA 1 1 1 1 3 1.4 1 2 4 2 1.7 Very Low Low Very Low

G16106-G16104 No 8 PVC 2005 198 NA NA 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G16108-G16106 Yes 8 PVC 2005 234 1 0 1 1 1 1 3 1.4 1 4 1 1 1.6 Very Low Low Very Low

G16109-G16093 Yes 6 PVC 1993 129 1 0 1 1 2 1 3 1.5 1 2 4 3 1.9 Very Low Low Very Low

G16110R-G16094 Yes 6 PVC 2002 50 1 0 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G16112-G16062 Yes 8 PVC 2005 192 1 0 1 1 1 1 3 1.4 1 4 1 1 1.6 Very Low Low Very Low

G16113-G16112 Yes 8 PVC 2005 123 1 0 1 1 1 1 3 1.4 1 4 1 1 1.6 Very Low Low Very Low

G16114-G16113 Yes 8 PVC 2005 81 1 0 1 1 1 1 3 1.4 1 4 1 2 1.8 Very Low Low Very Low

G16115-G16114 Yes 8 PVC 2005 127 1 0 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G16116R-G16058 No 6 VCP 1965 154 NA NA 2 2 2 3 3 2.3 1 3 1 2 1.6 Medium Low Very Low

G16116R-G16114 No 8 PVC 2005 31 NA NA 1 1 1 1 3 1.4 1 3 1 2 1.6 Very Low Low Very Low

G16117-G16060 Yes 8 PVC 2005 95 2.2 4 2 2 1 1 3 2.0 1 3 1 2 1.6 Low Low Very Low

G16118-G16117 Yes 8 PVC 2005 44 2.2 4 2 2 1 1 3 2.0 1 3 1 2 1.6 Low Low Very Low

G16119-G16118 Yes 8 PVC 2005 86 2.2 4 2 2 1 1 3 2.0 1 3 1 2 1.6 Low Low Very Low

G16120-G16062 Yes 8 PVC 2005 122 1 0 1 1 1 1 3 1.4 1 4 1 1 1.6 Very Low Low Very Low

G16121-G16045 No 8 PVC 2003 14 NA NA 1 1 1 2 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

G16122-G16055 Yes 8 PVC 2003 26 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G16122S-G16036 Yes 6 ACP 1972 219 4.2 12 4 3 2 2 3 3.2 1 3 1 1 1.4 High Very Low Low

G16123-F16105 No 8 PVC 2013 248 NA NA 1 1 1 1 3 1.4 1 3 1 1 1.4 Very Low Very Low Very Low

G16124-G16054 No 8 PVC 2003 23 NA NA 1 1 1 2 3 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

G17001-H17012 No 30 RCP 1959 454 NA NA 3 3 3 2 3 2.9 5 3 4 2 3.9 Medium High Medium

G17002-G17001 No 30 VCP 1949 11 NA NA 3 3 3 2 3 2.9 5 3 1 2 3.6 Medium High Medium

G17002S-G17002 No 24 UNK 1900 7 NA NA 4 4 4 2 3 3.6 5 3 1 2 3.6 High High High

G17003-G17002 No 24 RCP 1965 352 NA NA 3 3 3 2 3 2.9 5 3 1 2 3.6 Medium High Medium

G17004-G17003 No 24 RCP 1965 349 NA NA 3 3 3 2 3 2.9 5 3 1 1 3.4 Medium High Medium

G17005-G17004 No 24 RCP 1987 282 NA NA 2 2 2 2 3 2.2 5 4 1 1 3.6 Medium High Medium

G17006-G17005 No 24 RCP 1987 201 NA NA 2 2 2 2 3 2.2 5 4 1 1 3.6 Medium High Medium

G17007-G17006 No 24 RCP 1987 174 NA NA 2 2 2 2 3 2.2 5 4 1 1 3.6 Medium High Medium
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G17008-G17008R No 6 VCP 1951 37 NA NA 3 3 3 2 3 2.9 1 3 1 1 1.4 Medium Very Low Very Low

G17008-G17082 No 24 RCP 1987 92 NA NA 2 2 2 2 3 2.2 5 4 1 1 3.6 Medium High Medium

G17008R-G17073 No 6 VCP 1951 218 NA NA 3 3 3 2 3 2.9 1 3 1 1 1.4 Medium Very Low Very Low

G17009-G17001 Yes 12 VCP 1949 326 4.5 60 4 5 3 1 3 3.6 3 3 1 2 2.6 High Medium Medium

G17010-G17079 No 6 VCP 1952 118 NA NA 3 3 3 3 3 3.0 1 3 1 3 1.8 Medium Low Very Low

G17011-G17009 No 12 VCP 1949 378 NA NA 3 3 3 1 3 2.8 3 3 1 1 2.4 Medium Medium Low

G17012-H17014 No 15 VCP 1949 181 NA NA 3 3 3 1 3 2.8 4 2 1 2 2.9 Medium Medium Low

G17013-G17001 Yes 18 ACP 1965 24 1 0 1 1 2 1 3 1.5 5 3 1 2 3.6 Very Low High Very Low

G17013-G17012 No 15 VCP 1949 158 NA NA 3 3 3 1 3 2.8 4 3 4 2 3.4 Medium High Medium

G17015-G17062T No 36 ACP 1976 284 NA NA 2 2 2 2 3 2.2 5 5 1 5 4.6 Medium Very High High

G17016-G17121 Yes 33 ACP 1976 253 1 0 1 1 2 2 3 1.6 5 3 1 4 4.0 Low High Low

G17017-G17072 Yes 33 ACP 1976 181 1 0 1 1 2 2 3 1.6 5 4 1 3 4.0 Low High Low

G17018-G17017 No 18 ACP 1976 92 NA NA 2 2 2 3 3 2.3 5 4 1 2 3.8 Medium High Medium

G17018R-G17018 No 12 UNK 1900 7 NA NA 4 4 4 2 3 3.6 3 4 1 2 2.8 High Medium Medium

G17018S-G17018 No 12 UNK 1900 7 NA NA 4 4 4 2 3 3.6 3 4 1 2 2.8 High Medium Medium

G17019-G17018 Yes 12 ACP 1976 367 1 0 1 1 2 3 3 1.7 3 4 1 2 2.8 Low Medium Very Low

G17025-G17135 Yes 15 RCP 1956 254 1 0 1 1 4 1 3 1.7 4 1 1 2 2.7 Low Medium Very Low

G17026-G17025 Yes 15 RCP 1956 51 1 0 1 1 4 1 3 1.7 4 1 1 2 2.7 Low Medium Very Low

G17027-G17026 Yes 15 RCP 1956 161 1 0 1 1 4 1 3 1.7 4 1 1 2 2.7 Low Medium Very Low

G17028-G17027 Yes 15 RCP 1956 118 1 0 1 1 4 1 3 1.7 4 1 1 2 2.7 Low Medium Very Low

G17029-G17027 No 8 VCP 1965 152 NA NA 2 2 2 1 3 2.1 1 2 1 2 1.4 Medium Very Low Very Low

G17030-G17029 No 6 CIP 1965 292 NA NA 4 4 4 1 3 3.5 1 3 1 1 1.4 High Very Low Low

G17031-G17139 No 8 VCP 1960 205 NA NA 2 2 2 4 3 2.4 1 1 2 2 1.3 Medium Very Low Very Low

G17032-G17031 No 8 VCP 1960 68 NA NA 2 2 2 4 3 2.4 1 1 1 2 1.2 Medium Very Low Very Low

G17033-G17032 Yes 8 VCP 1960 133 2.2 4 2 2 2 4 3 2.4 1 1 1 2 1.2 Medium Very Low Very Low

G17035R-F17091 Yes 6 VCP 1952 124 4.4 23 4 4 3 4 3 3.7 1 1 1 3 1.4 High Very Low Low

G17036-G17035R No 6 VCP 1952 102 NA NA 3 3 3 4 3 3.1 1 1 1 3 1.4 High Very Low Low

G17037R-G17036 Yes 6 VCP 1952 213 1 0 1 1 3 4 3 1.9 1 1 1 4 1.6 Low Low Very Low

G17038-G17068 Yes 12 ACP 1976 284 3.1 3 2 2 2 3 3 2.3 3 4 1 1 2.6 Medium Medium Low

G17041-G17095 No 8 VCP 1952 70 NA NA 3 3 3 4 3 3.1 1 1 1 3 1.4 High Very Low Low

G17043-G17043R No 8 VCP 1952 51 NA NA 3 3 3 2 3 2.9 1 1 1 5 1.8 Medium Low Very Low

G17043R-G17041 No 8 VCP 1952 241 NA NA 3 3 3 2 3 2.9 1 1 1 5 1.8 Medium Low Very Low

G17044-G17043 No 8 VCP 1956 145 NA NA 3 3 3 3 3 3.0 1 1 1 5 1.8 Medium Low Very Low

G17045-G17044 No 8 VCP 1965 156 NA NA 2 2 2 3 3 2.3 1 1 1 5 1.8 Medium Low Very Low

G17046-G17045 No 6 VCP 1965 36 NA NA 2 2 2 2 3 2.2 1 1 2 5 1.9 Medium Low Very Low

G17047R-G17046 No 6 VCP 1965 110 NA NA 2 2 2 2 3 2.2 1 1 1 4 1.6 Medium Low Very Low

G17048-G17044 Yes 6 VCP 1956 268 5.2 10 5 3 3 3 3 3.8 1 1 2 5 1.9 High Low Medium

G17052-G17126 Yes 6 VCP 1956 5 1 0 1 1 3 1 3 1.6 1 1 1 2 1.2 Low Very Low Very Low

G17053-G17052 No 6 VCP 1958 127 NA NA 3 3 3 2 3 2.9 1 1 1 3 1.4 Medium Very Low Very Low

G17054-G17053 No 6 VCP 1952 269 NA NA 3 3 3 2 3 2.9 1 1 1 4 1.6 Medium Low Very Low

G17055-G17054 Yes 6 VCP 1958 198 1 0 1 1 3 2 3 1.7 1 2 1 4 1.8 Low Low Very Low

G17056R-G17055 Yes 6 VCP 1958 197 5.2 10 5 3 3 2 3 3.7 1 3 1 4 2.0 High Low Medium

G17057-G17053 No 6 VCP 1958 197 NA NA 3 3 3 2 3 2.9 1 2 1 3 1.6 Medium Low Very Low

G17058R-G17057 No 6 VCP 1958 195 NA NA 3 3 3 2 3 2.9 1 2 1 4 1.8 Medium Low Very Low

G17059-G17126 No 6 VCP 1956 187 NA NA 3 3 3 2 3 2.9 1 2 1 3 1.6 Medium Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 61 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

G17060R-G17059 Yes 6 VCP 1956 248 1 0 1 1 3 2 3 1.7 1 2 1 4 1.8 Low Low Very Low

G17061-G17128 No 6 VCP 1952 257 NA NA 3 3 3 2 3 2.9 1 2 1 3 1.6 Medium Low Very Low

G17062T-G18051 No 36 ACP 1976 218 NA NA 2 2 2 2 3 2.2 5 3 1 5 4.2 Medium Very High High

G17063-G17130 No 6 VCP 1952 305 NA NA 3 3 3 2 3 2.9 1 2 1 3 1.6 Medium Low Very Low

G17064R-G17063 No 6 VCP 1952 197 NA NA 3 3 3 2 3 2.9 1 1 1 4 1.6 Medium Low Very Low

G17065-G17123 Yes 8 PVC 2005 26 3.1 3 2 2 1 5 3 2.4 1 2 2 5 2.1 Medium Medium Low

G17066-G17065 Yes 6 VCP 1985 320 4.6 54 4 5 2 5 3 3.9 1 3 1 5 2.2 High Medium Medium

G17067-G17066 Yes 6 VCP 1965 144 3.4 28 3 4 2 5 3 3.3 1 4 1 5 2.4 High Medium Medium

G17068-G17019 Yes 12 ACP 1976 307 1 0 1 1 2 3 3 1.7 3 4 1 2 2.8 Low Medium Very Low

G17069-G17120 No 36 RCP 1976 234 NA NA 3 3 3 2 3 2.9 5 3 1 3 3.8 Medium High Medium

G17071-G17013 No 12 ACP 1965 306 NA NA 2 2 2 5 3 2.5 3 3 1 2 2.6 Medium Medium Low

G17072-G17016 No 33 ACP 1976 206 NA NA 2 2 2 2 3 2.2 5 3 1 3 3.8 Medium High Medium

G17073-G17100 No 6 VCP 1951 258 NA NA 3 3 3 4 3 3.1 1 4 1 2 1.8 High Low Medium

G17074-G17073 No 6 VCP 1951 338 NA NA 3 3 3 4 3 3.1 1 3 1 2 1.6 High Low Medium

G17075-G17138R No 6 VCP 1951 264 NA NA 3 3 3 4 3 3.1 1 3 1 2 1.6 High Low Medium

G17076-G17075 Yes 6 VCP 1951 152 5.1 13 4 3 3 4 3 3.5 1 4 1 2 1.8 High Low Medium

G17077-G17072 No 6 PVC 1992 63 NA NA 2 2 2 3 3 2.3 1 3 4 3 2.1 Medium Medium Low

G17078-G17077 No 6 VCP 1952 225 NA NA 3 3 3 4 3 3.1 1 3 1 3 1.8 High Low Medium

G17079-G17078 No 6 VCP 1952 256 NA NA 3 3 3 4 3 3.1 1 3 1 3 1.8 High Low Medium

G17080-G17062T No 6 VCP 1952 62 NA NA 3 3 3 4 3 3.1 1 3 4 5 2.5 High Medium Medium

G17082-G17007-1 No 18 CIP 1987 84 NA NA 4 4 4 2 3 3.6 5 5 1 1 3.8 High High High

G17082-G17007-2 No 12 CIP 1987 84 NA NA 4 4 4 2 3 3.6 3 5 1 1 2.8 High Medium Medium

G17083-G17080 Yes 6 VCP 1952 278 2.2 4 2 2 3 3 3 2.4 1 3 1 4 2.0 Medium Low Very Low

G17083-G17084 No 6 VCP 1952 142 NA NA 3 3 3 1 1 2.4 1 3 1 3 1.8 Medium Low Very Low

G17084-G17114 Yes 8 VCP 1952 187 1 0 1 1 3 1 1 1.2 1 2 1 3 1.6 Very Low Low Very Low

G17085-G17120 No 8 VCP 1952 143 NA NA 3 3 3 1 1 2.4 1 3 1 3 1.8 Medium Low Very Low

G17086-G17113 No 6 VCP 1952 217 NA NA 3 3 3 1 1 2.4 1 4 1 3 2.0 Medium Low Very Low

G17087R-G17010 No 6 VCP 1952 139 NA NA 3 3 3 3 3 3.0 1 3 1 3 1.8 Medium Low Very Low

G17088-G17077 No 6 VCP 1952 247 NA NA 3 3 3 3 3 3.0 1 3 1 3 1.8 Medium Low Very Low

G17089-G17088 No 6 VCP 1952 319 NA NA 3 3 3 3 3 3.0 1 3 1 2 1.6 Medium Low Very Low

G17090R-G17010 No 6 VCP 1952 115 NA NA 3 3 3 3 3 3.0 1 3 1 3 1.8 Medium Low Very Low

G17091R-G17089 No 6 VCP 1952 264 NA NA 3 3 3 3 3 3.0 1 3 1 2 1.6 Medium Low Very Low

G17092-G17111T No 6 UNK 1900 40 NA NA 4 4 4 2 3 3.6 1 4 1 1 1.6 High Low Medium

G17093R-G17080 Yes 6 VCP 1953 200 3.2 6 3 3 3 4 3 3.1 1 3 1 4 2.0 High Low Medium

G17094R-G17028 No 6 VCP 1965 183 NA NA 2 2 2 1 3 2.1 1 2 1 2 1.4 Medium Very Low Very Low

G17095-G17132 No 8 VCP 1952 287 NA NA 3 3 3 4 3 3.1 1 1 2 3 1.5 High Very Low Low

G17096-G17095 No 6 ACP 1980 229 NA NA 2 2 2 3 3 2.3 1 1 2 3 1.5 Medium Very Low Very Low

G17097-G17017 Yes 33 ACP 1978 18 1 0 1 1 2 2 3 1.6 5 4 1 2 3.8 Low High Low

G17098-G17097-1 No 24 CIP 1987 176 NA NA 4 4 4 2 3 3.6 5 5 1 2 4.0 High High High

G17098-G17097-2 No 12 CIP 1987 175 NA NA 4 4 4 2 3 3.6 3 5 1 2 3.0 High Medium Medium

G17099-G17098 Yes 30 RCP 1987 347 1 0 1 1 2 1 3 1.5 5 4 1 2 3.8 Very Low High Very Low

G17100-G17098 No 8 PVC 1987 83 NA NA 2 2 2 4 3 2.4 1 4 4 2 2.1 Medium Medium Low

G17101-G17099 No 6 PVC 1998 60 NA NA 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

G17102-G17101 No 6 PVC 1998 134 NA NA 2 2 2 1 3 2.1 1 3 1 2 1.6 Medium Low Very Low

G17103-G17111T No 6 PVC 1998 212 NA NA 2 2 2 4 3 2.4 1 3 2 1 1.5 Medium Very Low Very Low
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G17105-G17054 No 6 VCP 1958 160 NA NA 3 3 3 2 3 2.9 1 1 1 5 1.8 Medium Low Very Low

G17106R-G17061 No 6 VCP 1952 253 NA NA 3 3 3 2 3 2.9 1 1 1 4 1.6 Medium Low Very Low

G17111T-G16013 No 6 VCP 1949 202 NA NA 3 3 3 2 3 2.9 1 3 1 1 1.4 Medium Very Low Very Low

G17113-G17085 No 6 VCP 1952 37 NA NA 3 3 3 1 1 2.4 1 3 1 3 1.8 Medium Low Very Low

G17114-G17085 Yes 8 VCP 1952 210 1 0 1 1 3 1 1 1.2 1 3 1 3 1.8 Very Low Low Very Low

G17120-H17073 No 36 RCP 1976 209 NA NA 3 3 3 2 1 2.5 5 4 1 4 4.2 Medium Very High High

G17121-G17015 Yes 33 ACP 1976 34 1 0 1 1 2 2 3 1.6 5 3 2 4 4.1 Low Very High Low

G17122-G17121 Yes 30 PVC 2005 134 1 0 1 1 1 2 3 1.5 5 3 2 4 4.1 Very Low Very High Low

G17123-G17122 Yes 30 PVC 2005 133 1 0 1 1 1 2 3 1.5 5 3 2 4 4.1 Very Low Very High Low

G17124-G17123 Yes 30 PVC 2005 152 1 0 1 1 1 2 3 1.5 5 2 2 4 3.9 Very Low High Very Low

G17125-G17124 Yes 30 PVC 2005 369 1 0 1 1 1 2 3 1.5 5 2 2 4 3.9 Very Low High Very Low

G17126-G17125 Yes 8 PVC 2005 120 1 0 1 1 1 1 3 1.4 1 2 2 2 1.5 Very Low Very Low Very Low

G17126S-G17126 No 6 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 1 1 2 1.2 High Very Low Low

G17127-G17125 Yes 30 PVC 2005 294 1 0 1 1 1 2 3 1.5 5 2 2 2 3.5 Very Low High Very Low

G17128-G17127 Yes 8 PVC 2005 51 1 0 1 1 1 1 3 1.4 1 2 2 2 1.5 Very Low Very Low Very Low

G17128S-G17128 No 8 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 2 1 2 1.4 High Very Low Low

G17129-G17127 Yes 30 PVC 2005 248 1 0 1 1 1 2 3 1.5 5 2 2 2 3.5 Very Low High Very Low

G17130-G17129 Yes 8 PVC 2005 51 1 0 1 1 1 1 3 1.4 1 2 2 2 1.5 Very Low Very Low Very Low

G17130S-G17130 No 8 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 2 1 2 1.4 High Very Low Low

G17131-G17129 Yes 30 PVC 2005 269 1 0 1 1 1 2 3 1.5 5 2 2 2 3.5 Very Low High Very Low

G17132-G17131 Yes 12 PVC 2005 50 1 0 1 1 1 2 3 1.5 3 1 2 2 2.3 Very Low Medium Very Low

G17132S-G17132 No 12 UNK 1900 6 NA NA 4 4 4 2 3 3.6 3 1 2 2 2.3 High Medium Medium

G17133-G17131 Yes 30 PVC 2005 53 1 0 1 1 1 2 3 1.5 5 1 2 2 3.3 Very Low High Very Low

G17135-G17133 Yes 18 PVC 2005 28 1 0 1 1 1 2 3 1.5 5 1 2 2 3.3 Very Low High Very Low

G17136-G17131 Yes 12 PVC 2005 235 1 0 1 1 1 1 3 1.4 3 2 2 2 2.5 Very Low Medium Very Low

G17137-G17136 Yes 12 PVC 2005 180 1 0 1 1 1 1 3 1.4 3 3 2 2 2.7 Very Low Medium Very Low

G17138R-G17074 No 6 VCP 1951 34 NA NA 3 3 3 4 3 3.1 1 3 1 2 1.6 High Low Medium

G17139-G17133 No 24 PVC 2013 329 NA NA 1 1 1 2 3 1.5 5 1 2 2 3.3 Very Low High Very Low

G18001-G18071 Yes 15 PVC 1986 16 1 0 1 1 2 1 2 1.3 4 1 1 3 2.9 Very Low Medium Very Low

G18002-G18001 Yes 15 VCP 1953 286 2.2 4 2 2 3 1 2 2.0 4 1 1 3 2.9 Low Medium Very Low

G18003-G18030 Yes 15 VCP 1953 122 2.2 4 2 2 3 1 2 2.0 4 1 1 3 2.9 Low Medium Very Low

G18004-G18054 No 12 VCP 1953 182 NA NA 3 3 3 1 2 2.6 3 1 1 3 2.4 Medium Medium Low

G18005-G18004 Yes 12 VCP 1953 144 4.1 4 3 2 3 1 2 2.4 3 1 1 3 2.4 Medium Medium Low

G18006-G18005 No 12 VCP 1953 144 NA NA 3 3 3 1 2 2.6 3 1 1 3 2.4 Medium Medium Low

G18007-G18006 Yes 12 VCP 1953 291 1 0 1 1 3 1 2 1.4 3 1 1 2 2.2 Very Low Medium Very Low

G18008-G18075 No 10 VCP 1963 200 NA NA 2 2 2 1 2 1.9 2 1 1 3 1.9 Low Low Very Low

G18009-G18008 No 10 VCP 1963 290 NA NA 2 2 2 1 2 1.9 2 1 1 3 1.9 Low Low Very Low

G18010-G18009 No 10 VCP 1963 230 NA NA 2 2 2 1 2 1.9 2 1 1 3 1.9 Low Low Very Low

G18011-G18010 No 10 VCP 1963 320 NA NA 2 2 2 3 2 2.1 2 1 1 5 2.3 Medium Medium Low

G18012-G18011 No 10 VCP 1963 161 NA NA 2 2 2 3 2 2.1 2 1 1 5 2.3 Medium Medium Low

G18013-G18012 No 8 VCP 1964 330 NA NA 2 2 2 3 2 2.1 1 1 1 5 1.8 Medium Low Very Low

G18014-G18013 No 8 VCP 1964 173 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18015-G18014 No 8 VCP 1964 251 NA NA 2 2 2 1 2 1.9 1 2 1 3 1.6 Low Low Very Low

G18016-G18015 No 8 VCP 1964 149 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

G18017-G18016 No 8 VCP 1964 118 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low
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G18019-G18014 No 8 VCP 1964 195 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18020R-G18010 No 6 VCP 1963 229 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G18021-G17080 No 6 VCP 1955 298 NA NA 3 3 3 2 3 2.9 1 3 1 4 2.0 Medium Low Very Low

G18022-G18071 No 6 PVC 1986 136 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18023-G19045 No 6 VCP 1962 119 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G18024-G18023 No 6 VCP 1962 189 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G18025-G18024 No 6 VCP 1961 115 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G18026R-G18025 No 6 VCP 1961 188 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G18027R-G18024 No 6 VCP 1965 145 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18028-H18040 No 6 VCP 1965 35 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G18029R-G18028 No 6 VCP 1953 144 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G18030-G18002 Yes 15 VCP 1953 166 1 0 1 1 3 1 2 1.4 4 1 1 3 2.9 Very Low Medium Very Low

G18031-G18012 Yes 6 VCP 1971 122 1 0 1 1 2 1 2 1.3 1 1 1 5 1.8 Very Low Low Very Low

G18031R-G19003 No 6 PVC 1986 110 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G18032-G18031 Yes 6 VCP 1971 99 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

G18033R-G18032 No 6 VCP 1971 89 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18034-G18010 No 6 ACP 1971 267 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18035-G18034 No 6 VCP 1971 155 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18036-G18035 No 6 VCP 1971 205 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18037-G18036 No 6 VCP 1971 227 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18038-G19078 No 6 VCP 1971 203 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18040-G18089 Yes 6 VCP 1970 343 2.7 14 2 3 2 4 3 2.6 1 4 1 5 2.4 Medium Medium Low

G18041-G18040 Yes 6 VCP 1970 323 1.1 1 2 2 2 4 3 2.4 1 4 1 5 2.4 Medium Medium Low

G18042-G18041 No 6 ACP 1970 310 NA NA 2 2 2 3 3 2.3 1 4 1 4 2.2 Medium Medium Low

G18043-G18042 No 6 VCP 1970 303 NA NA 2 2 2 3 3 2.3 1 3 1 4 2.0 Medium Low Very Low

G18044-G18043 No 6 VCP 1970 92 NA NA 2 2 2 3 3 2.3 1 2 1 4 1.8 Medium Low Very Low

G18045-G18044 No 6 VCP 1972 253 NA NA 2 2 2 3 3 2.3 1 2 1 4 1.8 Medium Low Very Low

G18046-G18045 No 6 VCP 1972 258 NA NA 2 2 2 3 3 2.3 1 3 1 4 2.0 Medium Low Very Low

G18048R-G18046 No 6 VCP 1972 102 NA NA 2 2 2 3 3 2.3 1 3 1 4 2.0 Medium Low Very Low

G18050R-G18029R Yes 6 ACP 1975 106 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

G18051-G18052 Yes 36 ACP 1976 73 1 0 1 1 2 2 3 1.6 5 2 4 5 4.3 Low Very High Low

G18052-G17069 No 36 ACP 1976 442 NA NA 2 2 2 2 3 2.2 5 2 1 4 3.8 Medium High Medium

G18053-G18059 No 6 PVC 1992 66 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

G18054-G18003 Yes 12 VCP 1953 109 1 0 1 1 3 1 2 1.4 3 1 1 3 2.4 Very Low Medium Very Low

G18055-G18074 No 6 ACP 1979 330 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G18057-G19101 Yes 6 ACP 1979 85 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

G18058-G18057 Yes 6 ACP 1979 171 2.2 4 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

G18059-G18058 Yes 6 ACP 1979 127 1 0 1 1 2 1 2 1.3 1 4 1 2 1.8 Very Low Low Very Low

G18060-G18059 No 6 ACP 1979 171 NA NA 2 2 2 1 2 1.9 1 4 1 2 1.8 Low Low Very Low

G18060S-G18060 No 6 UNK 1900 5 NA NA 4 4 4 2 2 3.4 1 4 1 2 1.8 High Low Medium

G18061-G18060 No 6 ACP 1979 174 NA NA 2 2 2 1 2 1.9 1 5 1 3 2.2 Low Medium Very Low

G18062-G18063 No 6 PVC 1985 181 NA NA 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

G18063-F17063 No 6 PVC 1985 169 NA NA 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

G18064-G18065 No 6 ACP 1981 128 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

G18065-G18066 No 6 ACP 1981 115 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low
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G18066-G18067 No 6 ACP 1981 134 NA NA 2 2 2 1 2 1.9 1 4 1 3 2.0 Low Low Very Low

G18067-G18068 No 6 ACP 1981 52 NA NA 2 2 2 1 2 1.9 1 3 1 2 1.6 Low Low Very Low

G18068-G18069 Yes 6 ACP 1981 106 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

G18069-G18058 Yes 6 ACP 1981 185 1 0 1 1 2 1 2 1.3 1 3 1 2 1.6 Very Low Low Very Low

G18070-G18052 Yes 21 PVC 1986 154 1 0 1 1 2 2 3 1.6 5 2 1 4 3.8 Low High Low

G18071-G18070 Yes 18 PVC 1986 63 1 0 1 1 2 2 2 1.4 5 1 1 4 3.6 Very Low High Very Low

G18072-G18071 Yes 18 PVC 1986 67 1 0 1 1 2 2 2 1.4 5 1 4 3 3.7 Very Low High Very Low

G18073-G18072 Yes 18 PVC 1986 428 1 0 1 1 2 2 2 1.4 5 1 1 3 3.4 Very Low High Very Low

G18074-G18073 Yes 18 PVC 1986 233 1 0 1 1 2 2 2 1.4 5 1 1 3 3.4 Very Low High Very Low

G18075-G18074 Yes 18 PVC 1986 323 1 0 1 1 2 2 2 1.4 5 1 1 3 3.4 Very Low High Very Low

G18076-G18075 Yes 18 PVC 1986 301 1 0 1 1 2 2 2 1.4 5 1 1 3 3.4 Very Low High Very Low

G18077-G18070 No 8 PVC 1986 244 NA NA 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

G18078-G18077 No 6 PVC 1986 95 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G18079-G18078 No 6 PVC 1986 363 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G18080-G18079 No 6 PVC 1986 252 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G18081R-G18080 No 6 PVC 1986 83 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G18082R-G18022 No 6 PVC 1986 90 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G18089-G17067 Yes 6 VCP 1965 170 3.2 16 3 3 2 4 3 3.0 1 4 1 5 2.4 Medium Medium Low

G18090R-G18028 No 6 VCP 1965 213 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19001-G18007 Yes 12 VCP 1953 181 1 0 1 1 3 1 2 1.4 3 1 1 2 2.2 Very Low Medium Very Low

G19002-G19001 Yes 12 VCP 1954 56 1 0 1 1 3 1 2 1.4 3 1 1 1 2.0 Very Low Low Very Low

G19003-G19085 Yes 10 VCP 1956 140 3.1 5 2 2 3 3 2 2.2 2 1 1 1 1.5 Medium Very Low Very Low

G19004-G19003 Yes 10 VCP 1956 252 2.2 4 2 2 3 3 2 2.2 2 1 1 2 1.7 Medium Low Very Low

G19004S-F19004 No 6 UNK 1900 14 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

G19005-G19004 Yes 10 VCP 1956 319 3.2 6 3 3 3 3 2 2.8 2 1 1 3 1.9 Medium Low Very Low

G19006-G19005 Yes 10 VCP 1956 314 2.4 8 2 3 3 3 2 2.4 2 1 1 3 1.9 Medium Low Very Low

G19007-G19006 Yes 10 VCP 1956 157 4.3 25 4 4 3 3 2 3.4 2 1 1 4 2.1 High Medium Medium

G19008-G19007 No 10 VCP 1956 219 NA NA 3 3 3 3 2 2.8 2 1 1 5 2.3 Medium Medium Low

G19009-G19008 No 10 VCP 1956 127 NA NA 3 3 3 3 2 2.8 2 1 1 5 2.3 Medium Medium Low

G19010-G19009 No 10 VCP 1956 127 NA NA 3 3 3 3 2 2.8 2 1 1 4 2.1 Medium Medium Low

G19011-G19010 No 10 VCP 1956 302 NA NA 3 3 3 3 2 2.8 2 1 1 4 2.1 Medium Medium Low

G19012-G19011 No 10 VCP 1959 215 NA NA 2 2 2 3 2 2.1 2 1 1 4 2.1 Medium Medium Low

G19013-G19079 No 10 VCP 1959 148 NA NA 2 2 2 3 2 2.1 2 1 1 4 2.1 Medium Medium Low

G19014-G19013 No 10 VCP 1959 185 NA NA 2 2 2 3 2 2.1 2 1 1 4 2.1 Medium Medium Low

G19015-G19014 No 10 VCP 1959 81 NA NA 2 2 2 3 2 2.1 2 1 1 3 1.9 Medium Low Very Low

G19016-H19008 No 6 VCP 1959 290 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19017-G19016 No 6 VCP 1959 309 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19018-G19017 No 6 VCP 1956 291 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19019-G19018 No 6 VCP 1956 137 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19020-G19019 No 6 VCP 1956 249 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19021-G19020 No 6 VCP 1956 209 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19022-G19021 No 6 VCP 1956 170 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

G19023-G19022 No 6 VCP 1956 306 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

G19024R-G19023 No 6 VCP 1956 135 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

G19025-G19023 No 6 VCP 1965 120 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low
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G19026-G19022 No 6 VCP 1956 158 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

G19027-G19020 No 6 VCP 1956 212 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19028R-G19027 No 6 VCP 1956 178 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19029-G19029R No 6 VCP 1959 43 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

G19029R-H19008 No 6 VCP 1959 222 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

G19030-G19029 No 6 VCP 1959 183 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19031-G19030 No 6 VCP 1959 215 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19032-G19031 No 6 VCP 1959 201 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19033R-G19086 No 6 VCP 1959 111 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19034-G19032 No 6 VCP 1959 93 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19035-G19030 No 6 VCP 1959 236 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19036-G19035 Yes 6 VCP 1959 122 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

G19037R-G19036 No 6 VCP 1959 133 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19038R-G19035 No 6 VCP 1959 169 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19039R-G19029 No 6 VCP 1959 84 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19040-G19029 No 6 VCP 1959 272 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19041R-G19040 No 6 VCP 1959 303 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19042-H19009 No 6 VCP 1959 226 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19043R-G19042 No 6 VCP 1959 132 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19044R-G19042 No 6 VCP 1959 123 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19045-G19004 No 6 VCP 1956 109 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

G19046-G19006 Yes 6 VCP 1956 135 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

G19047-G19046 No 6 VCP 1963 220 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G19048-G19047 No 6 VCP 1963 200 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G19049-G19048 No 6 VCP 1963 201 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G19050-G19049 No 6 VCP 1963 200 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G19051-G19050 No 6 VCP 1963 98 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G19052-G19051 No 6 VCP 1963 173 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G19053-G19007 Yes 8 VCP 1958 221 3.5 15 3 3 3 4 2 2.9 1 1 1 4 1.6 Medium Low Very Low

G19054-G19053 Yes 8 VCP 1958 284 3.2 10 3 3 3 4 2 2.9 1 1 1 4 1.6 Medium Low Very Low

G19055-G19054 Yes 8 VCP 1958 296 4.5 32 4 4 3 4 2 3.5 1 1 1 4 1.6 High Low Medium

G19056-G19055 Yes 8 VCP 1959 297 2.2 4 2 2 2 4 2 2.2 1 1 1 4 1.6 Medium Low Very Low

G19057-G19056 Yes 8 VCP 1959 270 1 0 1 1 2 4 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

G19058-G19057 No 6 VCP 1959 300 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19059-G19058 No 6 VCP 1959 350 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19060-G19056 No 6 VCP 1959 250 NA NA 2 2 2 3 3 2.3 1 1 1 4 1.6 Medium Low Very Low

G19061-G19060 No 6 VCP 1959 250 NA NA 2 2 2 3 2 2.1 1 1 1 4 1.6 Medium Low Very Low

G19062R-G19061 No 6 VCP 1959 244 NA NA 2 2 2 3 2 2.1 1 1 1 4 1.6 Medium Low Very Low

G19063-F19020 No 6 VCP 1960 254 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19064-G19063 No 6 VCP 1960 313 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19065-G19064 No 6 VCP 1960 307 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G19066-G19065 No 6 VCP 1960 228 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19067-G19066 No 6 VCP 1962 191 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19069-G19065 No 6 VCP 1960 300 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G19070R-G19063 No 6 VCP 1960 88 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low
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G19071-G20009 No 6 UNK 1900 283 NA NA 4 4 4 2 2 3.4 1 1 1 4 1.6 High Low Medium

G19072-G19071 No 6 VCP 1960 172 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G19074-G19066 Yes 6 VCP 1962 220 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G19075-G19074 No 6 VCP 1962 122 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G19076R-G19075 No 6 VCP 1962 100 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G19077-G18037 No 6 VCP 1971 155 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G19078-G19077 No 6 VCP 1971 148 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19079-G19012 No 10 CIP 1959 94 NA NA 4 4 4 3 2 3.5 2 1 1 4 2.1 High Medium Medium

G19080-G19079 No 6 CIP 1980 130 NA NA 4 4 4 3 2 3.5 1 1 1 5 1.8 High Low Medium

G19081-G19080 No 6 ACP 1980 245 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

G19082-G19081 No 6 ACP 1980 62 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G19083-G19082 No 6 ACP 1980 103 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G19084-G19083 No 6 ACP 1980 84 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G19085-G18076 Yes 18 PVC 1986 317 1 0 1 1 2 2 2 1.4 5 1 1 2 3.2 Very Low High Very Low

G19085-G19001 Yes 10 VCP 1956 47 2.2 4 2 2 3 1 2 2.0 2 1 4 1 1.8 Low Low Very Low

G19086-G19032 No 6 VCP 1959 129 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19090S-G19046 Yes 6 VCP 1963 141 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

G19100-G18017 No 8 VCP 1964 187 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G19101-G19057 Yes 8 ACP 1979 115 1 0 1 1 2 1 2 1.3 1 2 1 3 1.6 Very Low Low Very Low

G20001-G19015 No 10 VCP 1959 204 NA NA 2 2 2 3 2 2.1 2 1 1 3 1.9 Medium Low Very Low

G20002-G20001 Yes 8 VCP 1961 260 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

G20003-G20002 No 8 VCP 1961 243 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20004-G20003 No 8 VCP 1961 129 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20006-G20004 No 8 VCP 1961 296 NA NA 2 2 2 4 2 2.2 1 1 1 3 1.4 Medium Very Low Very Low

G20007-G20006 No 8 VCP 1961 201 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20008-G20007 No 8 VCP 1961 323 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20009-G20108 No 8 ACP 1980 32 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20010-G20009 No 6 VCP 1961 211 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20011-G20010 No 6 VCP 1961 168 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20012-G20011 No 6 VCP 1961 221 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20013-G20012 No 6 VCP 1961 374 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20014-G20013 No 6 VCP 1961 282 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20015-G20013 No 6 VCP 1962 176 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20016-G20015 No 6 VCP 1962 149 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G20017-G20016 No 6 VCP 1962 122 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20018R-G20017 No 6 VCP 1962 70 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20019-G20016 No 6 VCP 1962 96 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20020R-G20019 No 6 VCP 1962 90 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20021R-G20015 No 6 VCP 1962 127 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20022-G20012 No 6 VCP 1961 170 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20023-G20022 No 6 VCP 1961 72 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G20024-G20023 No 8 VCP 1961 224 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G20025-G20024 No 8 VCP 1961 127 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G20026-G20025 No 8 VCP 1961 124 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G20027R-G20022 No 6 VCP 1961 165 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low
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G20028-G20010 No 6 VCP 1961 76 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20029R-G20028 No 6 VCP 1961 76 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G20030-G20010 No 6 VCP 1961 76 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G20031-G20030 No 6 VCP 1961 106 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G20032-G20031 No 6 VCP 1962 244 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G20033-G20032 No 6 VCP 1962 96 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G20035-G20009 No 6 VCP 1961 200 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20036-G20007 No 6 VCP 1962 143 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20037-G20036 No 6 VCP 1962 151 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20038-G20036 No 6 VCP 1962 149 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20039-G20003 No 6 VCP 1962 203 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20040-G20039 No 6 VCP 1962 295 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20041-G20040 No 6 VCP 1962 135 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20042-G20041 No 6 VCP 1962 147 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20043-G20042 No 6 VCP 1962 281 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20044-G20043 No 6 VCP 1962 171 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

G20045-G20044 Yes 6 VCP 1962 158 5.1 11 4 3 2 1 2 2.9 1 1 1 2 1.2 Medium Very Low Very Low

G20046-G20045 No 6 CIP 1962 45 NA NA 4 4 4 1 2 3.3 1 1 1 1 1.0 High Very Low Low

G20047-G20046 No 6 VCP 1962 75 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G20048-G20047 No 6 VCP 1962 132 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20049-G20048 No 6 VCP 1962 66 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20050-G20046 No 6 VCP 1962 83 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20051R-G20050 No 6 VCP 1962 172 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20052-G20044 No 6 VCP 1962 203 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20053-G20052 No 6 VCP 1966 137 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20054-G20053 No 6 VCP 1966 144 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20055R-G20042 No 6 VCP 1962 149 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

G20055S-G20055R No 6 UNK 1900 4 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

G20056R-G20041 No 6 VCP 1962 168 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20057-G20039 Yes 6 VCP 1962 131 2.1 2 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20057S-G20057 No 6 UNK 1900 35 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

G20058-G20001 No 6 VCP 1960 324 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20059-G20058 No 6 VCP 1960 281 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20060-G20059 No 6 VCP 1960 87 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20061-G20060 No 6 VCP 1966 134 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20062-G20061 No 6 VCP 1966 137 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20063-G20062 No 6 VCP 1966 156 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20064-G20063 No 6 VCP 1966 128 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20065-G20064 No 6 VCP 1966 126 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20066-G20065 Yes 6 VCP 1966 122 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

G20067-G20066 No 6 VCP 1966 281 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20068-G20067 No 6 VCP 1966 207 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20069-G20068 No 6 VCP 1966 150 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20070-G20061 No 6 VCP 1966 124 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20071-G20070 No 6 VCP 1966 118 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low
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G20072-G20071 No 6 VCP 1966 320 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20073-G20072 No 6 VCP 1966 141 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20074-H20086 Yes 6 VCP 1965 161 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G20075-G20074 Yes 6 VCP 1965 108 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G20076-H20077 No 6 VCP 1960 258 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20077-G20078 Yes 6 VCP 1965 167 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G20077S-G20077 No 6 UNK 1900 31 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

G20078-G20075 No 6 VCP 1965 93 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

G20079-G20076 Yes 6 VCP 1965 204 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G20080-G20079 Yes 6 VCP 1965 107 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G20081-G20080 Yes 6 VCP 1965 121 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20082-G20121 Yes 6 VCP 1966 225 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G20083-G20082 No 6 VCP 1966 260 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20084-G20081 Yes 6 VCP 1965 187 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G20085-G20079 Yes 6 VCP 1965 150 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G20086R-G20076 No 6 VCP 1960 182 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20087-H20078 No 6 VCP 1960 178 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20088R-G20087 No 6 VCP 1960 203 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20089-H20082 No 6 VCP 1959 244 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20090-G20089 No 6 VCP 1959 249 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20091-G20090 No 6 VCP 1959 181 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20092-G19067 No 6 VCP 1961 127 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20093-G20092 No 6 VCP 1961 73 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G20094-G20093 No 6 VCP 1961 137 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G20095R-G20094 No 6 VCP 1961 133 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

G20096-G20092 No 6 VCP 1961 181 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G20097-G20096 No 6 VCP 1961 146 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20098-F20002 No 6 VCP 1961 178 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

G20099-G20098 No 6 VCP 1961 114 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20101R-G20083 No 6 VCP 1966 31 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G20102R-G20043 No 6 VCP 1962 150 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

G20103R-G20042 No 6 VCP 1962 143 NA NA 2 2 2 2 3 2.2 1 1 1 2 1.2 Medium Very Low Very Low

G20104-G19084 No 6 ACP 1980 281 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20105-G20104 No 6 ACP 1980 319 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20106R-G20105 No 6 ACP 1980 93 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G20107-G20105 No 6 ACP 1980 115 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

G20108-G20109 No 8 ACP 1980 108 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

G20109-G20008 No 8 ACP 1980 83 NA NA 2 2 2 1 2 1.9 1 1 1 5 1.8 Low Low Very Low

G20110-G20044 No 6 VCP 1962 272 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20111-G20110 No 6 PVC 1988 111 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20112-G20111 No 6 PVC 1988 166 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20113-G20111 No 6 PVC 1988 203 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20114-G20113 No 6 PVC 1988 128 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20115-G20114 No 6 PVC 1988 161 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G20120-G19067 No 6 VCP 1962 135 NA NA 2 2 2 3 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 69 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

G20121-G20081 Yes 6 VCP 1966 78 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G21001-H21055 Yes 6 VCP 1964 276 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G21002-G21001 Yes 6 VCP 1964 193 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G21003-G21002 Yes 6 VCP 1964 281 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G21004-G21001 Yes 6 VCP 1964 250 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G21005-H21042 Yes 6 VCP 1964 296 3.2 10 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

G21006-G21002 Yes 6 VCP 1964 249 3.1 3 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21006-G21005 Yes 6 VCP 1964 306 3.1 3 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21007-G22014 Yes 6 VCP 1962 135 1 0 1 1 2 1 1 1.1 1 1 1 4 1.6 Very Low Low Very Low

G21008-G22043 Yes 6 ACP 1981 182 1 0 1 1 2 1 1 1.1 1 1 1 5 1.8 Very Low Low Very Low

G21009-G21008 Yes 6 ACP 1981 215 1 0 1 1 2 1 1 1.1 1 1 1 5 1.8 Very Low Low Very Low

G21010-G21009 Yes 6 ACP 1981 129 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

G21011R-G21010 Yes 6 ACP 1981 163 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

G21012R-G21010 No 6 ACP 1981 96 NA NA 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

G21013R-G21008 No 6 ACP 1981 111 NA NA 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

G21014-G21008 No 6 ACP 1981 337 NA NA 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

G21015-G21014 No 6 ACP 1981 131 NA NA 2 2 2 1 1 1.7 1 1 1 4 1.6 Low Low Very Low

G21016-G21006 Yes 6 VCP 1981 185 4.1 4 3 2 2 1 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

G21017-G21016 Yes 6 ACP 1981 36 1 0 1 1 2 2 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

G21018-G21017 No 6 ACP 1981 190 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21019-G21018 No 6 ACP 1981 185 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21020-G21019 No 6 ACP 1981 159 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21021-G21020 No 6 ACP 1981 64 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21022-G21021 No 6 ACP 1981 99 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

G21023-G21022 No 6 ACP 1981 194 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21024-G21019 No 6 ACP 1981 228 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21025R-G21024 No 6 ACP 1981 154 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21026-G21024 No 6 ACP 1981 138 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21027R-G21026 No 6 ACP 1981 86 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21028-G20112 No 6 PVC 1988 120 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21029-G21028 No 6 PVC 1988 192 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21030-G21029 No 6 PVC 1988 126 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21031-G21030 Yes 6 PVC 1988 213 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

G21032-G20112 No 6 PVC 1989 341 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

G21036R-G21004 Yes 6 VCP 1964 63 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G21037S-G21003 No 6 VCP 1964 72 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

G22001-G22049 No 10 VCP 1955 118 NA NA 3 3 3 2 1 2.5 2 3 1 2 2.1 Medium Medium Low

G22002-G22001 Yes 10 VCP 1959 326 3.1 3 2 2 2 1 1 1.7 2 2 1 3 2.1 Low Medium Very Low

G22003-G22002 Yes 10 VCP 1959 120 1 0 1 1 2 1 1 1.1 2 2 1 3 2.1 Very Low Medium Very Low

G22004-G22003 Yes 10 VCP 1959 168 3.1 3 2 2 2 1 1 1.7 2 2 1 4 2.3 Low Medium Very Low

G22005-G22004 Yes 10 VCP 1961 277 2.1 2 2 2 2 1 1 1.7 2 3 1 4 2.5 Low Medium Very Low

G22006-G22005 Yes 10 VCP 1961 222 1 0 1 1 2 1 1 1.1 2 4 1 4 2.7 Very Low Medium Very Low

G22007-G22006 Yes 10 VCP 1961 307 4.1 4 3 2 2 1 1 2.1 2 4 1 4 2.7 Medium Medium Low

G22008-G22007 Yes 10 VCP 1961 304 4.1 8 3 3 2 1 1 2.3 2 4 1 4 2.7 Medium Medium Low

G22009R-G22004 Yes 6 CIP 1959 241 1.1 1 2 2 4 1 1 1.9 1 3 1 4 2.0 Low Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 70 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

G22010-G22004 Yes 10 VCP 1959 112 2.1 2 2 2 2 1 1 1.7 2 3 1 5 2.7 Low Medium Very Low

G22011-G22003 Yes 6 VCP 1959 264 3.5 19 3 3 2 1 1 2.3 1 2 1 3 1.6 Medium Low Very Low

G22012-G22011 Yes 6 VCP 1959 127 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

G22013-G22012 Yes 6 VCP 1962 247 3.2 8 3 3 2 1 1 2.3 1 1 1 3 1.4 Medium Very Low Very Low

G22014-G22013 Yes 6 VCP 1962 320 4.1 7 3 3 2 1 1 2.3 1 1 1 3 1.4 Medium Very Low Very Low

G22015-G22011 Yes 6 VCP 1959 323 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

G22016-G22005 Yes 8 ACP 1973 130 3.2 10 3 3 2 1 1 2.3 1 4 1 4 2.2 Medium Medium Low

G22017-G22016 Yes 8 ACP 1973 70 1 0 1 1 2 1 1 1.1 1 5 1 3 2.2 Very Low Medium Very Low

G22018-G22017 Yes 6 ACP 1973 169 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22019-G22018 Yes 6 ACP 1973 70 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22020-G22019 Yes 6 ACP 1973 95 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22021-G22020 Yes 6 ACP 1973 194 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22022-G22021 Yes 6 ACP 1973 106 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22023-G22021 Yes 6 ACP 1973 140 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22024-G22023 Yes 6 ACP 1973 94 1 0 1 1 2 1 1 1.1 1 3 1 3 1.8 Very Low Low Very Low

G22025R-G22023 No 6 ACP 1973 61 NA NA 2 2 2 2 1 1.8 1 3 1 3 1.8 Low Low Very Low

G22026-G22045 Yes 6 ACP 1973 48 1 0 1 1 2 3 1 1.3 1 4 1 3 2.0 Very Low Low Very Low

G22027-G22026 Yes 6 ACP 1973 99 1 0 1 1 2 3 1 1.3 1 4 1 3 2.0 Very Low Low Very Low

G22028-G22008 Yes 10 ACP 1973 256 2.3 6 2 3 2 1 1 1.9 2 3 1 4 2.5 Low Medium Very Low

G22029-G22028 Yes 6 ACP 1973 90 1 0 1 1 2 1 1 1.1 1 3 1 4 2.0 Very Low Low Very Low

G22030-G22029 Yes 6 ACP 1973 157 1 0 1 1 2 1 1 1.1 1 3 1 4 2.0 Very Low Low Very Low

G22031-G22030 Yes 6 ACP 1973 108 1 0 1 1 2 1 1 1.1 1 4 1 4 2.2 Very Low Medium Very Low

G22032-G22031 Yes 6 ACP 1973 95 3.1 3 2 2 2 1 1 1.7 1 5 1 4 2.4 Low Medium Very Low

G22033-G22032 Yes 6 ACP 1973 78 1 0 1 1 2 1 1 1.1 1 4 1 4 2.2 Very Low Medium Very Low

G22034-G22033 Yes 6 ACP 1973 121 1 0 1 1 2 1 1 1.1 1 4 1 4 2.2 Very Low Medium Very Low

G22035-G22028 No 10 ACP 1975 356 NA NA 2 2 2 1 1 1.7 2 2 1 5 2.5 Low Medium Very Low

G22036-G22037 Yes 6 VCP 1966 205 1 0 1 1 2 2 1 1.2 1 3 1 4 2.0 Very Low Low Very Low

G22037-H23052 Yes 6 VCP 1966 213 1 0 1 1 2 2 1 1.2 1 3 1 5 2.2 Very Low Medium Very Low

G22038-H22025 Yes 6 ACP 1978 337 3.1 3 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

G22039R-H22027 No 6 ACP 1978 247 NA NA 2 2 2 3 1 1.9 1 1 1 2 1.2 Low Very Low Very Low

G22040R-G22028 Yes 6 ACP 1981 160 1 0 1 1 2 1 1 1.1 1 2 1 4 1.8 Very Low Low Very Low

G22041-G22008 Yes 6 ACP 1981 72 1 0 1 1 2 1 1 1.1 1 3 1 5 2.2 Very Low Medium Very Low

G22042-G22041 No 6 ACP 1981 296 NA NA 2 2 2 1 1 1.7 1 3 1 5 2.2 Low Medium Very Low

G22043-G22042 Yes 6 ACP 1981 61 4.1 7 3 3 2 1 1 2.3 1 2 1 5 2.0 Medium Low Very Low

G22044R-G22043 Yes 6 ACP 1981 62 3.1 3 2 2 2 1 1 1.7 1 2 1 4 1.8 Low Low Very Low

G22045-G22017 Yes 6 ACP 1973 32 1 0 1 1 2 1 1 1.1 1 4 1 3 2.0 Very Low Low Very Low

G22047-G22048 Yes 8 PVC 2004 315 1 0 1 1 1 1 1 1.0 1 4 1 4 2.2 Very Low Medium Very Low

G22048-G22049 Yes 8 PVC 2004 202 1 0 1 1 1 1 1 1.0 1 3 1 3 1.8 Very Low Low Very Low

G22049-H22013 Yes 10 VCP 1955 202 1 0 1 1 3 1 1 1.2 2 3 1 3 2.3 Very Low Medium Very Low

G23001-H23028 Yes 6 VCP 1965 348 1 0 1 1 2 3 1 1.3 1 1 1 4 1.6 Very Low Low Very Low

G23002-G23001 No 6 ACP 1975 47 NA NA 2 2 2 3 1 1.9 1 1 1 4 1.6 Low Low Very Low

G23003-G23002 Yes 6 ACP 1975 100 1 0 1 1 2 3 1 1.3 1 1 1 4 1.6 Very Low Low Very Low

G23004-G23003 Yes 6 ACP 1975 106 1 0 1 1 2 3 1 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

G23005R-G23004 Yes 6 ACP 1975 240 3.3 9 3 3 2 3 1 2.5 1 1 1 3 1.4 Medium Very Low Very Low

G23006-G23005R Yes 6 ACP 1979 125 3.2 6 3 3 2 3 1 2.5 1 1 1 3 1.4 Medium Very Low Very Low
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G23007-H23040R No 6 VCP 1960 174 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

G24001-G25021 Yes 6 VCP 1960 150 1 0 1 1 2 3 1 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

G24002-G24001 Yes 6 VCP 1960 163 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

G24003-G24002 Yes 6 VCP 1960 182 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

G24004R-G24003 Yes 6 VCP 1960 144 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G24005-G25027 Yes 6 VCP 1960 224 1 0 1 1 2 3 1 1.3 1 5 1 1 1.8 Very Low Low Very Low

G24006-G24005 Yes 6 VCP 1960 309 5.1 11 4 3 2 3 1 2.9 1 3 1 1 1.4 Medium Very Low Very Low

G24007-G24006 No 6 VCP 1960 254 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

G24008-G24007 No 6 VCP 1960 202 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

G24009-G24008 No 6 VCP 1960 250 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

G24010-G24007 Yes 6 VCP 1960 174 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

G24011-G24006 No 6 VCP 1960 150 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

G24012-G24011 No 6 VCP 1960 171 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

G24013R-G24012 Yes 6 VCP 1960 148 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

G24014-G24011 No 6 VCP 1960 239 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

G24015-H24041 Yes 6 VCP 1960 219 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G24016-G24015 Yes 6 VCP 1960 154 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G24017-G24016 No 6 VCP 1960 172 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

G24018-G24017 Yes 6 VCP 1960 198 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G24019-G24018 Yes 6 VCP 1960 75 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G24019S-G24019 No 6 UNK 1900 6 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

G24020-G24016 Yes 6 VCP 1960 291 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G24021R-G24020 No 6 VCP 1960 37 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

G24023-G24028 Yes 6 VCP 1960 236 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G24024-G24023 Yes 6 VCP 1960 246 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G24025-G24024 No 6 VCP 1960 148 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

G24026-G24024 Yes 6 VCP 1960 239 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G24028-H24035 Yes 6 VCP 1960 258 5.3 32 5 4 2 3 1 3.5 1 1 1 1 1.0 High Very Low Low

G24030S-G24003 Yes 6 VCP 1960 142 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G24031S-G24014 No 6 VCP 1960 95 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

G25002-G25042 Yes 10 VCP 1960 229 1 0 1 1 2 1 1 1.1 2 2 1 1 1.7 Very Low Low Very Low

G25003-G25002 Yes 10 VCP 1960 242 1 0 1 1 2 1 1 1.1 2 2 1 1 1.7 Very Low Low Very Low

G25004-G25003 Yes 10 VCP 1960 317 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

G25004S-G25004 No 6 VCP 1960 185 NA NA 2 2 2 2 1 1.8 1 3 1 1 1.4 Low Very Low Very Low

G25005-G25004 Yes 10 VCP 1960 232 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

G25006-G25005 Yes 10 VCP 1960 231 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

G25007-G25006 Yes 10 VCP 1960 168 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

G25008-G25007 Yes 10 VCP 1960 261 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

G25009-G25008 Yes 10 VCP 1960 390 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

G25010-G25009 Yes 8 VCP 1960 241 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

G25011-G25010 Yes 8 VCP 1960 233 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

G25012-G25011 Yes 8 VCP 1960 257 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

G25013-G25011 Yes 6 VCP 1960 186 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

G25014-G25045 Yes 6 VCP 1960 122 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G25015-G25014 Yes 6 VCP 1960 185 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low
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G25016-G25009 Yes 6 VCP 1960 205 1 0 1 1 2 2 1 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

G25017-G25016 No 6 VCP 1960 245 NA NA 2 2 2 2 1 1.8 1 2 1 1 1.2 Low Very Low Very Low

G25018-G25017 No 6 VCP 1960 60 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

G25019-G25018 No 6 VCP 1960 302 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

G25020-G25008 Yes 6 VCP 1960 287 2.2 4 2 2 2 1 1 1.7 1 5 1 1 1.8 Low Low Very Low

G25021-G25020 Yes 6 VCP 1960 159 3.1 5 2 2 2 1 1 1.7 1 4 1 1 1.6 Low Low Very Low

G25022-G24001 No 6 VCP 1960 248 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

G25022S-G25022 No 6 UNK 1900 20 NA NA 4 4 4 2 1 3.2 1 2 1 1 1.2 High Very Low Low

G25023-G25022 Yes 6 VCP 1960 166 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G25024R-G25023 Yes 6 VCP 1960 81 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G25025-F25008 Yes 6 VCP 1960 224 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

G25026-G25007 Yes 6 VCP 1960 196 3.2 6 3 3 2 1 1 2.3 1 3 1 1 1.4 Medium Very Low Very Low

G25027-G25006 Yes 6 VCP 1960 143 1 0 1 1 2 3 1 1.3 1 4 1 1 1.6 Very Low Low Very Low

G25028-G25002 Yes 6 VCP 1960 146 2.2 4 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

G25030-G25031 Yes 6 ACP 1978 125 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25031-G25032 Yes 6 ACP 1978 253 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25032-G25033 Yes 6 ACP 1978 153 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25033-G25036 Yes 6 ACP 1978 264 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25034-G25044 Yes 6 VCP 1960 206 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25035R-G25028 Yes 6 VCP 1960 71 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G25036-G25037 Yes 6 ACP 1978 186 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25037-G25038 Yes 6 ACP 1978 177 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25038-G25039 Yes 6 ACP 1978 118 1 0 1 1 2 2 1 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

G25039-G25042 Yes 6 ACP 1978 137 1 0 1 1 2 2 1 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

G25040-G25039 Yes 6 ACP 1978 162 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G25041R-G25040 No 4 ACP 1978 140 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

G25042-H25020 Yes 10 VCP 1960 298 5.1 17 4 3 2 1 1 2.7 2 3 1 1 1.9 Medium Low Very Low

G25043-G25036 Yes 6 ACP 1978 167 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25044-G25035R Yes 6 VCP 1960 39 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25045-G25013 Yes 6 VCP 1960 117 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

G25046R-G25045 No 6 ACP 1982 286 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

G25047-G25015 Yes 6 ACP 1982 139 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

G25048-G25047 No 6 ACP 1982 202 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

G25049-G25019 Yes 6 PVC 1980 296 3.3 9 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

G25050-G25049 Yes 6 PVC 1984 54 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25051R-G25050 Yes 6 PVC 1984 192 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G25052S-G25026 Yes 6 VCP 1960 237 5.2 10 5 3 2 1 1 3.1 1 2 1 1 1.2 High Very Low Low

G26001-G25050 Yes 6 PVC 1984 337 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

G26002-G26001 Yes 6 PVC 1984 113 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

G26003R-G25030 Yes 8 ACP 1978 182 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H10002-H10001P No 8 PVC 2005 55 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H10003-H10002 No 8 PVC 2005 191 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H10004-H10003 No 8 PVC 2005 290 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H10005-H10004 No 8 PVC 2005 331 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H10006-H10005 No 8 PVC 2005 168 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low
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H10007-H10006 Yes 8 PVC 2005 216 1 0 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H10008-H10007 No 8 PVC 2005 167 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H11001-H12007 Yes 18 PVC 1998 301 1 0 1 1 2 2 3 1.6 5 1 4 1 3.3 Low High Low

H11002-H11001-1 Yes 12 PVC 1998 64 1 0 1 1 2 2 3 1.6 3 1 4 1 2.3 Low Medium Very Low

H11002-H11001-2 No 8 PVC 1998 64 NA NA 2 2 2 2 3 2.2 1 1 4 1 1.3 Medium Very Low Very Low

H11003-H11002 Yes 10 PVC 1998 275 1 0 1 1 2 2 3 1.6 2 1 4 1 1.8 Low Low Very Low

H11003S-H11003 No 8 PVC 1999 31 NA NA 1 1 1 2 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H11004-H11002 Yes 10 PVC 2005 137 1 0 1 1 1 1 3 1.4 2 1 4 1 1.8 Very Low Low Very Low

H11005-H11004 Yes 10 PVC 2005 265 1 0 1 1 1 1 3 1.4 2 1 5 1 1.9 Very Low Low Very Low

H11006-H11005 Yes 10 PVC 2005 92 3.2 10 3 3 1 1 3 2.6 2 1 4 1 1.8 Medium Low Very Low

H11007-H11006 No 8 PVC 2005 360 NA NA 1 1 1 1 3 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

H11008S-H11006 No 8 PVC 2005 33 NA NA 1 1 1 2 3 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

H11009S-H11005 No 8 PVC 2005 5 NA NA 1 1 1 2 3 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

H12001-H13011 Yes 18 PVC 1987 347 2.1 2 2 2 2 1 3 2.1 5 1 5 1 3.4 Medium High Medium

H12002-H12001 Yes 18 PVC 1987 191 2.3 6 2 3 2 1 3 2.3 5 1 1 1 3.0 Medium Medium Low

H12003-H12002 Yes 18 PVC 1987 113 2.1 2 2 2 2 1 3 2.1 5 1 4 1 3.3 Medium High Medium

H12004-H12003 Yes 18 PVC 1987 320 2.1 2 2 2 2 1 3 2.1 5 1 4 1 3.3 Medium High Medium

H12005-H12004 Yes 18 PVC 1987 350 1 0 1 1 2 1 3 1.5 5 1 4 1 3.3 Very Low High Very Low

H12006-H12005 Yes 18 PVC 1987 271 1 0 1 1 2 1 3 1.5 5 1 4 1 3.3 Very Low High Very Low

H12007-H12006 Yes 18 PVC 1987 310 1 0 1 1 2 1 3 1.5 5 1 4 1 3.3 Very Low High Very Low

H12008-H12010 No 6 PVC 1988 192 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

H12009-H12008 No 6 PVC 1988 179 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

H12009S-H12009 No 6 PVC 1988 45 NA NA 2 2 2 2 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

H12010-H13012 Yes 8 PVC 1988 352 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H13001-H14037 Yes 21 ACP 1978 297 1 0 1 1 2 3 3 1.7 5 3 1 5 4.2 Low Very High Low

H13002-H13001 Yes 21 ACP 1978 221 1 0 1 1 2 1 3 1.5 5 3 4 4 4.3 Very Low Very High Low

H13003-H13002 Yes 21 ACP 1978 145 1 0 1 1 2 1 3 1.5 5 2 1 3 3.6 Very Low High Very Low

H13004-H13003 Yes 21 ACP 1978 342 1 0 1 1 2 1 3 1.5 5 1 1 3 3.4 Very Low High Very Low

H13005-H13004 Yes 21 ACP 1978 55 1 0 1 1 2 1 3 1.5 5 1 1 2 3.2 Very Low High Very Low

H13006-H13005 Yes 21 ACP 1978 146 2.1 2 2 2 2 1 3 2.1 5 1 1 2 3.2 Medium High Medium

H13007-H13006 No 15 ACP 1978 220 NA NA 2 2 2 1 3 2.1 4 1 4 2 3.0 Medium Medium Low

H13008-H13007-1 Yes 10 ACP 1978 45 1 0 1 1 2 2 3 1.6 2 1 1 2 1.7 Low Low Very Low

H13008-H13007-2 No 10 ACP 1978 45 NA NA 2 2 2 2 3 2.2 2 1 1 2 1.7 Medium Low Very Low

H13008S-H13008 No 6 UNK 1900 10 NA NA 4 4 4 2 3 3.6 1 1 1 2 1.2 High Very Low Low

H13009-H13001 Yes 8 CIP 1974 255 1 0 1 1 4 1 3 1.7 1 3 4 4 2.3 Low Medium Very Low

H13010-H13006 Yes 18 PVC 1987 384 2.1 2 2 2 2 1 3 2.1 5 1 1 2 3.2 Medium High Medium

H13011-H13010 Yes 18 PVC 1987 82 1 0 1 1 2 1 3 1.5 5 1 4 1 3.3 Very Low High Very Low

H13012-H13010 Yes 8 PVC 1988 124 1 0 1 1 2 1 3 1.5 1 1 4 1 1.3 Very Low Very Low Very Low

H13013-I13006 Yes 6 PVC 1997 323 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H13014-H13013 Yes 6 PVC 1997 221 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H13019S-G13019 No 6 UNK 1900 6 NA NA 4 4 4 2 3 3.6 1 1 1 1 1.0 High Very Low Low

H14002-H14032 Yes 8 ACP 1972 48 3.2 6 3 3 2 1 3 2.7 1 4 1 2 1.8 Medium Low Very Low

H14003-H14002 No 8 VCP 1972 298 NA NA 2 2 2 3 3 2.3 1 4 1 2 1.8 Medium Low Very Low

H14004-H14003 Yes 8 VCP 1974 380 4.4 61 4 5 2 3 3 3.7 1 4 5 2 2.2 High Medium Medium

H14005-H14004 Yes 8 VCP 1949 342 1 0 1 1 3 4 3 1.9 1 2 1 2 1.4 Low Very Low Very Low
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H14006-H14061 Yes 8 VCP 1949 156 1 0 1 1 3 4 3 1.9 1 2 1 2 1.4 Low Very Low Very Low

H14007-H14006 Yes 8 VCP 1949 68 1.1 1 2 2 3 3 3 2.4 1 2 1 2 1.4 Medium Very Low Very Low

H14008-H14006 Yes 8 PVC 1994 303 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

H14009-H14042 Yes 6 VCP 1949 273 4.2 23 4 4 3 3 3 3.6 1 1 1 1 1.0 High Very Low Low

H14010-H14009 No 6 VCP 1949 266 NA NA 3 3 3 3 3 3.0 1 1 1 1 1.0 Medium Very Low Very Low

H14011-H14010 No 6 VCP 1949 251 NA NA 3 3 3 3 3 3.0 1 1 1 1 1.0 Medium Very Low Very Low

H14012-H14011 Yes 6 VCP 1966 21 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

H14013-H14012 Yes 6 VCP 1966 203 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

H14014-H14013 Yes 6 VCP 1966 68 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

H14015-H14014 Yes 6 VCP 1966 288 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

H14016-H14015 Yes 6 VCP 1966 178 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14017-H14016 Yes 6 VCP 1966 210 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14018-H14015 Yes 6 VCP 1966 179 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14019R-H14009 Yes 6 VCP 1949 140 4.1 10 3 3 3 3 3 3.0 1 1 1 1 1.0 Medium Very Low Very Low

H14020-H14073 Yes 6 VCP 1949 188 3.1 3 2 2 3 1 3 2.2 1 1 1 1 1.0 Medium Very Low Very Low

H14021R-H14020 Yes 6 VCP 1949 380 1 0 1 1 3 1 3 1.6 1 1 1 1 1.0 Low Very Low Very Low

H14022-H14002 Yes 8 VCP 1949 91 5.1 25 4 4 3 1 3 3.4 1 4 5 2 2.2 High Medium Medium

H14023-H14022 Yes 8 VCP 1949 260 1 0 1 1 3 1 3 1.6 1 3 1 2 1.6 Low Low Very Low

H14024-H14023 Yes 6 VCP 1949 400 4.4 39 4 4 3 1 3 3.4 1 2 1 3 1.6 High Low Medium

H14025-H14024 Yes 6 VCP 1949 352 1 0 1 1 3 1 3 1.6 1 2 1 4 1.8 Low Low Very Low

H14026-H15043 No 6 VCP 1949 319 NA NA 3 3 3 1 5 3.2 1 1 1 1 1.0 High Very Low Low

H14027R-H14026 No 6 VCP 1949 200 NA NA 3 3 3 3 5 3.4 1 1 1 1 1.0 High Very Low Low

H14028-H14027R No 6 VCP 1949 266 NA NA 3 3 3 3 5 3.4 1 1 1 2 1.2 High Very Low Low

H14029-H14028 No 6 VCP 1961 125 NA NA 2 2 2 1 5 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H14030-H15001 Yes 24 RCP 1972 348 4.1 4 3 2 3 2 1 2.3 5 4 2 1 3.7 Medium High Medium

H14031-H14030 Yes 24 RCP 1972 352 1 0 1 1 3 2 3 1.7 5 4 1 1 3.6 Low High Low

H14032-H14031 Yes 24 RCP 1972 196 1 0 1 1 3 2 3 1.7 5 5 1 2 4.0 Low High Low

H14033-H14032 Yes 24 RCP 1972 234 1 0 1 1 3 2 3 1.7 5 4 1 2 3.8 Low High Low

H14034-H14033 Yes 24 RCP 1972 291 1 0 1 1 3 2 3 1.7 5 3 1 3 3.8 Low High Low

H14035-H14034 Yes 24 RCP 1972 267 1 0 1 1 3 2 3 1.7 5 3 1 4 4.0 Low High Low

H14036-H14035 Yes 21 ACP 1978 105 1 0 1 1 2 3 3 1.7 5 3 5 4 4.4 Low Very High Low

H14037-H14036 Yes 21 ACP 1978 339 2.1 2 2 2 2 3 3 2.3 5 3 1 5 4.2 Medium Very High High

H14038-H14036 Yes 6 PVC 1990 201 3.2 6 3 3 2 1 3 2.7 1 2 4 4 2.1 Medium Medium Low

H14039-H14038 Yes 6 PVC 1990 182 1 0 1 1 2 1 3 1.5 1 2 4 4 2.1 Very Low Medium Very Low

H14040-H14036 Yes 6 ACP 1987 60 3.1 3 2 2 2 1 3 2.1 1 2 1 4 1.8 Medium Low Very Low

H14040S-H14040 No 6 ACP 1987 30 NA NA 2 2 2 2 3 2.2 1 2 1 4 1.8 Medium Low Very Low

H14041-H14008 Yes 8 PVC 1994 230 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14042-H14041 Yes 8 PVC 1997 92 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14043-H14042 Yes 8 PVC 1997 68 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14044-H14043 Yes 8 PVC 1997 150 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14045-H14043 Yes 6 PVC 1994 219 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14046-H14044 Yes 8 PVC 1994 219 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H14047-H14035 Yes 10 ABS 1974 100 1 0 1 1 2 4 3 1.8 2 4 1 4 2.7 Low Medium Very Low

H14048-H14047 Yes 10 PVC 1997 484 3.1 3 2 2 2 4 3 2.4 2 5 5 3 3.1 Medium High Medium

H14049-H14048 Yes 8 PVC 1997 11 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low
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H14050-H14049 Yes 8 PVC 1997 66 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

H14051-H14050 Yes 8 PVC 1997 51 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

H14052-H14051 Yes 8 PVC 1997 41 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

H14053-H14052 Yes 8 PVC 1997 167 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H14054-H14053 Yes 8 PVC 1997 44 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H14055-H14054 Yes 8 PVC 1997 189 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14056-H14055 Yes 8 PVC 1997 100 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14057-H14056 Yes 8 PVC 1997 329 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14058-H14057 No 8 PVC 1997 342 NA NA 2 2 2 1 3 2.1 1 1 2 1 1.1 Medium Very Low Very Low

H14059-H14058 Yes 8 PVC 1997 350 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

H14060-H14059 Yes 8 PVC 1997 350 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

H14061-H14005 Yes 8 VCP 1949 120 1 0 1 1 3 4 3 1.9 1 2 1 2 1.4 Low Very Low Very Low

H14065-H14061 Yes 8 PVC 1994 90 1 0 1 1 2 1 3 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

H14067-H14019R No 6 VCP 1949 57 NA NA 3 3 3 2 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

H14072-H14041 Yes 6 PVC 1997 93 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H14073-H14004 Yes 6 VCP 1949 170 3.3 9 3 3 3 1 3 2.8 1 2 1 1 1.2 Medium Very Low Very Low

H14073S-H14029 No 6 VCP 1961 75 NA NA 2 2 2 2 5 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H14074-H14073 No 8 PVC 2009 107 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H14075-H14074 Yes 8 PVC 2009 82 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H14076-H14075 Yes 8 PVC 2009 215 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H14077-H14076 Yes 8 PVC 2009 73 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H14078-H14023 Yes 6 VCP 1949 16 1 0 1 1 3 1 3 1.6 1 2 1 2 1.4 Low Very Low Very Low

H15001-H15084 Yes 24 VCP 1972 26 1 0 1 1 2 2 1 1.2 5 4 2 1 3.7 Very Low High Very Low

H15004-H15005 Yes 15 VCP 1949 198 5.1 11 4 3 3 1 3 3.2 4 4 1 1 3.1 High High High

H15005-H15086 Yes 16 UNK 2011 10 1 0 1 1 1 2 3 1.5 4 4 2 1 3.2 Very Low High Very Low

H15006-H15088 Yes 8 VCP 1949 315 3.2 14 3 3 3 1 5 3.2 1 4 1 1 1.6 High Low Medium

H15007-H15006 Yes 12 VCP 1949 310 1 0 1 1 3 1 5 2.0 3 4 1 1 2.6 Low Medium Very Low

H15008-H15007 Yes 12 PVC 1991 100 1 0 1 1 2 1 5 1.9 3 4 1 1 2.6 Low Medium Very Low

H15010-H15083 Yes 6 VCP 1949 241 4.1 24 3 4 3 3 5 3.6 1 3 1 2 1.6 High Low Medium

H15010R-H15010 No 6 VCP 1949 66 NA NA 3 3 3 2 5 3.3 1 2 1 2 1.4 High Very Low Low

H15011-H15010 Yes 6 VCP 1963 58 3.1 3 2 2 2 3 5 2.7 1 2 1 2 1.4 Medium Very Low Very Low

H15012R-H15011 Yes 6 ACP 1963 125 1 0 1 1 2 3 5 2.1 1 2 1 1 1.2 Medium Very Low Very Low

H15013-H15083 Yes 12 PVC 2009 135 1 0 1 1 1 1 5 1.8 3 3 5 2 3.0 Low Medium Very Low

H15014-H15013 Yes 12 PVC 2009 185 1 0 1 1 1 3 5 2.0 3 3 1 2 2.6 Low Medium Very Low

H15015-H15014 Yes 6 VCP 1949 365 3.7 25 3 4 3 4 5 3.7 1 2 1 2 1.4 High Very Low Low

H15016-H15006 Yes 6 VCP 1949 402 4.4 43 4 4 3 3 5 4.0 1 4 1 1 1.6 High Low Medium

H15017-H15016 Yes 6 VCP 1949 107 3.2 13 3 3 3 3 5 3.4 1 2 1 1 1.2 High Very Low Low

H15021-H15099 No 8 HDPE 2011 169 NA NA 1 1 1 3 5 2.0 1 1 1 2 1.2 Low Very Low Very Low

H15022-H15021 No 8 VCP 1960 40 NA NA 2 2 2 3 5 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H15023-H15021 No 6 VCP 1960 49 NA NA 2 2 2 3 5 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H15024-H15090 No 8 PVC 2011 10 NA NA 1 1 1 2 5 1.9 1 2 2 1 1.3 Low Very Low Very Low

H15027-H15093 No 8 PVC 2011 10 NA NA 1 1 1 1 5 1.8 1 1 1 1 1.0 Low Very Low Very Low

H15028-H15094 Yes 12 PVC 2011 17 1 0 1 1 1 1 5 1.8 3 1 1 1 2.0 Low Low Very Low

H15029-H15028 No 8 VCP 1956 289 NA NA 3 3 3 1 5 3.2 1 1 1 2 1.2 High Very Low Low

H15030-H15029 No 8 VCP 1956 293 NA NA 3 3 3 1 5 3.2 1 1 2 2 1.3 High Very Low Low
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H15031-H15030 No 8 VCP 1956 290 NA NA 3 3 3 1 5 3.2 1 1 2 3 1.5 High Very Low Low

H15032-H15031 No 8 VCP 1956 14 NA NA 3 3 3 1 5 3.2 1 1 2 3 1.5 High Very Low Low

H15033-H15032 No 8 VCP 1956 278 NA NA 3 3 3 1 5 3.2 1 1 2 4 1.7 High Low Medium

H15034-H15033 No 8 VCP 1956 293 NA NA 3 3 3 1 5 3.2 1 1 2 4 1.7 High Low Medium

H15035-H15032 No 8 VCP 1964 274 NA NA 2 2 2 1 5 2.5 1 1 2 3 1.5 Medium Very Low Very Low

H15036-H15035 No 6 VCP 1964 289 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

H15037-H15036 No 6 VCP 1964 263 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

H15038-H15036 No 6 VCP 1964 276 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

H15039-H15035 No 6 VCP 1964 224 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

H15040-H14028 No 6 VCP 1949 293 NA NA 3 3 3 1 5 3.2 1 1 1 2 1.2 High Very Low Low

H15041-H15100 No 10 PVC 2011 8 NA NA 1 1 1 1 5 1.8 2 1 1 1 1.5 Low Very Low Very Low

H15042-H15041 No 8 VCP 1949 208 NA NA 3 3 3 4 5 3.5 1 1 1 1 1.0 High Very Low Low

H15043-H15042 No 8 VCP 1949 380 NA NA 3 3 3 3 5 3.4 1 1 1 1 1.0 High Very Low Low

H15044-H15043 No 6 VCP 1949 401 NA NA 3 3 3 3 5 3.4 1 1 1 2 1.2 High Very Low Low

H15045-H15044 No 6 VCP 1949 350 NA NA 3 3 3 3 5 3.4 1 1 1 2 1.2 High Very Low Low

H15045R-H15045 No 6 VCP 1949 152 NA NA 3 3 3 2 5 3.3 1 1 1 3 1.4 High Very Low Low

H15046-H15045R No 6 VCP 1900 98 NA NA 4 4 4 2 5 4.0 1 1 1 3 1.4 High Very Low Low

H15046R-H15046 No 6 VCP 1900 196 NA NA 4 4 4 2 5 4.0 1 1 1 3 1.4 High Very Low Low

H15047R-H15042 No 6 VCP 1949 273 NA NA 3 3 3 4 5 3.5 1 1 1 2 1.2 High Very Low Low

H15048-H15047R No 6 VCP 1949 216 NA NA 3 3 3 4 5 3.5 1 1 1 2 1.2 High Very Low Low

H15049-H15048 Yes 6 VCP 1949 424 4.5 43 4 4 3 4 5 4.1 1 1 1 3 1.4 Very High Very Low High

H15050R-H15049 Yes 6 VCP 1956 279 3.2 12 3 3 3 4 5 3.5 1 1 1 4 1.6 High Low Medium

H15051-H15041 Yes 6 VCP 1949 389 5.2 14 5 3 3 5 5 4.4 1 1 1 2 1.2 Very High Very Low High

H15052-H15051 No 6 VCP 1949 365 NA NA 3 3 3 5 5 3.6 1 1 1 3 1.4 High Very Low Low

H15052R-H15052 No 6 VCP 1949 136 NA NA 3 3 3 2 5 3.3 1 1 1 3 1.4 High Very Low Low

H15053R-H15046R No 6 VCP 1900 130 NA NA 4 4 4 2 5 4.0 1 1 1 4 1.6 High Low Medium

H15054-H15052R No 6 VCP 1900 216 NA NA 4 4 4 2 5 4.0 1 1 1 4 1.6 High Low Medium

H15055R-H15054 No 6 VCP 1949 142 NA NA 3 3 3 5 5 3.6 1 1 1 5 1.8 High Low Medium

H15056-H15028 No 6 VCP 1956 402 NA NA 3 3 3 2 5 3.3 1 1 1 2 1.2 High Very Low Low

H15057-H15056 Yes 6 VCP 1956 300 4.1 26 3 4 3 2 5 3.5 1 1 1 2 1.2 High Very Low Low

H15058-H15027 No 6 ACP 1965 297 NA NA 2 2 2 1 5 2.5 1 1 2 1 1.1 Medium Very Low Very Low

H15059R-H15058 Yes 6 ACP 1965 138 3.1 3 2 2 2 1 5 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H15060-H15024 No 6 VCP 1962 298 NA NA 2 2 2 2 5 2.6 1 2 2 1 1.3 Medium Very Low Very Low

H15061R-H15060 No 6 VCP 1962 230 NA NA 2 2 2 2 5 2.6 1 3 1 1 1.4 Medium Very Low Very Low

H15062R-H15102R No 6 VCP 1949 190 NA NA 3 3 3 2 3 2.9 1 3 1 2 1.6 Medium Low Very Low

H15063-G15034 Yes 6 VCP 1949 368 2.1 2 2 2 3 3 3 2.4 1 2 1 1 1.2 Medium Very Low Very Low

H15064R-H15063 Yes 6 VCP 1949 115 1 0 1 1 3 3 3 1.8 1 3 1 1 1.4 Low Very Low Very Low

H15066-H15059R Yes 6 ACP 1977 190 1 0 1 1 2 1 5 1.9 1 1 1 1 1.0 Low Very Low Very Low

H15067-H15066 No 6 ACP 1977 120 NA NA 2 2 2 1 5 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H15072-H15089 No 6 ACP 1984 91 NA NA 2 2 2 1 5 2.5 1 3 1 1 1.4 Medium Very Low Very Low

H15073-H15072 No 6 ACP 1984 145 NA NA 2 2 2 1 5 2.5 1 3 1 1 1.4 Medium Very Low Very Low

H15076-H15022 No 6 PVC 1997 101 NA NA 2 2 2 3 5 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H15079S-H15040 No 6 VCP 1961 170 NA NA 2 2 2 1 5 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H15083-H15008 Yes 12 PVC 2009 194 2.2 4 2 2 1 1 5 2.4 3 4 1 2 2.8 Medium Medium Low

H15084-H15080P No 36 VCP 1972 10 NA NA 2 2 2 2 1 1.8 5 4 1 1 3.6 Low High Low
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H15085-H15084 No 24 HDPE 2011 239 NA NA 1 1 1 1 1 1.0 5 4 1 1 3.6 Very Low High Very Low

H15086-H15085 Yes 24 VCP 2011 146 1 0 1 1 1 1 3 1.4 5 5 5 1 4.2 Very Low Very High Low

H15087-H15085 Yes 24 VCP 2011 105 1 0 1 1 1 1 5 1.8 5 4 2 1 3.7 Low High Low

H15088-H15087 Yes 12 PVC 2011 64 1 0 1 1 1 1 5 1.8 3 4 1 1 2.6 Low Medium Very Low

H15089-H15087 Yes 16 PVC 2011 105 1 0 1 1 1 1 5 1.8 4 4 1 1 3.1 Low High Low

H15090-H15089 Yes 16 PVC 2011 229 1 0 1 1 1 1 5 1.8 4 3 1 1 2.9 Low Medium Very Low

H15091-H15090 Yes 16 PVC 2011 78 1 0 1 1 1 1 5 1.8 4 2 1 1 2.7 Low Medium Very Low

H15092-H15091 Yes 16 PVC 2011 320 1 0 1 1 1 1 5 1.8 4 2 5 1 3.1 Low High Low

H15093-H15092 Yes 16 PVC 2011 95 1 0 1 1 1 1 5 1.8 4 1 1 1 2.5 Low Medium Very Low

H15094-H15093 Yes 16 PVC 2011 228 1 0 1 1 1 1 5 1.8 4 1 1 1 2.5 Low Medium Very Low

H15095-H15094 Yes 12 PVC 2011 321 1 0 1 1 1 1 5 1.8 3 1 1 1 2.0 Low Low Very Low

H15096-H15095 Yes 8 PVC 2011 35 1 0 1 1 1 1 5 1.8 1 1 1 1 1.0 Low Very Low Very Low

H15097-H15096 Yes 8 PVC 2011 118 1 0 1 1 1 1 5 1.8 1 1 1 1 1.0 Low Very Low Very Low

H15098-H15095 Yes 8 PVC 2011 300 1 0 1 1 1 1 5 1.8 1 1 1 1 1.0 Low Very Low Very Low

H15099-H15098 Yes 8 HDPE 2011 329 1 0 1 1 1 1 5 1.8 1 1 1 2 1.2 Low Very Low Very Low

H15100-H15094 Yes 12 PVC 2011 219 1 0 1 1 1 1 5 1.8 3 1 2 1 2.1 Low Medium Very Low

H15101S-H15094 No 16 PVC 2011 10 NA NA 1 1 1 2 5 1.9 4 1 1 1 2.5 Low Medium Very Low

H15102R-G15035 No 6 VCP 1949 304 NA NA 3 3 3 2 3 2.9 1 2 1 2 1.4 Medium Very Low Very Low

H16008R-H16031 Yes 6 VCP 1949 84 4.1 9 3 3 3 3 5 3.4 1 1 1 1 1.0 High Very Low Low

H16012R-H16050 No 6 VCP 1949 134 NA NA 3 3 3 2 5 3.3 1 1 2 1 1.1 High Very Low Low

H16014-H16117R No 6 VCP 1949 196 NA NA 3 3 3 2 5 3.3 1 1 2 3 1.5 High Very Low Low

H16015R-H16014 No 6 VCP 1949 301 NA NA 3 3 3 3 5 3.4 1 1 2 3 1.5 High Very Low Low

H16016R-H16015R No 6 VCP 1949 129 NA NA 3 3 3 3 5 3.4 1 1 1 2 1.2 High Very Low Low

H16019-I16006 No 6 VCP 1965 331 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

H16020R-H16019 No 6 VCP 1985 126 NA NA 2 2 2 1 5 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H16022-H15037 No 6 VCP 1964 317 NA NA 2 2 2 1 5 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H16023R-H16022 No 6 VCP 1965 83 NA NA 2 2 2 1 5 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H16024-H15010R No 6 VCP 1949 199 NA NA 3 3 3 2 5 3.3 1 2 1 2 1.4 High Very Low Low

H16025-H16024 Yes 6 VCP 1949 409 4.1 35 3 4 3 1 5 3.4 1 1 1 1 1.0 High Very Low Low

H16029-H16025 Yes 6 VCP 1949 178 3.1 6 2 3 3 1 5 2.8 1 1 1 1 1.0 Medium Very Low Very Low

H16030-H16033 No 6 VCP 1974 132 NA NA 2 2 2 2 5 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H16030R-H16029 Yes 6 VCP 1949 268 3.3 13 3 3 3 1 5 3.2 1 1 1 1 1.0 High Very Low Low

H16031-H16039 Yes 6 VCP 1949 42 3.1 3 2 2 3 3 5 2.8 1 1 1 1 1.0 Medium Very Low Very Low

H16031R-H16030R Yes 6 VCP 1949 132 4.1 9 3 3 3 1 5 3.2 1 1 1 1 1.0 High Very Low Low

H16032-H17039 No 6 VCP 1974 227 NA NA 2 2 2 3 5 2.7 1 1 2 3 1.5 Medium Very Low Very Low

H16033-H16032 Yes 6 VCP 1974 120 1 0 1 1 2 2 5 2.0 1 1 2 2 1.3 Low Very Low Very Low

H16034-H15014 Yes 12 PVC 2009 197 1 0 1 1 1 4 5 2.1 3 2 1 2 2.4 Medium Medium Low

H16035-H16034 Yes 10 PVC 2009 188 1 0 1 1 1 3 5 2.0 2 2 1 2 1.9 Low Low Very Low

H16036-H16035 Yes 10 PVC 2009 285 1 0 1 1 1 3 5 2.0 2 1 2 2 1.8 Low Low Very Low

H16037-H16036 Yes 6 VCP 1949 414 3.1 8 2 3 3 3 5 3.0 1 1 2 2 1.3 Medium Very Low Very Low

H16038R-H16037 Yes 6 VCP 1949 298 3.2 8 3 3 3 3 5 3.4 1 1 1 2 1.2 High Very Low Low

H16039-H16049 Yes 6 VCP 1974 159 1 0 1 1 2 1 5 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16040-H16034 Yes 8 PVC 2003 226 2.2 4 2 2 1 1 5 2.4 1 2 1 2 1.4 Medium Very Low Very Low

H16041-H16112 Yes 8 PVC 2008 251 1 0 1 1 1 1 5 1.8 1 1 2 2 1.3 Low Very Low Very Low

H16042-H16041 Yes 8 PVC 2008 132 1 0 1 1 1 1 5 1.8 1 1 2 2 1.3 Low Very Low Very Low
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H16043-H17046 No 6 VCP 1949 218 NA NA 3 3 3 1 1 2.4 1 1 1 1 1.0 Medium Very Low Very Low

H16044-H16111 Yes 6 PVC 2008 89 4.1 4 3 2 1 1 5 2.8 1 1 1 1 1.0 Medium Very Low Very Low

H16044R-H16073 Yes 6 VCP 1949 301 3.1 6 2 3 3 1 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

H16045-H16044R Yes 6 VCP 1949 220 3.2 6 3 3 3 1 1 2.4 1 1 1 1 1.0 Medium Very Low Very Low

H16046-H16045 Yes 6 VCP 1949 79 1 0 1 1 3 4 1 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H16047-H16043 No 6 VCP 1977 107 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H16048-H16117 No 8 PVC 2016 38 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H16049-H16050 No 6 VCP 1974 272 NA NA 2 2 2 1 5 2.5 1 1 2 1 1.1 Medium Very Low Very Low

H16049R-H16048 Yes 6 VCP 1963 140 4.1 4 3 2 2 1 1 2.1 1 1 1 1 1.0 Medium Very Low Very Low

H16050-H16030 No 6 VCP 1974 252 NA NA 2 2 2 2 5 2.6 1 1 2 2 1.3 Medium Very Low Very Low

H16050R-H17045 No 6 VCP 1949 250 NA NA 3 3 3 1 1 2.4 1 1 1 2 1.2 Medium Very Low Very Low

H16051R-H16050R No 6 VCP 1949 150 NA NA 3 3 3 1 1 2.4 1 1 1 2 1.2 Medium Very Low Very Low

H16052-H17056 Yes 36 RCP 1971 370 3 52 2 5 3 2 1 2.5 5 1 5 3 3.8 Medium High Medium

H16053-H16052 Yes 36 RCP 1971 60 1 0 1 1 3 2 1 1.3 5 1 1 2 3.2 Very Low High Very Low

H16054-H16053 Yes 27 RCP 1971 206 1 0 1 1 3 2 1 1.3 5 1 1 2 3.2 Very Low High Very Low

H16055-H16054 Yes 27 RCP 1971 135 1 0 1 1 3 2 1 1.3 5 1 5 2 3.6 Very Low High Very Low

H16056-H16055 Yes 27 RCP 1971 418 1 0 1 1 3 2 1 1.3 5 1 1 2 3.2 Very Low High Very Low

H16057-H16118 No 27 RCP 1971 12 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

H16058-H16117 No 6 ACP 1977 83 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

H16059-H16058 No 6 VCP 1977 115 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16060-H16059 No 6 VCP 1977 113 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16061R-H16060 No 6 VCP 1977 228 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16062-H16058 No 6 VCP 1977 267 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16063R-H16059 No 6 VCP 1977 149 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16064R-H16065 No 6 VCP 1977 134 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16065-H16066 No 6 VCP 1977 97 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16066-H16067 No 6 VCP 1977 119 NA NA 2 2 2 3 1 1.9 1 1 1 2 1.2 Low Very Low Very Low

H16067-H16068 Yes 6 VCP 1977 104 1 0 1 1 2 3 1 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H16068-H16054 Yes 6 VCP 1977 91 3.1 3 2 2 2 3 1 1.9 1 1 1 2 1.2 Low Very Low Very Low

H16069R-H16065 No 6 VCP 1977 128 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

H16070-H16020R No 6 VCP 1985 56 NA NA 2 2 2 1 5 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H16071-H17087 No 6 PVC 1993 259 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H16072-H16071 No 6 PVC 1993 115 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H16073-H16043 Yes 6 VCP 1949 82 1 0 1 1 3 1 1 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

H16074-H16075 No 6 PVC 1997 106 NA NA 2 2 2 3 5 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H16075-H15076 No 6 PVC 1997 151 NA NA 2 2 2 3 5 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H16077R-H17047 No 6 VCP 1963 186 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H16079-H16025 Yes 6 VCP 1949 48 2.2 4 2 2 3 2 5 2.7 1 1 1 1 1.0 Medium Very Low Very Low

H16084R-G16084 No 6 VCP 1949 175 NA NA 3 3 3 2 1 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H16100-H16034 Yes 8 PVC 2003 189 2.1 2 2 2 1 3 5 2.6 1 2 1 3 1.6 Medium Low Very Low

H16110-H16040 Yes 8 PVC 2003 179 1 0 1 1 1 1 5 1.8 1 1 1 2 1.2 Low Very Low Very Low

H16111-H16042 Yes 8 PVC 2008 192 1 0 1 1 1 1 5 1.8 1 1 2 1 1.1 Low Very Low Very Low

H16112-H16036 Yes 8 PVC 2008 77 1 0 1 1 1 1 5 1.8 1 1 2 2 1.3 Low Very Low Very Low

H16113-H16012R No 6 VCP 1949 178 NA NA 3 3 3 2 5 3.3 1 1 1 1 1.0 High Very Low Low

H16114-H16113 Yes 6 PVC 2007 108 1 0 1 1 1 1 5 1.8 1 1 1 1 1.0 Low Very Low Very Low
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H16115-H16113 Yes 6 PVC 2007 59 1 0 1 1 1 1 5 1.8 1 1 1 1 1.0 Low Very Low Very Low

H16116-H16035 No 6 VCP 1949 131 NA NA 3 3 3 1 5 3.2 1 1 1 3 1.4 High Very Low Low

H16117-H16047 No 6 ACP 1977 148 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

H16117R-H16032 No 6 VCP 1949 291 NA NA 3 3 3 2 5 3.3 1 1 2 3 1.5 High Very Low Low

H16118-H16056 No 27 RCP 1971 439 NA NA 3 3 3 2 1 2.5 5 1 2 1 3.1 Medium High Medium

H17001-I17005 No 30 RCP 1959 194 NA NA 3 3 3 2 3 2.9 5 1 1 5 3.8 Medium High Medium

H17002-H17001 No 30 RCP 1959 380 NA NA 3 3 3 2 3 2.9 5 1 1 5 3.8 Medium High Medium

H17003-H17002 No 30 RCP 1959 323 NA NA 3 3 3 2 3 2.9 5 1 1 5 3.8 Medium High Medium

H17005-H17091 No 30 PVC 1989 113 NA NA 2 2 2 2 3 2.2 5 1 1 5 3.8 Medium High Medium

H17006-H17005 No 30 RCP 1959 313 NA NA 3 3 3 2 3 2.9 5 1 1 5 3.8 Medium High Medium

H17007-H17058 No 30 RCP 1959 54 NA NA 3 3 3 2 3 2.9 5 1 1 3 3.4 Medium High Medium

H17008-H17007 No 30 RCP 1959 285 NA NA 3 3 3 2 3 2.9 5 1 1 3 3.4 Medium High Medium

H17009-H17008 No 30 RCP 1959 278 NA NA 3 3 3 2 3 2.9 5 1 1 2 3.2 Medium High Medium

H17010-H17009 No 30 RCP 1959 388 NA NA 3 3 3 2 3 2.9 5 1 1 2 3.2 Medium High Medium

H17011-H17010 No 30 RCP 1959 341 NA NA 3 3 3 2 3 2.9 5 1 1 2 3.2 Medium High Medium

H17011-H17086 No 15 VCP 1949 330 NA NA 3 3 3 2 1 2.5 4 1 1 1 2.5 Medium Medium Low

H17012-H17011 No 30 RCP 1959 27 NA NA 3 3 3 2 3 2.9 5 1 1 1 3.0 Medium Medium Low

H17013-H17011 No 15 VCP 1949 18 NA NA 3 3 3 1 3 2.8 4 1 1 1 2.5 Medium Medium Low

H17014-H17013 No 15 VCP 1949 109 NA NA 3 3 3 1 3 2.8 4 1 1 1 2.5 Medium Medium Low

H17015-H17014 No 6 VCP 1949 405 NA NA 3 3 3 5 3 3.2 1 1 1 2 1.2 High Very Low Low

H17016R-H17015 No 6 VCP 1949 348 NA NA 3 3 3 5 3 3.2 1 1 1 3 1.4 High Very Low Low

H17017-H17016R Yes 6 VCP 1949 206 5.1 11 4 3 3 5 3 3.6 1 1 1 3 1.4 High Very Low Low

H17017R-H17017 No 6 VCP 1949 221 NA NA 3 3 3 2 3 2.9 1 2 1 3 1.6 Medium Low Very Low

H17018R-H17017R No 6 CIP 1900 66 NA NA 4 4 4 2 3 3.6 1 2 1 3 1.6 High Low Medium

H17018S-H17018R No 6 UNK 1900 8 NA NA 4 4 4 2 3 3.6 1 2 1 3 1.6 High Low Medium

H17019-H17013 Yes 6 VCP 1960 101 4.1 7 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

H17020-H17019 No 6 VCP 1960 235 NA NA 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

H17021-H17020 No 6 VCP 1960 305 NA NA 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

H17022-H17021 No 6 VCP 1953 96 NA NA 3 3 3 1 3 2.8 1 1 1 2 1.2 Medium Very Low Very Low

H17023-H17022 No 6 VCP 1960 223 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H17024R-H17023 No 6 VCP 1960 273 NA NA 2 2 2 1 3 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H17026-H17019 Yes 6 VCP 1949 275 3.4 24 3 4 3 3 3 3.2 1 1 1 2 1.2 High Very Low Low

H17027R-H17026 Yes 6 VCP 1949 227 5.2 14 5 3 3 3 3 3.8 1 1 1 2 1.2 High Very Low Low

H17028-I17009 Yes 18 VCP 1949 200 2.4 8 2 3 3 1 5 2.8 5 1 1 4 3.6 Medium High Medium

H17029-H17028 Yes 18 VCP 1949 301 3.1 3 2 2 3 1 5 2.6 5 1 1 5 3.8 Medium High Medium

H17030-H17100 Yes 18 VCP 1949 372 4.2 15 4 3 3 1 5 3.6 5 1 1 4 3.6 High High High

H17031-H17028 No 6 VCP 1952 309 NA NA 3 3 3 3 5 3.4 1 1 1 4 1.6 High Low Medium

H17032-H17031 No 6 VCP 1952 185 NA NA 3 3 3 3 5 3.4 1 1 1 4 1.6 High Low Medium

H17033-H17032 No 6 VCP 1952 135 NA NA 3 3 3 3 5 3.4 1 1 1 4 1.6 High Low Medium

H17034-H17033 Yes 6 VCP 1952 202 3.1 3 2 2 3 3 5 2.8 1 1 1 3 1.4 Medium Very Low Very Low

H17035-H17034 Yes 6 VCP 1952 125 5.2 13 5 3 3 3 5 4.2 1 1 1 3 1.4 Very High Very Low High

H17036-H17035 Yes 6 VCP 1952 313 3.2 6 3 3 3 3 5 3.4 1 1 1 3 1.4 High Very Low Low

H17037-I17010 No 6 VCP 1952 190 NA NA 3 3 3 3 5 3.4 1 1 1 3 1.4 High Very Low Low

H17038-H16014 No 6 VCP 1963 335 NA NA 2 2 2 1 5 2.5 1 1 2 3 1.5 Medium Very Low Very Low

H17039-H17030 Yes 18 VCP 1949 277 1 0 1 1 3 1 5 2.0 5 1 1 4 3.6 Low High Low
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H17040-H16052 No 6 VCP 1949 205 NA NA 3 3 3 3 1 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H17041-H17040 No 6 VCP 1949 122 NA NA 3 3 3 3 1 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H17042-H17041 No 6 VCP 1949 250 NA NA 3 3 3 2 1 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H17042R-H17042 No 6 UNK 1900 84 NA NA 4 4 4 2 1 3.2 1 1 1 2 1.2 High Very Low Low

H17043-H16053 Yes 15 VCP 1949 284 3.1 5 2 2 3 1 1 1.8 4 1 1 2 2.7 Low Medium Very Low

H17044-H17043 Yes 15 VCP 1949 275 5.1 48 4 4 3 1 1 3.0 4 1 1 2 2.7 Medium Medium Low

H17045-H17044 Yes 15 VCP 1949 183 2.9 18 2 3 3 1 1 2.0 4 1 1 2 2.7 Low Medium Very Low

H17046-H17045 Yes 15 VCP 1949 378 4.2 20 4 3 3 2 1 2.9 4 1 1 2 2.7 Medium Medium Low

H17047-H17046 No 6 VCP 1963 141 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H17048R-H17047 No 6 VCP 1963 135 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H17051-I17015 No 48 RCP 1959 191 NA NA 3 3 3 2 1 2.5 5 1 1 5 3.8 Medium High Medium

H17052-H17051 No 48 RCP 1971 377 NA NA 3 3 3 2 1 2.5 5 1 1 5 3.8 Medium High Medium

H17053-H17052 No 48 RCP 1971 400 NA NA 3 3 3 2 1 2.5 5 1 5 5 4.2 Medium Very High High

H17054-H17053 Yes 36 RCP 1971 427 3 166 2 5 3 2 1 2.5 5 1 1 4 3.6 Medium High Medium

H17055-H17054 Yes 36 RCP 1971 100 1 0 1 1 3 2 1 1.3 5 1 1 5 3.8 Very Low High Very Low

H17056-H17055 Yes 36 RCP 1971 362 3 20 2 3 3 2 1 2.1 5 1 1 5 3.8 Medium High Medium

H17057-H17006 No 30 RCP 1974 281 NA NA 3 3 3 2 3 2.9 5 1 5 5 4.2 Medium Very High High

H17058-H17057 No 30 RCP 1974 42 NA NA 3 3 3 2 3 2.9 5 1 1 3 3.4 Medium High Medium

H17059-G17071 No 8 VCP 1969 351 NA NA 2 2 2 5 3 2.5 1 3 1 3 1.8 Medium Low Very Low

H17060R-H17059 No 8 VCP 1969 170 NA NA 2 2 2 5 3 2.5 1 3 1 4 2.0 Medium Low Very Low

H17061-H17044 No 6 ACP 1976 147 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H17062-H17061 No 6 ACP 1976 160 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H17064-H17089 No 42 RCP 1999 111 NA NA 1 1 1 2 1 1.1 5 1 1 5 3.8 Very Low High Very Low

H17065-H17064 No 39 RCP 1976 322 NA NA 3 3 3 2 1 2.5 5 1 1 5 3.8 Medium High Medium

H17066-H17065 No 39 RCP 1976 284 NA NA 3 3 3 2 1 2.5 5 1 5 5 4.2 Medium Very High High

H17067-H17066 No 39 RCP 1976 197 NA NA 3 3 3 2 1 2.5 5 1 1 3 3.4 Medium High Medium

H17068-H17067 No 39 RCP 1976 408 NA NA 3 3 3 2 1 2.5 5 1 1 3 3.4 Medium High Medium

H17069-H17068 No 39 RCP 1976 427 NA NA 3 3 3 2 1 2.5 5 3 1 3 3.8 Medium High Medium

H17070-H17069 No 39 RCP 1976 89 NA NA 3 3 3 2 1 2.5 5 3 4 4 4.3 Medium Very High High

H17071-H17070 No 39 RCP 1976 303 NA NA 3 3 3 2 1 2.5 5 3 4 4 4.3 Medium Very High High

H17072-H17071 No 39 RCP 1976 259 NA NA 3 3 3 2 1 2.5 5 4 4 5 4.7 Medium Very High High

H17073-H17072-1 No 27 RCP 1976 130 NA NA 3 3 3 2 1 2.5 5 5 1 5 4.6 Medium Very High High

H17073-H17072-2 No 16 CIP 1976 130 NA NA 4 4 4 2 1 3.2 4 5 1 5 4.1 High Very High High

H17074R-H17030 No 6 VCP 1952 226 NA NA 3 3 3 2 5 3.3 1 1 1 4 1.6 High Low Medium

H17075R-H17030 No 6 VCP 1952 251 NA NA 3 3 3 2 5 3.3 1 1 1 4 1.6 High Low Medium

H17076-H17073 Yes 12 PVC 1988 10 1 0 1 1 2 2 1 1.2 3 4 1 4 3.2 Very Low High Very Low

H17081-H17101 No 10 PVC 1992 49 NA NA 2 2 2 1 1 1.7 2 1 1 5 2.3 Low Medium Very Low

H17082-H17081 No 10 PVC 1992 205 NA NA 2 2 2 1 1 1.7 2 1 1 5 2.3 Low Medium Very Low

H17083-H17082 No 10 PVC 1992 173 NA NA 2 2 2 1 1 1.7 2 1 1 5 2.3 Low Medium Very Low

H17084-H17083 No 10 PVC 1992 249 NA NA 2 2 2 1 1 1.7 2 1 1 5 2.3 Low Medium Very Low

H17085-H17084 No 10 PVC 1992 103 NA NA 2 2 2 1 1 1.7 2 1 1 5 2.3 Low Medium Very Low

H17086-H17046 Yes 15 VCP 1949 181 3 25 2 4 3 2 1 2.3 4 1 1 1 2.5 Medium Medium Low

H17087-H17086 No 6 PVC 1993 243 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H17088-H17053 No 42 PVC 2008 29 NA NA 1 1 1 2 1 1.1 5 1 1 5 3.8 Very Low High Very Low

H17088R-I17009 No 6 VCP 1949 132 NA NA 3 3 3 1 5 3.2 1 1 1 4 1.6 High Low Medium
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H17089-H17088 No 42 RCP 1999 203 NA NA 1 1 1 2 1 1.1 5 1 1 5 3.8 Very Low High Very Low

H17090-H17003 No 30 RCP 1959 94 NA NA 3 3 3 2 3 2.9 5 1 5 5 4.2 Medium Very High High

H17090-H17053 No 24 PVC 2008 15 NA NA 1 1 1 2 3 1.5 5 1 1 4 3.6 Very Low High Very Low

H17091-H17090 No 30 PVC 1999 206 NA NA 1 1 1 2 3 1.5 5 1 1 4 3.6 Very Low High Very Low

H17094-H17085 Yes 8 PVC 1992 324 1 0 1 1 2 1 1 1.1 1 2 1 4 1.8 Very Low Low Very Low

H17096-H17022 Yes 6 VCP 1960 221 3.1 7 2 3 2 1 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

H17100-H17029 Yes 18 VCP 1949 318 5.1 48 4 4 3 1 5 3.8 5 1 1 5 3.8 High High High

H17101-H17088 No 27 PVC 2008 26 NA NA 1 1 1 2 1 1.1 5 1 1 5 3.8 Very Low High Very Low

H17102-H17101 No 24 PVC 2008 333 NA NA 1 1 1 2 1 1.1 5 1 1 5 3.8 Very Low High Very Low

H17103-H17102 No 24 PVC 2008 348 NA NA 1 1 1 2 1 1.1 5 1 1 5 3.8 Very Low High Very Low

H18001-H19014 No 8 VCP 1953 384 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18002-H18001 No 8 VCP 1953 110 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18003-H18002 No 6 VCP 1953 59 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18004-H18003 Yes 6 VCP 1953 66 2.2 4 2 2 3 1 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

H18005-H18004 No 6 VCP 1953 175 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H18006-H18005 No 6 VCP 1953 238 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H18007-H18006 No 6 VCP 1953 296 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H18008R-H18004 Yes 6 VCP 1958 61 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H18009R-H18004 No 6 VCP 1959 157 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H18010-H18001 No 6 VCP 1953 157 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18011-H18010 No 6 VCP 1953 103 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18012R-H18011 No 6 VCP 1953 300 NA NA 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

H18013-H18011 No 6 VCP 1953 177 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18014-H19014 No 6 VCP 1955 307 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18016R-H18005 No 6 VCP 1953 219 NA NA 3 3 3 3 2 2.8 1 1 1 3 1.4 Medium Very Low Very Low

H18017-H18050P Yes 8 VCP 1968 36 1 0 1 1 2 3 1 1.3 1 2 1 3 1.6 Very Low Low Very Low

H18018-H18017 No 8 VCP 1968 323 NA NA 2 2 2 1 1 1.7 1 2 1 3 1.6 Low Low Very Low

H18018S-H18018 No 6 VCP 1968 43 NA NA 2 2 2 2 1 1.8 1 2 1 3 1.6 Low Low Very Low

H18019-H18017 No 8 VCP 1968 283 NA NA 2 2 2 3 1 1.9 1 2 1 4 1.8 Low Low Very Low

H18020-H18019 No 8 VCP 1968 27 NA NA 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

H18021R-H18017 Yes 6 VCP 1968 153 1 0 1 1 2 3 1 1.3 1 2 1 3 1.6 Very Low Low Very Low

H18023-H18007 No 6 VCP 1953 102 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18024-H18023 Yes 6 VCP 1965 193 3.2 6 3 3 2 1 2 2.5 1 1 1 2 1.2 Medium Very Low Very Low

H18026R-H18020 No 8 VCP 1968 16 NA NA 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

H18027R-H18019 Yes 6 VCP 1968 37 1 0 1 1 2 1 1 1.1 1 1 1 4 1.6 Very Low Low Very Low

H18028-H18021R Yes 6 ACP 1978 120 1 0 1 1 2 3 1 1.3 1 2 1 3 1.6 Very Low Low Very Low

H18029-H18028 Yes 6 ACP 1978 199 1 0 1 1 2 3 1 1.3 1 3 4 4 2.3 Very Low Medium Very Low

H18030-H18051P Yes 10 PVC 1988 92 1 0 1 1 2 3 1 1.3 2 3 1 2 2.1 Very Low Medium Very Low

H18031-H18030 Yes 8 PVC 1988 294 1 0 1 1 2 3 1 1.3 1 3 1 2 1.6 Very Low Low Very Low

H18032-H18031 Yes 8 PVC 1988 287 1 0 1 1 2 3 1 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

H18033-H18032 Yes 8 PVC 1988 236 1 0 1 1 2 3 1 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

H18034-H18018 No 8 VCP 1968 142 NA NA 2 2 2 1 1 1.7 1 2 1 3 1.6 Low Low Very Low

H18035-H18034 No 6 PVC 1988 99 NA NA 2 2 2 1 3 2.1 1 3 1 3 1.8 Medium Low Very Low

H18036-H18035 No 6 PVC 1988 306 NA NA 2 2 2 1 1 1.7 1 4 1 3 2.0 Low Low Very Low

H18037-H18035 No 6 PVC 1988 200 NA NA 2 2 2 1 1 1.7 1 4 1 3 2.0 Low Low Very Low
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H18039-H17094 Yes 8 PVC 1992 124 1 0 1 1 2 1 1 1.1 1 3 1 4 2.0 Very Low Low Very Low

H18040-H18023 No 6 VCP 1953 195 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H18048S-H18034 No 6 PVC 1988 42 NA NA 2 2 2 1 1 1.7 1 2 1 3 1.6 Low Low Very Low

H18049S-H18020 No 8 VCP 1968 203 NA NA 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

H19002-H19073P Yes 15 VCP 1953 41 1 0 1 1 3 3 2 1.6 4 1 1 1 2.5 Low Medium Very Low

H19003-H19002 Yes 12 VCP 1953 139 4.3 12 4 3 3 3 2 3.2 3 1 1 2 2.2 High Medium Medium

H19004-H19003 Yes 12 VCP 1953 174 3.4 13 3 3 3 3 2 2.8 3 1 1 2 2.2 Medium Medium Low

H19005-H19004 Yes 12 VCP 1953 256 4.2 20 4 3 3 3 2 3.2 3 1 4 3 2.7 High Medium Medium

H19006-H19005 Yes 12 VCP 1953 292 4.2 35 4 4 3 3 2 3.4 3 1 4 3 2.7 High Medium Medium

H19007-H19005 Yes 8 VCP 1959 85 1 0 1 1 2 1 2 1.3 1 1 4 3 1.7 Very Low Low Very Low

H19008-H19003 No 8 VCP 1959 199 NA NA 2 2 2 3 2 2.1 1 1 4 2 1.5 Medium Very Low Very Low

H19009-H19008 No 6 VCP 1959 325 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H19010-H19026 No 8 VCP 1953 261 NA NA 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

H19011-H19010 No 8 VCP 1953 256 NA NA 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

H19012-H19011 No 8 VCP 1953 292 NA NA 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

H19013-H19012 Yes 8 VCP 1953 232 3.2 14 3 3 3 4 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

H19014-H19013 No 8 VCP 1955 65 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

H19015-H19013 No 6 VCP 1955 162 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

H19016R-H19015 Yes 6 VCP 1955 102 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H19018-H19012 No 6 VCP 1959 322 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

H19019-H19018 No 6 VCP 1955 316 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H19020R-H19011 No 6 VCP 1953 178 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

H19021R-H18010 Yes 6 VCP 1953 336 3.2 6 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

H19022-H20025 No 6 CIP 1959 248 NA NA 4 4 4 4 2 3.6 1 2 1 5 2.0 High Low Medium

H19023-H19022 No 6 VCP 1959 337 NA NA 2 2 2 4 2 2.2 1 4 1 3 2.0 Medium Low Very Low

H19024-H20026 Yes 8 VCP 1954 305 2.1 2 2 2 3 5 2 2.4 1 1 1 3 1.4 Medium Very Low Very Low

H19025-H19024 No 8 VCP 1954 213 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

H19026-H19073P Yes 8 VCP 1953 106 4.6 27 4 4 3 5 2 3.6 1 1 1 2 1.2 High Very Low Low

H19027R-H19026 No 6 VCP 1953 115 NA NA 3 3 3 3 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

H19039-H19070P Yes 8 ACP 1978 55 2.1 2 2 2 2 5 1 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H19039S-H19039 No 6 CIP 1965 62 NA NA 4 4 4 2 1 3.2 1 1 1 2 1.2 High Very Low Low

H19040-H19039 No 8 CIP 1965 151 NA NA 4 4 4 5 1 3.5 1 1 1 2 1.2 High Very Low Low

H19041-H19040 No 8 CIP 1965 89 NA NA 4 4 4 5 1 3.5 1 1 1 2 1.2 High Very Low Low

H19041R-H19041 No 6 CIP 1965 50 NA NA 4 4 4 2 1 3.2 1 1 1 2 1.2 High Very Low Low

H19041S-H19041 No 6 CIP 1965 41 NA NA 4 4 4 2 1 3.2 1 1 1 2 1.2 High Very Low Low

H19042-H19065 No 8 CIP 1965 246 NA NA 4 4 4 5 1 3.5 1 1 1 2 1.2 High Very Low Low

H19042S-H19042 No 6 CIP 1965 48 NA NA 4 4 4 2 1 3.2 1 1 1 2 1.2 High Very Low Low

H19044-H19005 No 8 CIP 1965 80 NA NA 4 4 4 1 2 3.3 1 1 4 3 1.7 High Low Medium

H19045-H19044 Yes 8 CIP 1965 175 2.2 4 2 2 4 1 2 2.1 1 1 4 3 1.7 Medium Low Very Low

H19046-H19045 Yes 8 CIP 1965 315 1 0 1 1 4 1 2 1.5 1 2 4 3 1.9 Very Low Low Very Low

H19047-H19046 Yes 8 CIP 1965 303 1 0 1 1 4 1 2 1.5 1 2 4 3 1.9 Very Low Low Very Low

H19051-H19070P Yes 6 ACP 1978 21 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H19052-H19051 No 6 ACP 1978 99 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H19053R-H19054 Yes 6 ACP 1978 86 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H19054-H19055 Yes 6 ACP 1978 90 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low
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H19055-H19057 Yes 6 ACP 1978 82 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H19056R-H19057 Yes 6 ACP 1978 112 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H19057-H19058 Yes 6 ACP 1978 79 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H19058-H19059 Yes 6 CIP 1979 93 2.1 2 2 2 4 1 1 1.9 1 1 1 2 1.2 Low Very Low Very Low

H19059-H19039 Yes 8 CIP 1965 348 1 0 1 1 4 2 1 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H19060R-H19061 Yes 6 ACP 1978 96 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H19061-I19001 Yes 6 CIP 1978 53 1 0 1 1 4 1 1 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H19062-H19042 No 6 PVC 1987 49 NA NA 2 2 2 5 1 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H19063-H19062 No 6 PVC 1987 53 NA NA 2 2 2 5 1 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H19064-H19063 No 6 PVC 1987 80 NA NA 2 2 2 5 1 2.1 1 2 1 2 1.4 Medium Very Low Very Low

H19065-H19041 No 8 CIP 1965 26 NA NA 4 4 4 5 1 3.5 1 1 1 2 1.2 High Very Low Low

H19066-H19065 No 6 PVC 1987 63 NA NA 2 2 2 5 1 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H19067-H19066 No 6 PVC 1987 207 NA NA 2 2 2 5 1 2.1 1 1 1 3 1.4 Medium Very Low Very Low

H19070S-H19039 No 6 CIP 1965 91 NA NA 4 4 4 2 1 3.2 1 1 1 2 1.2 High Very Low Low

H20001-H19006 Yes 12 VCP 1953 313 2.4 8 2 3 3 4 2 2.5 3 1 4 4 2.9 Medium Medium Low

H20002-H20001 Yes 12 VCP 1953 311 3.4 12 3 3 3 4 2 2.9 3 1 4 4 2.9 Medium Medium Low

H20004-H20002 Yes 12 VCP 1953 282 2.2 4 2 2 3 1 2 2.0 3 1 4 4 2.9 Low Medium Very Low

H20005-H20004 Yes 10 VCP 1954 250 2.2 4 2 2 3 1 2 2.0 2 1 4 4 2.4 Low Medium Very Low

H20006-H20005 Yes 10 VCP 1954 241 1 0 1 1 3 1 2 1.4 2 1 4 3 2.2 Very Low Medium Very Low

H20007-H20006 Yes 10 VCP 1954 301 1 0 1 1 3 1 2 1.4 2 1 4 3 2.2 Very Low Medium Very Low

H20008-H20007 Yes 8 VCP 1954 146 1 0 1 1 3 1 2 1.4 1 1 4 3 1.7 Very Low Low Very Low

H20009-H20008 Yes 8 VCP 1954 113 1 0 1 1 3 2 2 1.5 1 1 4 3 1.7 Very Low Low Very Low

H20010-H20009 Yes 8 VCP 1954 381 1 0 1 1 3 2 2 1.5 1 1 4 3 1.7 Very Low Low Very Low

H20011-H20010 No 6 VCP 1958 191 NA NA 3 3 3 1 2 2.6 1 1 4 3 1.7 Medium Low Very Low

H20012-H20011 Yes 6 VCP 1958 119 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H20013-H20012 Yes 6 VCP 1958 185 4.1 4 3 2 3 1 2 2.4 1 1 1 3 1.4 Medium Very Low Very Low

H20014-H20008 No 6 VCP 1963 190 NA NA 2 2 2 1 2 1.9 1 1 4 3 1.7 Low Low Very Low

H20015-H20014 Yes 6 VCP 1963 263 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H20016-H20015 Yes 6 VCP 1963 265 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H20017R-H20016 Yes 6 VCP 1963 134 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H20018-H20006 No 6 VCP 1956 161 NA NA 3 3 3 3 2 2.8 1 1 4 3 1.7 Medium Low Very Low

H20019-H20018 Yes 6 VCP 1956 200 1 0 1 1 3 3 2 1.6 1 1 1 2 1.2 Low Very Low Very Low

H20020-H20005 No 6 VCP 1956 96 NA NA 3 3 3 4 2 2.9 1 1 4 3 1.7 Medium Low Very Low

H20021-H20020 Yes 6 VCP 1956 300 1 0 1 1 3 4 2 1.7 1 1 1 3 1.4 Low Very Low Very Low

H20022R-H20021 No 6 VCP 1956 198 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

H20023-H20004 No 8 VCP 1954 343 NA NA 3 3 3 5 2 3.0 1 1 4 5 2.1 Medium Medium Low

H20023P-H20023T No 6 VCP 1954 72 NA NA 3 3 3 2 2 2.7 1 1 1 5 1.8 Medium Low Very Low

H20023R-H20023T No 6 VCP 1954 63 NA NA 3 3 3 2 2 2.7 1 1 1 5 1.8 Medium Low Very Low

H20023T-H20023 No 6 UNK 1900 4 NA NA 4 4 4 2 2 3.4 1 1 1 5 1.8 High Low Medium

H20024-H20023 No 8 VCP 1954 307 NA NA 3 3 3 5 2 3.0 1 1 1 5 1.8 Medium Low Very Low

H20025-H20024 Yes 8 VCP 1954 141 3.2 6 3 3 3 5 2 3.0 1 1 1 5 1.8 Medium Low Very Low

H20026-H20025 No 8 VCP 1954 160 NA NA 3 3 3 5 2 3.0 1 1 1 4 1.6 Medium Low Very Low

H20027-H20026 No 6 VCP 1954 212 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

H20028-H20027 Yes 6 VCP 1954 324 1 0 1 1 3 4 2 1.7 1 1 1 3 1.4 Low Very Low Very Low

H20029-H20028 No 6 VCP 1956 241 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low
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H20030-H20029 Yes 6 VCP 1956 158 5.2 24 5 4 3 3 2 3.8 1 1 1 4 1.6 High Low Medium

H20031-H20030 No 6 VCP 1956 205 NA NA 3 3 3 1 2 2.6 1 1 1 4 1.6 Medium Low Very Low

H20032R-H20030 No 6 VCP 1956 158 NA NA 3 3 3 1 2 2.6 1 1 1 4 1.6 Medium Low Very Low

H20033-H20024 No 6 VCP 1954 213 NA NA 3 3 3 4 2 2.9 1 1 1 5 1.8 Medium Low Very Low

H20034-H20033 No 6 VCP 1954 323 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

H20035-H20034 No 6 VCP 1955 254 NA NA 3 3 3 4 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

H20036-H20023T No 6 VCP 1954 209 NA NA 3 3 3 2 2 2.7 1 1 1 5 1.8 Medium Low Very Low

H20037-H20036 No 6 VCP 1954 320 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H20038-H20037 No 6 VCP 1954 193 NA NA 3 3 3 2 2 2.7 1 1 1 3 1.4 Medium Very Low Very Low

H20039-H20002 Yes 10 VCP 1955 35 1 0 1 1 3 1 2 1.4 2 1 4 4 2.4 Very Low Medium Very Low

H20040-H20039 Yes 10 VCP 1955 178 1 0 1 1 3 2 2 1.5 2 1 1 4 2.1 Very Low Medium Very Low

H20041-H20040 Yes 8 VCP 1955 275 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H20042-H20041 No 8 VCP 1955 281 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H20043-H20042 Yes 8 VCP 1955 320 2.2 4 2 2 3 1 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

H20044-H20043 Yes 8 VCP 1955 238 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20045-H20044 No 6 VCP 1955 130 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H20046-H20101 No 6 VCP 1956 190 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H20047-H20046 Yes 6 VCP 1956 99 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20048-H20047 Yes 6 VCP 1956 180 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20049-H20048 Yes 6 VCP 1956 136 1.1 1 2 2 3 2 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

H20050-H20049 Yes 6 VCP 1956 135 1 0 1 1 3 2 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H20051R-H20050 Yes 6 VCP 1956 213 1 0 1 1 3 2 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H20052-H20047 Yes 6 VCP 1956 200 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20053R-H20046 Yes 6 VCP 1956 127 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20054-H20044 Yes 6 VCP 1955 303 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20055R-H20101 No 6 VCP 1956 128 NA NA 3 3 3 4 2 2.9 1 1 1 2 1.2 Medium Very Low Very Low

H20056R-H20042 Yes 6 VCP 1955 71 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H20057-H20040 No 10 VCP 1955 306 NA NA 3 3 3 4 2 2.9 2 1 1 3 1.9 Medium Low Very Low

H20058-H20057 Yes 8 VCP 1955 259 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20059-H20058 Yes 8 VCP 1955 163 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20060-H20059 Yes 8 VCP 1955 342 5.1 13 4 3 3 1 2 3.0 1 1 1 2 1.2 Medium Very Low Very Low

H20061-H20060 Yes 8 VCP 1955 337 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H20062-H20061 Yes 6 VCP 1955 63 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H20063R-H20062 Yes 6 VCP 1955 200 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H20064-H20058 Yes 6 VCP 1955 235 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20065R-H20064 Yes 6 VCP 1956 221 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20066-H20057 Yes 6 VCP 1955 211 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20067-H20066 Yes 6 VCP 1955 289 5.1 5 4 2 3 1 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

H20068R-H20067 Yes 6 VCP 1955 292 4.1 5 3 2 3 1 2 2.4 1 1 1 1 1.0 Medium Very Low Very Low

H20069R-H20057 Yes 6 VCP 1955 250 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H20070-H20001 No 6 VCP 1955 38 NA NA 3 3 3 3 2 2.8 1 1 1 4 1.6 Medium Low Very Low

H20071-H20070 No 6 VCP 1955 182 NA NA 3 3 3 3 2 2.8 1 1 1 4 1.6 Medium Low Very Low

H20072R-H20071 No 6 VCP 1955 233 NA NA 3 3 3 3 2 2.8 1 1 1 3 1.4 Medium Very Low Very Low

H20073R-H20071 Yes 6 VCP 1955 117 1 0 1 1 3 3 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

H20074-H19007 No 8 VCP 1959 178 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low
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H20075-H20074 No 8 VCP 1959 207 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

H20076-H20075 No 6 VCP 1959 309 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

H20077-H20076 No 6 VCP 1959 221 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H20078-H20077 No 6 VCP 1960 166 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H20079R-H20102 No 6 VCP 1955 145 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H20080R-H20076 No 6 VCP 1959 147 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H20081-H19007 No 6 VCP 1959 210 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

H20082-H20081 No 6 VCP 1959 215 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H20083-G20085 No 6 VCP 1965 132 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

H20084-H20083 No 6 VCP 1965 126 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20085R-H20084 Yes 6 VCP 1965 112 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H20086-G20084 Yes 6 VCP 1965 91 2.1 2 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20087-H20086 Yes 6 VCP 1965 129 1.1 1 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20088R-H20087 No 6 VCP 1965 119 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20089-H20086 No 6 VCP 1965 144 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20090R-H20089 No 6 VCP 1965 40 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20091-H21069 No 6 VCP 1965 172 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H20092-H20091 Yes 6 VCP 1965 78 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H20093-H21032 Yes 6 VCP 1958 203 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H20094-H19025 Yes 6 VCP 1954 229 4.2 14 4 3 3 4 2 3.3 1 1 1 2 1.2 High Very Low Low

H20095R-H20110 No 6 PVC 1954 67 NA NA 2 2 2 3 2 2.1 1 1 1 3 1.4 Medium Very Low Very Low

H20096-H20031 No 6 VCP 1956 106 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H20097R-H20096 No 6 VCP 1974 75 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

H20098-H20038 No 6 VCP 1954 167 NA NA 3 3 3 2 2 2.7 1 1 1 4 1.6 Medium Low Very Low

H20099-H19052 No 6 ACP 1978 231 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H20100R-H20099 No 6 ACP 1978 78 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H20101-H20045 No 6 VCP 1956 61 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

H20102-H20076 No 6 VCP 1955 140 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H20107S-H20013 Yes 6 VCP 1958 143 4.1 4 3 2 3 1 2 2.4 1 1 1 4 1.6 Medium Low Very Low

H20108S-H20035 No 6 VCP 1954 58 NA NA 3 3 3 2 2 2.7 1 1 1 3 1.4 Medium Very Low Very Low

H20110-H20094 Yes 6 VCP 1954 214 1 0 1 1 3 4 2 1.7 1 1 1 3 1.4 Low Very Low Very Low

H21001-H20010 Yes 8 VCP 1954 63 1 0 1 1 3 1 2 1.4 1 1 4 3 1.7 Very Low Low Very Low

H21002-H21083 No 8 VCP 1954 242 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H21003-H21002 Yes 8 VCP 1958 165 4.1 56 3 5 3 3 2 3.2 1 1 1 3 1.4 High Very Low Low

H21004-H21003 Yes 8 VCP 1955 324 1 0 1 1 3 3 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

H21005-H21004 Yes 8 VCP 1955 319 3.1 8 2 3 3 1 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

H21006-H21005 Yes 8 VCP 1958 302 4.1 13 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H21007-H21006 Yes 8 VCP 1963 342 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21008-H21007 Yes 6 VCP 1963 215 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21009-H21008 Yes 6 VCP 1963 171 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21010R-H21009 Yes 6 VCP 1963 124 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21011-H21070 No 6 VCP 1955 142 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H21012-H21011 Yes 6 VCP 1955 216 3.1 3 2 2 3 3 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

H21013-H21012 Yes 6 VCP 1959 129 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H21014-H21013 Yes 6 VCP 1955 200 1 0 1 1 3 3 2 1.6 1 1 1 1 1.0 Low Very Low Very Low
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H21015R-H21011 Yes 6 VCP 1959 40 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

H21016-H21003 Yes 8 VCP 1955 176 1 0 1 1 3 3 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

H21017-H21016 No 8 VCP 1957 212 NA NA 3 3 3 3 2 2.8 1 1 1 3 1.4 Medium Very Low Very Low

H21018-H21017 Yes 8 VCP 1957 211 1 0 1 1 3 3 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

H21019-H21018 Yes 6 VCP 1957 201 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H21020-H21019 No 6 VCP 1957 178 NA NA 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H21021-H21020 Yes 6 VCP 1957 200 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21022-H21021 Yes 6 VCP 1957 170 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21023R-H21022 Yes 6 VCP 1957 144 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21024R-H21020 Yes 6 VCP 1957 124 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21025-H21018 Yes 6 VCP 1957 203 4.2 24 4 4 3 1 2 3.2 1 1 1 3 1.4 High Very Low Low

H21026R-H21025 Yes 6 VCP 1957 180 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H21027-H21003 Yes 6 VCP 1955 201 3.3 11 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H21028-H21027 Yes 6 VCP 1955 206 1.1 1 2 2 3 1 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

H21029R-H21028 Yes 6 VCP 1955 167 4.1 6 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H21030-H21002 Yes 6 VCP 1958 94 4.1 14 3 3 3 3 2 2.8 1 1 4 3 1.7 Medium Low Very Low

H21031-H21030 Yes 6 VCP 1958 140 3.2 8 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H21032-H21031 Yes 6 VCP 1958 308 3.3 11 3 3 3 1 2 2.6 1 1 1 3 1.4 Medium Very Low Very Low

H21033-H21032 Yes 6 VCP 1958 205 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

H21034R-H21030 Yes 6 VCP 1957 160 3.2 6 3 3 3 1 2 2.6 1 1 1 4 1.6 Medium Low Very Low

H21036-H20052 Yes 6 VCP 1956 226 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21037R-H21036 Yes 6 VCP 1956 141 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21038-H20054 Yes 6 VCP 1955 239 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H21039-H21038 Yes 6 VCP 1962 184 3.3 9 3 3 2 2 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

H21040-H21039 Yes 6 VCP 1962 283 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21041-H21040 Yes 6 VCP 1962 212 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H21042-H21041 Yes 6 VCP 1962 209 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H21043-H21042 Yes 6 VCP 1962 132 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21044-H21043 Yes 6 VCP 1963 241 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21045-H21044 Yes 6 VCP 1963 237 2.1 2 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H21046-H21038 Yes 6 VCP 1958 195 4.1 4 3 2 3 1 2 2.4 1 1 1 1 1.0 Medium Very Low Very Low

H21047-H21046 Yes 6 VCP 1958 280 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H21048R-H21047 Yes 6 VCP 1958 310 5.1 5 4 2 3 1 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

H21049R-H20061 Yes 6 VCP 1955 163 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H21050-H20062 Yes 6 VCP 1955 150 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H21051-H21050 No 6 VCP 1962 138 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

H21052-H21051 No 6 VCP 1962 213 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

H21053-H21052 Yes 6 VCP 1962 151 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21054-H21053 Yes 6 VCP 1962 228 4.1 12 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H21055-H21054 No 6 VCP 1962 181 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H21055R-H20012 No 6 VCP 1971 178 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

H21056-H21053 No 6 VCP 1962 89 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

H21057-H21056 No 6 VCP 1962 143 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

H21058-H22008 Yes 6 VCP 1964 215 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H21059-H21058 No 6 VCP 1962 236 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low
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H21060-H21059 No 6 VCP 1964 214 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

H21061-H21060 Yes 6 VCP 1964 216 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21062-H21061 Yes 6 VCP 1964 154 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H21063R-H21062 Yes 6 VCP 1964 155 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H21064-H21058 Yes 6 VCP 1964 235 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H21065-H21064 Yes 6 VCP 1964 177 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H21066-H22003 No 6 VCP 1956 230 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

H21067-H21066 Yes 6 VCP 1956 143 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21068R-H21066 Yes 6 VCP 1956 115 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21069-H21057 Yes 6 VCP 1962 106 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21070-H21004 Yes 6 VCP 1955 158 3.1 3 2 2 3 1 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

H21072-H21022 No 6 UNK 1900 160 NA NA 4 4 4 2 2 3.4 1 1 1 2 1.2 High Very Low Low

H21073-H21072 Yes 6 VCP 1971 121 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21074-H21073 Yes 6 VCP 1971 319 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21075-H21076 Yes 6 VCP 1971 52 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21076-H21074 Yes 6 VCP 1971 189 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21077-H21076 Yes 6 ACP 1976 228 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21078-H21077 No 6 ACP 1976 166 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

H21079-H21078 Yes 6 ACP 1976 165 3.3 9 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H21080R-H21079 Yes 6 ACP 1976 177 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H21081R-H21082 Yes 6 ACP 1977 96 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H21082-H22030 Yes 6 ACP 1977 195 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H21083-H21001 Yes 8 VCP 1954 234 5.3 37 5 4 3 1 2 3.6 1 1 1 3 1.4 High Very Low Low

H21128-H22001 Yes 6 ACP 1979 194 1 0 1 1 2 1 2 1.3 1 1 4 2 1.5 Very Low Very Low Very Low

H21129-H21128 No 6 ACP 1979 67 NA NA 2 2 2 1 2 1.9 1 1 4 2 1.5 Low Very Low Very Low

H21130-H21129 Yes 6 ACP 1979 227 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21131-H21130 Yes 6 ACP 1979 72 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21132-H21131 Yes 6 ACP 1979 149 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21133-H21131 Yes 6 ACP 1979 236 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21134R-H21133 Yes 6 ACP 1979 85 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21135-H21133 Yes 6 ACP 1979 98 3.1 3 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

H21136-H21130 Yes 6 ACP 1979 79 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21137-H21136 Yes 6 ACP 1979 55 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H21138-H21136 Yes 6 ACP 1979 117 1 0 1 1 2 4 2 1.6 1 1 1 3 1.4 Low Very Low Very Low

H21139-H21138 Yes 6 ACP 1979 147 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

H21140-H21067 Yes 6 VCP 1956 74 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H21144-H21135 Yes 6 ACP 1979 154 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

H21145-H21144 Yes 6 ACP 1979 124 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

H21146-H21145 Yes 6 ACP 1979 110 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

H21147-H21146 No 6 ACP 1979 141 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

H21159-H21137 Yes 6 ACP 1979 185 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H22001-I22009 Yes 8 VCP 1955 288 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H22002-H22001 Yes 6 VCP 1956 203 1 0 1 1 3 3 2 1.6 1 1 1 2 1.2 Low Very Low Very Low

H22003-H22002 Yes 6 VCP 1956 176 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

H22004-H21140 Yes 6 VCP 1964 161 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low
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H22005-H22004 Yes 6 VCP 1964 230 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H22006-H22005 Yes 6 VCP 1964 298 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H22007-H22006 Yes 6 VCP 1964 226 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22008-H22004 Yes 6 VCP 1964 124 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

H22009-H22078 Yes 10 VCP 1955 197 1 0 1 1 3 1 1 1.2 2 3 1 3 2.3 Very Low Medium Very Low

H22010-H22076 Yes 8 PVC 2004 133 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22011-H22010 Yes 8 PVC 2004 174 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22012-H22077 Yes 8 PVC 2004 290 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

H22012-H22084 Yes 8 PVC 2003 204 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

H22013-H22073 Yes 10 VCP 1955 271 1 0 1 1 3 1 1 1.2 2 3 1 3 2.3 Very Low Medium Very Low

H22014-H21061 Yes 6 VCP 1964 236 3.4 14 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

H22015-H22014 Yes 6 VCP 1971 265 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22017-H21075 No 6 UNK 1900 456 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

H22018-H22017 Yes 6 VCP 1971 118 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22019-H22018 Yes 6 VCP 1979 157 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22020-H22019 Yes 6 VCP 1979 339 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22021-H22007 Yes 6 VCP 1977 159 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22022-G22015 Yes 6 VCP 1959 243 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H22023-H22022 Yes 6 ACP 1978 235 3.2 6 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

H22024-H22023 Yes 6 ACP 1978 160 4.1 10 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

H22025-H22023 Yes 6 ACP 1978 193 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H22026-G22038 Yes 6 ACP 1978 232 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H22027-H22022 Yes 6 ACP 1978 170 3.1 4 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H22028R-H22029 No 6 ACP 1979 183 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H22029-H22026 Yes 6 ACP 1979 113 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H22030-H22029 Yes 6 ACP 1979 180 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H22031R-H22018 Yes 6 VCP 1971 132 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H22032-H23056 Yes 6 PVC 1988 350 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22033-H22032 Yes 6 PVC 1988 339 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22034R-H22033 Yes 6 PVC 1988 70 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22035-H22033 Yes 6 PVC 1988 308 4.2 13 4 3 2 1 1 2.7 1 1 1 1 1.0 Medium Very Low Very Low

H22036R-H22035 Yes 6 PVC 1988 96 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22037R-H23056 Yes 6 PVC 1988 341 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22038R-H23057 No 6 PVC 1988 218 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22039-H23057 Yes 6 PVC 1988 259 3.3 9 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

H22040-H22039 Yes 6 PVC 1988 126 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22041R-H22040 No 6 PVC 1988 115 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22042R-H22040 No 6 PVC 1988 151 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22043-I22050 Yes 6 PVC 1988 157 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22044-H22043 Yes 6 PVC 1988 344 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22045R-H22044 Yes 6 PVC 1988 197 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22046-H22012 Yes 6 PVC 1988 282 3.2 6 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

H22047-H22046 Yes 6 PVC 1988 101 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22048-H22047 No 6 PVC 1988 123 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22049-H22048 No 6 PVC 1988 131 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low
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H22050-H22049 No 6 PVC 1988 47 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22051-H22050 No 6 PVC 1988 225 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22052-H22051 No 6 PVC 1988 191 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22053-H22052 No 6 PVC 1988 121 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22054-H22085 No 6 PVC 1988 122 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22055-H22054 No 6 PVC 1988 43 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22056-H22055 No 6 PVC 1988 109 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22057-H22056 No 6 PVC 1988 100 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22058-H22057 No 6 PVC 1988 123 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22059-H22058 No 6 PVC 1988 103 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22060-H22059 Yes 6 PVC 1988 164 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22061-H22060 Yes 6 PVC 1988 100 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22062-H22061 No 6 PVC 1988 81 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22063-H22062 Yes 6 PVC 1988 119 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22064R-H22063 No 6 PVC 1988 88 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22065-H22063 Yes 6 PVC 1988 54 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22066-H22065 No 6 PVC 1988 133 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22067R-H22066 No 6 PVC 1988 92 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H22068-H22065 Yes 6 PVC 1988 149 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22069-H22068 Yes 6 PVC 1988 210 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

H22070-H22069 Yes 6 PVC 1988 119 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22071R-H22070 Yes 6 PVC 1988 161 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H22072-H23075 Yes 6 PVC 1984 340 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

H22073-H22009 Yes 10 VCP 1955 44 1 0 1 1 3 1 1 1.2 2 3 1 3 2.3 Very Low Medium Very Low

H22074-H22075 Yes 8 PVC 2004 126 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22075-H22010 Yes 8 PVC 2004 165 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22076-H22073 Yes 8 PVC 2004 156 1 0 1 1 1 1 1 1.0 1 3 1 3 1.8 Very Low Low Very Low

H22077-H22011 Yes 8 PVC 2004 129 3.1 3 2 2 1 1 1 1.6 1 1 1 2 1.2 Low Very Low Very Low

H22078-H23011 No 10 VCP 1955 145 NA NA 3 3 3 4 1 2.7 2 3 1 3 2.3 Medium Medium Low

H22079-H22078 Yes 8 PVC 2003 145 1 0 1 1 1 1 1 1.0 1 3 1 3 1.8 Very Low Low Very Low

H22080-H22079 Yes 8 PVC 2003 55 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22081-H22080 Yes 8 PVC 2003 169 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22082-H22081 No 8 PVC 2003 101 NA NA 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H22083-H22082 Yes 8 PVC 2003 110 1 0 1 1 1 1 1 1.0 1 1 1 2 1.2 Very Low Very Low Very Low

H22084-H22083 Yes 8 PVC 2003 177 1 0 1 1 1 1 1 1.0 1 1 1 2 1.2 Very Low Very Low Very Low

H22085-H22053 No 6 PVC 1988 55 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23001-I23012 Yes 12 VCP 1955 391 2.8 16 2 3 3 3 1 2.2 3 3 4 1 2.7 Medium Medium Low

H23002-H23078 Yes 12 VCP 1955 289 2.7 14 2 3 3 1 1 2.0 3 3 1 1 2.4 Low Medium Very Low

H23003-H23002 Yes 12 VCP 1955 281 3.2 24 3 4 3 1 1 2.6 3 4 1 1 2.6 Medium Medium Low

H23004-H23003 Yes 12 VCP 1955 86 1 0 1 1 3 1 1 1.2 3 4 1 1 2.6 Very Low Medium Very Low

H23005-H23004 No 10 VCP 1955 299 NA NA 3 3 3 1 1 2.4 2 4 1 1 2.1 Medium Medium Low

H23006-H23005 No 10 VCP 1955 301 NA NA 3 3 3 1 1 2.4 2 4 1 2 2.3 Medium Medium Low

H23007-H23006 No 10 VCP 1955 275 NA NA 3 3 3 1 1 2.4 2 4 1 2 2.3 Medium Medium Low

H23008-H23007 No 10 VCP 1955 283 NA NA 3 3 3 1 1 2.4 2 4 1 3 2.5 Medium Medium Low

H23009-H23008 No 10 VCP 1955 279 NA NA 3 3 3 1 1 2.4 2 4 1 3 2.5 Medium Medium Low
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H23011-H23042 No 10 VCP 1955 105 NA NA 3 3 3 4 1 2.7 2 4 1 3 2.5 Medium Medium Low

H23014-H23095 Yes 8 PVC 2003 227 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

H23015-H23014 Yes 8 PVC 2003 234 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

H23016-H23015 Yes 8 PVC 2003 263 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

H23017R-H23016 Yes 8 PVC 2003 123 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

H23018-H23002 No 8 VCP 1965 106 NA NA 2 2 2 2 1 1.8 1 3 1 1 1.4 Low Very Low Very Low

H23019-H23018 Yes 8 VCP 1965 152 4.2 18 4 3 2 2 1 2.8 1 3 1 1 1.4 Medium Very Low Very Low

H23020-H23019 Yes 6 VCP 1965 347 3.2 6 3 3 2 2 1 2.4 1 2 1 1 1.2 Medium Very Low Very Low

H23021-H23020 Yes 6 VCP 1965 333 2.2 4 2 2 2 2 1 1.8 1 2 1 1 1.2 Low Very Low Very Low

H23022-H23021 Yes 6 VCP 1965 183 1 0 1 1 2 2 1 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

H23023-H23022 Yes 6 VCP 1965 317 1 0 1 1 2 2 1 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

H23024-H23023 Yes 6 VCP 1965 250 1 0 1 1 2 2 1 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

H23025-H23024 Yes 6 VCP 1965 247 2.2 4 2 2 2 2 1 1.8 1 2 1 3 1.6 Low Low Very Low

H23026-H23025 Yes 6 VCP 1965 259 2.2 4 2 2 2 2 1 1.8 1 3 1 4 2.0 Low Low Very Low

H23027-H23026 Yes 6 VCP 1965 352 1 0 1 1 2 3 1 1.3 1 3 1 4 2.0 Very Low Low Very Low

H23028-H23027 Yes 6 VCP 1965 337 1 0 1 1 2 3 1 1.3 1 1 1 4 1.6 Very Low Low Very Low

H23030-H23025 Yes 6 VCP 1965 294 1 0 1 1 2 1 1 1.1 1 2 1 3 1.6 Very Low Low Very Low

H23031-H23030 Yes 6 VCP 1965 301 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

H23032-H23024 Yes 6 VCP 1965 190 1 0 1 1 2 2 1 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

H23033-H23032 Yes 6 VCP 1965 203 1 0 1 1 2 2 1 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

H23034-H23022 Yes 6 VCP 1965 160 3.1 3 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

H23035-H23034 No 6 VCP 1959 113 NA NA 2 2 2 3 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

H23036-H23035 No 6 VCP 1959 305 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23037-H23036 No 6 VCP 1959 313 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H23038-H23037 No 6 VCP 1959 206 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H23039-H23038 No 6 VCP 1959 169 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H23040R-H23039 No 6 VCP 1959 253 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

H23041R-H23078 Yes 6 ACP 1972 118 1 0 1 1 2 1 1 1.1 1 3 4 1 1.7 Very Low Low Very Low

H23042-H23043 Yes 10 VCP 1972 52 1 0 1 1 2 4 1 1.4 2 4 1 3 2.5 Very Low Medium Very Low

H23043-H23044 No 10 VCP 1972 125 NA NA 2 2 2 2 1 1.8 2 4 1 3 2.5 Low Medium Very Low

H23044-H23045 No 10 VCP 1972 190 NA NA 2 2 2 2 1 1.8 2 5 1 3 2.7 Low Medium Very Low

H23045-H23009 No 10 VCP 1972 117 NA NA 2 2 2 4 1 2.0 2 4 1 3 2.5 Low Medium Very Low

H23049-H23026 Yes 6 VCP 1966 181 4.1 4 3 2 2 1 1 2.1 1 3 1 4 2.0 Medium Low Very Low

H23050-H23049 Yes 6 VCP 1966 158 3.2 14 3 3 2 1 1 2.3 1 3 1 4 2.0 Medium Low Very Low

H23050S-H23050 No 6 UNK 1900 30 NA NA 4 4 4 2 1 3.2 1 3 1 5 2.2 High Medium Medium

H23051-H23050 Yes 6 VCP 1966 269 1 0 1 1 2 1 1 1.1 1 3 1 4 2.0 Very Low Low Very Low

H23052-H23051 Yes 6 VCP 1966 242 1 0 1 1 2 1 1 1.1 1 3 1 5 2.2 Very Low Medium Very Low

H23053-H23096 Yes 8 PVC 2003 56 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

H23054-H23064 No 6 PVC 1988 126 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23055-H23054 No 6 PVC 1988 188 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23056-H23055 Yes 6 PVC 1988 179 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23057-H23055 No 6 PVC 1988 229 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23059-I23029 No 6 PVC 1988 160 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23060-H23059 No 6 PVC 1988 102 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23061-H23060 No 6 PVC 1988 151 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low
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H23062-H23061 No 6 PVC 1988 64 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23063R-H23061 No 6 PVC 1988 138 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H23064-H23053 Yes 6 PVC 1988 105 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H23065-H23064 Yes 6 PVC 1994 271 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H23066-H23096 Yes 6 PVC 2005 54 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

H23069-H23066 Yes 6 PVC 1994 121 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H23070-H23069 Yes 6 PVC 1994 175 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H23071-H23070 Yes 6 PVC 1984 109 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H23072-H23069 Yes 6 PVC 1994 245 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

H23073-H23072 Yes 6 PVC 1994 179 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

H23074-H23073 Yes 6 PVC 1984 131 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H23075-H23073 Yes 6 PVC 1984 366 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H23076-H23075 Yes 6 PVC 1984 233 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

H23078-H23001 Yes 12 VCP 1955 108 2.5 10 2 3 3 3 1 2.2 3 3 1 1 2.4 Medium Medium Low

H23082-H23065 Yes 6 PVC 1994 322 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H23083-H23084 Yes 8 PVC 2003 103 1 0 1 1 1 1 1 1.0 1 4 1 3 2.0 Very Low Low Very Low

H23084-H23085 Yes 8 PVC 2003 354 1 0 1 1 1 1 1 1.0 1 3 1 3 1.8 Very Low Low Very Low

H23085-H23088 Yes 8 PVC 2003 369 1 0 1 1 1 1 1 1.0 1 3 1 2 1.6 Very Low Low Very Low

H23086-H23087 Yes 8 PVC 2003 197 1 0 1 1 1 1 1 1.0 1 2 1 2 1.4 Very Low Very Low Very Low

H23087-H23016 Yes 8 PVC 2003 87 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

H23088-H23089 Yes 8 PVC 2003 300 1 0 1 1 1 1 1 1.0 1 3 1 2 1.6 Very Low Low Very Low

H23089-H23015 Yes 8 PVC 2003 59 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

H23090-H23091 Yes 8 PVC 2003 315 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

H23091-H23092 Yes 8 PVC 2003 191 3.2 6 3 3 1 1 1 2.2 1 3 1 1 1.4 Medium Very Low Very Low

H23092-I23106 Yes 8 PVC 2003 254 3.3 9 3 3 1 1 1 2.2 1 3 1 1 1.4 Medium Very Low Very Low

H23093-H23094 Yes 8 PVC 2003 80 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

H23094-H23016 Yes 8 PVC 2003 170 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

H23095-H23090 Yes 8 PVC 2003 255 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

H23096-H23017R Yes 8 PVC 2003 89 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

H24001-I24029 Yes 10 VCP 1958 316 3.1 3 2 2 3 2 1 1.9 2 4 1 1 2.1 Low Medium Very Low

H24002-H24001 No 10 VCP 1958 98 NA NA 3 3 3 2 1 2.5 2 4 1 1 2.1 Medium Medium Low

H24003-H24002 Yes 10 VCP 1959 131 4.1 4 3 2 2 2 1 2.2 2 4 1 1 2.1 Medium Medium Low

H24004-H24003 Yes 10 VCP 1959 347 1 0 1 1 2 2 1 1.2 2 5 1 1 2.3 Very Low Medium Very Low

H24005-H24004 Yes 10 VCP 1959 361 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

H24006-H24058 Yes 10 VCP 1959 267 3.2 6 3 3 2 1 1 2.3 2 3 1 1 1.9 Medium Low Very Low

H24007-H24006 Yes 10 VCP 1959 201 1 0 1 1 2 1 3 1.5 2 3 1 1 1.9 Very Low Low Very Low

H24007R-H24007 No 6 VCP 1959 149 NA NA 2 2 2 2 1 1.8 1 3 1 1 1.4 Low Very Low Very Low

H24008-H24007 Yes 10 VCP 1959 393 3.1 3 2 2 2 1 1 1.7 2 3 1 1 1.9 Low Low Very Low

H24009-H24008 Yes 10 VCP 1959 286 1 0 1 1 2 1 1 1.1 2 2 1 1 1.7 Very Low Low Very Low

H24010-H24009 Yes 10 VCP 1959 302 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

H24011-H24010 Yes 10 VCP 1959 251 1 0 1 1 2 1 1 1.1 2 4 1 1 2.1 Very Low Medium Very Low

H24012-H24006 Yes 6 VCP 1960 146 5.1 5 4 2 2 1 1 2.5 1 3 1 1 1.4 Medium Very Low Very Low

H24013-H24012 Yes 6 VCP 1960 254 4.2 17 4 3 2 1 1 2.7 1 2 1 1 1.2 Medium Very Low Very Low

H24014-H24013 Yes 6 VCP 1960 135 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H24015-H24014 Yes 6 VCP 1960 148 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low
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H24016-H24015 Yes 6 VCP 1960 139 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24016S-H24016 No 6 UNK 1900 12 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

H24017-H24004 Yes 6 VCP 1960 235 4.1 4 3 2 2 1 1 2.1 1 3 1 1 1.4 Medium Very Low Very Low

H24018-H24017 No 6 VCP 1960 251 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

H24019-H24018 No 6 VCP 1960 286 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24020-H24017 Yes 6 VCP 1963 277 3.1 3 2 2 2 1 1 1.7 1 3 1 1 1.4 Low Very Low Very Low

H24021-H24002 Yes 8 VCP 1958 151 1 0 1 1 3 2 1 1.3 1 4 1 1 1.6 Very Low Low Very Low

H24022-H24021 Yes 8 VCP 1958 125 1 0 1 1 3 2 1 1.3 1 4 1 1 1.6 Very Low Low Very Low

H24023-H24022 Yes 8 VCP 1958 249 3.2 10 3 3 3 2 1 2.5 1 4 1 1 1.6 Medium Low Very Low

H24024-H24023 Yes 8 VCP 1958 230 1 0 1 1 3 2 1 1.3 1 4 1 1 1.6 Very Low Low Very Low

H24025-H24024 Yes 8 VCP 1958 303 1 0 1 1 3 2 1 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

H24026-H24025 Yes 8 VCP 1958 253 1 0 1 1 3 2 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

H24027-H24026 Yes 8 VCP 1958 185 2.1 2 2 2 3 2 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

H24028-H24027 Yes 6 VCP 1958 192 4.1 4 3 2 3 3 1 2.4 1 2 1 1 1.2 Medium Very Low Very Low

H24029-H24028 Yes 6 VCP 1958 256 1 0 1 1 3 3 1 1.4 1 2 1 1 1.2 Very Low Very Low Very Low

H24030-H24029 Yes 6 VCP 1958 199 1 0 1 1 3 3 1 1.4 1 2 1 1 1.2 Very Low Very Low Very Low

H24031-H24030 Yes 6 VCP 1960 59 4.1 4 3 2 2 1 1 2.1 1 2 1 1 1.2 Medium Very Low Very Low

H24033-H24031 Yes 6 VCP 1960 371 2.4 8 2 3 2 1 1 1.9 1 2 1 1 1.2 Low Very Low Very Low

H24034-H24033 Yes 6 VCP 1960 197 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H24035-H24034 Yes 6 VCP 1960 357 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H24036-H24035 No 6 VCP 1960 231 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24037-H24036 No 6 VCP 1960 158 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24038R-H24037 No 6 VCP 1960 158 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24039-H24033 Yes 6 VCP 1960 58 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H24040-H24039 Yes 6 VCP 1960 217 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H24041-H24040 Yes 6 VCP 1960 224 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H24042-H24029 Yes 6 VCP 1958 89 1 0 1 1 3 1 1 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

H24043-H24042 Yes 6 VCP 1958 295 1 0 1 1 3 1 1 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

H24044-H24043 Yes 6 VCP 1959 181 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H24045-H24044 No 6 VCP 1959 289 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24046-H24045 No 6 VCP 1959 221 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24047-H24028 Yes 6 VCP 1958 243 1 0 1 1 3 1 1 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

H24047R-H24046 No 6 VCP 1959 84 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24048R-H24044 No 6 VCP 1959 300 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H24050-H24026 No 6 VCP 1958 131 NA NA 3 3 3 1 1 2.4 1 2 1 1 1.2 Medium Very Low Very Low

H24051-H24050 Yes 6 VCP 1958 270 3.1 3 2 2 3 1 1 1.8 1 2 1 1 1.2 Low Very Low Very Low

H24052-H24051 Yes 6 VCP 1959 182 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H24053-H23019 Yes 6 VCP 1965 224 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H24054-H24053 Yes 6 VCP 1965 152 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

H24055R-H24054 Yes 6 VCP 1965 194 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

H24056-I24028 Yes 6 VCP 1965 252 1 0 1 1 2 1 1 1.1 1 4 1 1 1.6 Very Low Low Very Low

H24057-H24005 Yes 6 VCP 1959 183 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

H24058-H24005 Yes 10 VCP 1959 241 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

H24059-H24007R No 6 VCP 1968 131 NA NA 2 2 2 2 1 1.8 1 2 1 1 1.2 Low Very Low Very Low

H24060-H24059 Yes 6 VCP 1968 324 2.2 4 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low
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H24061R-H24060 Yes 6 ACP 1968 102 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H24062S-H24019 Yes 6 VCP 1960 39 3.1 3 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

H25001-H24014 Yes 6 VCP 1960 153 3.3 9 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

H25002-H25001 Yes 6 VCP 1960 153 4.1 7 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

H25003-H25002 Yes 6 VCP 1960 200 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25004-H24009 Yes 6 VCP 1959 274 3.1 3 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

H25005-H25004 Yes 6 VCP 1959 289 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25006-H25005 Yes 6 VCP 1959 201 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

H25007-H25006 Yes 6 VCP 1959 205 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H25008-H25007 Yes 6 VCP 1959 131 5.1 8 4 3 2 1 1 2.7 1 1 1 1 1.0 Medium Very Low Very Low

H25008S-H25008 No 6 UNK 1900 15 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

H25009-H25008 Yes 6 VCP 1959 128 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25009S-H25009 No 6 UNK 1900 11 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

H25010-H25005 Yes 6 VCP 1959 217 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25011-H25004 Yes 6 VCP 1959 198 1 0 1 1 2 3 1 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

H25012-H25011 No 6 VCP 1959 58 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

H25012S-H25012 No 6 VCP 1960 76 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

H25013-H24011 Yes 6 VCP 1959 181 4.1 7 3 3 2 1 1 2.3 1 4 1 1 1.6 Medium Low Very Low

H25014-H25013 Yes 6 VCP 1959 252 4.2 11 4 3 2 1 1 2.7 1 2 1 1 1.2 Medium Very Low Very Low

H25014S-H25014 No 6 UNK 1900 32 NA NA 4 4 4 2 1 3.2 1 2 1 1 1.2 High Very Low Low

H25015-H24011 Yes 10 VCP 1960 337 1 0 1 1 2 1 1 1.1 2 4 1 1 2.1 Very Low Medium Very Low

H25016-H25015 Yes 6 VCP 1959 55 1 0 1 1 2 1 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

H25017-H25016 No 6 VCP 1959 130 NA NA 2 2 2 1 1 1.7 1 3 1 1 1.4 Low Very Low Very Low

H25018-H25017 Yes 6 VCP 1959 178 2.2 4 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

H25019-H25018 Yes 6 VCP 1959 126 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

H25019S-H25019 No 6 UNK 1900 30 NA NA 4 4 4 2 1 3.2 1 2 1 1 1.2 High Very Low Low

H25020-H25015 Yes 10 VCP 1960 314 2.2 4 2 2 2 1 1 1.7 2 3 1 1 1.9 Low Low Very Low

H25021-H24059 Yes 6 VCP 1968 241 3.4 12 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

H25022-H24060 Yes 6 CIP 1968 184 1 0 1 1 4 1 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

H25023-H25022 Yes 6 ACP 1968 272 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25024-H25023 Yes 6 ACP 1968 319 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25025-H25024 Yes 6 ACP 1968 307 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25026-H25025 Yes 6 ACP 1968 321 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25027-H25026 Yes 6 ACP 1968 105 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25028-H25027 Yes 6 ACP 1968 88 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25029R-H25028 Yes 6 ACP 1968 158 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25030-H25026 Yes 6 ACP 1968 293 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25031-H25010 Yes 6 VCP 1959 274 4.1 18 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

H25032-H25031 Yes 6 ACP 1968 262 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25033-H25032 Yes 6 ACP 1968 440 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

H25033S-H25033 No 6 UNK 1900 4 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

I13001-H14060 Yes 8 PVC 1997 351 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

I13002-I13001 Yes 8 PVC 1997 350 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

I13002S-I13002 No 6 UNK 1900 35 NA NA 4 4 4 2 3 3.6 1 1 2 1 1.1 High Very Low Low

I13003-I13030 Yes 6 PVC 1997 149 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low
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I13004-I13003 Yes 6 PVC 1997 208 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

I13005-I13002 No 6 PVC 1997 91 NA NA 2 2 2 1 3 2.1 1 1 2 1 1.1 Medium Very Low Very Low

I13006-I13005 Yes 6 PVC 1997 343 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13007-I13005 Yes 6 PVC 1997 203 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13008-I13007 Yes 6 PVC 1997 319 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13009R-I13008 Yes 6 PVC 1997 168 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13010R-I13008 Yes 6 PVC 1997 71 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13011-I13007 Yes 6 PVC 1997 304 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13012-I13011 Yes 6 PVC 1997 219 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13013-J13004 No 6 PVC 1997 256 NA NA 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

I13014-I13013 Yes 6 PVC 1997 345 2.1 2 2 2 2 1 3 2.1 1 1 1 3 1.4 Medium Very Low Very Low

I13015-I13014 Yes 6 PVC 1997 180 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

I13016-I13015 Yes 6 PVC 1997 136 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

I13017-I13037 Yes 6 PVC 1997 164 4.4 25 4 4 2 1 3 3.3 1 1 1 1 1.0 High Very Low Low

I13017S-I13017 No 6 PVC 2006 40 NA NA 1 1 1 2 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

I13018-I13017 Yes 6 PVC 1997 349 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13019R-I13018 Yes 6 PVC 1997 231 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13020-I13017 Yes 6 PVC 1997 259 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13021-I13044 Yes 6 PVC 1997 265 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13022-I13021 Yes 6 PVC 1997 235 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

I13023-I13020 Yes 6 PVC 1997 152 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13024R-I13023 Yes 6 PVC 1997 154 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13025-I13021 Yes 6 PVC 1997 154 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13026R-I13025 Yes 6 PVC 1997 251 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I13027R-I13028 Yes 6 PVC 1997 137 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

I13028-I13029 Yes 6 PVC 1997 319 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

I13029-J13010 Yes 6 PVC 1997 345 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

I13030-I13002 Yes 6 PVC 1997 203 1 0 1 1 2 1 3 1.5 1 1 2 1 1.1 Very Low Very Low Very Low

I13031-I13030 No 6 PVC 2004 172 NA NA 1 1 1 1 3 1.4 1 1 2 1 1.1 Very Low Very Low Very Low

I13032-I13031 No 6 PVC 2004 99 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I13033-I13034 No 6 PVC 2002 32 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I13034-I13016 No 6 PVC 2002 42 NA NA 1 1 1 1 3 1.4 1 1 2 1 1.1 Very Low Very Low Very Low

I13035-I13034 No 6 PVC 2002 37 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I13036-I13035 Yes 6 PVC 2002 143 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I13037-I13016 Yes 6 PVC 1997 185 5.1 13 4 3 2 1 3 3.1 1 1 1 1 1.0 High Very Low Low

I13038-I13015 Yes 8 PVC 2006 128 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

I13039-I13038 Yes 8 PVC 2006 284 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

I13040-I13039 Yes 8 PVC 2006 51 1 0 1 1 1 1 3 1.4 1 1 2 2 1.3 Very Low Very Low Very Low

I13041R-I13039 Yes 8 PVC 2006 35 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

I13042-I13013 Yes 6 PVC 2001 71 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

I13043R-I13042 Yes 6 PVC 2001 246 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

I13044-I13020 Yes 6 PVC 1997 176 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I14001-I13032 No 6 PVC 2004 102 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I14002-I14001 No 6 PVC 2004 114 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I14003-I14002 No 6 PVC 2004 98 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low
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I14004-I13037 Yes 6 PVC 2004 339 1 0 1 1 1 1 3 1.4 1 1 2 1 1.1 Very Low Very Low Very Low

I14005R-I14004 No 6 PVC 2004 36 NA NA 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I14006-I13036 Yes 6 PVC 2002 80 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I14007R-I14006 Yes 6 PVC 2002 116 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I14008-I13040 Yes 8 PVC 2006 306 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

I15001-H15034 No 8 VCP 1956 231 NA NA 3 3 3 1 5 3.2 1 1 2 4 1.7 High Low Medium

I15002-I15001 No 8 VCP 1956 329 NA NA 3 3 3 1 5 3.2 1 1 2 4 1.7 High Low Medium

I15003-I15002 No 8 VCP 1956 325 NA NA 3 3 3 3 5 3.4 1 1 2 4 1.7 High Low Medium

I15004-I15003 No 6 VCP 1956 326 NA NA 3 3 3 1 5 3.2 1 1 2 4 1.7 High Low Medium

I15005-I15004 No 6 VCP 1956 475 NA NA 3 3 3 1 5 3.2 1 1 1 4 1.6 High Low Medium

I15006-I15005 No 6 VCP 1956 126 NA NA 3 3 3 1 5 3.2 1 1 1 3 1.4 High Very Low Low

I15008-H15038 No 6 VCP 1965 301 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

I15009-I16006 No 6 VCP 1965 157 NA NA 2 2 2 1 5 2.5 1 1 1 3 1.4 Medium Very Low Very Low

I15011-I16001 No 6 VCP 1956 276 NA NA 3 3 3 1 5 3.2 1 1 2 3 1.5 High Very Low Low

I15012-I15011 No 6 VCP 1956 252 NA NA 3 3 3 3 5 3.4 1 1 1 3 1.4 High Very Low Low

I15013-I16003 No 6 VCP 1956 205 NA NA 3 3 3 1 5 3.2 1 1 1 2 1.2 High Very Low Low

I15014-H15053R No 6 VCP 1956 46 NA NA 3 3 3 3 5 3.4 1 1 1 4 1.6 High Low Medium

I15014S-I15014 No 6 VCP 1900 126 NA NA 4 4 4 2 5 4.0 1 1 1 5 1.8 High Low Medium

I15015-I15014 No 6 VCP 1956 300 NA NA 3 3 3 3 5 3.4 1 1 1 5 1.8 High Low Medium

I15016-I15015 No 6 VCP 1956 289 NA NA 3 3 3 3 5 3.4 1 1 1 3 1.4 High Very Low Low

I15017R-I15016 Yes 6 VCP 1956 245 1 0 1 1 3 3 5 2.2 1 1 1 3 1.4 Medium Very Low Very Low

I15018-I15016 Yes 6 VCP 1956 159 1 0 1 1 3 3 5 2.2 1 1 1 3 1.4 Medium Very Low Very Low

I15019-I15014 No 6 ACP 1979 146 NA NA 2 2 2 3 5 2.7 1 1 1 4 1.6 Medium Low Very Low

I15020-I16034 No 6 ABS 1980 71 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15021-I15020 No 6 ABS 1980 247 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15022-I15021 No 6 ABS 1980 170 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15023-I15024 Yes 6 ABS 1980 81 4.1 10 3 3 2 1 1 2.3 1 1 1 1 1.0 Medium Very Low Very Low

I15024-I15025 Yes 6 ABS 1980 29 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15025-I16023 No 6 ABS 1980 286 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15026-I15025 No 6 ABS 1980 328 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15027-I15026 No 6 ABS 1980 97 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15028-I15027 No 6 ABS 1980 158 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15029-I15028 Yes 6 ABS 1980 158 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15030-I15029 No 6 ABS 1980 156 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15031-I15030 No 6 ABS 1980 66 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15032-I15031 No 6 ABS 1980 176 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15033-I15032 No 6 ABS 1980 91 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15034-I15033 No 6 ABS 1980 95 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I15034-I15041 No 8 PVC 2008 406 NA NA 1 1 1 2 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I15035-I15034 No 6 ABS 1980 246 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I15036-I15035 Yes 6 ABS 1980 330 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I15037-I15036 No 6 ABS 1980 192 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15038R-I15031 No 6 ABS 1980 67 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15039-I15029 Yes 6 ABS 1980 92 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15040-I15039 Yes 6 ABS 1980 29 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low
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I15041-I15040 No 6 ABS 1980 123 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15042-I15027 No 6 ABS 1980 64 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15043-I15042 No 6 ABS 1980 217 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15044-I15043 Yes 6 ABS 1980 80 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15045-I15044 No 6 ABS 1980 153 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

I15046-I15045 No 6 ABS 1980 260 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15047-I15046 No 6 ABS 1980 251 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15048-I15047 No 6 ABS 1980 236 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15049-I15043 Yes 6 ABS 1980 142 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15050-I15049 Yes 6 ABS 1980 45 2.4 8 2 3 2 1 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I15051-I15050 Yes 6 ABS 1980 73 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15052-I15051 Yes 6 ABS 1980 50 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I15053-I15052 No 6 ABS 1980 164 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15054-I15053 No 6 ABS 1980 153 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I15060S-I15014 Yes 6 VCP 1956 150 4.1 4 3 2 3 1 5 3.0 1 1 1 4 1.6 Medium Low Very Low

I15061-I15006 Yes 6 VCP 1956 185 1 0 1 1 3 2 5 2.1 1 1 1 3 1.4 Medium Very Low Very Low

I15062-I15061 No 8 PVC 2008 44 NA NA 1 1 1 2 5 1.9 1 1 1 3 1.4 Low Very Low Very Low

I15063-I15062 No 8 PVC 2008 148 NA NA 1 1 1 2 5 1.9 1 1 1 3 1.4 Low Very Low Very Low

I15064-I15063 No 8 PVC 2008 212 NA NA 1 1 1 2 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

I15065R-I15064 No 8 PVC 2008 187 NA NA 1 1 1 2 5 1.9 1 1 1 2 1.2 Low Very Low Very Low

I15066-I15018 Yes 8 PVC 2008 49 1 0 1 1 1 2 5 1.9 1 1 1 3 1.4 Low Very Low Very Low

I15067-I15066 Yes 8 PVC 2008 181 1 0 1 1 1 2 5 1.9 1 1 1 3 1.4 Low Very Low Very Low

I15068-I15067 Yes 6 PVC 2008 62 1 0 1 1 1 2 5 1.9 1 1 1 2 1.2 Low Very Low Very Low

I16001-I15003 No 6 VCP 1956 262 NA NA 3 3 3 1 5 3.2 1 1 2 4 1.7 High Low Medium

I16002-I16001 No 6 VCP 1956 308 NA NA 3 3 3 1 5 3.2 1 1 2 3 1.5 High Very Low Low

I16003-I16002 No 6 VCP 1956 103 NA NA 3 3 3 1 5 3.2 1 1 2 2 1.3 High Very Low Low

I16004-I16003 No 6 VCP 1956 298 NA NA 3 3 3 3 5 3.4 1 1 1 2 1.2 High Very Low Low

I16005R-I16004 Yes 6 VCP 1956 76 1 0 1 1 3 1 5 2.0 1 1 1 2 1.2 Low Very Low Very Low

I16006-I15008 Yes 6 VCP 1965 171 1 0 1 1 2 1 5 1.9 1 1 1 3 1.4 Low Very Low Very Low

I16007-I17020 Yes 15 ACP 1975 236 2.6 12 2 3 2 3 1 2.1 4 1 1 1 2.5 Medium Medium Low

I16008-I16007 Yes 12 ACP 1975 267 1 0 1 1 2 3 1 1.3 3 1 1 1 2.0 Very Low Low Very Low

I16009-I16008 Yes 12 ACP 1975 278 1 0 1 1 2 1 1 1.1 3 1 1 1 2.0 Very Low Low Very Low

I16010-I16009 Yes 12 ACP 1975 271 1 0 1 1 2 1 1 1.1 3 1 1 1 2.0 Very Low Low Very Low

I16011-I16010 Yes 12 ACP 1975 311 1 0 1 1 2 1 1 1.1 3 1 1 1 2.0 Very Low Low Very Low

I16012-I16011 No 6 ACP 1975 194 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16013-I16012 No 6 ACP 1975 295 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I16014-I16013 No 6 ACP 1975 140 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I16015-I16011 No 12 ACP 1975 137 NA NA 2 2 2 1 1 1.7 3 1 2 1 2.1 Low Medium Very Low

I16016-I16009 No 6 ACP 1975 197 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16017R-I17023 No 6 ACP 1975 124 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I16018-I16015 No 8 ABS 1980 310 NA NA 2 2 2 1 1 1.7 1 1 2 1 1.1 Low Very Low Very Low

I16019-I16018 No 8 ABS 1980 316 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16020-I16019 Yes 6 ABS 1980 153 2.2 4 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16021-I16020 Yes 6 ABS 1980 117 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16022-I16021 Yes 6 ABS 1980 184 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low
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I16023-I16022 Yes 6 ABS 1980 200 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16024-I16022 Yes 6 ABS 1980 114 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16025R-I16024 Yes 6 ABS 1980 117 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16026R-I16021 Yes 6 ABS 1980 207 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16027-I16020 Yes 6 ABS 1980 158 2.1 2 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16028-I16027 No 6 ABS 1980 80 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16029R-I16028 Yes 6 ABS 1980 35 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16030R-I16027 Yes 6 ABS 1980 84 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16031-I16020 Yes 6 ABS 1980 215 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16032-I16031 Yes 6 ABS 1980 135 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16033-I15023 No 6 ABS 1980 101 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16034-I16033 No 6 ABS 1980 93 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16035-I16007 No 10 ACP 1982 420 NA NA 2 2 2 1 1 1.7 2 1 1 1 1.5 Low Very Low Very Low

I16036-I16035 No 8 ACP 1982 420 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16037-I16032 Yes 6 ABS 1982 145 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16038-I16037 Yes 6 ABS 1982 113 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16039-I16038 Yes 6 PVC 1991 52 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16040-I16039 Yes 6 PVC 1991 144 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16042-J16012 No 6 PVC 1990 352 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16043-I16040 Yes 6 PVC 1991 144 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16044-I16043 No 6 PVC 1991 52 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I16045-J16001 Yes 6 ABS 1982 204 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16046R-H16070 Yes 6 PVC 1985 298 1 0 1 1 2 1 5 1.9 1 1 1 2 1.2 Low Very Low Very Low

I16047R-J16005 Yes 6 ACP 1982 218 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I16048-I16015 Yes 8 PVC 2010 75 1 0 1 1 1 1 1 1.0 1 1 2 1 1.1 Very Low Very Low Very Low

I16049-I16048 Yes 8 PVC 2010 42 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16050R-I16049 Yes 8 PVC 2010 123 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16051-I16048 Yes 8 PVC 2010 41 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16052-I16051 Yes 8 PVC 2010 62 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16053-I16052 Yes 8 PVC 2010 51 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16054-I16053 Yes 8 PVC 2010 52 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16055R-I16054 Yes 8 PVC 2010 23 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I16056S-I16015 No 6 PVC 2010 5 NA NA 1 1 1 2 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

I16057S-I16042 Yes 8 PVC 2010 7 1 0 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I17002-I17038 No 30 RCP 1959 46 NA NA 3 3 3 2 2 2.7 5 1 1 2 3.2 Medium High Medium

I17003-I17002 No 30 VCP 1949 480 NA NA 3 3 3 2 2 2.7 5 1 1 3 3.4 Medium High Medium

I17004-I17003 No 30 RCP 1959 134 NA NA 3 3 3 2 3 2.9 5 1 1 4 3.6 Medium High Medium

I17005-I17004 No 30 RCP 1959 362 NA NA 3 3 3 2 3 2.9 5 1 1 5 3.8 Medium High Medium

I17007-I17039 No 18 VCP 1949 40 NA NA 3 3 3 2 2 2.7 5 1 1 2 3.2 Medium High Medium

I17008-I17041 No 18 VCP 1959 346 NA NA 2 2 2 2 2 2.0 5 1 1 3 3.4 Low High Low

I17009-I17008 Yes 18 VCP 1949 503 4.1 37 3 4 3 2 5 3.5 5 1 1 4 3.6 High High High

I17010-I17009 Yes 6 VCP 1952 222 4.1 11 3 3 3 5 5 3.6 1 1 1 4 1.6 High Low Medium

I17011R-I17010 No 6 VCP 1952 75 NA NA 3 3 3 3 5 3.4 1 1 1 3 1.4 High Very Low Low

I17012-i17037T No 48 RCP 1971 51 NA NA 3 3 3 2 2 2.7 5 1 1 2 3.2 Medium High Medium

I17013-I17026 No 48 RCP 1971 312 NA NA 3 3 3 2 2 2.7 5 1 1 3 3.4 Medium High Medium
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I17014-I17013 No 48 RCP 1971 133 NA NA 3 3 3 2 1 2.5 5 1 1 4 3.6 Medium High Medium

I17015-I17014 No 48 RCP 1971 373 NA NA 3 3 3 2 1 2.5 5 1 1 5 3.8 Medium High Medium

I17017-I17027 Yes 24 ACP 1975 62 1 0 1 1 2 2 2 1.4 5 1 1 2 3.2 Very Low High Very Low

I17018-I17031 Yes 15 ACP 1975 10 1 0 1 1 2 2 1 1.2 4 1 1 1 2.5 Very Low Medium Very Low

I17019-I17018 Yes 15 ACP 1975 446 2.6 12 2 3 2 3 1 2.1 4 1 1 1 2.5 Medium Medium Low

I17020-I17019 Yes 15 ACP 1975 359 2.6 12 2 3 2 3 1 2.1 4 1 1 1 2.5 Medium Medium Low

I17021-I17019 No 6 ACP 1975 359 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I17022-I17021 No 6 ACP 1975 81 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I17023-I17022 No 6 ACP 1975 363 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I17024-I16008 Yes 6 ACP 1975 375 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I17025-I17024 No 6 ACP 1975 147 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I17026-I17012 No 48 RCP 1971 166 NA NA 3 3 3 2 2 2.7 5 1 1 3 3.4 Medium High Medium

I17027-I17NTP Yes 24 PVC 2007 31 1 0 1 1 1 2 2 1.3 5 1 1 2 3.2 Very Low High Very Low

I17028-I17017 Yes 15 ACP 1975 150 2.2 4 2 2 2 2 2 2.0 4 1 1 2 2.7 Low Medium Very Low

I17029-I17028 Yes 15 ACP 1975 138 1 0 1 1 2 2 2 1.4 4 1 1 2 2.7 Very Low Medium Very Low

I17030-I17029 Yes 15 ACP 1975 76 1 0 1 1 2 2 2 1.4 4 1 1 1 2.5 Very Low Medium Very Low

I17031-I17030 Yes 15 ACP 1975 67 1 0 1 1 2 2 1 1.2 4 1 1 1 2.5 Very Low Medium Very Low

I17037T-I17NTP No 54 RCP 2012 172 NA NA 1 1 1 2 2 1.3 5 1 1 2 3.2 Very Low High Very Low

I17038-I17037T No 30 RCP 1975 10 NA NA 3 3 3 2 2 2.7 5 1 1 2 3.2 Medium High Medium

I17039-I17038 No 30 VCP 1975 9 NA NA 2 2 2 2 2 2.0 5 1 1 2 3.2 Low High Low

I17041-I17007 No 18 VCP 1959 134 NA NA 2 2 2 2 2 2.0 5 1 1 2 3.2 Low High Low

I18001-H18033 Yes 8 PVC 1989 302 1 0 1 1 2 3 1 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

I18002-I18001 Yes 8 PVC 1990 106 1 0 1 1 2 4 1 1.4 1 1 4 1 1.3 Very Low Very Low Very Low

I18003-I18001 Yes 8 PVC 1989 301 3.2 6 3 3 2 4 1 2.6 1 1 1 1 1.0 Medium Very Low Very Low

I18004R-I18003 Yes 8 PVC 1989 150 3.2 10 3 3 2 4 1 2.6 1 1 4 1 1.3 Medium Very Low Very Low

I18005-I18008 Yes 8 PVC 1990 40 1 0 1 1 2 4 1 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I18006-I18005 Yes 8 PVC 1990 74 4.2 12 4 3 2 4 1 3.0 1 1 1 1 1.0 Medium Very Low Very Low

I18007-I18002 Yes 8 PVC 1998 174 2.2 4 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I18008-I18007 Yes 8 PVC 1998 62 1 0 1 1 2 4 1 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I19001-H19059 Yes 8 CIP 1965 278 1 0 1 1 4 1 1 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I19002-I19001 Yes 6 CIP 1965 199 1 0 1 1 4 1 1 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I19003-I19002 Yes 8 ACP 1965 125 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I19004-I18006 No 8 PVC 1993 351 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19005-H19072P No 6 PVC 1993 181 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19006-I19005 No 6 PVC 1993 155 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19007-I19006 No 6 PVC 1993 264 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

I19008-I19007 No 6 PVC 1993 125 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

I19009R-I19008 No 6 PVC 1993 109 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

I19010-I19006 No 6 PVC 1993 160 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19011-I19010 Yes 6 PVC 1993 228 1 0 1 1 2 4 1 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I19012-I19011 No 6 PVC 1993 136 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19014-I19005 No 6 PVC 1993 217 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19015-I19014 No 6 PVC 1993 211 NA NA 2 2 2 4 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I19016-I19030P Yes 6 PVC 1993 20 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I19017-I19016 Yes 6 PVC 1993 319 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low
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I19018-I19030P No 6 PVC 1993 60 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I19019-I19018 No 6 PVC 1993 327 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I19020-I19019 No 6 PVC 1993 338 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I19021-I19020 No 6 PVC 1993 323 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

I19022R-I19021 Yes 6 PVC 1993 270 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I19023R-I19021 Yes 6 PVC 1993 272 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I19024-I19018 Yes 6 PVC 1993 249 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I20001-I20002 Yes 6 VCP 1962 206 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

I20002-H20093 Yes 6 VCP 1958 312 1 0 1 1 3 1 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

I20003-I20021 Yes 6 ACP 1971 170 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20004-I20003 Yes 6 ACP 1971 255 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20005-I20004 No 6 ACP 1973 242 NA NA 2 2 2 1 1 1.7 1 1 1 4 1.6 Low Low Very Low

I20006-I20018 Yes 6 PVC 1974 26 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20007-I20006 No 6 PVC 1974 63 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I20008-I20020R No 6 ACP 1971 71 NA NA 2 2 2 2 1 1.8 1 1 1 2 1.2 Low Very Low Very Low

I20009-I20008 No 6 ACP 1971 100 NA NA 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

I20010-I20009 No 6 ACP 1971 50 NA NA 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

I20011-I20010 Yes 6 ACP 1971 72 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20012-I20004 Yes 6 ACP 1973 160 4.1 7 3 3 2 1 1 2.3 1 1 1 5 1.8 Medium Low Very Low

I20013-I20012 Yes 6 ACP 1973 196 1 0 1 1 2 1 1 1.1 1 1 1 5 1.8 Very Low Low Very Low

I20014-I20005 Yes 6 ACP 1973 170 3.1 3 2 2 2 3 1 1.9 1 1 1 4 1.6 Low Low Very Low

I20015-I20014 Yes 6 ACP 1973 73 1 0 1 1 2 3 1 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I20016-I20015 Yes 6 ACP 1973 228 1 0 1 1 2 3 1 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I20017-I21087 Yes 6 ACP 1975 73 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I20018-I19003 Yes 6 ACP 1977 223 3.2 6 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

I20019R-I20018 Yes 6 PVC 1974 62 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20019S-I20019R No 6 ACP 1979 98 NA NA 2 2 2 2 1 1.8 1 1 1 2 1.2 Low Very Low Very Low

I20020-I19003 Yes 8 ACP 1971 383 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20020R-I20020 No 6 ACP 1971 105 NA NA 2 2 2 2 1 1.8 1 1 1 2 1.2 Low Very Low Very Low

I20021-I20020 Yes 6 ACP 1973 237 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20022-I20071P No 6 PVC 1989 22 NA NA 2 2 2 1 1 1.7 1 2 1 2 1.4 Low Very Low Very Low

I20023-I20022 Yes 6 PVC 1989 41 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

I20024-I20023 Yes 6 PVC 1989 106 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

I20025-I20024 Yes 6 PVC 1989 242 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

I20026-I20022 Yes 6 PVC 1989 89 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

I20027-I20026 Yes 6 PVC 1989 38 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I20028-I20027 Yes 6 PVC 1989 141 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I20029-I20026 Yes 6 PVC 1989 180 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

I20030-I20029 Yes 6 PVC 1989 135 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20031-I20030 Yes 6 PVC 1989 195 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20032-I20031 Yes 6 PVC 1989 128 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20033-I20029 Yes 6 PVC 1989 255 3.2 6 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

I20034-I20033 Yes 6 PVC 1989 162 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20035R-I20034 Yes 6 PVC 1989 130 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20036R-I20034 Yes 6 PVC 1989 120 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 100 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

I20037-I20034 Yes 6 PVC 1989 159 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20038-I20037 Yes 6 PVC 1989 79 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20039-I20038 Yes 6 PVC 1989 99 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20040-I20031 Yes 6 PVC 1989 102 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20041-I20040 Yes 6 PVC 1989 161 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20042-I20041 Yes 6 PVC 1989 191 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I20043-I20032 Yes 6 PVC 1989 163 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20044-I20043 Yes 6 PVC 1989 104 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20045-I20044 Yes 6 PVC 1989 128 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20046-I20044 Yes 6 PVC 1989 94 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20047-I20044 Yes 6 PVC 1989 64 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20048-I20047 Yes 6 PVC 1989 34 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20049-I20048 Yes 6 PVC 1989 140 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20050-I20047 Yes 6 PVC 1989 65 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20051-I20050 Yes 6 PVC 1989 116 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20052R-I20051 Yes 6 PVC 1989 60 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20053-I20051 Yes 6 PVC 1989 70 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20054-I20053 Yes 6 PVC 1989 76 1 0 1 1 2 1 1 1.1 1 1 1 4 1.6 Very Low Low Very Low

I20055-I20053 Yes 6 PVC 1989 70 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20056-I20055 Yes 6 PVC 1989 133 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20057-I20056 Yes 6 PVC 1989 163 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20058-I20057 Yes 6 PVC 1989 198 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

I20059-I21088 Yes 6 PVC 1989 78 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I20060-I20059 Yes 6 PVC 1989 74 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I20061-I20060 Yes 6 PVC 1989 70 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I20062-I20061 Yes 6 PVC 1989 95 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I20065-I20076 Yes 8 PVC 2008 111 1 0 1 1 1 2 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

I20072-I19024 Yes 8 PVC 2008 41 1 0 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I20073-I20072 Yes 8 PVC 2008 142 1 0 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I20074-I20073 Yes 8 PVC 2008 175 1 0 1 1 1 2 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I20075-I20074 Yes 8 PVC 2008 139 1 0 1 1 1 2 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

I20076-I20075 Yes 8 PVC 2008 43 1 0 1 1 1 2 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

I20077-I20075 Yes 8 PVC 2008 108 1 0 1 1 1 2 1 1.1 1 3 1 1 1.4 Very Low Very Low Very Low

I20078S-I20005 No 6 ACP 1973 35 NA NA 2 2 2 2 1 1.8 1 1 1 4 1.6 Low Low Very Low

I21001-H21033 Yes 6 VCP 1962 163 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I21002-I21001 Yes 6 VCP 1962 181 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

I21003-I20001 Yes 6 VCP 1962 249 1 0 1 1 2 3 2 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

I21004-I22013 Yes 15 ACP 1972 322 1 0 1 1 2 3 2 1.5 4 1 5 1 2.9 Very Low Medium Very Low

I21005-I21004 Yes 12 ACP 1972 269 1 0 1 1 2 4 2 1.6 3 1 1 1 2.0 Low Low Very Low

I21006-I21005 Yes 10 ACP 1972 189 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21007-I21006 Yes 10 ACP 1972 280 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21008-I21007 No 10 ACP 1972 73 NA NA 2 2 2 1 2 1.9 2 1 1 1 1.5 Low Very Low Very Low

I21009-I21008 Yes 10 ACP 1973 60 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21010-I21009 Yes 10 ACP 1973 80 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21011-I21010 Yes 10 ACP 1973 123 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low
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I21012-I21011 Yes 10 ACP 1973 138 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21013-I21012 Yes 10 ACP 1973 138 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21014-I21013 Yes 10 ACP 1973 100 1 0 1 1 2 1 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

I21015-I21014 Yes 8 ACP 1973 107 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21016-I21015 Yes 8 ACP 1973 205 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21017-I21016 Yes 6 ACP 1973 104 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21018-I21016 Yes 6 ACP 1973 129 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21019-I21015 Yes 8 ACP 1973 167 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21020-I21019 Yes 6 ACP 1973 129 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

I21021-I21019 Yes 8 ACP 1973 136 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21022-I21014 Yes 8 ACP 1973 121 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21023-I21022 No 8 ACP 1973 114 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21024-I21023 Yes 8 ACP 1973 60 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21025-I21024 Yes 6 ACP 1973 104 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21026-I21024 Yes 6 ACP 1973 99 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21027-I21023 Yes 6 ACP 1973 159 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21028-I21005 No 8 ACP 1972 337 NA NA 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

I21029-I21028 Yes 8 ACP 1972 138 1 0 1 1 2 4 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

I21030-I21029 Yes 8 ACP 1972 288 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21031-I21029 No 8 ACP 1972 135 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

I21032-I21030 Yes 8 ACP 1972 58 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21033-I21032 No 8 ACP 1973 76 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21034-I21033 No 8 ACP 1973 85 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21035-I21034 Yes 8 ACP 1973 81 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21036-I21035 No 8 ACP 1973 181 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21037-I21036 No 8 ACP 1973 119 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21038-I21037 Yes 8 ACP 1973 94 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21039-I21038 Yes 6 ACP 1973 38 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21040-I21038 Yes 6 ACP 1973 85 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21041-I21036 Yes 6 ACP 1973 130 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21042-I21036 Yes 8 ACP 1973 88 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21043-I21031 No 8 UNK 1900 73 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

I21044-I21043 Yes 8 ACP 1973 52 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21045-I21044 Yes 6 ACP 1973 110 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21046-I21045 Yes 6 ACP 1973 45 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21047R-I21046 Yes 6 ACP 1973 89 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21048R-I21046 Yes 6 ACP 1973 77 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21049-I21044 Yes 8 ACP 1973 348 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21050-I21049 Yes 8 ACP 1973 69 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21051-I21049 Yes 6 ACP 1973 129 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21052-I21014 No 6 ACP 1973 100 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21053-I21054 Yes 6 ACP 1973 95 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21054-I21011 Yes 8 ACP 1973 116 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21055-I21009 Yes 8 ACP 1973 36 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21056-I21055 Yes 8 ACP 1973 77 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low
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I21057-I21056 No 6 ACP 1973 99 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21058R-I21008 Yes 6 ACP 1972 123 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21059-I21013 Yes 6 ACP 1973 91 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21060-I21008 Yes 6 ACP 1972 261 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21061-I21043 Yes 6 ACP 1973 164 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21062-I21005 Yes 6 ACP 1972 172 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21063R-I21062 Yes 6 ACP 1972 93 4.1 4 3 2 2 2 2 2.4 1 1 1 1 1.0 Medium Very Low Very Low

I21064-I21062 Yes 6 ACP 1972 214 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21065-I21035 Yes 6 ACP 1973 125 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21066-I21028 Yes 6 ACP 1972 216 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21067-I21004 Yes 8 ACP 1972 285 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21068-I21067 Yes 8 ACP 1972 225 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21069-I21068 Yes 8 ACP 1972 136 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21070-I21068 Yes 6 ACP 1972 193 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I21071-I21067 Yes 6 ACP 1972 240 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21074-I21050 Yes 8 ACP 1973 125 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21075-I21074 Yes 8 ACP 1973 85 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21076-I21075 Yes 8 ACP 1973 63 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

I21077-I21076 Yes 6 ACP 1973 79 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

I21078-I21077 Yes 6 ACP 1973 291 4.1 4 3 2 2 1 2 2.3 1 1 1 1 1.0 Medium Very Low Very Low

I21079-I21078 Yes 6 ACP 1973 41 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21080-I21079 Yes 6 ACP 1973 225 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21081-I21079 Yes 6 ACP 1973 116 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21082-I21077 Yes 6 ACP 1973 122 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21083-I21021 Yes 8 ACP 1973 159 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21084R-I21083 Yes 6 ACP 1975 56 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21085-I21083 Yes 6 ACP 1975 103 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21086-I21085 Yes 6 ACP 1975 121 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21087-I21086 Yes 6 ACP 1975 158 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21088-I21086 Yes 6 ACP 1975 165 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21089-I21085 Yes 6 ACP 1975 157 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21090-I22011 Yes 8 ACP 1974 150 1 0 1 1 2 5 2 1.7 1 1 4 1 1.3 Low Very Low Very Low

I21091-I21090 Yes 6 ACP 1974 202 1 0 1 1 2 5 2 1.7 1 1 1 1 1.0 Low Very Low Very Low

I21092-I21091 Yes 6 ACP 1974 174 4.1 7 3 3 2 5 2 2.9 1 1 1 2 1.2 Medium Very Low Very Low

I21093-I21075 Yes 6 ACP 1977 43 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21094-I21093 Yes 6 ACP 1977 303 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21095-I21094 Yes 6 ACP 1977 89 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21096-I21095 Yes 6 ACP 1977 136 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21097-I21096 Yes 6 ACP 1977 147 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21098-I21097 Yes 6 ACP 1977 46 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21099-I21098 Yes 6 ACP 1977 96 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21100-I21099 Yes 6 ACP 1977 48 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21101-I21100 Yes 6 ACP 1977 110 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21102-I21097 Yes 6 ACP 1977 47 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21103R-I21102 Yes 6 ACP 1977 61 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low
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I21104R-I21075 Yes 6 ACP 1977 139 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21105-I21032 Yes 8 ACP 1977 116 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21106-I21105 Yes 8 ACP 1977 230 4.1 4 3 2 2 1 2 2.3 1 1 1 1 1.0 Medium Very Low Very Low

I21107-I21106 Yes 8 ACP 1977 136 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21108-I21107 No 8 ACP 1977 103 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21109-I21108 Yes 6 ACP 1977 151 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21110-I21109 Yes 6 ACP 1977 135 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21112-I21152 No 6 UNK 1900 95 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

I21113-I21112 Yes 6 ACP 1977 202 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21114-I21108 Yes 6 ACP 1977 61 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21115-I21114 Yes 6 ACP 1977 77 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21116-I21115 Yes 6 ACP 1977 72 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21117-I21116 Yes 6 ACP 1977 172 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21118-I21115 Yes 6 ACP 1977 60 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21119-I21118 Yes 6 ACP 1977 208 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21120-I21119 Yes 6 ACP 1977 85 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21121-I21069 Yes 8 ACP 1972 86 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21122-I21121 No 6 ACP 1977 46 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I21123-I21122 Yes 6 ACP 1977 104 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21124-I21123 Yes 6 ACP 1977 199 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21125-I21121 Yes 6 ACP 1977 138 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21126R-I21125 Yes 6 ACP 1977 106 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21127-I21106 Yes 6 ACP 1977 328 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21128-I21092 Yes 6 ACP 1979 76 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21129-I21128 Yes 6 ACP 1979 53 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21130-I21129 Yes 6 ACP 1979 117 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21131-I21130 Yes 6 ACP 1979 87 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21132-I21131 Yes 6 ACP 1979 123 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21133-I21131 Yes 6 ACP 1979 88 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21134-I21133 Yes 6 ACP 1979 52 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21135-I21134 Yes 6 ACP 1979 93 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I21136-I21135 Yes 6 ACP 1979 109 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I21137-I21136 No 6 ACP 1979 80 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

I21138-I21137 Yes 6 ACP 1979 105 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I21139R-I21135 Yes 6 ACP 1979 127 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I21140-H21139 No 6 ACP 1979 226 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

I21141-I21140 No 6 ACP 1979 131 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

I21142-I21141 Yes 6 ACP 1979 79 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21143-I21141 Yes 6 ACP 1979 190 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21144-H21147 Yes 6 ACP 1979 148 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

I21145R-I21146 Yes 6 ACP 1979 87 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21146-H21159 Yes 6 ACP 1979 105 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

I21150-I21034 Yes 6 ACP 1973 101 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21151-I21112 Yes 6 ACP 1977 43 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I21152-I21110 No 6 UNK 1900 62 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low
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I22001-J22018 Yes 15 RCP 1963 310 1 0 1 1 3 3 2 1.6 4 1 5 1 2.9 Low Medium Very Low

I22002-I22001 Yes 10 VCP 1955 105 5.1 8 4 3 3 1 2 3.0 2 1 1 1 1.5 Medium Very Low Very Low

I22003-I22002 Yes 10 VCP 1955 391 3.3 22 3 4 3 1 2 2.8 2 1 5 1 1.9 Medium Low Very Low

I22004-I22003 No 10 VCP 1955 384 NA NA 3 3 3 1 2 2.6 2 1 5 1 1.9 Medium Low Very Low

I22005-I22004 Yes 10 VCP 1955 386 2.2 4 2 2 3 1 2 2.0 2 1 1 1 1.5 Low Very Low Very Low

I22006-I22005 Yes 8 VCP 1955 305 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I22007-I22006 Yes 8 VCP 1955 307 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I22008-I22007 Yes 8 VCP 1955 305 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I22009-I22008 Yes 8 VCP 1955 310 2.1 3 2 2 3 1 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

I22010-I22032 Yes 8 ACP 1974 98 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22011-I22010 Yes 8 ACP 1974 257 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22013-I22001-1 No 10 ACP 1972 54 NA NA 2 2 2 2 2 2.0 2 1 1 1 1.5 Low Very Low Very Low

I22013-I22001-2 Yes 10 ACP 1972 54 1 0 1 1 2 2 2 1.4 2 1 1 1 1.5 Very Low Very Low Very Low

I22014R-I21068 Yes 6 ACP 1972 120 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22015R-I21069 Yes 6 ACP 1972 125 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22016-I22032 Yes 6 VCP 1978 106 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22017-I22016 Yes 6 ACP 1978 179 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22018-I22017 Yes 6 ACP 1978 62 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

I22019-I22018 Yes 6 ACP 1978 139 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22020-I22019 Yes 6 ACP 1978 63 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22021-I22020 Yes 6 ACP 1978 109 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22022R-I22021 Yes 6 ACP 1978 45 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22023-I22019 No 6 ACP 1978 183 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22024-I22023 Yes 6 ACP 1978 124 3.1 7 2 3 2 1 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

I22025-I22016 Yes 6 ACP 1978 165 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22026-I22025 Yes 6 ACP 1978 114 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22027-I22026 No 6 ACP 1978 119 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22028-I22027 Yes 6 ACP 1978 133 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22029-I22028 Yes 6 ACP 1978 164 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22030R-I22029 Yes 6 ACP 1978 66 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22031-I22017 No 6 ACP 1978 90 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22032-I22006 Yes 8 ACP 1974 155 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22033-I22004 Yes 6 ACP 1978 11 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I22034-I22033 Yes 6 ACP 1978 87 4.1 4 3 2 2 1 2 2.3 1 1 1 1 1.0 Medium Very Low Very Low

I22035-I22034 Yes 6 ACP 1978 164 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22036-I22035 Yes 6 ACP 1978 190 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22037-I22036 No 6 ACP 1978 130 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22038-I22037 Yes 6 ACP 1978 117 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22039-I22038 Yes 6 ACP 1978 102 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22040R-I22039 Yes 6 ACP 1978 40 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22041R-I22037 No 6 ACP 1978 40 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22042-I22035 Yes 6 ACP 1978 169 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22043-I22042 No 6 ACP 1978 182 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22044-I22043 No 6 ACP 1978 49 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22045-I22044 No 6 ACP 1978 95 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low
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I22046-I22034 Yes 6 ACP 1978 92 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I22047R-I22046 No 6 ACP 1978 58 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I22048-I22033 Yes 6 ACP 1978 167 4.1 4 3 2 2 2 2 2.4 1 1 1 1 1.0 Medium Very Low Very Low

I22049-I22048 Yes 6 ACP 1978 254 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

I22049S-I22049 No 6 ACP 1980 62 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

I22050-I23028 Yes 6 PVC 1988 230 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I22051-J22050 No 6 PVC 1991 233 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I22052-I22051 No 6 PVC 1991 190 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I22053-I22052 No 6 PVC 1991 300 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I22054-I22053 No 6 PVC 1991 82 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I22055-I22156 Yes 8 PVC 2005 177 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I22156-I23144 Yes 8 PVC 2005 170 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I22157S-I22054 No 6 PVC 1991 67 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

I23001-J23040 Yes 15 VCP 1955 169 1 0 1 1 3 1 1 1.2 4 3 4 1 3.2 Very Low High Very Low

I23002-I23001 Yes 15 VCP 1955 203 1 0 1 1 3 1 1 1.2 4 3 4 1 3.2 Very Low High Very Low

I23003-I23002 Yes 15 VCP 1955 351 2.1 2 2 2 3 1 1 1.8 4 3 4 1 3.2 Low High Low

I23004-I23003 Yes 15 VCP 1955 351 4.1 7 3 3 3 1 1 2.4 4 3 4 1 3.2 Medium High Medium

I23005-I23004 Yes 15 VCP 1955 273 1 0 1 1 3 1 1 1.2 4 3 4 1 3.2 Very Low High Very Low

I23006-I23005 Yes 15 VCP 1955 275 3.1 9 2 3 3 4 1 2.3 4 4 1 1 3.1 Medium High Medium

I23007-I23034 Yes 15 VCP 1955 249 2.6 12 2 3 3 1 1 2.0 4 4 1 1 3.1 Low High Low

I23009-I23017-1 Yes 12 VCP 1963 189 1 0 1 1 2 2 1 1.2 3 5 4 1 3.1 Very Low High Very Low

I23009-I23017-2 No 8 CIP 1963 189 NA NA 4 4 4 2 1 3.2 1 5 4 1 2.1 High Medium Medium

I23010-I23009 Yes 15 VCP 1955 168 2.2 4 2 2 3 3 1 2.0 4 4 4 1 3.4 Low High Low

I23011-I23010 Yes 12 VCP 1955 348 1 0 1 1 3 3 1 1.4 3 3 1 1 2.4 Very Low Medium Very Low

I23012-I23011 Yes 12 VCP 1955 381 1 0 1 1 3 3 1 1.4 3 3 1 1 2.4 Very Low Medium Very Low

I23013-I23009 Yes 8 VCP 1966 72 3.2 6 3 3 2 3 1 2.5 1 4 4 1 1.9 Medium Low Very Low

I23014-I23013 Yes 8 VCP 1966 336 2.6 12 2 3 2 3 1 2.1 1 4 1 1 1.6 Medium Low Very Low

I23015R-I23014 No 6 VCP 1966 136 NA NA 2 2 2 3 1 1.9 1 3 1 1 1.4 Low Very Low Very Low

I23016-I23014 Yes 6 VCP 1966 91 2.2 4 2 2 2 3 1 1.9 1 3 1 1 1.4 Low Very Low Very Low

I23017-I23007 Yes 15 VCP 1955 279 2.2 4 2 2 3 1 1 1.8 4 4 1 1 3.1 Low High Low

I23018-I23109 No 8 PVC 2003 54 NA NA 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23019-I23018 No 8 PVC 2003 122 NA NA 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23020-I23111 No 8 PVC 2003 85 NA NA 1 1 1 1 3 1.4 1 2 1 1 1.2 Very Low Very Low Very Low

I23021R-I23019 Yes 6 VCP 1955 171 4.1 16 3 3 3 1 1 2.4 1 2 1 1 1.2 Medium Very Low Very Low

I23022-I23097 Yes 6 PVC 2005 295 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23023-I23022 Yes 8 PVC 2005 103 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23024-I23023 Yes 8 PVC 2005 24 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23025-I24006 Yes 8 VCP 1958 352 1 0 1 1 3 1 1 1.2 1 3 1 2 1.6 Very Low Low Very Low

I23026-I23020 Yes 6 PVC 1988 296 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23027-I23026 Yes 6 PVC 1988 209 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23028-I23027 Yes 6 PVC 1988 196 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23029-I23027 No 6 PVC 1988 189 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I23030-I23026 Yes 6 PVC 1988 187 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23031-I23030 Yes 6 PVC 1988 123 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23032-I23031 Yes 6 PVC 1988 248 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low
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I23033R-I23030 Yes 6 PVC 1988 169 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23034-I23006 Yes 15 VCP 1955 27 1 0 1 1 3 4 1 1.5 4 4 1 1 3.1 Very Low High Very Low

I23035-I23034 Yes 10 PVC 1988 211 3.4 16 3 3 2 1 1 2.3 2 4 4 1 2.4 Medium Medium Low

I23036-I23035 Yes 6 PVC 1988 101 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23037-I23035 No 6 PVC 1988 90 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

I23038-I23037 Yes 6 PVC 1988 36 3.1 3 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

I23039-I23038 Yes 6 PVC 1988 101 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23040-I23038 No 6 PVC 1988 107 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

I23041-I23040 Yes 6 PVC 1988 277 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23042-I23040 Yes 6 PVC 1988 99 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23043-I23042 Yes 6 PVC 1988 100 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23044-I23042 Yes 6 PVC 1988 31 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23045-I23044 Yes 6 PVC 1988 243 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23046-I23044 Yes 6 PVC 1988 95 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23047-I23046 Yes 6 PVC 1988 100 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23048-I23046 Yes 6 PVC 1988 75 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23049-I23048 No 6 PVC 1988 87 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I23050-I23049 Yes 6 PVC 1988 71 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23051-I23048 Yes 6 PVC 1988 91 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23052-I23051 Yes 6 PVC 1988 102 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23053-I23037 Yes 6 PVC 1988 85 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23054-I23053 Yes 6 PVC 1988 100 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23055-I23053 Yes 6 PVC 1988 126 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23056-I23055 Yes 6 PVC 1988 101 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23057-I23055 Yes 6 PVC 1988 121 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23058-I23057 Yes 6 PVC 1988 75 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23059-I23058 Yes 6 PVC 1988 119 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23060-I23057 Yes 6 PVC 1988 61 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23061-I23060 Yes 6 PVC 1988 106 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23062-I23060 Yes 6 PVC 1988 123 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23063-I23062 Yes 6 PVC 1988 106 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I23064-I23062 Yes 6 PVC 1988 131 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23065-I23064 Yes 6 PVC 1988 113 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23066-I23064 Yes 6 PVC 1988 133 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23067R-I23066 Yes 6 PVC 1988 110 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23068R-I23066 Yes 6 PVC 1988 75 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23069-I23075 No 8 PVC 2005 73 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23070-I23130 No 8 VCP 2005 90 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23071-I23069 Yes 8 PVC 2005 56 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23072-I23154 No 6 PVC 2002 159 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23073-J23010 Yes 8 PVC 2005 205 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23074-I23073 Yes 8 PVC 2005 266 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23075-I23024 No 8 PVC 2005 140 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23076-I23102 Yes 8 PVC 2005 204 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23077-I23076 No 6 PVC 2005 81 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low
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I23078-I23077 Yes 6 PVC 2005 162 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23079-I23078 No 6 PVC 2005 124 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23080-I23079 No 6 PVC 2005 40 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23081-I23080 Yes 6 PVC 1992 94 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23082-I23081 No 6 PVC 1992 197 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

I23083-I23082 Yes 6 PVC 2005 54 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23084-I23083 Yes 6 PVC 2002 91 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23084S-I23084 No 6 UNK 1900 40 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

I23085-I23075 Yes 6 PVC 2005 77 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23086-I23085 Yes 6 PVC 2005 126 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23087-I23076 Yes 6 PVC 2005 330 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23088R-I23073 Yes 6 PVC 2005 158 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23089R-I23074 Yes 6 PVC 2005 160 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23090-I23074 Yes 8 PVC 2005 220 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23091R-I23090 Yes 6 PVC 2005 159 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23092-I23090 Yes 8 PVC 2005 220 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23093R-I23092 Yes 6 PVC 2005 160 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23094-I23092 Yes 8 PVC 2005 221 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23095R-I23094 Yes 6 PVC 2005 160 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23096-I23094 Yes 8 PVC 2005 127 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23097-I23096 Yes 8 PVC 2005 150 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23098-I23097 Yes 6 PVC 2005 73 1 0 1 1 1 1 3 1.4 1 2 1 1 1.2 Very Low Very Low Very Low

I23099-I23098 Yes 6 PVC 2005 83 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23100-I23087 Yes 6 PVC 2005 349 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23101-I23100 Yes 6 PVC 2005 310 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23102-I23073 Yes 6 PVC 2005 278 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23105-J23062 Yes 6 PVC 2005 203 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23106-I23107 Yes 8 PVC 2003 326 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23107-I23109 Yes 8 PVC 2003 214 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23108-I23017 Yes 8 PVC 2003 278 1 0 1 1 1 1 1 1.0 1 4 4 1 1.9 Very Low Low Very Low

I23109-I23110 Yes 8 PVC 2003 113 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23110-I23108 Yes 8 PVC 2003 90 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23111-I23019 Yes 8 PVC 2003 242 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23112-I23111 Yes 8 PVC 2003 361 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

I23113-I23115 Yes 8 PVC 2005 251 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23115-I23116 Yes 8 PVC 2005 95 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23116-I23138 Yes 8 PVC 2005 230 1.1 1 2 2 1 1 1 1.6 1 1 1 1 1.0 Low Very Low Very Low

I23119-I23120 Yes 8 PVC 2005 44 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23120-I23116 Yes 8 PVC 2005 105 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23122-I23128 No 8 PVC 2005 289 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23124-I23122 Yes 8 PVC 2005 154 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23126-I23124 Yes 8 PVC 2005 270 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23128-I23129 No 8 PVC 2005 37 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23129-I23130 Yes 8 PVC 2005 33 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23130-I23071 No 8 PVC 1991 61 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low
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I23132-I23070 Yes 8 PVC 2005 68 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23134-I23132 No 8 PVC 2005 52 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23136-I23134 Yes 8 PVC 2005 118 4.1 4 3 2 1 1 1 2.0 1 1 1 1 1.0 Low Very Low Very Low

I23138-I23136 Yes 8 PVC 2005 51 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23141-I23134 Yes 8 PVC 2005 161 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23143-I23134 Yes 8 PVC 2005 237 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23144-I23150 Yes 8 PVC 2005 214 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23145-I23143 Yes 8 PVC 2005 114 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23146-I23145 Yes 8 PVC 2005 38 1.1 1 2 2 1 1 1 1.6 1 1 1 1 1.0 Low Very Low Very Low

I23148-I23146 Yes 8 PVC 2005 122 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23149-I23120 Yes 8 PVC 2005 75 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23150-I23141 Yes 8 PVC 2005 142 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

I23151-I23108 Yes 8 PVC 2003 228 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

I23152-I23079 No 6 PVC 2002 262 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23153-I23152 No 6 PVC 2002 28 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I23154-I23153 No 6 PVC 2002 340 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I24001-I23001-1 No 8 CIP 1955 201 NA NA 4 4 4 2 1 3.2 1 5 4 2 2.3 High Medium Medium

I24001-I23001-2 No 8 CIP 1955 201 NA NA 4 4 4 2 1 3.2 1 5 4 2 2.3 High Medium Medium

I24002-I24001 No 10 VCP 1958 72 NA NA 3 3 3 4 1 2.7 2 4 1 2 2.3 Medium Medium Low

I24003-I24002 No 10 VCP 1958 85 NA NA 3 3 3 4 1 2.7 2 3 1 2 2.1 Medium Medium Low

I24004-I24003 Yes 8 VCP 1958 326 3.2 6 3 3 3 2 1 2.5 1 3 1 2 1.6 Medium Low Very Low

I24005-I24004 Yes 8 VCP 1958 349 1 0 1 1 3 2 1 1.3 1 3 1 2 1.6 Very Low Low Very Low

I24006-I24005 Yes 8 VCP 1958 362 3.4 14 3 3 3 1 1 2.4 1 3 1 2 1.6 Medium Low Very Low

I24007-I24005 Yes 6 VCP 1958 259 3.3 10 3 3 3 3 1 2.6 1 3 1 3 1.8 Medium Low Very Low

I24008-I24007 Yes 6 VCP 1958 298 3.1 3 2 2 3 1 1 1.8 1 2 1 3 1.6 Low Low Very Low

I24009-I24008 Yes 6 VCP 1958 300 4.2 14 4 3 3 3 1 3.0 1 2 1 3 1.6 Medium Low Very Low

I24010R-I24009 Yes 6 VCP 1958 130 3.1 3 2 2 3 3 1 2.0 1 2 1 2 1.4 Low Very Low Very Low

I24011-I24007 Yes 6 VCP 1958 302 3.1 3 2 2 3 1 1 1.8 1 2 1 3 1.6 Low Low Very Low

I24012R-I24011 Yes 6 VCP 1958 65 1 0 1 1 3 1 1 1.2 1 2 1 3 1.6 Very Low Low Very Low

I24013-I23025 Yes 6 VCP 1958 279 2.1 2 2 2 3 1 1 1.8 1 3 1 1 1.4 Low Very Low Very Low

I24014-I24013 Yes 6 VCP 1958 283 3.5 19 3 3 3 1 1 2.4 1 3 1 1 1.4 Medium Very Low Very Low

I24015-I24014 Yes 6 VCP 1958 239 3.5 16 3 3 3 3 1 2.6 1 3 1 1 1.4 Medium Very Low Very Low

I24016-I24014 Yes 6 VCP 1958 329 4.1 15 3 3 3 1 1 2.4 1 3 1 2 1.6 Medium Low Very Low

I24017-I23010 Yes 10 VCP 1963 301 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

I24018-I24017 Yes 10 VCP 1963 317 1 0 1 1 2 1 1 1.1 2 3 1 1 1.9 Very Low Low Very Low

I24019-I24018 Yes 6 VCP 1963 166 1 0 1 1 2 3 1 1.3 1 5 1 1 1.8 Very Low Low Very Low

I24020-I24019 Yes 6 VCP 1963 147 1 0 1 1 2 2 1 1.2 1 4 1 1 1.6 Very Low Low Very Low

I24021R-I24052 Yes 6 VCP 1963 23 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I24022-I24019 Yes 6 VCP 1960 98 3.1 3 2 2 2 3 1 1.9 1 4 1 1 1.6 Low Low Very Low

I24023-I24022 Yes 6 VCP 1960 134 5.1 22 4 4 2 1 1 2.9 1 4 1 1 1.6 Medium Low Very Low

I24025-I24023 No 6 VCP 1964 146 NA NA 2 2 2 2 1 1.8 1 3 1 1 1.4 Low Very Low Very Low

I24026-I24025 Yes 6 VCP 1960 219 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I24027-I24026 Yes 6 VCP 1960 269 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

I24027S-I24027 No 6 VCP 1964 4 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

I24028-I24022 Yes 6 VCP 1965 246 3.4 16 3 3 2 3 1 2.5 1 4 1 1 1.6 Medium Low Very Low
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I24029-I24018 Yes 10 VCP 1963 286 1 0 1 1 2 3 1 1.3 2 4 1 1 2.1 Very Low Medium Very Low

I24030-H24020 Yes 6 VCP 1963 288 3.1 3 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

I24031R-I24030 Yes 6 VCP 1960 202 3.1 3 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

I24032-I25007 Yes 6 VCP 1960 85 3.2 6 3 3 2 1 1 2.3 1 1 1 4 1.6 Medium Low Very Low

I24033-I24032 Yes 6 VCP 1960 159 3.2 6 3 3 2 1 1 2.3 1 1 1 4 1.6 Medium Low Very Low

I24034-I24033 Yes 6 VCP 1960 221 1 0 1 1 2 2 1 1.2 1 1 1 4 1.6 Very Low Low Very Low

I24035-J24023 Yes 6 VCP 1958 229 1 0 1 1 3 1 1 1.2 1 1 1 4 1.6 Very Low Low Very Low

I24036-I24035 Yes 6 VCP 1958 137 3.3 9 3 3 3 5 1 2.8 1 1 1 4 1.6 Medium Low Very Low

I24037-J24022 Yes 8 VCP 1958 274 1 0 1 1 3 2 1 1.3 1 3 1 3 1.8 Very Low Low Very Low

I24038-I24037 Yes 8 VCP 1958 290 2.2 4 2 2 3 2 1 1.9 1 2 1 4 1.8 Low Low Very Low

I24039-I24038 Yes 6 VCP 1958 336 4.2 20 4 3 3 5 1 3.2 1 1 1 4 1.6 High Low Medium

I24040-I24039 Yes 6 VCP 1958 299 3.6 22 3 4 3 1 1 2.6 1 1 1 4 1.6 Medium Low Very Low

I24041-I24040 Yes 6 VCP 1958 330 3.2 12 3 3 3 1 1 2.4 1 1 1 4 1.6 Medium Low Very Low

I24042-I24041 Yes 6 VCP 1958 268 1 0 1 1 3 1 1 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

I24043-I24042 Yes 6 VCP 1958 297 1 0 1 1 3 1 1 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

I24044R-I24043 Yes 6 VCP 1958 198 2.1 2 2 2 3 1 1 1.8 1 2 1 2 1.4 Low Very Low Very Low

I24045-I24038 Yes 8 VCP 1958 218 1 0 1 1 3 1 1 1.2 1 1 1 4 1.6 Very Low Low Very Low

I24046-I24037 Yes 6 VCP 1958 338 3.1 5 2 2 3 2 1 1.9 1 2 1 3 1.6 Low Low Very Low

I24047R-I24046 Yes 6 VCP 1958 176 1 0 1 1 3 2 1 1.3 1 2 1 3 1.6 Very Low Low Very Low

I24048-I24052 Yes 6 ACP 1972 277 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

I24049-I24048 Yes 6 ACP 1972 326 1 0 1 1 2 5 1 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

I24050-I24049 Yes 6 ACP 1972 156 1 0 1 1 2 3 1 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I24051-I24050 Yes 6 ACP 1972 345 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I24052-I24020 Yes 6 VCP 1963 209 1 0 1 1 2 2 1 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

I24052R-I24051 Yes 6 ACP 1972 214 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I24053-I24015 No 6 ACP 1972 129 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

I24054R-I24053 Yes 6 ACP 1972 80 1 0 1 1 2 1 1 1.1 1 2 1 2 1.4 Very Low Very Low Very Low

I25001-I24036 Yes 6 VCP 1958 216 4.1 10 3 3 3 5 1 2.8 1 1 1 4 1.6 Medium Low Very Low

I25002-I25001 Yes 6 VCP 1960 202 3.1 3 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

I25003-I25002 Yes 6 VCP 1960 192 3.1 3 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

I25004-I25003 Yes 6 VCP 1960 266 2.2 4 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I25005-I25003 Yes 6 VCP 1960 100 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I25006-I25001 Yes 6 VCP 1960 252 3.2 8 3 3 2 1 1 2.3 1 1 1 4 1.6 Medium Low Very Low

I25007-I25006 Yes 6 VCP 1960 272 1 0 1 1 2 1 1 1.1 1 1 1 4 1.6 Very Low Low Very Low

I25008-I25007 Yes 6 VCP 1960 247 3.4 12 3 3 2 2 1 2.4 1 1 1 4 1.6 Medium Low Very Low

I25009-I25008 Yes 6 VCP 1960 232 3.6 18 3 3 2 2 1 2.4 1 1 1 3 1.4 Medium Very Low Very Low

I25010-I25009 Yes 6 VCP 1960 246 4.2 32 4 4 2 2 1 3.0 1 1 1 2 1.2 Medium Very Low Very Low

I25011-I25010 Yes 6 VCP 1960 268 3.4 12 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

I25012-I25011 Yes 6 VCP 1960 196 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I25013-I25012 Yes 6 VCP 1960 284 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I25014R-I25013 Yes 6 VCP 1960 47 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I25015-I25028 Yes 6 VCP 1960 138 3.2 6 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

I25016-I25015 Yes 6 VCP 1960 196 3.6 18 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

I25017R-I25016 Yes 6 VCP 1960 54 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

I25018-I25006 Yes 6 VCP 1960 282 3.1 3 2 2 2 1 1 1.7 1 1 1 4 1.6 Low Low Very Low
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I25019-I25018 Yes 6 VCP 1960 270 3.3 9 3 3 2 1 1 2.3 1 1 1 3 1.4 Medium Very Low Very Low

I25021R-I25026 Yes 6 VCP 1960 149 3.1 3 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I25022R-I25026 Yes 6 VCP 1960 89 3.1 3 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

I25026-I25019 Yes 6 VCP 1960 326 3.5 15 3 3 2 1 1 2.3 1 1 1 2 1.2 Medium Very Low Very Low

I25027-I25005 Yes 6 VCP 1960 65 3.1 3 2 2 2 3 1 1.9 1 1 1 2 1.2 Low Very Low Very Low

I25028-I25010 Yes 6 VCP 1960 155 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

I27001-I28006 Yes 6 ACP 1979 285 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27002-I27001 Yes 6 ACP 1979 219 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27003-I27002 Yes 6 ACP 1979 153 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27004-I27002 Yes 6 ACP 1979 200 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27005-I27004 Yes 6 ACP 1979 217 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27006-I27005 Yes 6 ACP 1979 148 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27007-I27005 Yes 6 ACP 1979 148 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I27008-I27007 Yes 6 ACP 1979 202 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27009R-I27008 Yes 6 ACP 1979 248 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27010-I27007 Yes 6 ACP 1979 301 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27011-I27010 Yes 6 ACP 1979 244 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27012-I27010 Yes 6 ACP 1979 185 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27013-I27012 Yes 6 ACP 1979 87 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27014R-I27013 Yes 6 ACP 1979 110 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I27015R-I27012 Yes 6 ACP 1979 190 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I28001-I28002 Yes 6 ACP 1978 143 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I28002-I28003 Yes 6 ACP 1978 190 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I28003-J28064 Yes 6 ACP 1978 319 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I28004-J28073 Yes 6 ACP 1979 337 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

I28005-I28004 Yes 6 ACP 1979 330 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

I28006-I28005 Yes 6 ACP 1979 300 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J12001-J12002 Yes 6 PVC 1997 229 1 0 1 1 2 1 3 1.5 1 1 1 5 1.8 Very Low Low Very Low

J12002-J12003 No 6 PVC 1997 37 NA NA 2 2 2 1 3 2.1 1 1 1 5 1.8 Medium Low Very Low

J12003-J12010P Yes 6 PVC 1997 92 3.1 3 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

J12004-J12010P Yes 6 PVC 1997 31 2.1 2 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

J12005-J12004 Yes 6 PVC 1997 346 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

J12006-J12005 Yes 6 PVC 1997 216 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

J12007-J12004 Yes 6 PVC 1997 342 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

J13001-K13028 No 6 ACP 1970 114 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

J13002-J13003 No 6 ACP 1970 10 NA NA 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

J13003-J13001 Yes 6 ACP 1970 298 2.2 4 2 2 2 3 3 2.3 1 1 1 2 1.2 Medium Very Low Very Low

J13004-J13005 No 6 PVC 1997 300 NA NA 2 2 2 1 3 2.1 1 1 1 4 1.6 Medium Low Very Low

J13005-J13006 No 6 PVC 1997 289 NA NA 2 2 2 1 3 2.1 1 1 1 5 1.8 Medium Low Very Low

J13006-J13007 Yes 6 PVC 1997 343 1 0 1 1 2 1 3 1.5 1 1 1 4 1.6 Very Low Low Very Low

J13007-J13008 Yes 6 PVC 1997 348 1 0 1 1 2 1 3 1.5 1 1 1 5 1.8 Very Low Low Very Low

J13008-J12001 No 6 PVC 1997 238 NA NA 2 2 2 1 3 2.1 1 1 1 5 1.8 Medium Low Very Low

J13009-J13007 Yes 6 PVC 1997 346 1 0 1 1 2 1 3 1.5 1 1 1 4 1.6 Very Low Low Very Low

J13010-J12007 Yes 6 PVC 1997 352 1 0 1 1 2 1 3 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

J13011-J13004 Yes 6 PVC 2001 89 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low
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J13012-J13007 Yes 8 PVC 2014 138 1 0 1 1 1 1 3 1.4 1 1 1 5 1.8 Very Low Low Very Low

J13013R-J13012 Yes 8 PVC 2014 291 1 0 1 1 1 1 3 1.4 1 1 1 5 1.8 Very Low Low Very Low

J15001-I15054 Yes 6 ABS 1980 219 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J15002-J15001 No 6 ABS 1980 281 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16001-I16042 Yes 6 ABS 1982 156 4.1 4 3 2 2 1 1 2.1 1 1 2 1 1.1 Medium Very Low Very Low

J16002-J16001 Yes 6 ABS 1982 139 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16003R-J16004 No 6 ACP 1982 110 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16004-J16031 No 6 ACP 1982 168 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16005-J16004 Yes 6 ACP 1982 203 2.2 4 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16006-J16040P Yes 10 PVC 1990 38 1 0 1 1 2 1 1 1.1 2 1 2 1 1.6 Very Low Low Very Low

J16007-J16006 Yes 8 PVC 1991 180 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J16008-J16007 Yes 8 PVC 1991 209 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J16009-J16008 Yes 8 PVC 1990 340 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J16010-J16009 Yes 8 PVC 1990 149 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16011-J16010 Yes 8 PVC 1990 257 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16012-J16011 Yes 8 PVC 1990 325 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16013-J16085 Yes 8 PVC 1991 198 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J16014-J16012 No 6 PVC 1990 73 NA NA 2 2 2 1 1 1.7 1 1 2 1 1.1 Low Very Low Very Low

J16015-J16014 No 6 PVC 1990 169 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16016-J16001 Yes 6 PVC 1991 206 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16017-J16016 No 6 PVC 1991 93 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16018-J16017 Yes 6 PVC 1991 154 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16019R-J16018 Yes 6 PVC 1991 121 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16020-J16008 Yes 8 PVC 1991 124 2.2 4 2 2 2 1 1 1.7 1 1 2 1 1.1 Low Very Low Very Low

J16021-J16033 Yes 6 PVC 1991 140 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16021S-J16021 No 6 UNK 1900 4 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

J16022-J16021 Yes 6 PVC 1991 233 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16023-J16022 Yes 6 PVC 1991 327 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16024-J16023 Yes 6 PVC 1993 170 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16025-J16024 Yes 6 PVC 1993 108 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16026R-J16025 No 6 PVC 1993 112 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16027-J16023 Yes 6 PVC 1993 149 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16028-J16027 Yes 6 PVC 1993 178 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16029-J16028 Yes 6 PVC 1993 277 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16030R-J16029 Yes 6 PVC 1993 184 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16031-I16040 No 6 PVC 1991 103 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16032-J17005 Yes 6 PVC 1991 301 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16033-J16020 Yes 6 PVC 1991 154 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J16034-J16033 Yes 6 PVC 1998 210 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16035-J16034 Yes 6 PVC 1998 41 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16036-J16035 Yes 6 PVC 1998 292 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16037-J16036 Yes 6 PVC 1998 106 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16041-J16009 Yes 6 PVC 1994 235 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J16042-J16041 Yes 6 PVC 1994 84 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16043-J16037 Yes 6 PVC 1998 128 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low
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J16044-J16034 No 6 PVC 1998 230 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J16045-J16044 Yes 6 PVC 1998 97 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16046-J16045 Yes 6 PVC 1998 331 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16047-J16046 Yes 6 PVC 1998 265 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16048-J16047 Yes 6 PVC 1998 340 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J16054-J16020 No 8 PVC 2006 271 NA NA 1 1 1 1 1 1.0 1 1 2 1 1.1 Very Low Very Low Very Low

J16056-J16054 No 8 PVC 2006 271 NA NA 1 1 1 1 1 1.0 1 1 2 1 1.1 Very Low Very Low Very Low

J16058-J16056 No 8 PVC 2006 272 NA NA 1 1 1 1 1 1.0 1 1 2 1 1.1 Very Low Very Low Very Low

J16060-J16058 No 8 PVC 2006 277 NA NA 1 1 1 1 1 1.0 1 2 2 1 1.3 Very Low Very Low Very Low

J16060S-J16060 No 8 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 2 2 1 1.3 High Very Low Low

J16061R-K16024 Yes 8 PVC 2006 217 1 0 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

J16062-J16060 No 8 PVC 2006 105 NA NA 1 1 1 1 1 1.0 1 2 2 1 1.3 Very Low Very Low Very Low

J16085-J16006 Yes 8 PVC 1991 59 2.2 4 2 2 2 1 1 1.7 1 1 2 1 1.1 Low Very Low Very Low

J16086-J16085 Yes 6 PVC 1900 329 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J17001-J16013 Yes 8 PVC 1991 276 2.2 4 2 2 2 1 1 1.7 1 1 2 1 1.1 Low Very Low Very Low

J17002-J17001 Yes 8 PVC 1991 192 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J17003-J17002 Yes 8 PVC 1991 289 1 0 1 1 2 1 1 1.1 1 1 2 1 1.1 Very Low Very Low Very Low

J17004-J17003 Yes 8 PVC 1991 203 2.2 4 2 2 2 1 1 1.7 1 1 2 1 1.1 Low Very Low Very Low

J17005-J17001 Yes 6 PVC 1991 38 1 0 1 1 2 1 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

J21001-J21003 No 27 RCP 1973 204 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J21002-J21001 No 27 RCP 1973 193 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J21003-J22055 No 27 RCP 1973 193 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J22004-J22034 No 24 RCP 1973 23 NA NA 3 3 3 2 1 2.5 5 1 1 2 3.2 Medium High Medium

J22005-J22004 Yes 21 RCP 1973 181 3.1 11 2 3 3 2 1 2.1 5 1 1 2 3.2 Medium High Medium

J22006-J22005 Yes 21 RCP 1973 169 2.2 4 2 2 3 2 1 1.9 5 1 1 2 3.2 Low High Low

J22007-J22006 Yes 21 RCP 1973 258 5.6 36 5 4 3 2 1 3.5 5 1 1 2 3.2 High High High

J22008-J22005 Yes 8 VCP 1964 304 2.2 4 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J22009-J22008 Yes 8 ACP 1967 242 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J22010-J22009 Yes 8 ACP 1967 229 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J22011-J22010 Yes 8 ACP 1967 251 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J22012-J22008 No 8 VCP 1964 172 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J22013-J22012 Yes 8 VCP 1964 172 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

J22014R-J22013 Yes 8 ACP 1967 159 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J22015-J22031 No 15 ACP 1955 56 NA NA 2 2 2 4 1 2.0 4 1 1 1 2.5 Low Medium Very Low

J22016-J22039 Yes 15 ACP 1955 303 1 0 1 1 2 4 2 1.6 4 1 5 1 2.9 Low Medium Very Low

J22017-J22016 Yes 15 RCP 1963 123 2.1 2 2 2 3 3 2 2.2 4 1 5 1 2.9 Medium Medium Low

J22018-J22018R No 15 RCP 1963 58 NA NA 3 3 3 2 2 2.7 4 1 1 1 2.5 Medium Medium Low

J22018R-J22017 No 15 RCP 1963 363 NA NA 3 3 3 2 2 2.7 4 1 5 1 2.9 Medium Medium Low

J22021-J22054 Yes 18 ACP 1975 175 1 0 1 1 2 2 1 1.2 5 1 1 1 3.0 Very Low Medium Very Low

J22022-J22021 Yes 18 ACP 1975 57 1 0 1 1 2 2 1 1.2 5 2 1 1 3.2 Very Low High Very Low

J22023-J22022 Yes 18 ACP 1975 331 1 0 1 1 2 2 1 1.2 5 2 1 1 3.2 Very Low High Very Low

J22024-J22023 Yes 18 ACP 1975 214 1 0 1 1 2 2 1 1.2 5 2 1 2 3.4 Very Low High Very Low

J22025-J22024 Yes 18 ACP 1975 195 1 0 1 1 2 2 1 1.2 5 2 4 2 3.7 Very Low High Very Low

J22026-J22025 Yes 10 ACP 1975 311 5.1 53 4 5 2 1 1 3.1 2 2 1 2 1.9 High Low Medium

J22027-J22026 Yes 10 ACP 1975 300 1 0 1 1 2 1 1 1.1 2 1 1 3 1.9 Very Low Low Very Low
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J22028-J22062 No 8 UNK 1900 11 NA NA 4 4 4 2 1 3.2 1 1 1 4 1.6 High Low Medium

J22030-J21002 No 27 RCP 1973 301 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J22031-J22030 No 27 RCP 1973 350 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J22032-J22031 No 24 RCP 1973 345 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J22033-J22032 No 24 RCP 1973 350 NA NA 3 3 3 2 1 2.5 5 1 1 1 3.0 Medium Medium Low

J22034-J22033 No 24 RCP 1973 326 NA NA 3 3 3 2 1 2.5 5 1 1 2 3.2 Medium High Medium

J22036-J22059 No 10 PVC 2012 25 NA NA 1 1 1 2 1 1.1 2 1 1 3 1.9 Very Low Low Very Low

J22038-J22036 No 8 ACP 1976 319 NA NA 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

J22039-J22015 No 15 ACP 1955 104 NA NA 2 2 2 4 2 2.2 4 1 5 1 2.9 Medium Medium Low

J22040-J22052 No 8 ACP 1979 100 NA NA 2 2 2 1 1 1.7 1 1 1 3 1.4 Low Very Low Very Low

J22041-J22040 Yes 8 ACP 1979 300 2.2 4 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

J22042R-J22041 Yes 8 ACP 1979 164 1 0 1 1 2 1 1 1.1 1 1 1 5 1.8 Very Low Low Very Low

J22043R-J22025 Yes 6 ACP 1982 331 5.1 17 4 3 2 1 1 2.7 1 3 1 2 1.6 Medium Low Very Low

J22044-J23039 No 8 PVC 1991 211 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J22045-J22044 No 8 PVC 1991 226 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J22046-J22045 No 6 PVC 1991 375 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J22047-J22046 No 6 PVC 1991 241 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J22048-J22047 No 6 PVC 1991 110 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J22049-J22048 No 6 PVC 1991 36 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J22050-J22049 No 6 PVC 1991 114 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J22051-J22050 Yes 6 PVC 1991 101 3.1 3 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

J22052-J22014R Yes 8 ACP 1979 149 3.2 6 3 3 2 1 1 2.3 1 1 1 3 1.4 Medium Very Low Very Low

J22053P-J22058 No 16 PVC 2008 57 NA NA 1 1 1 2 1 1.1 4 1 1 1 2.5 Very Low Medium Very Low

J22054-J22053P No 24 UNK 2008 43 NA NA 1 1 1 2 1 1.1 5 1 1 1 3.0 Very Low Medium Very Low

J22055-J22054 No 30 PVC 2008 167 NA NA 1 1 1 2 1 1.1 5 1 1 1 3.0 Very Low Medium Very Low

J22056-J22021 No 18 UNK 1900 15 NA NA 4 4 4 2 1 3.2 5 1 1 1 3.0 High Medium Medium

J22056-J22060 No 18 UNK 1900 15 NA NA 4 4 4 2 1 3.2 5 1 1 1 3.0 High Medium Medium

J22057-J22054 No 24 PVC 2008 13 NA NA 1 1 1 2 1 1.1 5 1 1 1 3.0 Very Low Medium Very Low

J22058-J22058T No 24 PVC 2008 39 NA NA 1 1 1 2 1 1.1 5 1 1 1 3.0 Very Low Medium Very Low

J22058-J22062 No 10 PVC 2012 228 NA NA 1 1 1 2 1 1.1 2 1 1 4 2.1 Very Low Medium Very Low

J22058T-J22057 No 24 UNK 1900 60 NA NA 4 4 4 2 1 3.2 5 1 1 1 3.0 High Medium Medium

J22059-J22058 No 10 PVC 2012 126 NA NA 1 1 1 2 1 1.1 2 1 1 4 2.1 Very Low Medium Very Low

J22060-J22058 No 24 PVC 2008 140 NA NA 1 1 1 2 1 1.1 5 1 1 1 3.0 Very Low Medium Very Low

J22061-J22036 No 10 ACP 1976 345 NA NA 2 2 2 2 1 1.8 2 1 1 3 1.9 Low Low Very Low

J22061-J22060 Yes 24 PVC 2008 69 5.2 10 5 3 1 2 1 3.1 5 2 1 1 3.2 High High High

J22062-J22027 No 10 ACP 1975 290 NA NA 2 2 2 2 1 1.8 2 1 1 4 2.1 Low Medium Very Low

J23001-J22007 Yes 21 RCP 1955 289 3.1 3 2 2 4 2 1 2.0 5 1 1 3 3.4 Low High Low

J23002-J23001 Yes 18 UNK 1955 264 1 0 1 1 4 2 1 1.4 5 1 5 3 3.8 Very Low High Very Low

J23003-J23002 Yes 18 VCP 1955 307 4.1 20 3 3 3 1 1 2.4 5 1 1 2 3.2 Medium High Medium

J23004-J23003 Yes 18 VCP 1955 313 4.1 12 3 3 3 1 1 2.4 5 1 1 2 3.2 Medium High Medium

J23005-J23004 Yes 18 VCP 1955 357 1 0 1 1 3 1 1 1.2 5 1 1 3 3.4 Very Low High Very Low

J23006-J23005 Yes 18 VCP 1955 199 2.1 2 2 2 3 1 1 1.8 5 1 1 3 3.4 Low High Low

J23007-J23035 Yes 15 VCP 1955 198 1 0 1 1 3 1 1 1.2 4 2 1 2 2.9 Very Low Medium Very Low

J23008-J23036 Yes 15 VCP 1955 215 1 0 1 1 3 3 1 1.4 4 2 1 2 2.9 Very Low Medium Very Low

J23009-J23041 Yes 15 VCP 1955 127 1 0 1 1 3 1 1 1.2 4 2 1 1 2.7 Very Low Medium Very Low
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J23010-J23046 Yes 15 PVC 2005 87 1 0 1 1 1 1 1 1.0 4 2 1 1 2.7 Very Low Medium Very Low

J23011-J23008 Yes 6 VCP 1955 149 1 0 1 1 3 3 1 1.4 1 3 1 2 1.6 Very Low Low Very Low

J23012-J23006 Yes 6 VCP 1955 334 5.1 25 4 4 3 4 1 3.3 1 3 5 3 2.2 High Medium Medium

J23013-J23012 No 6 VCP 1955 279 NA NA 3 3 3 5 1 2.8 1 3 5 3 2.2 Medium Medium Low

J23014-J23013 Yes 6 VCP 1955 279 1 0 1 1 3 4 1 1.5 1 3 1 2 1.6 Very Low Low Very Low

J23015R-J23014 Yes 6 VCP 1955 141 2.2 5 2 2 3 4 1 2.1 1 3 1 2 1.6 Medium Low Very Low

J23016-J23001 Yes 15 VCP 1955 314 1 0 1 1 3 2 1 1.3 4 1 1 3 2.9 Very Low Medium Very Low

J23017-J23016 Yes 15 VCP 1955 306 1 0 1 1 3 2 1 1.3 4 1 1 2 2.7 Very Low Medium Very Low

J23018-J23017 Yes 15 VCP 1955 220 1 0 1 1 3 2 1 1.3 4 1 1 3 2.9 Very Low Medium Very Low

J23019-J23018 Yes 15 VCP 1955 302 1 0 1 1 3 2 1 1.3 4 1 1 4 3.1 Very Low High Very Low

J23020-J23019 Yes 15 VCP 1955 229 1.1 1 2 2 3 2 1 1.9 4 2 1 5 3.5 Low High Low

J23021-J23020 Yes 15 VCP 1955 225 1 0 1 1 3 2 1 1.3 4 4 1 4 3.7 Very Low High Very Low

J23022-J22011 Yes 8 VCP 1964 251 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J23023-J23022 Yes 8 VCP 1964 261 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J23024-J23023 Yes 8 VCP 1964 270 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J23025-J23024 Yes 8 VCP 1964 260 1 0 1 1 2 2 1 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

J23026-J23025 Yes 8 VCP 1964 254 1 0 1 1 2 2 1 1.2 1 2 1 5 2.0 Very Low Low Very Low

J23027-J23023 Yes 8 ACP 1968 209 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J23028-J22028 Yes 8 ACP 1975 355 2.2 4 2 2 2 1 1 1.7 1 1 1 5 1.8 Low Low Very Low

J23029-J23028 Yes 8 ACP 1975 351 2.1 3 2 2 2 1 1 1.7 1 1 1 4 1.6 Low Low Very Low

J23030-J23029 Yes 8 ACP 1975 192 1 0 1 1 2 1 1 1.1 1 1 1 3 1.4 Very Low Very Low Very Low

J23031-J23030 Yes 8 ACP 1975 341 2.1 2 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J23032-J23031 Yes 8 ACP 1975 219 1 0 1 1 2 1 1 1.1 1 2 1 3 1.6 Very Low Low Very Low

J23033-J23068 No 8 ACP 1975 78 NA NA 2 2 2 2 3 2.2 1 1 1 2 1.2 Medium Very Low Very Low

J23034R-J23028 Yes 8 ACP 1979 102 1 0 1 1 2 1 1 1.1 1 1 4 4 1.9 Very Low Low Very Low

J23035-J23006 Yes 15 VCP 1955 225 2.4 8 2 3 3 1 1 2.0 4 2 1 3 3.1 Low High Low

J23036-J23007 Yes 15 VCP 1955 205 1 0 1 1 3 1 1 1.2 4 2 1 2 2.9 Very Low Medium Very Low

J23037-J23013 Yes 6 VCP 1955 50 3.2 6 3 3 3 4 1 2.7 1 3 1 2 1.6 Medium Low Very Low

J23038-J23037 Yes 6 VCP 1955 215 1 0 1 1 3 4 1 1.5 1 3 1 2 1.6 Very Low Low Very Low

J23039-J23002 No 8 PVC 1991 322 NA NA 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J23040-J23010 Yes 15 PVC 2005 99 1 0 1 1 1 1 1 1.0 4 2 1 1 2.7 Very Low Medium Very Low

J23041-J23008 Yes 15 VCP 1955 317 2.2 4 2 2 3 1 1 1.8 4 2 1 1 2.7 Low Medium Very Low

J23044-J23063 Yes 15 PVC 2005 118 1 0 1 1 1 1 1 1.0 4 2 1 1 2.7 Very Low Medium Very Low

J23046-J23044 Yes 15 PVC 2005 98 2.2 4 2 2 1 1 1 1.6 4 2 1 1 2.7 Low Medium Very Low

J23060-I23102 Yes 6 PVC 2005 145 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

J23061-J23015R No 6 VCP 1955 82 NA NA 3 3 3 2 1 2.5 1 3 1 2 1.6 Medium Low Very Low

J23062-J23060 Yes 6 PVC 2005 76 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

J23063-J23009 Yes 15 PVC 2005 63 1 0 1 1 1 1 1 1.0 4 2 1 1 2.7 Very Low Medium Very Low

J23065-J23041 Yes 6 PVC 2005 140 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

J23067-J23065 Yes 6 PVC 2005 108 1 0 1 1 1 1 1 1.0 1 4 1 1 1.6 Very Low Low Very Low

J23068-J23030 No 8 ACP 1975 159 NA NA 2 2 2 2 1 1.8 1 1 1 2 1.2 Low Very Low Very Low

J23069S-J23032 No 6 ACP 1975 19 NA NA 2 2 2 2 1 1.8 1 2 1 3 1.6 Low Low Very Low

J24001-J23021 Yes 15 RCP 1955 300 1 0 1 1 4 2 1 1.4 4 5 1 3 3.7 Very Low High Very Low

J24002-J24001 Yes 15 RCP 1985 302 1 0 1 1 2 2 1 1.2 4 3 1 2 3.1 Very Low High Very Low

J24003-J24071 Yes 15 RCP 1985 34 1 0 1 1 2 1 2 1.3 4 1 1 2 2.7 Very Low Medium Very Low
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J24004-J24003 Yes 15 RCP 1962 282 1 0 1 1 3 1 2 1.4 4 1 1 2 2.7 Very Low Medium Very Low

J24005-J24090P Yes 6 PVC 1995 17 1 0 1 1 2 5 1 1.5 1 2 1 4 1.8 Very Low Low Very Low

J24007-J24090P Yes 8 PVC 1995 233 1 0 1 1 2 5 1 1.5 1 2 1 4 1.8 Very Low Low Very Low

J24008-J24007 Yes 8 PVC 1995 102 1 0 1 1 2 5 1 1.5 1 2 1 4 1.8 Very Low Low Very Low

J24009-J24052 Yes 8 PVC 1995 100 1 0 1 1 2 5 1 1.5 1 2 1 3 1.6 Very Low Low Very Low

J24010-J24064 Yes 8 PVC 1995 211 2.7 14 2 3 2 5 1 2.3 1 2 1 3 1.6 Medium Low Very Low

J24011-J24010 No 6 VCP 1958 198 NA NA 3 3 3 5 1 2.8 1 2 1 3 1.6 Medium Low Very Low

J24012-J24011 No 8 VCP 1958 173 NA NA 3 3 3 5 1 2.8 1 1 4 2 1.5 Medium Very Low Very Low

J24013-J24012 Yes 6 VCP 1958 310 3.2 6 3 3 3 5 1 2.8 1 1 1 2 1.2 Medium Very Low Very Low

J24014-J24013 Yes 6 VCP 1958 230 3.4 12 3 3 3 1 1 2.4 1 1 1 2 1.2 Medium Very Low Very Low

J24015R-J24014 No 6 VCP 1958 187 NA NA 3 3 3 4 1 2.7 1 1 1 2 1.2 Medium Very Low Very Low

J24016-J24010 Yes 6 VCP 1965 160 2.3 6 2 3 2 3 1 2.1 1 2 1 3 1.6 Medium Low Very Low

J24017-J24016 Yes 6 VCP 1965 214 2.1 2 2 2 2 3 1 1.9 1 3 1 2 1.6 Low Low Very Low

J24018-J24017 Yes 6 VCP 1965 263 1 0 1 1 2 3 1 1.3 1 4 1 2 1.8 Very Low Low Very Low

J24019-J24080 Yes 6 VCP 1965 143 3.1 3 2 2 2 3 1 1.9 1 4 1 1 1.6 Low Low Very Low

J24020-J24007 Yes 6 VCP 1965 79 1 0 1 1 2 4 1 1.4 1 2 1 4 1.8 Very Low Low Very Low

J24021-J24020 Yes 6 VCP 1965 187 2.4 8 2 3 2 4 1 2.2 1 3 1 3 1.8 Medium Low Very Low

J24022-I24003 Yes 10 VCP 1958 372 3.1 5 2 2 3 3 1 2.0 2 3 1 2 2.1 Low Medium Very Low

J24023-I24045 Yes 8 VCP 1958 282 3.1 5 2 2 3 1 1 1.8 1 1 1 4 1.6 Low Low Very Low

J24024-J24023 Yes 6 VCP 1958 245 3.1 3 2 2 3 1 1 1.8 1 1 1 3 1.4 Low Very Low Very Low

J24025-J24024 Yes 6 VCP 1958 315 1 0 1 1 3 1 1 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

J24026-J24025 Yes 6 VCP 1958 316 1 0 1 1 3 1 1 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

J24027-J24026 Yes 6 VCP 1958 310 3.1 3 2 2 3 1 1 1.8 1 1 1 2 1.2 Low Very Low Very Low

J24028-J24027 Yes 6 VCP 1958 258 1 0 1 1 3 1 1 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

J24029R-J24028 Yes 6 VCP 1958 200 1 0 1 1 3 1 1 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

J24030R-J24026 Yes 6 VCP 1958 170 1 0 1 1 3 1 1 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

J24031-J25011 Yes 6 VCP 1955 281 3.2 6 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

J24032-J24031 Yes 6 VCP 1955 300 3.1 3 2 2 3 1 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

J24033-J25002 No 6 VCP 1955 214 NA NA 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

J24034-J24033 Yes 6 VCP 1955 310 1 0 1 1 3 1 2 1.4 1 1 2 1 1.1 Very Low Very Low Very Low

J24035-J24034 Yes 6 VCP 1955 298 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J24036-J24035 Yes 6 VCP 1955 301 4.1 4 3 2 3 1 2 2.4 1 1 1 2 1.2 Medium Very Low Very Low

J24037-J24036 No 6 VCP 1955 302 NA NA 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

J24038-J24037 Yes 6 VCP 1955 253 3.3 11 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

J24039-J24038 Yes 6 VCP 1955 304 5.1 14 4 3 3 1 2 3.0 1 1 1 2 1.2 Medium Very Low Very Low

J24040-J24039 Yes 6 VCP 1955 238 4.1 19 3 3 3 1 2 2.6 1 1 1 2 1.2 Medium Very Low Very Low

J24041-J24040 Yes 6 VCP 1958 144 3.3 9 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

J24042R-J24039 Yes 6 VCP 1955 31 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

J24043-J24012 Yes 8 ACP 1972 172 1 0 1 1 2 5 1 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

J24044-J24043 Yes 8 ACP 1972 272 1 0 1 1 2 4 1 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

J24045-J24044 Yes 8 ACP 1972 325 1 0 1 1 2 4 1 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

J24046-J24012 Yes 6 ACP 1972 109 1 0 1 1 2 5 1 1.5 1 1 1 3 1.4 Very Low Very Low Very Low

J24047-J24046 No 6 ACP 1972 176 NA NA 2 2 2 4 1 2.0 1 1 1 3 1.4 Low Very Low Very Low

J24048-J24047 Yes 6 ACP 1972 230 1 0 1 1 2 4 1 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

J24049-J24005 Yes 8 VCP 1967 384 4.1 8 3 3 2 4 1 2.6 1 2 1 5 2.0 Medium Low Very Low

Risk_Scores&Rehab for App E_012419.xlsx, Scores_sortbyPipe Page 116 of 143 1/25/2019



Novato Sanitary District

Risk Score Results

Pipe ID
CCTV 

Data

Pipe 

Dia. 

(in.)

Pipe 

Mat'l.

Install. 

Date

Length 

(ft.)

Peak 

Struct. 

Score* 

(CCTV)

Total 

Struct. 

Score 

(CCTV)

LOF

 Peak 

Struct. 

Defect

LOF

 Total 

Struct. 

Defect

LOF

Struct. 

Vulnera-

bility

LOF

O&M 

Condi- 

tion

LOF

I/I 

Contri- 

bution

LOF 

Score

COF

Potential 

Spill 

Volume

COF

Environ-

mental 

Impact

COF

Traffic/ 

Response 

Impact

COF

Public 

Impact

COF 

Score

LOF 

Rating

COF 

Rating

Risk 

Priority 

Rating

J24050-J24049 Yes 8 ACP 1967 111 3.1 3 2 2 2 4 3 2.4 1 1 4 4 1.9 Medium Low Very Low

J24051-J24050 Yes 6 VCP 1967 130 5.1 5 4 2 2 4 1 2.8 1 1 1 3 1.4 Medium Very Low Very Low

J24052-J24008 Yes 8 PVC 1995 144 1 0 1 1 2 5 1 1.5 1 2 1 4 1.8 Very Low Low Very Low

J24053-J24008 Yes 6 ACP 1975 212 1.1 1 2 2 2 4 1 2.0 1 3 1 4 2.0 Low Low Very Low

J24054-J24053 Yes 6 ACP 1975 207 1 0 1 1 2 4 1 1.4 1 3 1 3 1.8 Very Low Low Very Low

J24055-J24054 Yes 6 ACP 1975 138 1 0 1 1 2 4 1 1.4 1 4 1 3 2.0 Very Low Low Very Low

J24056-J24052 Yes 6 ACP 1975 137 1 0 1 1 2 4 1 1.4 1 2 1 3 1.6 Very Low Low Very Low

J24057-J24056 Yes 6 ACP 1975 183 1 0 1 1 2 4 1 1.4 1 2 1 3 1.6 Very Low Low Very Low

J24058-J24057 Yes 6 ACP 1975 287 1 0 1 1 2 4 1 1.4 1 3 1 3 1.8 Very Low Low Very Low

J24059-J25001 Yes 6 ACP 1981 272 4.4 36 4 4 2 3 2 3.3 1 1 1 1 1.0 High Very Low Low

J24060-J24059 Yes 6 ACP 1981 312 3.2 6 3 3 2 3 2 2.7 1 1 1 1 1.0 Medium Very Low Very Low

J24060R-J24060 No 6 VCP 1971 66 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

J24064-J24009 No 6 PVC 1995 14 NA NA 2 2 2 5 1 2.1 1 2 1 3 1.6 Medium Low Very Low

J24065R-J24064 Yes 6 PVC 1995 180 2.2 4 2 2 2 5 1 2.1 1 2 1 3 1.6 Medium Low Very Low

J24066-J24060R No 6 ACP 1981 39 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

J24067-J24066 Yes 6 ACP 1981 227 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

J24068-J24067 No 6 ACP 1981 102 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

J24069-J24068 Yes 6 ACP 1981 228 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

J24070-J24069 Yes 6 ACP 1981 173 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

J24071-J24072 Yes 15 RCP 1985 40 1 0 1 1 2 1 2 1.3 4 1 1 2 2.7 Very Low Medium Very Low

J24072-J24073 Yes 15 RCP 1985 194 1 0 1 1 2 1 2 1.3 4 1 4 2 3.0 Very Low Medium Very Low

J24073-J24074 Yes 15 RCP 1985 25 1 0 1 1 2 2 1 1.2 4 1 1 2 2.7 Very Low Medium Very Low

J24074-J24002 Yes 15 RCP 1985 79 1 0 1 1 2 2 1 1.2 4 2 1 2 2.9 Very Low Medium Very Low

J24075-J24090P Yes 6 PVC 1995 160 1 0 1 1 2 4 1 1.4 1 3 1 4 2.0 Very Low Low Very Low

J24076-J23012 Yes 8 PVC 1995 199 1 0 1 1 2 4 1 1.4 1 4 5 3 2.4 Very Low Medium Very Low

J24077-J23046 Yes 6 PVC 2005 310 1 0 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

J24078-J23063 Yes 6 PVC 2005 287 1 0 1 1 1 1 1 1.0 1 4 1 1 1.6 Very Low Low Very Low

J24079-J24018 Yes 6 VCP 1965 54 1 0 1 1 2 3 1 1.3 1 4 1 2 1.8 Very Low Low Very Low

J24080-J24079 Yes 6 VCP 1965 85 1 0 1 1 2 3 1 1.3 1 4 1 2 1.8 Very Low Low Very Low

J25001-K24004 Yes 8 ACP 1956 332 4.2 14 4 3 2 1 2 2.9 1 1 5 1 1.4 Medium Very Low Very Low

J25002-J25001 Yes 8 VCP 1955 96 4.4 31 4 4 3 1 2 3.2 1 1 1 1 1.0 High Very Low Low

J25003-J25002 Yes 6 VCP 1955 45 1 0 1 1 3 1 2 1.4 1 1 2 1 1.1 Very Low Very Low Very Low

J25004-J25003 Yes 6 VCP 1955 234 3.5 15 3 3 3 1 2 2.6 1 1 2 1 1.1 Medium Very Low Very Low

J25005-J25004 Yes 6 VCP 1955 208 3.1 3 2 2 3 1 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

J25006-J25005 Yes 6 VCP 1955 220 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25007-J25006 Yes 6 VCP 1955 253 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25008-J25007 Yes 6 VCP 1955 100 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25009-J25008 Yes 6 VCP 1955 237 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25010-J25004 Yes 6 VCP 1955 203 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25011-J25010 Yes 6 VCP 1955 298 3.1 3 2 2 3 1 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

J25012-J25040 Yes 8 VCP 1955 87 3.2 6 3 3 3 1 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

J25013-J24032 Yes 6 VCP 1955 291 1 0 1 1 3 1 2 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

J25014R-J25013 Yes 6 VCP 1955 198 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25015-I24036 Yes 6 VCP 1958 303 2.1 2 2 2 3 1 1 1.8 1 1 1 4 1.6 Low Low Very Low

J25016-J25015 Yes 6 VCP 1958 300 1 0 1 1 3 1 1 1.2 1 1 1 3 1.4 Very Low Very Low Very Low
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J25017-J25016 Yes 6 VCP 1958 302 3.2 6 3 3 3 1 1 2.4 1 1 1 2 1.2 Medium Very Low Very Low

J25018-J25017 Yes 6 VCP 1958 226 3.2 6 3 3 3 1 1 2.4 1 1 1 1 1.0 Medium Very Low Very Low

J25019-I25027 Yes 6 VCP 1960 92 1 0 1 1 2 3 1 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

J25020R-J25019 Yes 6 VCP 1960 307 1 0 1 1 2 3 1 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

J25021-I25004 Yes 6 VCP 1960 198 1 0 1 1 2 1 1 1.1 1 1 1 2 1.2 Very Low Very Low Very Low

J25022-J25021 Yes 6 VCP 1960 329 3.3 9 3 3 2 3 1 2.5 1 1 1 2 1.2 Medium Very Low Very Low

J25023-J25022 Yes 6 VCP 1960 230 3.1 3 2 2 2 3 1 1.9 1 1 1 2 1.2 Low Very Low Very Low

J25024-J25021 Yes 6 VCP 1960 202 3.1 3 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

J25025-J25024 Yes 6 VCP 1960 258 3.8 26 3 4 2 1 1 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J25025S-J25025 No 6 VCP 1960 38 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

J25026-K25030 Yes 6 VCP 1968 264 1 0 1 1 2 4 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

J25028-K25046 Yes 6 PVC 1987 83 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J25029-J25028 Yes 6 PVC 1987 74 4.2 14 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

J25030-J25029 Yes 6 PVC 1987 74 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J25031-J25030 Yes 6 PVC 1987 70 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J25032-J25031 Yes 6 PVC 1987 183 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J25033-J25028 Yes 6 PVC 1987 208 3.4 20 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J25034R-J25028 Yes 6 PVC 1987 75 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J25035-J25029 No 6 PVC 1987 104 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J25036-J25035 Yes 6 PVC 1987 59 4.2 17 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

J25037-J25002 Yes 8 VCP 1955 103 3.3 9 3 3 3 1 2 2.6 1 1 2 1 1.1 Medium Very Low Very Low

J25038-J25037 No 8 VCP 1955 29 NA NA 3 3 3 1 2 2.6 1 1 2 1 1.1 Medium Very Low Very Low

J25039-J25038 Yes 8 VCP 1955 63 1 0 1 1 3 1 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J25040-J25039 Yes 8 VCP 1955 26 4.4 16 4 3 3 1 2 3.0 1 1 1 1 1.0 Medium Very Low Very Low

J27001-J28014 Yes 6 ACP 1974 117 2.4 8 2 3 2 1 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

J27002-J27001 Yes 6 ACP 1974 51 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27003-J27002 Yes 6 ACP 1974 147 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27004-J27003 Yes 6 ACP 1974 127 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27005-J27004 Yes 6 ACP 1974 75 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27006-J27005 Yes 6 ACP 1974 129 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27007-J27006 Yes 6 ACP 1974 117 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27008-J27007 Yes 6 ACP 1974 154 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27009-J27008 No 6 ACP 1974 40 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J27010-J27009 Yes 6 ACP 1974 105 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27011-J27010 Yes 6 ACP 1974 205 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27012-J27011 Yes 6 ACP 1974 226 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27013-J27012 Yes 6 ACP 1974 168 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27014R-J27013 Yes 6 ACP 1974 57 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27015R-J27001 Yes 6 ACP 1974 72 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27016-J27005 Yes 6 ACP 1974 218 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27017-J27016 Yes 6 ACP 1974 120 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27018-J27010 Yes 6 ACP 1974 154 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27019-J27018 Yes 6 ACP 1974 189 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27020-J27019 Yes 6 ACP 1974 124 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27021-J27018 Yes 6 ACP 1974 90 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low
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J27022-J27019 Yes 6 ACP 1974 90 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27023-K27022 Yes 6 ACP 1978 115 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27024-J27023 No 6 ACP 1978 70 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J27025R-J27024 Yes 6 ACP 1978 107 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27026-J27024 Yes 6 ACP 1978 173 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27027-J27026 Yes 6 ACP 1978 97 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27028-J27027 Yes 6 ACP 1978 153 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27029-J27028 Yes 6 ACP 1978 101 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J27030R-J27029 No 6 ACP 1978 95 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J27031-J27026 Yes 6 ACP 1978 192 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28001-K28005 Yes 10 ACP 1974 287 1 0 1 1 2 3 2 1.5 2 1 1 1 1.5 Very Low Very Low Very Low

J28002-J28001 Yes 8 ACP 1974 318 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28003-J28002 Yes 8 ACP 1974 300 4.1 4 3 2 2 3 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J28004-J28003 Yes 8 ACP 1974 214 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28005-J28004 Yes 8 ACP 1974 111 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28006-J28005 Yes 8 ACP 1974 164 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28007-J28006 Yes 8 ACP 1974 133 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28008-J28007 Yes 8 ACP 1974 165 3.1 7 2 3 2 3 2 2.3 1 1 1 1 1.0 Medium Very Low Very Low

J28009-J28008 Yes 8 ACP 1974 284 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28010-J28009 Yes 8 ACP 1974 138 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28011-J28010 Yes 8 ACP 1974 157 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28012-J28011 Yes 6 ACP 1974 304 3.2 10 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J28013-J28012 Yes 6 ACP 1974 288 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28013S-J28013 No 6 ACP 1974 31 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

J28014-J28013 Yes 6 ACP 1974 147 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28015-J28007 Yes 6 ACP 1974 126 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28016-J28015 Yes 6 ACP 1974 96 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28017-J28016 Yes 6 ACP 1974 199 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28018R-J28017 Yes 6 ACP 1974 99 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28019R-J28017 Yes 6 ACP 1974 70 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28020-J28008 Yes 6 ACP 1974 143 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28021-J28020 Yes 6 ACP 1974 94 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28022-J28021 Yes 6 ACP 1974 65 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28023-J28022 Yes 6 ACP 1974 133 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28024-J28023 Yes 6 ACP 1974 54 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28025-J28024 No 6 ACP 1974 162 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28026-J28025 Yes 6 ACP 1974 139 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28027-J28026 Yes 6 ACP 1974 59 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28028-J28027 Yes 6 ACP 1974 112 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28029-J28024 Yes 6 ACP 1974 147 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28030R-J28029 Yes 6 ACP 1974 87 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28031R-J28029 Yes 6 ACP 1974 59 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

J28032-J28009 Yes 6 ACP 1974 134 4.4 31 4 4 2 5 2 3.5 1 1 1 1 1.0 High Very Low Low

J28033-J28032 Yes 6 ACP 1974 195 1 0 1 1 2 4 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

J28034-J28033 Yes 6 ACP 1974 140 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low
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J28035R-J28034 Yes 6 ACP 1974 71 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28036R-J28034 Yes 6 ACP 1974 29 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28037-J28010 Yes 6 ACP 1974 117 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28038-J28037 Yes 6 ACP 1974 71 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28039-J28038 Yes 6 ACP 1974 124 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28040-J28037 Yes 6 ACP 1974 117 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28041-J28020 Yes 6 ACP 1974 98 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28042-J28011 Yes 8 ACP 1974 160 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28043-J28003 No 8 ACP 1978 194 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

J28044-J28043 No 8 ACP 1978 308 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

J28045-J28044 No 8 ACP 1978 170 NA NA 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

J28046-J28085 Yes 8 ACP 1978 71 5.1 8 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

J28047-J28046 Yes 8 ACP 1978 350 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28048-J28047 Yes 8 ACP 1978 252 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28049-J28048 No 8 ACP 1978 216 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28050-J28086 Yes 8 ACP 1978 196 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28051-J28050 Yes 6 ACP 1978 151 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28052-J28050 No 8 ACP 1978 133 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28053-J28052 Yes 6 ACP 1978 78 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28054-J28053 Yes 6 ACP 1978 102 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28055-J28052 Yes 6 ACP 1978 135 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28056-J28055 Yes 6 ACP 1978 287 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28057-J28056 Yes 6 ACP 1978 209 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28058-J28057 Yes 6 ACP 1978 228 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28059-J28058 Yes 6 ACP 1978 87 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28060-J28059 No 6 ACP 1978 112 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28061-J28056 Yes 6 ACP 1978 209 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28062-J28063 Yes 6 ACP 1978 88 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28063-J28056 Yes 6 ACP 1978 214 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28064-J28063 Yes 6 ACP 1978 319 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28065-J28012 Yes 6 ACP 1978 24 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28066-J28065 Yes 6 ACP 1978 180 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28067-J28066 Yes 6 ACP 1978 134 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28068-J28067 Yes 6 ACP 1978 152 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28069-J28068 Yes 6 ACP 1978 107 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28070-J28014 Yes 6 ACP 1974 72 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28071-J28070 Yes 6 ACP 1976 172 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28072-J28071 Yes 6 ACP 1978 97 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28073-J28071 Yes 6 ACP 1974 102 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28074-J28049 Yes 6 PVC 1989 86 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28075R-J28074 Yes 6 PVC 1989 45 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28076-J28077 Yes 6 PVC 1989 145 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28077-J28047 Yes 6 PVC 1989 186 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28078-J28081 Yes 8 PVC 1989 176 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28079R-J28078 Yes 8 PVC 1989 38 4.1 4 3 2 2 1 2 2.3 1 1 1 1 1.0 Medium Very Low Very Low
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J28080-J28101 No 8 PVC 1989 176 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28081-J28101 Yes 8 PVC 1989 61 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28082-J28101 Yes 8 PVC 1989 35 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28083-J28082 Yes 8 PVC 1989 158 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28084-J28085 Yes 8 PVC 1989 151 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28085-J28045 Yes 6 ACP 1978 122 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

J28086-J28049 No 8 ACP 1978 116 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28087-J28086 Yes 6 PVC 1989 80 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28088-J28087 Yes 6 PVC 1989 133 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28089-J28048 Yes 6 PVC 1989 98 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28090-J28047 Yes 6 PVC 1989 82 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28091-J28090 No 6 PVC 1989 102 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28092-J28091 Yes 6 PVC 1989 128 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28093-J28092 Yes 6 PVC 1989 43 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

J28094R-J28093 Yes 6 PVC 1989 44 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28095-J28093 Yes 6 PVC 1989 84 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28096-J28095 Yes 6 PVC 1989 92 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28097-J28096 Yes 6 PVC 1989 82 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28098-J28085 Yes 6 PVC 1989 99 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

J28099-J28098 Yes 6 PVC 1989 242 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28100-J28065 Yes 6 ACP 1978 153 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

J28101-J28084 Yes 8 PVC 1989 53 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

K12001-K13034 Yes 12 VCP 1963 353 1 0 1 1 2 1 3 1.5 3 3 1 1 2.4 Very Low Medium Very Low

K12002-K12001 Yes 12 VCP 1963 238 2.2 4 2 2 2 1 3 2.1 3 3 1 1 2.4 Medium Medium Low

K12003-K12002 Yes 12 VCP 1963 263 1 0 1 1 2 1 3 1.5 3 3 1 1 2.4 Very Low Medium Very Low

K12004-K12003 Yes 6 VCP 1963 205 2.2 4 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

K12005-K12004 Yes 6 VCP 1963 350 1 0 1 1 2 1 3 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

K12006-K12005 Yes 6 VCP 1963 296 3.2 6 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

K12007-K12006 Yes 6 VCP 1963 277 3.4 12 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

K12008-K12007 Yes 6 VCP 1963 153 3.1 3 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K12009-K12008 No 6 VCP 1963 130 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K12010-K12003 Yes 12 VCP 1963 309 1 0 1 1 2 1 3 1.5 3 3 1 1 2.4 Very Low Medium Very Low

K12011-K12010 Yes 12 VCP 1963 232 1 0 1 1 2 1 3 1.5 3 3 1 1 2.4 Very Low Medium Very Low

K12012-K12011 Yes 12 VCP 1963 263 1 0 1 1 2 1 3 1.5 3 3 1 1 2.4 Very Low Medium Very Low

K12012S-K12012 No 6 VCP 1963 55 NA NA 2 2 2 2 3 2.2 1 2 1 1 1.2 Medium Very Low Very Low

K12013R-K12012 Yes 8 VCP 1963 95 1 0 1 1 2 1 3 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

K12014R-K13034 Yes 6 VCP 1969 152 1 0 1 1 2 1 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

K12015-K12009 No 6 VCP 1963 195 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13001-L13020 Yes 12 VCP 1969 293 1 0 1 1 2 3 3 1.7 3 3 1 1 2.4 Low Medium Very Low

K13002-K13001 Yes 6 VCP 1969 225 1 0 1 1 2 1 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

K13003-K13002 Yes 6 VCP 1969 288 1 0 1 1 2 3 3 1.7 1 2 1 1 1.2 Low Very Low Very Low

K13004-K13003 No 6 ACP 1978 171 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13005-K13004 No 6 ACP 1970 350 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13006-K13005 No 6 ACP 1970 299 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13007-K13006 No 6 ACP 1970 301 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low
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K13008R-K13007 No 6 ACP 1970 104 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13009-K13004 No 6 ACP 1970 124 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

K13010-K13009 No 6 ACP 1970 245 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13011R-K13010 No 6 ACP 1970 175 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13012R-K13010 No 6 ACP 1970 88 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13013R-K13005 No 6 ACP 1970 124 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13014-K13002 Yes 6 ACP 1969 219 1 0 1 1 2 3 3 1.7 1 2 1 1 1.2 Low Very Low Very Low

K13015-K13014 No 6 ACP 1970 254 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13016-K13015 Yes 6 ACP 1970 194 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

K13017-K13016 Yes 6 ACP 1970 335 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

K13018-K13017 No 6 ACP 1970 293 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13019-K13018 No 6 ACP 1970 255 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13020R-K13019 No 6 ACP 1970 187 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13022-K13048 Yes 6 ACP 1975 537 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13024-K12015 No 6 ACP 1970 257 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13025-K13024 No 6 ACP 1970 249 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13026-K13025 No 6 ACP 1970 245 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13027-K13046 No 6 ACP 1970 154 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13028-K13027 No 6 ACP 1970 261 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13029R-K13025 No 6 ACP 1970 52 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13030-K12007 Yes 6 VCP 1963 264 3.7 21 3 4 2 3 3 3.1 1 1 1 1 1.0 High Very Low Low

K13031-K13030 Yes 6 ACP 1970 149 3.2 6 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

K13032-K13031 Yes 6 ACP 1970 193 3.3 9 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

K13033R-K13032 No 6 ACP 1970 49 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13034-K13001 Yes 12 VCP 1969 347 1 0 1 1 2 3 3 1.7 3 3 1 1 2.4 Low Medium Very Low

K13035-K13005 Yes 6 ACP 1978 174 3.4 12 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

K13036-K13035 Yes 6 ACP 1978 265 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13037-K13036 Yes 6 ACP 1978 351 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13038-K13037 Yes 6 ACP 1978 143 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13039R-K13037 Yes 6 ACP 1978 201 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13040-K13035 Yes 6 ACP 1983 283 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13041-K13040 Yes 6 ACP 1983 236 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13042-K13041 Yes 6 ACP 1983 258 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13043R-K13042 Yes 6 ACP 1983 165 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13044-K13046 No 6 ACP 1979 113 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13045R-K13044 Yes 6 ACP 1979 177 1 0 1 1 2 1 3 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K13046-K13026 No 6 ACP 1970 87 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

K13047-K13044 Yes 6 HDPE 2002 318 1 0 1 1 1 1 3 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

K13048-K13016 Yes 6 ACP 1975 170 4.1 7 3 3 2 3 3 2.9 1 1 1 1 1.0 Medium Very Low Very Low

K13048R-K13048 No 6 UNK 1900 5 NA NA 4 4 4 2 3 3.6 1 1 1 1 1.0 High Very Low Low

K13048S-K13048 No 6 UNK 1900 13 NA NA 4 4 4 2 3 3.6 1 1 1 1 1.0 High Very Low Low

K16003-K16001P No 8 PVC 2006 48 NA NA 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

K16005-K16003 No 8 PVC 2006 110 NA NA 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

K16007-K16005 No 8 PVC 2006 135 NA NA 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low

K16009R-K16007 No 8 PVC 2006 94 NA NA 1 1 1 1 1 1.0 1 3 1 1 1.4 Very Low Very Low Very Low
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K16020-K16003 No 8 PVC 2006 77 NA NA 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

K16022-K16020 No 8 PVC 2006 78 NA NA 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

K16024-K16022 No 8 PVC 2006 160 NA NA 1 1 1 1 1 1.0 1 2 1 1 1.2 Very Low Very Low Very Low

K20001-K20003 Yes 6 VCP 1961 350 1 0 1 1 2 3 4 1.9 1 3 1 1 1.4 Low Very Low Very Low

K20001-L21008 Yes 8 VCP 1961 348 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

K20002-K20010P Yes 6 ACP 1961 27 1 0 1 1 2 4 4 2.0 1 3 1 1 1.4 Low Very Low Very Low

K20003-K20002 Yes 6 VCP 1961 356 4.1 4 3 2 2 4 4 3.0 1 3 1 1 1.4 Medium Very Low Very Low

K21001-K21006 Yes 15 RCP 1961 224 5.4 41 5 4 3 1 4 4.0 4 4 1 1 3.1 High High High

K21002-K21011 Yes 10 VCP 1964 11 1 0 1 1 2 4 4 2.0 2 3 1 1 1.9 Low Low Very Low

K21003-K21002 No 10 VCP 1964 104 NA NA 2 2 2 4 4 2.6 2 3 1 1 1.9 Medium Low Very Low

K21004-K21003 Yes 6 PVC 1983 182 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

K21005R-K21003 No 10 VCP 1964 75 NA NA 2 2 2 1 4 2.3 2 4 1 1 2.1 Medium Medium Low

K21006-K21010P Yes 18 PVC 2005 63 1 0 1 1 1 1 4 1.6 5 4 1 1 3.6 Low High Low

K21007-K21006 Yes 6 PVC 2006 77 1 0 1 1 1 1 4 1.6 1 4 4 1 1.9 Low Low Very Low

K21008-K21007 Yes 6 PVC 2006 313 1 0 1 1 1 1 4 1.6 1 4 4 1 1.9 Low Low Very Low

K21009-K21008 Yes 6 PVC 2006 160 1 0 1 1 1 1 4 1.6 1 3 4 1 1.7 Low Low Very Low

K21011-K21001 Yes 15 ACP 1961 42 4.7 28 4 4 2 1 4 3.5 4 3 4 1 3.2 High High High

K22001-K23032 Yes 8 ACP 1972 156 1 0 1 1 2 1 1 1.1 1 2 1 1 1.2 Very Low Very Low Very Low

K23001-K23002 Yes 8 ACP 1975 325 2.2 4 2 2 2 3 1 1.9 1 2 1 2 1.4 Low Very Low Very Low

K23002-K23003 Yes 8 ACP 1975 264 1 0 1 1 2 3 1 1.3 1 2 1 3 1.6 Very Low Low Very Low

K23003-K23004 Yes 8 ACP 1975 299 4.2 15 4 3 2 1 1 2.7 1 2 1 3 1.6 Medium Low Very Low

K23004-K23005 Yes 8 ACP 1975 335 4.2 20 4 3 2 1 1 2.7 1 1 1 2 1.2 Medium Very Low Very Low

K23005-J23033 Yes 8 ACP 1975 264 2.1 3 2 2 2 1 1 1.7 1 1 1 2 1.2 Low Very Low Very Low

K23005-K230072 No 10 PVC 2012 127 NA NA 1 1 1 2 1 1.1 2 1 1 2 1.7 Very Low Low Very Low

K230072-K23071 No 10 PVC 2012 91 NA NA 1 1 1 2 1 1.1 2 1 1 2 1.7 Very Low Low Very Low

K23007-K24009 No 8 ACP 1969 228 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

K23008-K23007 Yes 6 ACP 1974 308 1 0 1 1 2 3 2 1.5 1 3 1 3 1.8 Very Low Low Very Low

K23009-K23008 Yes 6 ACP 1974 303 1 0 1 1 2 3 2 1.5 1 3 1 4 2.0 Very Low Low Very Low

K23010R-K23009 Yes 6 ACP 1974 154 1 0 1 1 2 3 2 1.5 1 3 1 4 2.0 Very Low Low Very Low

K23011-K23007 Yes 8 ACP 1974 245 4.2 14 4 3 2 3 2 3.1 1 2 1 2 1.4 High Very Low Low

K23014-K24014 Yes 8 ACP 1975 159 1 0 1 1 2 2 2 1.4 1 2 1 2 1.4 Very Low Very Low Very Low

K23015-K23014 Yes 8 ACP 1974 190 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

K23017-K23014 Yes 8 ACP 1974 99 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

K23019-K23020 No 8 ACP 1982 139 NA NA 2 2 2 1 1 1.7 1 2 1 2 1.4 Low Very Low Very Low

K23020-K23021 No 8 ACP 1982 261 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

K23021-K23022 No 8 ACP 1982 224 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

K23022-K23023 No 8 ACP 1982 133 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

K23023-K23041 No 8 ABS 1982 104 NA NA 2 2 2 2 1 1.8 1 2 1 1 1.2 Low Very Low Very Low

K23024-K23041 No 8 PVC 2014 85 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

K23026-K23024 No 8 PVC 2014 45 NA NA 1 1 1 2 1 1.1 1 1 1 1 1.0 Very Low Very Low Very Low

K23027-K23026 No 8 ACP 1982 327 NA NA 2 2 2 3 1 1.9 1 1 1 1 1.0 Low Very Low Very Low

K23028-K23027 No 8 ACP 1982 245 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

K23029-K23028 No 8 ACP 1982 310 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low

K23031-K23029 No 8 ABS 1982 186 NA NA 2 2 2 2 1 1.8 1 2 1 1 1.2 Low Very Low Very Low

K23032-K23031 No 8 ACP 1972 148 NA NA 2 2 2 1 1 1.7 1 2 1 1 1.2 Low Very Low Very Low
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K23033-K23029 No 8 ACP 1972 307 NA NA 2 2 2 1 1 1.7 1 1 1 1 1.0 Low Very Low Very Low

K23041-K23042P No 10 PVC 2014 54 NA NA 1 1 1 2 1 1.1 2 1 1 1 1.5 Very Low Very Low Very Low

K23070-J22061 No 10 ACP 1976 304 NA NA 2 2 2 2 1 1.8 2 1 1 3 1.9 Low Low Very Low

K23071-K23070 No 10 PVC 2012 59 NA NA 1 1 1 2 1 1.1 2 1 1 2 1.7 Very Low Low Very Low

K24001-J24004 Yes 15 RCP 1962 250 1 0 1 1 3 1 2 1.4 4 1 1 2 2.7 Very Low Medium Very Low

K24002-K24005 Yes 15 RCP 1962 94 1 0 1 1 3 1 2 1.4 4 1 1 1 2.5 Very Low Medium Very Low

K24003-K24002 Yes 18 RCP 1962 254 1 0 1 1 3 1 2 1.4 5 1 5 1 3.4 Very Low High Very Low

K24004-K24021 Yes 18 RCP 1962 393 3.1 3 2 2 3 1 2 2.0 5 1 4 1 3.3 Low High Low

K24005-K24001 Yes 15 RCP 1962 186 1 0 1 1 3 1 2 1.4 4 1 1 1 2.5 Very Low Medium Very Low

K24006-K24020 No 8 ACP 1970 18 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

K24007-K24006 No 8 ACP 1969 227 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

K24008-K24007 No 8 ACP 1969 292 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

K24009-K24008 No 8 ACP 1969 256 NA NA 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

K24010-K24006 No 8 ACP 1974 87 NA NA 2 2 2 3 2 2.1 1 2 1 1 1.2 Medium Very Low Very Low

K24011-K24010 No 8 ACP 1974 231 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

K24012-K24011 Yes 8 ACP 1974 347 1 0 1 1 2 1 2 1.3 1 3 1 1 1.4 Very Low Very Low Very Low

K24013-K24012 Yes 8 ACP 1974 212 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

K24014-K24013 Yes 8 ACP 1974 204 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

K24016-K23015 Yes 8 ACP 1974 191 1 0 1 1 2 1 2 1.3 1 2 1 1 1.2 Very Low Very Low Very Low

K24018-K24011 No 8 ACP 1974 147 NA NA 2 2 2 1 2 1.9 1 3 1 1 1.4 Low Very Low Very Low

K24020-K24030P No 8 UNK 1900 6 NA NA 4 4 4 2 2 3.4 1 1 1 1 1.0 High Very Low Low

K24021-K24003 Yes 15 RCP 1962 10 1 0 1 1 3 2 2 1.5 4 1 1 1 2.5 Very Low Medium Very Low

K24022-K24021 Yes 18 PVC 2007 10 1 0 1 1 1 2 2 1.3 5 1 1 1 3.0 Very Low Medium Very Low

K24023-K24022 Yes 18 PVC 2007 20 3.1 3 2 2 1 2 2 1.9 5 1 1 1 3.0 Low Medium Very Low

K24024-K24023 Yes 18 PVC 2007 24 1 0 1 1 1 2 2 1.3 5 1 1 1 3.0 Very Low Medium Very Low

K24024S-K24024 No 18 UNK 1900 4 NA NA 4 4 4 2 2 3.4 5 1 1 1 3.0 High Medium Medium

K24025-K24024 Yes 18 PVC 2007 62 1 0 1 1 1 2 2 1.3 5 1 1 1 3.0 Very Low Medium Very Low

K24026-K24025 Yes 18 PVC 2007 254 1 0 1 1 1 2 2 1.3 5 1 1 1 3.0 Very Low Medium Very Low

K24027-K24026 Yes 18 PVC 2007 160 2.2 4 2 2 1 2 2 1.9 5 1 1 1 3.0 Low Medium Very Low

K24028-K24027 Yes 18 PVC 2007 91 1 0 1 1 1 2 2 1.3 5 1 1 1 3.0 Very Low Medium Very Low

K24029-K24028-1 Yes 12 PVC 2007 109 1 0 1 1 1 2 2 1.3 3 1 1 1 2.0 Very Low Low Very Low

K24029-K24028-2 No 10 PVC 2007 109 NA NA 1 1 1 2 2 1.3 2 1 1 1 1.5 Very Low Very Low Very Low

K25001-K24004 Yes 15 RCP 1962 181 1 0 1 1 3 1 2 1.4 4 1 4 1 2.8 Very Low Medium Very Low

K25002-K25001 No 8 PVC 2007 103 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25006-K25079 Yes 18 PVC 1956 215 1 0 1 1 2 2 2 1.4 5 2 1 1 3.2 Very Low High Very Low

K25007-K25080 Yes 15 RCP 1956 169 1 0 1 1 4 2 2 1.6 4 2 1 1 2.7 Low Medium Very Low

K25008-K25047 Yes 15 RCP 1956 194 3.1 3 2 2 4 2 2 2.2 4 2 1 1 2.7 Medium Medium Low

K25009-K25008 Yes 15 RCP 1956 330 3.4 12 3 3 4 2 2 2.8 4 2 1 1 2.7 Medium Medium Low

K25010-K25009 Yes 15 RCP 1956 371 4.2 8 4 3 4 2 2 3.2 4 2 1 1 2.7 High Medium Medium

K25011-K25010 Yes 15 RCP 1956 309 2.4 8 2 3 4 2 2 2.4 4 3 1 1 2.9 Medium Medium Low

K25012-K25011 Yes 15 RCP 1966 100 3.1 7 2 3 3 2 2 2.3 4 3 1 2 3.1 Medium High Medium

K25013-K25012 Yes 15 RCP 1966 164 2.2 4 2 2 3 2 2 2.1 4 3 1 2 3.1 Medium High Medium

K25017-K25090 Yes 8 VCP 1956 39 1 0 1 1 3 3 2 1.6 1 1 4 1 1.3 Low Very Low Very Low

K25018-K25017 Yes 8 ACP 1956 267 4.1 37 3 4 2 4 2 3.0 1 1 5 1 1.4 Medium Very Low Very Low

K25019-K25018 No 6 VCP 1955 152 NA NA 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low
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K25020-K25074 Yes 6 VCP 1955 110 4.1 13 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

K25021-K25013 Yes 12 RCP 1970 51 1 0 1 1 3 1 2 1.4 3 3 1 2 2.6 Very Low Medium Very Low

K25022-K25021 Yes 12 RCP 1970 115 1 0 1 1 3 3 2 1.6 3 3 1 2 2.6 Low Medium Very Low

K25023-K25022 Yes 12 RCP 1970 72 2.2 4 2 2 3 3 2 2.2 3 2 1 2 2.4 Medium Medium Low

K25025-J25012 Yes 6 VCP 1955 266 4.2 13 4 3 3 1 2 3.0 1 1 2 1 1.1 Medium Very Low Very Low

K25026-K25025 Yes 6 VCP 1955 81 1 0 1 1 3 3 2 1.6 1 1 2 1 1.1 Low Very Low Very Low

K25027-K25026 Yes 6 VCP 1968 195 4.1 8 3 3 2 3 2 2.7 1 1 2 1 1.1 Medium Very Low Very Low

K25028-K25027 Yes 6 VCP 1968 235 4.2 20 4 3 2 4 2 3.2 1 1 2 1 1.1 High Very Low Low

K25029-K25028 Yes 6 VCP 1968 291 3.2 10 3 3 2 4 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

K25030-K25029 Yes 6 VCP 1968 232 1 0 1 1 2 5 2 1.7 1 1 1 1 1.0 Low Very Low Very Low

K25040-K25013 No 8 VCP 1956 179 NA NA 3 3 3 1 2 2.6 1 3 1 2 1.6 Medium Low Very Low

K25041-K25040 Yes 8 PVC 1983 188 4.2 14 4 3 2 4 2 3.2 1 2 1 2 1.4 High Very Low Low

K25042-K26018 Yes 6 PVC 1983 220 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

K25043-K25042 Yes 6 PVC 1983 250 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K25044-K25043 Yes 6 PVC 1983 222 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K25045-K25026 Yes 6 PVC 1985 51 4.1 4 3 2 2 1 2 2.3 1 1 2 1 1.1 Medium Very Low Very Low

K25046-K25045 Yes 6 PVC 1985 148 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K25047-K25007 Yes 15 RCP 1956 155 1 0 1 1 4 2 2 1.6 4 2 1 1 2.7 Low Medium Very Low

K25047R-K25045 Yes 6 PVC 1985 104 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

K25048-K25012 Yes 12 PVC 1982 153 2.1 2 2 2 2 2 2 2.0 3 5 1 2 3.0 Low Medium Very Low

K25049-K25047 No 8 PVC 1998 91 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

K25050-K25049 No 8 PVC 1998 149 NA NA 2 2 2 1 2 1.9 1 2 1 1 1.2 Low Very Low Very Low

K25051-K25050 Yes 6 PVC 1998 165 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K25052-L25008 Yes 6 PVC 1998 292 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K25061-K25061P No 8 PVC 1999 17 NA NA 1 1 1 2 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

K25061S-K25061 No 8 PVC 1999 25 NA NA 1 1 1 2 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

K25062-K25063 Yes 8 PVC 1999 27 1 0 1 1 1 1 2 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

K25063-K25061 No 8 PVC 1999 138 NA NA 1 1 1 2 2 1.3 1 4 1 1 1.6 Very Low Low Very Low

K25065-K25063 Yes 8 PVC 1999 196 1 0 1 1 1 1 2 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

K25067-K25065 Yes 6 PVC 1999 197 1 0 1 1 1 1 2 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

K25068-K25067 Yes 6 PVC 1999 153 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

K25069-K25065 Yes 8 PVC 1999 68 1 0 1 1 1 1 2 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

K25070-K25069 Yes 8 PVC 1999 73 1 0 1 1 1 1 2 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

K25071-K25070 Yes 8 PVC 1999 76 1 0 1 1 1 1 2 1.2 1 3 1 2 1.6 Very Low Low Very Low

K25072-K25071 Yes 8 PVC 1999 174 1 0 1 1 1 1 2 1.2 1 3 1 2 1.6 Very Low Low Very Low

K25073S-K25052 Yes 6 PVC 1998 104 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K25074-K25019 Yes 6 VCP 1955 129 2.4 8 2 3 3 3 2 2.4 1 1 1 1 1.0 Medium Very Low Very Low

K25075-K25074 Yes 8 PVC 2006 102 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25076-K25075 Yes 8 PVC 2006 145 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25076R-K25076 No 8 PVC 2006 36 NA NA 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K25077-K25076R No 8 PVC 2006 126 NA NA 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K25078-K25075 Yes 8 PVC 2006 138 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25079-K24029 Yes 18 PVC 2007 176 1 0 1 1 1 2 2 1.3 5 2 1 1 3.2 Very Low High Very Low

K25080-K25006 Yes 18 PVC 1956 115 1 0 1 1 2 2 2 1.4 5 2 1 1 3.2 Very Low High Very Low

K25081-K25002 No 8 PVC 2007 48 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low
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K25082-K25081 Yes 8 PVC 2007 175 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25083-K25082 Yes 8 PVC 2007 175 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25084-K25083 No 8 PVC 2007 29 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25085-K25040 Yes 8 PVC 2009 31 1 0 1 1 1 4 2 1.5 1 2 1 2 1.4 Very Low Very Low Very Low

K25086-K25085 Yes 8 PVC 2009 300 2.3 6 2 3 1 1 2 2.0 1 2 1 2 1.4 Low Very Low Very Low

K25087-K25086 Yes 8 PVC 2009 267 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25088-K25087 Yes 8 PVC 2009 277 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25089-K25088 Yes 8 PVC 2009 87 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K25090-K25089 Yes 8 PVC 2009 131 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K26001-K25023 Yes 12 RCP 1956 122 1 0 1 1 4 3 2 1.7 3 2 1 2 2.4 Low Medium Very Low

K26002-K26001 Yes 12 RCP 1956 210 3.2 6 3 3 4 3 2 2.9 3 2 1 2 2.4 Medium Medium Low

K26003-K26002 Yes 12 RCP 1956 256 2.4 8 2 3 4 3 2 2.5 3 1 1 2 2.2 Medium Medium Low

K26004-K26003 Yes 12 RCP 1956 395 1 0 1 1 4 3 2 1.7 3 1 2 3 2.5 Low Medium Very Low

K26005-K26004 Yes 12 RCP 1956 188 2.2 6 2 3 4 3 2 2.5 3 1 1 5 2.8 Medium Medium Low

K26006-K26005 Yes 14 RCP 1956 276 2.2 4 2 2 4 1 2 2.1 4 1 1 5 3.3 Medium High Medium

K26007-K26079 Yes 12 RCP 1956 203 2.1 2 2 2 4 3 2 2.3 3 1 1 3 2.4 Medium Medium Low

K26008-K25018 Yes 6 VCP 1955 220 5.1 8 4 3 3 3 2 3.2 1 1 1 1 1.0 High Very Low Low

K26009-K26006 No 6 PVC 2004 141 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26010-K26009 Yes 6 PVC 2004 48 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26011R-K26010 Yes 6 PVC 2004 81 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26013-K25018 No 6 VCP 1955 199 NA NA 3 3 3 2 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

K26014-K26013 Yes 6 VCP 1955 192 3.1 3 2 2 3 4 2 2.3 1 1 1 2 1.2 Medium Very Low Very Low

K26018-K25041 Yes 8 PVC 1983 128 1 0 1 1 2 1 2 1.3 1 2 1 2 1.4 Very Low Very Low Very Low

K26019-K26018 Yes 8 PVC 1983 149 2.2 4 2 2 2 1 2 1.9 1 2 1 2 1.4 Low Very Low Very Low

K26020-K26019 Yes 8 PVC 1983 286 1 0 1 1 2 1 3 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

K26021-K26020 Yes 8 PVC 1983 222 1 0 1 1 2 1 2 1.3 1 1 2 3 1.5 Very Low Very Low Very Low

K26022-K26021 Yes 8 PVC 1983 112 1 0 1 1 2 1 2 1.3 1 1 2 3 1.5 Very Low Very Low Very Low

K26023-K26021 Yes 8 PVC 1983 266 2.2 4 2 2 2 1 2 1.9 1 1 2 3 1.5 Low Very Low Very Low

K26024-K26023 Yes 6 PVC 1983 296 2.2 4 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

K26025-K26024 Yes 6 PVC 1983 143 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K26026-K26020 Yes 8 PVC 1983 188 2.4 8 2 3 2 1 2 2.1 1 1 1 2 1.2 Medium Very Low Very Low

K26027-K26026 Yes 6 PVC 1983 294 3.2 10 3 3 2 1 2 2.5 1 1 1 2 1.2 Medium Very Low Very Low

K26028R-K26027 Yes 6 PVC 1983 119 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K26029-K26013 Yes 6 PVC 1985 88 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K26030-K26029 Yes 6 PVC 1985 280 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K26031R-K26030 Yes 6 PVC 1985 109 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K26032-K26008 Yes 6 VCP 1955 220 3.5 19 3 3 3 3 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

K26034-K26037 Yes 6 PVC 1997 78 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K26035-K26030 Yes 6 ACP 1997 177 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K26036-K26035 Yes 6 PVC 1997 350 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K26036S-K26036 No 6 PVC 1997 74 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

K26037-K26036 Yes 6 PVC 1997 64 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K26038-K26037 Yes 6 PVC 1997 94 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K26039-K26009 Yes 6 PVC 2004 33 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26040-K26039 Yes 6 PVC 2004 122 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low
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K26041R-K26040 Yes 6 PVC 2004 57 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26042R-K26043 Yes 6 PVC 2004 80 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26043-K26010 Yes 6 PVC 2004 96 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26044-K26043 No 6 PVC 2004 51 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26045R-K26046 Yes 8 PVC 2004 83 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26046-K26044 No 6 PVC 2004 58 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26047R-K26046 Yes 6 PVC 2004 76 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26048R-K26049 Yes 6 PVC 2004 85 3.1 3 2 2 1 1 2 1.8 1 1 1 3 1.4 Low Very Low Very Low

K26049-K26046 Yes 6 PVC 2004 95 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26050R-K26049 Yes 8 PVC 2004 82 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26051-K26049 Yes 6 PVC 2004 76 1 0 1 1 1 3 2 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

K26052-K26051 Yes 6 PVC 2004 196 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26053-K26052 Yes 6 PVC 2004 119 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26054-K26053 Yes 6 PVC 2004 96 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26055-K26054 Yes 6 PVC 2004 66 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26056R-K26055 No 6 PVC 2004 20 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26057-K26055 Yes 6 PVC 2004 39 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26058R-K26055 No 6 PVC 2004 35 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26059R-K26057 No 6 PVC 2004 82 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26060R-K26061 Yes 6 PVC 2004 39 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26061-K26051 Yes 6 PVC 2004 222 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26062-K26061 Yes 8 PVC 2004 104 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26063-K26065 Yes 8 PVC 2004 45 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26064R-K26062 Yes 6 PVC 2004 26 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26065-K26062 No 8 PVC 2004 49 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26066R-K26067 Yes 8 PVC 2004 42 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26067-K26065 Yes 6 PVC 2004 166 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26068R-K26067 Yes 8 PVC 2004 35 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26069R-K26070 Yes 6 PVC 2004 61 1 0 1 1 1 2 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

K26070-K26071 Yes 6 PVC 2004 75 1 0 1 1 1 2 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

K26071-K26072 Yes 6 PVC 2004 24 1 0 1 1 1 2 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

K26072-K26079 Yes 6 PVC 2004 135 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26073-K26072 Yes 6 PVC 2004 76 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26074-K26072 Yes 6 PVC 2004 83 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26075R-K26074 Yes 6 PVC 2004 49 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26076R-K26077 Yes 6 PVC 2004 51 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26077-K26074 Yes 6 PVC 2004 48 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26078R-K27055 Yes 8 PVC 2004 34 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26079-K26006 Yes 12 RCP 1956 257 3.1 5 2 2 4 1 2 2.1 3 1 1 3 2.4 Medium Medium Low

K26100R-K26054 No 6 PVC 2004 42 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K26101R-K26044 No 6 PVC 2004 41 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K26166R-L26061 Yes 8 PVC 2004 141 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27001-K26007 Yes 12 PVC 2004 185 1 0 1 1 1 1 2 1.2 3 1 1 4 2.6 Very Low Medium Very Low

K27002-K27060 Yes 12 PVC 2004 121 1 0 1 1 1 1 2 1.2 3 1 1 4 2.6 Very Low Medium Very Low

K27003-K27002 Yes 12 VCP 1963 138 1 0 1 1 2 1 2 1.3 3 1 1 3 2.4 Very Low Medium Very Low
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K27004-K27003 Yes 12 VCP 1963 289 2.1 2 2 2 2 3 2 2.1 3 1 1 3 2.4 Medium Medium Low

K27005-K27004 Yes 12 VCP 1963 136 2.2 4 2 2 2 3 2 2.1 3 1 1 3 2.4 Medium Medium Low

K27006-K27005 Yes 12 VCP 1963 52 5.1 9 4 3 2 1 2 2.9 3 1 1 3 2.4 Medium Medium Low

K27007-K27006 Yes 12 VCP 1963 159 4.1 20 3 3 2 1 2 2.5 3 1 1 3 2.4 Medium Medium Low

K27008-K27007 Yes 10 VCP 1963 261 1 0 1 1 2 3 2 1.5 2 1 1 3 1.9 Very Low Low Very Low

K27009-K27008 Yes 10 VCP 1963 112 3.2 6 3 3 2 3 2 2.7 2 1 1 2 1.7 Medium Low Very Low

K27010-K27009 Yes 6 VCP 1963 322 3.3 9 3 3 2 3 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

K27012-K27010 No 6 ACP 1973 324 NA NA 2 2 2 2 2 2.0 1 1 1 2 1.2 Low Very Low Very Low

K27013-K27012 Yes 6 ACP 1973 104 3.2 6 3 3 2 3 2 2.7 1 1 1 2 1.2 Medium Very Low Very Low

K27014-K27009 Yes 10 ACP 1975 238 1 0 1 1 2 1 2 1.3 2 1 4 2 2.0 Very Low Low Very Low

K27015-K27014 Yes 10 CIP 1963 250 1 0 1 1 4 1 2 1.5 2 1 5 2 2.1 Very Low Medium Very Low

K27016-K27015 Yes 10 ACP 1963 55 1 0 1 1 2 1 2 1.3 2 1 2 2 1.8 Very Low Low Very Low

K27017-K27024 Yes 10 ACP 1974 55 1 0 1 1 2 1 2 1.3 2 1 2 2 1.8 Very Low Low Very Low

K27018-K27017 Yes 10 ACP 1974 211 1 0 1 1 2 1 2 1.3 2 1 2 1 1.6 Very Low Low Very Low

K27019-K27018 Yes 10 ACP 1974 345 2.6 12 2 3 2 1 2 2.1 2 1 1 1 1.5 Medium Very Low Very Low

K27020-K28004 Yes 6 ACP 1978 115 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K27021-K27020 Yes 6 ACP 1978 304 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

K27022-K27021 Yes 6 ACP 1978 86 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K27023-K27022 No 6 ACP 1978 83 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

K27024-K27016 Yes 10 ACP 1974 145 1 0 1 1 2 1 2 1.3 2 1 2 2 1.8 Very Low Low Very Low

K27025-K27024 Yes 6 PVC 1987 84 1 0 1 1 2 3 2 1.5 1 1 2 2 1.3 Very Low Very Low Very Low

K27026R-K27025 Yes 6 PVC 1987 186 1 0 1 1 2 3 2 1.5 1 1 1 2 1.2 Very Low Very Low Very Low

K27027-K27025 Yes 6 PVC 1987 84 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K27028-K27027 Yes 6 PVC 1987 303 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K27029R-K27030 Yes 8 PVC 2004 73 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27030-K26067 Yes 8 PVC 2004 126 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27031R-K27030 Yes 8 PVC 2004 51 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27032-K27030 Yes 8 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27033R-K27032 Yes 8 PVC 2004 44 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27034-K27032 Yes 8 PVC 2004 29 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27035R-K27034 Yes 8 PVC 2004 40 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27036R-K27037 Yes 8 PVC 2004 78 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27037-K27034 Yes 8 PVC 2004 35 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27038-K27037 Yes 8 PVC 2004 165 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27039R-K27038 Yes 8 PVC 2004 50 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27040R-K27041 Yes 8 PVC 2004 37 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27041-K27042 Yes 6 PVC 2004 122 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27042-K26077 Yes 6 PVC 2004 144 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27043R-K27042 Yes 8 PVC 2004 50 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27044-K27042 Yes 8 PVC 2004 44 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27045-K27044 Yes 8 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27046R-K27047 Yes 8 PVC 2004 74 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27047-K27048 Yes 8 PVC 2004 95 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27048-K27051 Yes 8 PVC 2004 147 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27049-K27048 Yes 6 PVC 2004 63 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low
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K27050R-K27049 Yes 6 PVC 2004 48 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27051-K27052 Yes 6 PVC 2004 60 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27052-K27001 Yes 6 PVC 2004 68 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27054-K27052 Yes 8 PVC 2004 59 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27055-K27054 Yes 8 PVC 2004 84 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27056R-K27057 Yes 8 PVC 2004 38 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27057-K27055 Yes 8 PVC 2004 96 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27058R-K27057 Yes 8 PVC 2004 76 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27059-K27060 Yes 6 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27060-K27001 Yes 12 PVC 2004 138 1 0 1 1 1 1 2 1.2 3 1 1 4 2.6 Very Low Medium Very Low

K27061R-K27051 Yes 6 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27062-K27002 Yes 6 PVC 2004 119 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27063-K27062 Yes 8 PVC 2004 86 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27064-K27063 Yes 6 PVC 2004 76 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27065R-K27064 Yes 6 PVC 2004 65 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27066-K27062 Yes 6 PVC 2004 103 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27067-K27066 Yes 6 PVC 2004 47 1 0 1 1 1 1 3 1.4 1 1 1 3 1.4 Very Low Very Low Very Low

K27068-K27062 Yes 6 PVC 2004 147 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27069-K27068 Yes 6 PVC 2004 146 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27070-K27069 Yes 6 PVC 2004 82 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27071R-K27072 Yes 6 PVC 2004 62 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27072-K27073 Yes 6 PVC 2004 87 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27073-K27004 Yes 6 PVC 2004 89 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27074-K27073 Yes 6 PVC 2004 41 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27075-K27074 Yes 6 PVC 2004 230 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27076R-K27074 Yes 6 PVC 2004 58 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27077-K27073 Yes 6 PVC 2004 119 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27078-K27077 Yes 6 PVC 2004 173 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27079-K27078 Yes 6 PVC 2004 63 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27080-K27077 Yes 6 PVC 2004 162 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27081-K27080 Yes 8 PVC 2004 335 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27082-K27081 Yes 8 PVC 2004 220 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27083-K27082 Yes 8 PVC 2004 138 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27084-K27083 Yes 6 PVC 2004 92 3.1 3 2 2 1 1 2 1.8 1 1 1 3 1.4 Low Very Low Very Low

K27085-K27084 Yes 6 PVC 2004 190 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27086-K27085 Yes 6 PVC 2004 77 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27087-K27083 Yes 8 PVC 2004 185 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27088R-K27087 Yes 6 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27089-K27087 Yes 8 PVC 2004 60 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27090-K27089 Yes 6 PVC 2004 61 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27091R-K27090 Yes 6 PVC 2004 128 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27092R-K27089 Yes 6 PVC 2004 68 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27093-K27089 Yes 8 PVC 2004 115 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27094R-K27093 Yes 6 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27095-K27093 Yes 8 PVC 2004 66 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low
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K27096-K27095 Yes 8 PVC 2004 136 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27097-K27096 Yes 8 PVC 2004 86 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27098R-K27097 Yes 8 PVC 2004 96 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27099-K27004 Yes 8 PVC 2004 182 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27100-K27099 Yes 8 PVC 2004 173 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27101-K27100 Yes 6 PVC 2004 143 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27102-K27101 Yes 6 PVC 2004 212 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27103-K27102 Yes 8 PVC 2004 144 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27104R-K27152 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27105R-K27154 Yes 8 PVC 2004 56 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27125-K27127 Yes 8 PVC 2004 181 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27126R-K27125 Yes 8 PVC 2004 44 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27127-K27130 Yes 8 PVC 2004 35 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27128R-K27127 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27129R-K27127 Yes 8 PVC 2004 113 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27130-K27132 Yes 8 PVC 2004 118 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27131R-K27130 Yes 8 PVC 2004 130 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27132-K27135 Yes 8 PVC 2004 80 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27133-K27132 No 8 PVC 2004 32 NA NA 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27134R-K27133 Yes 8 PVC 2004 82 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27135-K27141 Yes 8 PVC 2004 153 1 0 1 1 1 1 3 1.4 1 1 1 4 1.6 Very Low Low Very Low

K27136R-K27135 Yes 8 PVC 2004 40 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27137-K27135 Yes 8 PVC 2004 36 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27138-K27137 Yes 8 PVC 2004 62 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27139R-K27138 Yes 8 PVC 2004 61 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27140R-K27141 Yes 6 PVC 2004 53 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27141-K27145 Yes 8 PVC 2004 74 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27142-K27141 Yes 6 PVC 2004 46 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27143-K27142 Yes 6 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27144R-K27143 Yes 6 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27145-K27146 Yes 6 PVC 2004 184 1 0 1 1 1 1 2 1.2 1 1 1 4 1.6 Very Low Low Very Low

K27146-K27100 Yes 6 PVC 2004 48 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27147-K27146 Yes 6 PVC 2004 230 3.1 3 2 2 1 1 2 1.8 1 1 1 3 1.4 Low Very Low Very Low

K27148-K27102 Yes 8 PVC 2004 60 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27149-K27150 Yes 8 PVC 2004 51 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27150-K27103 Yes 8 PVC 2004 33 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27151R-K27150 Yes 8 PVC 2004 85 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

K27152-K27103 Yes 8 PVC 2004 131 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27153-K27155 Yes 8 PVC 2004 61 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27154-K27152 Yes 8 PVC 2004 86 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27155-K27154 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27156R-K28029 Yes 8 PVC 2004 72 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27160R-K27083 Yes 6 PVC 2004 82 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K27161R-K27162 No 8 PVC 2004 37 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27162-K28026 No 8 PVC 2004 131 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low
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K27163-K27162 No 8 PVC 2004 16 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27164R-K27163 No 8 PVC 2004 24 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27165-L27085 Yes 8 PVC 2004 206 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K27166S-K27007 No 8 VCP 1963 3 NA NA 2 2 2 2 3 2.2 1 1 1 3 1.4 Medium Very Low Very Low

K28001-K28006 Yes 6 ACP 1973 125 3.1 3 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

K28002-K28001 Yes 6 ACP 1973 90 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K28003-K28002 Yes 6 ACP 1973 195 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

K28004-K27019 Yes 10 ACP 1974 347 2.3 6 2 3 2 1 2 2.1 2 1 1 1 1.5 Medium Very Low Very Low

K28005-K28004 Yes 10 ACP 1974 353 2.4 8 2 3 2 3 2 2.3 2 1 1 1 1.5 Medium Very Low Very Low

K28006-K27013 Yes 6 ACP 1973 203 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

K28019-K28021 No 8 PVC 2004 170 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K28021-K28022 No 8 PVC 2004 120 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K28022-L28008 No 8 PVC 2004 81 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K28023-K28024 No 8 PVC 2004 79 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K28024-K28022 No 8 PVC 2004 82 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K28025-K28023 No 8 PVC 2004 110 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

K28026-L28068 No 8 PVC 2004 200 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28027R-K27125 Yes 8 PVC 2004 113 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

K28028-K27155 Yes 8 PVC 2004 41 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28029-K28028 Yes 8 PVC 2004 33 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28030-K27154 Yes 8 PVC 2004 62 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28031R-K28030 Yes 8 PVC 2004 56 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28032R-K28033 Yes 8 PVC 2004 58 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28033-K28034 Yes 8 PVC 2004 47 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28034-K28030 Yes 8 PVC 2004 119 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28035R-K28034 Yes 8 PVC 2004 66 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28036-K28034 Yes 8 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28037R-K28036 Yes 8 PVC 2004 73 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28038R-K28039 Yes 8 PVC 2004 70 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28039-K28036 Yes 8 PVC 2004 126 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28040-K28039 Yes 8 PVC 2004 49 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28041-K28040 Yes 8 PVC 2004 139 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28042R-K28041 Yes 8 PVC 2004 64 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28043R-K28044 Yes 8 PVC 2004 68 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28044-K28045 Yes 8 PVC 2004 64 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28045-K28039 Yes 8 PVC 2004 87 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28046-K28045 Yes 8 PVC 2004 192 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28047-K28046 Yes 8 PVC 2004 53 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28048R-K28047 Yes 8 PVC 2004 84 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

K28049-K28019 No 8 PVC 2004 37 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L12002-L12050P No 15 RCP 1963 51 NA NA 3 3 3 2 3 2.9 4 2 1 1 2.7 Medium Medium Low

L12005-L12032P No 8 PVC 2003 223 NA NA 1 1 1 1 3 1.4 1 3 1 1 1.4 Very Low Very Low Very Low

L12006-L12005 Yes 6 VCP 1963 23 4.3 21 4 4 2 1 3 3.3 1 3 1 1 1.4 High Very Low Low

L12007-L12006 Yes 8 VCP 1963 314 3.1 3 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

L12008-L12007 Yes 8 VCP 1969 351 3.3 9 3 3 2 1 3 2.7 1 3 1 1 1.4 Medium Very Low Very Low
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L12009-L12008 Yes 8 VCP 1969 347 3.1 9 2 3 2 1 3 2.3 1 4 1 1 1.6 Medium Low Very Low

L12010-L12009 Yes 8 VCP 1969 157 5.9 96 5 5 2 1 3 3.9 1 3 1 1 1.4 High Very Low Low

L12013-L12030P Yes 8 PVC 2010 10 1 0 1 1 1 2 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

L12014-L12013 Yes 8 VCP 1963 211 3.2 6 3 3 2 1 3 2.7 1 3 1 1 1.4 Medium Very Low Very Low

L12015-L12014 Yes 8 VCP 1963 194 3.1 11 2 3 2 1 3 2.3 1 4 1 1 1.6 Medium Low Very Low

L12016-L12015 Yes 8 VCP 1963 271 3.1 3 2 2 2 1 3 2.1 1 4 1 1 1.6 Medium Low Very Low

L12017-L12016 Yes 8 VCP 1963 323 3.2 10 3 3 2 1 3 2.7 1 3 1 1 1.4 Medium Very Low Very Low

L12018-L12017 Yes 8 VCP 1963 227 2.1 2 2 2 2 1 3 2.1 1 3 1 1 1.4 Medium Very Low Very Low

L12019-L12018 Yes 8 VCP 1963 332 4.2 29 4 4 2 1 3 3.3 1 3 1 1 1.4 High Very Low Low

L12020-L12007 Yes 6 VCP 1963 37 1 0 1 1 2 3 3 1.7 1 2 1 1 1.2 Low Very Low Very Low

L12021-L12016 Yes 6 VCP 1963 316 1 0 1 1 2 3 3 1.7 1 3 1 1 1.4 Low Very Low Very Low

L13001-L13051PS No 12 VCP 1963 33 NA NA 2 2 2 2 3 2.2 3 4 1 1 2.6 Medium Medium Low

L13002-L12020 Yes 6 VCP 1963 300 3.5 15 3 3 2 3 3 2.9 1 2 1 1 1.2 Medium Very Low Very Low

L13003-L13002 No 6 VCP 1963 172 NA NA 2 2 2 1 3 2.1 1 2 1 1 1.2 Medium Very Low Very Low

L13004-L13003 No 6 ACP 1970 120 NA NA 2 2 2 3 3 2.3 1 2 1 1 1.2 Medium Very Low Very Low

L13005-L13040R No 6 ACP 1970 133 NA NA 2 2 2 3 3 2.3 1 2 1 1 1.2 Medium Very Low Very Low

L13006-L13005 No 6 ACP 1970 273 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

L13007-L13006 No 6 ACP 1970 185 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13008-L13007 No 6 ACP 1970 264 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13009-L13008 No 6 ACP 1970 128 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

L13010-L13009 No 6 ACP 1970 125 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13011-L13010 No 6 ACP 1970 179 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13012R-L13003 No 6 VCP 1963 89 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

L13013-L13001 Yes 6 VCP 1963 120 3.2 6 3 3 2 3 3 2.9 1 4 1 1 1.6 Medium Low Very Low

L13014-L13013 Yes 6 VCP 1969 196 1 0 1 1 2 1 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

L13015-L13014 Yes 6 VCP 1963 210 1 0 1 1 2 1 3 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

L13016-L13013 Yes 6 VCP 1963 253 1 0 1 1 2 1 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

L13017-L13001 Yes 12 VCP 1963 289 1 0 1 1 2 1 3 1.5 3 4 1 1 2.6 Very Low Medium Very Low

L13018-L12019 Yes 6 VCP 1963 287 2.3 6 2 3 2 1 3 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L13019R-L13018 Yes 6 VCP 1963 70 1 0 1 1 2 1 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

L13020-L13017 Yes 12 VCP 1963 308 1 0 1 1 2 1 3 1.5 3 3 1 1 2.4 Very Low Medium Very Low

L13021-L13017 Yes 6 VCP 1969 142 1 0 1 1 2 1 3 1.5 1 3 1 1 1.4 Very Low Very Low Very Low

L13022-L13021 Yes 6 VCP 1969 171 1 0 1 1 2 1 3 1.5 1 2 1 1 1.2 Very Low Very Low Very Low

L13023-K13016 Yes 6 ACP 1970 171 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

L13024-L13023 No 6 ACP 1970 191 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13025R-L13024 No 6 ACP 1970 113 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13029-L12020 Yes 6 ACP 1977 213 3.2 6 3 3 2 3 3 2.9 1 2 1 1 1.2 Medium Very Low Very Low

L13030-L13029 Yes 6 ACP 1977 191 2.2 4 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13031-L13030 Yes 6 ACP 1977 120 1 0 1 1 2 3 3 1.7 1 1 1 1 1.0 Low Very Low Very Low

L13032-L13031 No 6 ACP 1977 243 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13033-L13032 No 6 ACP 1977 275 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13034-L13033 No 6 ACP 1977 258 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13035R-L13034 No 6 ACP 1977 34 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13036-L13030 No 6 ACP 1977 110 NA NA 2 2 2 1 3 2.1 1 1 1 1 1.0 Medium Very Low Very Low

L13037R-L13036 No 6 ACP 1977 144 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low
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L13038-L13031 No 6 ACP 1977 215 NA NA 2 2 2 3 3 2.3 1 1 1 1 1.0 Medium Very Low Very Low

L13039-L13004 No 6 ACP 1970 13 NA NA 2 2 2 3 3 2.3 1 2 1 1 1.2 Medium Very Low Very Low

L13040R-L13039 No 6 ACP 1970 76 NA NA 2 2 2 3 3 2.3 1 2 1 1 1.2 Medium Very Low Very Low

L13053A-L13002 No 0 ACP 1974 29 NA NA 2 2 2 2 3 2.2 1 2 1 1 1.2 Medium Very Low Very Low

L19001-L20008 Yes 6 VCP 1961 293 3.3 9 3 3 2 4 4 3.2 1 3 1 1 1.4 High Very Low Low

L20004-K20002 Yes 8 VCP 1961 342 1 0 1 1 2 4 4 2.0 1 3 1 1 1.4 Low Very Low Very Low

L20005-L20004 Yes 8 VCP 1961 350 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L20006-L20005 Yes 8 VCP 1961 352 4.2 8 4 3 2 1 4 3.3 1 3 1 1 1.4 High Very Low Low

L20007-L20006 Yes 8 VCP 1961 350 3.6 26 3 4 2 1 4 3.1 1 3 1 1 1.4 High Very Low Low

L20007-L20010 Yes 6 VCP 1961 350 2.4 8 2 3 2 1 4 2.5 1 3 1 1 1.4 Medium Very Low Very Low

L20008-L20020P No 6 PVC 2004 26 NA NA 1 1 1 4 4 1.9 1 3 1 1 1.4 Low Very Low Very Low

L20009-L20008 Yes 6 VCP 1961 357 1 0 1 1 2 4 4 2.0 1 3 1 1 1.4 Low Very Low Very Low

L20010-L20009 Yes 6 VCP 1961 350 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L20011-L19001 Yes 6 VCP 1961 298 3.9 41 3 4 2 1 4 3.1 1 3 1 1 1.4 High Very Low Low

L20012-L20011 Yes 6 VCP 1961 300 3.1 9 2 3 2 1 4 2.5 1 3 1 1 1.4 Medium Very Low Very Low

L20013-L20012 Yes 6 VCP 1961 239 3.2 18 3 3 2 1 4 2.9 1 3 1 1 1.4 Medium Very Low Very Low

L20014-L20015 Yes 8 VCP 1961 331 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L20015-L20016 Yes 8 VCP 1961 346 3.1 3 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L20016-L20017 Yes 8 VCP 1961 323 4.2 16 4 3 2 1 4 3.3 1 3 1 1 1.4 High Very Low Low

L20017-L21018 No 8 VCP 1961 323 NA NA 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L21006-L21019 Yes 6 VCP 1966 351 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21006-L21056 Yes 15 PVC 2005 15 1 0 1 1 1 1 4 1.6 4 4 1 1 3.1 Low High Low

L21007-K21001 No 8 VCP 1961 294 NA NA 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L21008-L21007 Yes 8 VCP 1961 332 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21009-K21001 Yes 8 VCP 1961 348 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21010-L21009 Yes 8 VCP 1961 328 3.2 10 3 3 2 1 4 2.9 1 3 1 1 1.4 Medium Very Low Very Low

L21011-L21050P Yes 6 VCP 1961 39 1 0 1 1 2 4 4 2.0 1 3 1 1 1.4 Low Very Low Very Low

L21012-L21011 Yes 8 VCP 1961 273 4.1 6 3 3 2 4 4 3.2 1 4 1 1 1.6 High Low Medium

L21012-L21057 Yes 8 PVC 1994 110 1 0 1 1 2 2 4 1.8 1 4 4 1 1.9 Low Low Very Low

L21013-L21012 Yes 8 VCP 1961 349 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21014-L21013 Yes 8 VCP 1961 350 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21015-L21014 Yes 8 VCP 1961 351 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21016-L21015 Yes 8 VCP 1961 352 3.2 6 3 3 2 1 4 2.9 1 4 1 1 1.6 Medium Low Very Low

L21016-L21017 Yes 6 VCP 1961 298 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21017-M21004 Yes 6 VCP 1961 299 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21018-L21011 Yes 8 VCP 1961 299 4.3 28 4 4 2 4 4 3.8 1 3 1 1 1.4 High Very Low Low

L21019-L21020 Yes 6 VCP 1966 290 1 0 1 1 2 4 4 2.0 1 4 1 1 1.6 Low Low Very Low

L21020-L21052P No 4 PVC 1983 38 NA NA 2 2 2 4 4 2.6 1 4 1 1 1.6 Medium Low Very Low

L21021-L21020 No 8 VCP 1966 286 NA NA 2 2 2 4 4 2.6 1 4 1 1 1.6 Medium Low Very Low

L21022-L21021 Yes 8 VCP 1966 349 3.1 3 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

L21023-L21022 Yes 8 VCP 1966 381 3.3 9 3 3 2 1 4 2.9 1 4 1 1 1.6 Medium Low Very Low

L21024-L21020 Yes 6 VCP 1961 353 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21025-L21024 Yes 6 VCP 1961 348 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21026-L21025 Yes 6 PVC 1983 78 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21026-L21028 Yes 6 PVC 1983 228 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low
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L21028-L21029 Yes 6 PVC 1983 241 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21029-L21030 Yes 6 PVC 1983 152 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21030-L21053P No 6 PVC 1983 28 NA NA 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L21031-L21030 Yes 6 PVC 1983 226 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21032-L21031 Yes 6 PVC 1983 226 3.2 6 3 3 2 1 4 2.9 1 3 1 1 1.4 Medium Very Low Very Low

L21033-L21030 Yes 6 PVC 1983 196 1 0 1 1 2 3 4 1.9 1 4 1 1 1.6 Low Low Very Low

L21034-L21006 Yes 6 PVC 1983 300 3.2 6 3 3 2 1 4 2.9 1 4 1 1 1.6 Medium Low Very Low

L21034-L21035 Yes 6 UNK 1900 18 1 0 1 1 4 1 4 1.9 1 4 1 1 1.6 Low Low Very Low

L21035-L21036 Yes 6 PVC 1983 265 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21037-L21036 No 6 PVC 1983 85 NA NA 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L21038-L21037 Yes 6 PVC 1983 117 2.2 4 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L21039-L21038 Yes 6 PVC 1983 345 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21040-L21057 Yes 6 PVC 1983 197 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21041-L21044 Yes 6 PVC 1983 257 2.2 4 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

L21042-L21041 Yes 6 PVC 1983 354 2.1 2 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

L21043-L21042 Yes 6 PVC 1983 121 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L21044-L21037 Yes 6 PVC 1983 216 2.2 4 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

L21054-K21011 Yes 15 PVC 2005 351 1 0 1 1 1 1 4 1.6 4 3 1 1 2.9 Low Medium Very Low

L21055-L21054 Yes 15 PVC 2005 350 1 0 1 1 1 1 4 1.6 4 3 1 1 2.9 Low Medium Very Low

L21056-L21055 Yes 15 PVC 2005 339 1 0 1 1 1 1 4 1.6 4 4 1 1 3.1 Low High Low

L21057-L21006 Yes 6 PVC 1983 34 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L21058-L21056 Yes 12 PVC 2010 36 1 0 1 1 1 1 4 1.6 3 4 1 1 2.6 Low Medium Very Low

L22001-L21033 Yes 6 PVC 1983 195 3.2 6 3 3 2 3 4 3.1 1 4 1 1 1.6 High Low Medium

L22002-L22001 Yes 6 PVC 1983 335 1 0 1 1 2 3 4 1.9 1 3 1 1 1.4 Low Very Low Very Low

L22003-L22002 Yes 6 PVC 1983 176 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

L22004-L22003 Yes 6 PVC 1983 207 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

L22005-L21039 Yes 6 PVC 1983 217 3.1 3 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

L24001-L25027 Yes 6 PVC 1998 229 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L24002-L24001 Yes 6 PVC 1998 241 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L24003-L24002 Yes 6 PVC 1998 163 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25002-L26161 Yes 8 PVC 1998 98 1 0 1 1 2 1 2 1.3 1 1 2 1 1.1 Very Low Very Low Very Low

L25003-L25002 Yes 8 PVC 1998 216 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25004-L25003 Yes 8 PVC 1998 256 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25006-L25004 No 8 PVC 1900 291 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

L25007-L25006 Yes 8 PVC 1998 304 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L25008-L25058 No 6 PVC 1999 155 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25009-L26150 Yes 8 PVC 1998 234 2.2 4 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

L25010-L25100 Yes 8 PVC 1998 60 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L25011-L25010 Yes 8 PVC 1998 334 1 0 1 1 2 1 2 1.3 1 1 2 2 1.3 Very Low Very Low Very Low

L25011S-L25011 No 6 PVC 1998 28 NA NA 2 2 2 2 2 2.0 1 1 1 1 1.0 Low Very Low Very Low

L25013-L25021 Yes 6 PVC 1998 144 2.1 2 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

L25013-L25022 No 6 PVC 1998 12 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

L25014-L25110 Yes 8 PVC 1998 148 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25015-L25014 Yes 6 PVC 1998 136 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

L25016-L25014 Yes 6 PVC 1998 106 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low
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L25017-L25016 Yes 6 PVC 1998 83 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25018R-L25017 Yes 6 PVC 1998 156 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25019-L25040P Yes 6 PVC 1998 118 2.2 4 2 2 2 4 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

L25020-L25019 Yes 6 PVC 1998 310 2.2 4 2 2 2 3 2 2.1 1 1 1 1 1.0 Medium Very Low Very Low

L25021-L25020 Yes 6 PVC 1998 73 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25022-L25110 Yes 8 PVC 1998 130 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25023-L25019 Yes 6 PVC 1998 99 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

L25024-L25023 Yes 6 PVC 1998 95 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

L25025-L25024 Yes 6 PVC 1998 184 1 0 1 1 2 3 2 1.5 1 1 1 1 1.0 Very Low Very Low Very Low

L25026-L25025 Yes 6 PVC 1998 305 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25027-L25026 Yes 6 PVC 1998 280 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25028-L25023 Yes 6 PVC 1998 82 4.1 12 3 3 2 4 2 2.8 1 1 1 1 1.0 Medium Very Low Very Low

L25029-L25028 Yes 6 PVC 1998 153 2.1 2 2 2 2 4 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

L25030-L25029 Yes 6 PVC 1998 290 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25031R-L25030 Yes 6 PVC 1998 143 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25032-L25030 Yes 6 PVC 1998 203 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25033-L25030 Yes 6 PVC 1998 238 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25034-L25027 Yes 6 PVC 1998 219 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25035-L24001 Yes 6 PVC 1998 218 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25041-L25009 Yes 8 PVC 1999 111 3.4 12 3 3 1 2 2 2.5 1 1 1 3 1.4 Medium Very Low Very Low

L25042-L25041 Yes 8 PVC 1999 32 1 0 1 1 1 2 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L25043-L25042 Yes 8 PVC 1999 228 4.2 8 4 3 1 2 2 2.9 1 1 1 3 1.4 Medium Very Low Very Low

L25044-L25043 Yes 6 PVC 1999 283 3.2 6 3 3 1 1 2 2.4 1 1 1 2 1.2 Medium Very Low Very Low

L25045-L25044 Yes 6 PVC 1999 116 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25046-L25043 Yes 6 PVC 1999 178 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25047-L25046 Yes 6 PVC 1999 280 3.1 3 2 2 1 1 2 1.8 1 1 1 2 1.2 Low Very Low Very Low

L25048-L25047 Yes 6 PVC 1999 223 3.1 3 2 2 1 1 2 1.8 1 1 1 2 1.2 Low Very Low Very Low

L25050-L25097 Yes 6 PVC 1999 57 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25051-L25006 No 6 PVC 2003 145 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25052-L25051 Yes 6 PVC 2003 230 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25053-L25051 Yes 6 PVC 2003 161 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25054-L25051 Yes 6 PVC 2003 211 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25055R-L25054 Yes 6 PVC 2003 78 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25056-K25068 Yes 6 PVC 1999 202 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

L25057-K25072 Yes 8 PVC 1999 318 1 0 1 1 1 1 2 1.2 1 2 1 2 1.4 Very Low Very Low Very Low

L25058-L25057 Yes 8 PVC 1999 93 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25059-L25058 Yes 6 PVC 1999 197 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25060-K25062 Yes 8 PVC 1999 330 1 0 1 1 1 1 2 1.2 1 3 1 1 1.4 Very Low Very Low Very Low

L25061R-L25060 Yes 6 PVC 1999 194 1 0 1 1 1 1 2 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

L25062-L25060 Yes 8 PVC 1999 225 1 0 1 1 1 1 2 1.2 1 2 1 1 1.2 Very Low Very Low Very Low

L25063-L25056 Yes 6 PVC 1996 148 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L25064-L25062 Yes 6 PVC 1999 122 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25065-L25064 Yes 6 PVC 1999 270 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25066-L25065 Yes 6 PVC 1999 166 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25067S-L25062 Yes 6 PVC 1999 101 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low
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L25068-L25062 Yes 8 PVC 1999 173 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25069-L25068 Yes 8 PVC 1999 167 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25070-L25068 Yes 6 PVC 2003 173 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25071-L25070 Yes 6 PVC 2003 212 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25072R-L25071 Yes 6 PVC 2003 68 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25073-L25074 Yes 6 PVC 2003 218 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25074-L25075 Yes 6 PVC 2003 281 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25075-L25076 Yes 6 PVC 2003 193 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25076-L25077 Yes 6 PVC 2003 135 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25077-L25069 Yes 8 PVC 1999 218 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25078-L25077 Yes 8 PVC 1999 246 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25079-L25078 Yes 8 PVC 1999 267 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25080R-L25079 Yes 6 PVC 1999 104 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25081-L25070 Yes 6 PVC 2003 353 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25082-L25081 Yes 6 PVC 2003 192 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L25083-L25008 No 6 PVC 1996 135 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

L25084S-L25083 No 6 PVC 1996 17 NA NA 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

L25085R-L26055 Yes 6 PVC 1996 81 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L25096-L25046 Yes 6 PVC 1999 280 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25097-L25096 Yes 6 PVC 1999 62 2.1 2 2 2 1 1 2 1.8 1 1 1 2 1.2 Low Very Low Very Low

L25098-L25050 Yes 6 PVC 1999 100 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25099-L25009 Yes 8 PVC 1998 69 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L25100-L25099 Yes 8 PVC 1998 220 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L25101-L25099 Yes 6 PVC 2006 203 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L25102-L25101 Yes 6 PVC 2006 239 3.2 10 3 3 1 1 2 2.4 1 1 1 3 1.4 Medium Very Low Very Low

L25103-L25102 Yes 6 PVC 2006 104 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L25104-L25101 Yes 6 PVC 2006 52 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L25105-L25104 Yes 6 PVC 1900 143 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L25110-L25011 Yes 8 PVC 1998 134 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L26002-L26001 Yes 15 PVC 1998 70 1 0 1 1 2 5 2 1.7 4 1 1 2 2.7 Low Medium Very Low

L26003-L26002 Yes 12 PVC 1998 12 1 0 1 1 2 3 2 1.5 3 1 1 2 2.2 Very Low Medium Very Low

L26004-L26003 Yes 12 PVC 1998 283 3.1 3 2 2 2 1 2 1.9 3 1 1 2 2.2 Low Medium Very Low

L26005-L26004 Yes 12 PVC 1998 326 1 0 1 1 2 1 2 1.3 3 1 1 2 2.2 Very Low Medium Very Low

L26006-L26005 Yes 12 PVC 1998 222 1 0 1 1 2 1 2 1.3 3 1 1 2 2.2 Very Low Medium Very Low

L26007-L26006 Yes 12 PVC 1998 216 1 0 1 1 2 1 2 1.3 3 1 1 2 2.2 Very Low Medium Very Low

L26010-L26002 No 15 PVC 1998 130 NA NA 2 2 2 2 2 2.0 4 1 1 2 2.7 Low Medium Very Low

L26011-L26010 No 15 PVC 1998 151 NA NA 2 2 2 2 2 2.0 4 1 1 2 2.7 Low Medium Very Low

L26012-L26011 Yes 15 PVC 1998 287 1 0 1 1 2 1 2 1.3 4 1 1 2 2.7 Very Low Medium Very Low

L26015-L26006 Yes 6 UNK 1998 27 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26016-L26005 Yes 10 PVC 1998 225 1 0 1 1 2 1 2 1.3 2 1 1 2 1.7 Very Low Low Very Low

L26017-L26005 Yes 12 PVC 1998 283 1 0 1 1 2 1 2 1.3 3 1 1 2 2.2 Very Low Medium Very Low

L26018-L26017 Yes 12 PVC 1998 281 1 0 1 1 2 1 2 1.3 3 1 1 3 2.4 Very Low Medium Very Low

L26019-L25006 Yes 6 PVC 1998 187 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26020-L26019 Yes 6 PVC 1998 316 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26021-L26020 Yes 6 PVC 1998 250 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low
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L26022-L26021 Yes 6 PVC 1998 53 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26023-L26022 Yes 6 PVC 1998 320 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26024-L26050P Yes 8 PVC 1998 40 1 0 1 1 2 1 2 1.3 1 1 1 5 1.8 Very Low Low Very Low

L26026-L26024 No 8 PVC 1998 347 NA NA 2 2 2 1 2 1.9 1 1 1 4 1.6 Low Low Very Low

L26027-L26001 Yes 10 PVC 1998 86 1 0 1 1 2 5 2 1.7 2 1 1 2 1.7 Low Low Very Low

L26028-L26027 Yes 8 PVC 1998 34 1 0 1 1 2 5 2 1.7 1 1 1 2 1.2 Low Very Low Very Low

L26029-L26028 Yes 8 PVC 1998 205 1 0 1 1 2 5 2 1.7 1 1 1 2 1.2 Low Very Low Very Low

L26030-L26029 Yes 8 PVC 1998 205 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26031-L26030 Yes 8 PVC 1998 233 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26032-L26031 Yes 8 PVC 1998 211 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26033-L26032 Yes 8 PVC 1998 24 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26034-L26033 Yes 8 PVC 1998 163 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26035-L26029 Yes 8 PVC 1998 229 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26036-L26035 Yes 8 PVC 1998 152 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26037-L26028 Yes 8 PVC 1998 238 1 0 1 1 2 5 2 1.7 1 1 1 3 1.4 Low Very Low Very Low

L26038-L26037 Yes 8 PVC 1998 181 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26039-L26038 No 8 PVC 1998 25 NA NA 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

L26040-L26039 Yes 8 PVC 1998 145 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26041-L26027 Yes 8 PVC 1999 212 3.1 3 2 2 1 5 2 2.2 1 1 1 2 1.2 Medium Very Low Very Low

L26042-L26041 Yes 6 PVC 1999 63 3.1 3 2 2 1 1 2 1.8 1 1 1 2 1.2 Low Very Low Very Low

L26043-L26042 Yes 6 PVC 1999 265 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26044-L26041 Yes 8 PVC 1999 235 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26045-L26044 Yes 6 PVC 1999 59 3.1 3 2 2 1 1 2 1.8 1 1 1 2 1.2 Low Very Low Very Low

L26046-L26045 Yes 6 PVC 1999 223 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26047-L26044 Yes 8 PVC 1999 190 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26048-L26047 Yes 6 PVC 1999 239 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26054-L25083 Yes 6 PVC 1998 117 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26055-L26054 Yes 6 PVC 1996 187 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26056R-L26055 Yes 6 PVC 1996 122 1 0 1 1 2 1 2 1.3 1 1 1 2 1.2 Very Low Very Low Very Low

L26057-L26054 Yes 6 PVC 1996 138 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26058-L26057 Yes 6 PVC 1996 67 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26059-L26058 Yes 6 PVC 1996 136 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26060-L26059 Yes 6 PVC 1996 164 1 0 1 1 2 1 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26061-L26063 Yes 8 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26062R-L26063 Yes 8 PVC 2004 65 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26063-L26065 Yes 8 PVC 2004 26 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26064R-L26063 Yes 8 PVC 2004 49 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26065-L26067 Yes 8 PVC 2004 63 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26066R-L26065 Yes 8 PVC 2004 95 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26067-L26069 Yes 8 PVC 2004 56 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26068R-L26067 Yes 8 PVC 2004 58 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26069-L26074 Yes 8 PVC 2004 106 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26070R-L26069 Yes 8 PVC 2004 95 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26072-L26074 Yes 8 PVC 2004 73 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26073-L26072 Yes 8 PVC 2004 67 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low
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L26073R-K25073S No 6 PVC 1900 240 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

L26074-L26076 Yes 8 PVC 2004 105 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26075R-L26074 Yes 8 PVC 2004 56 1 0 1 1 1 1 2 1.2 1 1 1 3 1.4 Very Low Very Low Very Low

L26076-L26079 Yes 8 PVC 2004 118 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26077-L26076 Yes 8 PVC 2004 50 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26078-L26076 Yes 8 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26079-L27058 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26080-L26079 Yes 8 PVC 2004 59 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26082-L27053 Yes 10 PVC 2006 382 1 0 1 1 1 1 2 1.2 2 1 1 2 1.7 Very Low Low Very Low

L26083-L26047 Yes 6 PVC 1999 200 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L26083R-L25083 No 6 PVC 1900 176 NA NA 2 2 2 2 2 2.0 1 1 1 3 1.4 Low Very Low Very Low

L26103-L26105 Yes 16 PVC 1998 145 1 0 1 1 2 1 2 1.3 4 1 1 1 2.5 Very Low Medium Very Low

L26105-L26107 Yes 15 PVC 1998 87 1 0 1 1 2 1 2 1.3 4 1 1 1 2.5 Very Low Medium Very Low

L26107-L26012 Yes 15 PVC 1998 395 1 0 1 1 2 1 2 1.3 4 1 1 2 2.7 Very Low Medium Very Low

L26147-L25042 Yes 6 PVC 1999 224 1 0 1 1 1 2 2 1.3 1 1 1 3 1.4 Very Low Very Low Very Low

L26150-L26024 Yes 8 PVC 1998 234 2.5 10 2 3 2 1 2 2.1 1 1 1 4 1.6 Medium Low Very Low

L26160-L26147 Yes 6 PVC 1999 262 3.1 3 2 2 1 2 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

L26161-L26007 Yes 8 PVC 1998 111 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L26162-L26160 Yes 6 PVC 1999 161 4.2 8 4 3 1 1 2 2.8 1 1 1 2 1.2 Medium Very Low Very Low

L27001-L28034 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27002R-L27001 No 8 PVC 2004 57 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27003-L27001 Yes 8 PVC 2004 78 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27004R-L27003 No 8 PVC 2004 48 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27005-L27006 Yes 8 PVC 2004 41 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27006-L27003 Yes 8 PVC 2004 79 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27007-L27006 Yes 8 PVC 2004 149 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27008-L27007 No 8 PVC 2004 70 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27009-L27007 Yes 8 PVC 2004 116 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27010R-L27009 No 8 PVC 2004 62 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27011-L27009 Yes 8 PVC 2004 101 2.2 4 2 2 1 1 2 1.8 1 1 1 1 1.0 Low Very Low Very Low

L27012R-L27011 No 8 PVC 2004 75 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27013-L27014 No 8 PVC 2004 41 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27014-L27011 Yes 8 PVC 2004 100 2.2 4 2 2 1 1 2 1.8 1 1 1 1 1.0 Low Very Low Very Low

L27015-L27014 No 8 PVC 2004 74 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27016-L27014 Yes 8 PVC 2004 144 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27017R-L27092 Yes 8 PVC 2004 79 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27018-L27019 No 8 PVC 2004 45 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27019-L27016 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27020R-L27092 Yes 8 PVC 2004 69 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27021-L27019 Yes 8 PVC 2004 81 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27022R-L27021 Yes 8 PVC 2004 63 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27023R-L27024 No 8 PVC 2004 30 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27024-L27021 Yes 8 PVC 2004 109 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27032-L27033 Yes 12 PVC 2004 172 1 0 1 1 1 1 2 1.2 3 1 1 1 2.0 Very Low Low Very Low

L27033-L27034 Yes 12 PVC 2004 133 1 0 1 1 1 1 2 1.2 3 1 1 1 2.0 Very Low Low Very Low
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L27034-L27035 Yes 12 PVC 2004 189 1 0 1 1 1 1 2 1.2 3 1 1 1 2.0 Very Low Low Very Low

L27035-L27036 Yes 15 PVC 2004 171 1 0 1 1 1 1 2 1.2 4 1 1 1 2.5 Very Low Medium Very Low

L27036-L27042 Yes 16 PVC 2004 39 1 0 1 1 1 1 2 1.2 4 1 1 1 2.5 Very Low Medium Very Low

L27042-L26103 Yes 16 PVC 1998 309 1 0 1 1 2 1 2 1.3 4 1 1 1 2.5 Very Low Medium Very Low

L27044-L27032 Yes 10 PVC 2004 369 4.1 20 3 3 1 1 2 2.4 2 1 1 1 1.5 Medium Very Low Very Low

L27045-L27044 Yes 10 PVC 2004 273 1 0 1 1 1 1 2 1.2 2 1 1 1 1.5 Very Low Very Low Very Low

L27049-L27045 Yes 10 PVC 2004 201 3.2 6 3 3 1 1 2 2.4 2 1 1 1 1.5 Medium Very Low Very Low

L27053-L27049 Yes 10 PVC 2006 413 1 0 1 1 1 1 2 1.2 2 1 1 1 1.5 Very Low Very Low Very Low

L27057-L26082 Yes 10 HDPE 2006 116 3.2 6 3 3 1 1 2 2.4 2 1 5 2 2.1 Medium Medium Low

L27058-L27057 Yes 10 PVC 2004 117 1 0 1 1 1 1 2 1.2 2 1 1 2 1.7 Very Low Low Very Low

L27059-L27058 Yes 8 PVC 2004 60 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27060-L27059 Yes 8 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27061R-L27060 Yes 8 PVC 2004 93 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27062-L27060 No 8 PVC 2004 43 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27063R-L27062 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27064R-L27087 Yes 8 PVC 2004 36 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27065R-L27087 Yes 8 PVC 2004 47 1 0 1 1 1 1 3 1.4 1 1 1 2 1.2 Very Low Very Low Very Low

L27066-L27087 Yes 8 PVC 2004 78 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27067R-L27066 Yes 8 PVC 2004 79 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27068-L27069 Yes 8 PVC 2004 136 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27069-L27072 Yes 8 PVC 2004 64 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27070-L27072 Yes 8 PVC 2004 53 3.1 3 2 2 1 1 2 1.8 1 1 1 2 1.2 Low Very Low Very Low

L27071R-L27070 Yes 8 PVC 2004 50 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27072-L27073 Yes 8 PVC 2004 42 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27073-L27076 Yes 8 PVC 2004 99 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27074-L27073 Yes 8 PVC 2004 61 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27075-L27076 Yes 8 PVC 2004 55 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27076-L27080 Yes 8 PVC 2004 87 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27077R-L27076 Yes 8 PVC 2004 46 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27078R-L27079 Yes 8 PVC 2004 54 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27079-L27080 Yes 8 PVC 2004 75 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27080-L27058 Yes 8 PVC 2004 33 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27081-L27082 Yes 8 PVC 2006 282 3.1 3 2 2 1 1 2 1.8 1 1 1 1 1.0 Low Very Low Very Low

L27082-L27070 Yes 8 PVC 2004 97 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27084-L27066 Yes 8 PVC 2006 71 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27085-L27084 Yes 8 PVC 2006 112 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27086R-L27085 Yes 8 PVC 2004 73 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27087-L27062 Yes 8 PVC 2004 126 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27089-L27080 Yes 8 PVC 2004 56 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27090R-L27091 No 8 PVC 2004 67 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27091-K28026 Yes 8 PVC 2004 89 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L27092-L27016 Yes 8 PVC 2004 74 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L27093R-L27089 Yes 8 PVC 2004 49 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

L28002-L28003 No 8 PVC 2004 101 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28003-L28005 Yes 8 PVC 2004 148 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low
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L28005-L28006 No 8 PVC 2004 31 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28006-L28009 No 8 PVC 2004 143 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28007-L28006 No 8 PVC 2004 65 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28008-L28007 No 8 PVC 2004 110 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28009-L28010 No 8 PVC 2004 112 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28010-L28011 No 8 PVC 2004 178 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28011-L28012 No 8 PVC 2004 55 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28012-L28014 No 8 PVC 2004 56 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28014-L28015 No 8 PVC 2004 153 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28015-L28016 No 8 PVC 2004 135 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28016-L28018 No 8 PVC 2006 138 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28017R-L28016 Yes 8 PVC 2004 66 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28018-L28022 No 8 PVC 2006 124 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28019R-L28020 No 8 PVC 2004 52 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28020-L28018 No 8 PVC 2004 64 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28021R-L28020 No 8 PVC 2004 81 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28022-L28040P No 8 PVC 2006 29 NA NA 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L28023-L28022 Yes 8 PVC 2006 102 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28024-L28023 No 8 PVC 2004 74 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28025-L28024 No 8 PVC 2004 77 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28026-L28025 No 8 PVC 2004 84 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28027-L28026 No 8 PVC 2004 52 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28028-L28023 Yes 8 PVC 2006 71 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28029R-L28028 No 8 PVC 2004 26 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28030-L28028 Yes 8 PVC 2006 99 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28031-L28030 No 8 PVC 2004 61 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28032-L28031 Yes 8 PVC 2004 88 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28033R-L28030 No 8 PVC 2004 38 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28034-L28030 Yes 8 PVC 2004 131 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28035R-L28034 No 8 PVC 2004 69 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28036R-L28034 No 8 PVC 2004 40 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28061-L28062 No 6 PVC 2004 51 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28062-L28063 Yes 8 PVC 2004 85 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28063-L28016 No 8 PVC 2006 176 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28064-L28064R No 8 PVC 2006 18 NA NA 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L28064R-L28063 No 8 PVC 2006 111 NA NA 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

L28065R-L28064 No 8 PVC 2004 77 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28066-L28064 No 8 PVC 2004 59 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28067-L28066 No 8 PVC 2004 148 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28068-L28066 No 8 PVC 2004 83 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28069-L28068 Yes 8 PVC 2004 145 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28070-L28011 Yes 8 PVC 2004 118 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

L28071-L28070 Yes 8 PVC 2004 85 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M16001-M16008P Yes 8 PVC 2000 33 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M16002-M16001 Yes 8 PVC 2000 64 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low
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M16004-M16013 Yes 6 PVC 2001 260 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M16006-M16010 Yes 6 PVC 2000 328 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M16007-M16006 Yes 6 PVC 2000 105 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M16010-M17023 No 6 UNK 1900 551 NA NA 4 4 4 2 1 3.2 1 1 1 1 1.0 High Very Low Low

M16011-M16010 Yes 6 PVC 2000 137 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M16012-M16011 Yes 6 PVC 2000 186 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M16013-M16001 Yes 6 PVC 2001 49 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17003-M16002 Yes 8 PVC 2000 232 2.6 12 2 3 1 1 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

M17005-M17003 Yes 8 PVC 2000 200 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17006-M17005 Yes 8 PVC 2000 68 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17007-M17006 Yes 8 PVC 2000 128 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17008-M17007 Yes 8 PVC 2000 182 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17009-M17008 Yes 8 PVC 2000 116 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17010-M17009 Yes 8 PVC 2000 183 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17011-M17010 No 8 PVC 1900 130 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

M17012-M17011 No 8 PVC 1900 104 NA NA 2 2 2 2 1 1.8 1 1 1 1 1.0 Low Very Low Very Low

M17014-M17012 Yes 8 PVC 2000 254 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17016-M17014 Yes 8 PVC 2000 203 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17018-M17016 Yes 8 PVC 2000 287 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17019-M17018 Yes 8 PVC 2000 166 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17020-M17019 Yes 6 PVC 2000 36 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17021-M17020 Yes 6 PVC 2000 103 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17023-M17021 No 6 PVC 2000 221 NA NA 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17028-M17019 Yes 6 PVC 2000 290 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17029-M17028 Yes 6 PVC 2000 98 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17030-M17029 Yes 6 PVC 2000 158 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17032-M17021 Yes 6 PVC 2000 153 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17033-M17032 Yes 6 PVC 2000 166 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17034-M17033 Yes 6 PVC 2000 187 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M17035-M17034 Yes 6 PVC 2000 160 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

M20001-M21001 Yes 8 VCP 1961 354 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

M20002-M20001 Yes 8 VCP 1961 316 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

M20003-M20002 Yes 8 VCP 1961 300 4.2 12 4 3 2 1 4 3.3 1 3 1 1 1.4 High Very Low Low

M20004-M20003 Yes 8 VCP 1961 315 3.1 3 2 2 2 1 4 2.3 1 3 1 1 1.4 Medium Very Low Very Low

M20005-M21028 Yes 6 ACP 1981 235 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

M21001-M21002 Yes 8 VCP 1961 293 1 0 1 1 2 4 3 1.8 1 4 1 1 1.6 Low Low Very Low

M21002-M21030P Yes 6 VCP 1961 43 1 0 1 1 2 4 4 2.0 1 4 1 1 1.6 Low Low Very Low

M21003-M21002 No 6 VCP 1961 337 NA NA 2 2 2 4 4 2.6 1 4 1 1 1.6 Medium Low Very Low

M21004-M21003 Yes 6 VCP 1961 301 1.1 1 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

M21005-M21031P No 8 PVC 1966 26 NA NA 2 2 2 4 4 2.6 1 4 1 1 1.6 Medium Low Very Low

M21006-M21005 Yes 8 VCP 1966 304 1 0 1 1 2 4 4 2.0 1 4 1 1 1.6 Low Low Very Low

M21007-M21006 Yes 8 VCP 1966 352 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M21008-M21007 Yes 8 VCP 1966 296 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M21009-M21008 Yes 8 VCP 1966 407 3.1 5 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

M21010-M21005 Yes 10 VCP 1966 251 1 0 1 1 2 4 4 2.0 2 4 1 1 2.1 Low Medium Very Low
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Novato Sanitary District

Risk Score Results
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M21011-M21010 Yes 10 VCP 1966 265 1 0 1 1 2 1 4 1.7 2 4 1 1 2.1 Low Medium Very Low

M21012-M21011 Yes 6 VCP 1966 341 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M21013-L21023 No 8 VCP 1966 334 NA NA 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

M21013-M21012 Yes 6 VCP 1966 343 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M21014-M21011 No 10 VCP 1966 357 NA NA 2 2 2 3 4 2.5 2 4 1 1 2.1 Medium Medium Low

M21015-M21014 Yes 10 VCP 1966 343 1 0 1 1 2 1 4 1.7 2 4 1 1 2.1 Low Medium Very Low

M21016-M21015 Yes 10 VCP 1966 350 4.2 8 4 3 2 1 4 3.3 2 3 1 1 1.9 High Low Medium

M21016-M21019 Yes 6 VCP 1966 348 4.1 7 3 3 2 1 4 2.9 1 3 1 1 1.4 Medium Very Low Very Low

M21017-M21032P Yes 8 PVC 2004 28 1 0 1 1 1 4 4 1.9 1 3 1 1 1.4 Low Very Low Very Low

M21018-M21017 No 6 VCP 1966 248 NA NA 2 2 2 4 4 2.6 1 3 1 1 1.4 Medium Very Low Very Low

M21019-M21018 Yes 6 VCP 1966 353 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

M21020-M21017 Yes 8 VCP 1966 316 1 0 1 1 2 4 4 2.0 1 3 1 1 1.4 Low Very Low Very Low

M21021-M21020 Yes 8 VCP 1966 314 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

M21022-M21021 Yes 8 VCP 1966 301 3.1 3 2 2 2 1 4 2.3 1 5 1 1 1.8 Medium Low Very Low

M21023-M21002 Yes 6 ACP 1981 103 4.2 8 4 3 2 4 4 3.6 1 4 1 1 1.6 High Low Medium

M21024-M21023 Yes 6 ACP 1981 340 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M21025-M21024 Yes 6 ACP 1981 326 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M21026-M21035V Yes 6 ACP 1981 266 2.1 2 2 2 2 1 4 2.3 1 4 1 1 1.6 Medium Low Very Low

M21027R-M21028 Yes 6 ACP 1981 112 1 0 1 1 2 1 4 1.7 1 3 1 1 1.4 Low Very Low Very Low

M21028-M21001 Yes 6 ACP 1981 45 4.3 12 4 3 2 4 4 3.6 1 3 1 1 1.4 High Very Low Low

M21033S-M21022 No 8 VCP 1966 6 NA NA 2 2 2 2 4 2.4 1 5 1 1 1.8 Medium Low Very Low

M21035V-M21025 Yes 6 ACP 1981 331 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M22001-L21032 Yes 6 PVC 1983 348 3.2 6 3 3 2 1 4 2.9 1 3 1 1 1.4 Medium Very Low Very Low

M22002-M22001 Yes 6 PVC 1983 311 1 0 1 1 2 1 4 1.7 1 4 1 1 1.6 Low Low Very Low

M26001-L26026 Yes 8 PVC 1998 351 1 0 1 1 2 1 2 1.3 1 1 1 4 1.6 Very Low Low Very Low

M26002-M26001 Yes 8 PVC 1998 327 2.2 4 2 2 2 1 2 1.9 1 1 1 3 1.4 Low Very Low Very Low

M26003-L26083 Yes 6 PVC 1999 21 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

M26004-M26003 Yes 6 PVC 1999 223 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

M26005R-M26004 Yes 6 PVC 1999 38 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

M26006-L26048 Yes 6 PVC 1999 60 1 0 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

M26008-L26107 Yes 6 PVC 1998 145 3.1 3 2 2 2 1 2 1.9 1 1 1 2 1.2 Low Very Low Very Low

M26020-M27022 Yes 6 PVC 1994 204 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M26021-M26008 No 8 PVC 2005 85 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

M26022-M26021 No 8 PVC 2005 108 NA NA 1 1 1 1 2 1.2 1 1 1 2 1.2 Very Low Very Low Very Low

M26023-M26022 No 8 PVC 2005 130 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26024-M26023 No 8 PVC 2005 213 NA NA 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26025-M26022 Yes 8 PVC 2005 120 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26026-M26020 Yes 8 PVC 2010 139 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26027-M26026 Yes 8 PVC 2010 19 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26028-M26027 Yes 8 PVC 2010 179 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26029-M26028 Yes 8 PVC 2010 181 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26030-M26027 Yes 8 PVC 2010 308 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26031-M26030 Yes 8 PVC 2010 102 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26032-M26030 Yes 8 PVC 2010 198 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low

M26033-M26032 Yes 8 PVC 2010 103 1 0 1 1 1 1 2 1.2 1 1 1 1 1.0 Very Low Very Low Very Low
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M27001-M27020P Yes 8 PVC 1998 39 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27002-M27001 Yes 6 PVC 1998 131 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27003-M27002 Yes 6 PVC 1998 265 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

M27004-M27003 Yes 6 PVC 1998 140 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27005-M27004 Yes 6 PVC 1998 239 3.4 12 3 3 2 2 2 2.6 1 1 1 1 1.0 Medium Very Low Very Low

M27006-M27005 Yes 6 PVC 1998 294 3.1 7 2 3 2 2 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

M27007-M27006 Yes 6 PVC 1998 224 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27008-M27007 Yes 6 PVC 1998 268 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27008-M27011 Yes 6 UNK 1900 53 1 0 1 1 4 2 2 1.6 1 1 1 1 1.0 Low Very Low Very Low

M27009-M27005 Yes 6 PVC 1998 198 2.4 8 2 3 2 2 2 2.2 1 1 1 1 1.0 Medium Very Low Very Low

M27010-M27009 Yes 6 PVC 1998 255 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27011-M27010 Yes 6 PVC 1998 203 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27012-M27004 Yes 6 PVC 1994 247 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27013-M27014 Yes 8 PVC 1994 60 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27014-M27012 Yes 6 PVC 1900 71 1 0 1 1 2 2 2 1.4 1 1 1 1 1.0 Very Low Very Low Very Low

M27014-M27015 Yes 6 PVC 1994 257 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27015-M27001 Yes 6 PVC 1994 220 4.2 22 4 4 2 1 2 3.1 1 1 1 1 1.0 High Very Low Low

M27016-M27017 No 6 PVC 1994 112 NA NA 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

M27017-M27018 Yes 6 PVC 1994 142 2.1 2 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

M27018-M27019 Yes 6 PVC 1994 217 4.2 18 4 3 2 1 2 2.9 1 1 1 1 1.0 Medium Very Low Very Low

M27019-M27021 Yes 6 PVC 1994 176 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27021-M27032R Yes 6 PVC 1994 129 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

M27022-M27021 Yes 6 PVC 1994 201 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

M27024-M26020 Yes 6 PVC 1994 328 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27025-M27017 Yes 6 PVC 1994 258 1 0 1 1 2 1 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27025-M27024 Yes 6 PVC 2000 38 1 0 1 1 1 2 2 1.3 1 1 1 1 1.0 Very Low Very Low Very Low

M27026-M27018 Yes 6 PVC 1994 189 3.2 6 3 3 2 1 2 2.5 1 1 1 1 1.0 Medium Very Low Very Low

M27032R-M27015 Yes 6 PVC 1994 108 2.2 4 2 2 2 1 2 1.9 1 1 1 1 1.0 Low Very Low Very Low

N16005-M16006 Yes 6 PVC 2000 143 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16006R-N16005 Yes 6 PVC 2000 119 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16010-N17005 Yes 6 PVC 2000 214 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16012-N16010 Yes 6 PVC 2000 207 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16013-N16012 Yes 6 PVC 2000 141 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16014-N16013 Yes 6 PVC 2000 131 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16015-N16014 Yes 6 PVC 2000 59 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N16017R-N16015 Yes 6 PVC 2000 60 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N17003-M17030 Yes 6 PVC 2000 159 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N17004-N17003 Yes 6 PVC 2000 101 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

N17005-N17004 Yes 6 PVC 2000 185 1 0 1 1 1 1 1 1.0 1 1 1 1 1.0 Very Low Very Low Very Low

*  Based on number of highest grade structural defects as computed based on methodology in NASSCO PACP Reference Manual Version 7.0.1, Appendix D, Risk Management in Piping Systems: 1 = no defects, 1.1 = 1 grade 1 defect, 1.2 = 2 grade 1 

defects, ……1.9 = 9 grade 1 defects, 2.0 = 10+ grade 1 defects, 2.X = X grade 2 defects…… 5.X = X grade 5 defects, 6.0 = 10+ grade 5 defects.
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Novato Sanitary District

Preliminary Structural Rehabilitation Decisions

Pipe ID Rehab Actions
Est. Construction 

Cost

Est. Construction 

Costs with 30% 

Contigency

Est. Capital Cost 

(incl. 25% 

allowance)

Risk Priority 

Rating

E13022-E14059 Replace $131,000 $170,300 $212,900 High

G16004-G16003 Replace $8,000 $10,400 $13,000 High

G16056-G16122 Replace $145,700 $189,500 $236,900 High

G16057-G16056 Replace $125,700 $163,500 $204,400 High

H15004-H15005 Pt. Repair & Line $96,400 $125,400 $156,800 High

H15049-H15048 Replace $191,100 $248,500 $310,700 High

H15051-H15041 Point Repair $36,000 $46,800 $58,500 High

H17030-H17100 Line $133,900 $174,100 $217,700 High

H17035-H17034 Replace $56,100 $73,000 $91,300 High

H17100-H17029 Line or Replace $137,300 $178,500 $223,200 High

I17009-I17008 Line or Replace $217,200 $282,400 $353,000 High

J22007-J22006 Replace $116,400 $151,400 $189,300 High

J22061-J22060 Replace $32,500 $42,300 $52,900 High

K21001-K21006 Line or Replace $92,600 $120,400 $150,500 High

K21011-K21001 Line or Replace $17,300 $22,500 $28,200 High

C14034-C14033 Replace $49,100 $63,900 $79,900 Medium

C17004-C17003 Replace $159,000 $206,700 $258,400 Medium

D14027-D14026 Replace $77,200 $100,400 $125,500 Medium

D14050-D14049 Replace $54,800 $71,300 $89,200 Medium

E14010-E14009 Replace $117,100 $152,300 $190,400 Medium

E14036-E14035 Line $24,700 $32,200 $40,300 Medium

E14037-E14036 Replace $140,500 $182,700 $228,400 Medium

E14039R-E14035 Replace $72,400 $94,200 $117,800 Medium

E14051-E14012 Point Repair $49,500 $64,400 $80,500 Medium

E14080R-E14042R Replace $20,500 $26,700 $33,400 Medium

F15024-F15021 Point Repair $36,000 $46,800 $58,500 Medium

F15045-F15065 Replace $76,900 $100,000 $125,000 Medium

F16031-F16030 Point Repair $33,000 $42,900 $53,700 Medium

F16061-F16060 Replace $126,200 $164,100 $205,200 Medium

F16062R-F16061 Replace $115,900 $150,700 $188,400 Medium

G15017-G15009 Replace $186,100 $242,000 $302,500 Medium

G15023-G15006 Point Repair $49,500 $64,400 $80,500 Medium

G16010-G16023 Replace $208,600 $271,200 $339,000 Medium

G16013-G16089 Replace $134,000 $174,200 $217,800 Medium

G16020-G16019 Replace $107,300 $139,500 $174,400 Medium

G16023-G16090 Pt. Repair & Line $102,700 $133,600 $167,000 Medium

G16035-G16021 Replace $160,900 $209,200 $261,500 Medium

G17009-G17001 Pt. Repair & Line $115,200 $149,800 $187,300 Medium

G17048-G17044 Point Repair $27,600 $35,900 $44,900 Medium

G17056R-G17055 Point Repair $24,000 $31,200 $39,000 Medium

G17066-G17065 Replace $127,900 $166,300 $207,900 Medium

G17076-G17075 Replace $80,900 $105,200 $131,500 Medium

G19007-G19006 Replace $69,800 $90,800 $113,500 Medium

G19055-G19054 Replace $129,100 $167,900 $209,900 Medium

H14004-H14003 Replace $140,100 $182,200 $227,800 Medium
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Novato Sanitary District

Preliminary Structural Rehabilitation Decisions

Pipe ID Rehab Actions
Est. Construction 

Cost

Est. Construction 

Costs with 30% 

Contigency

Est. Capital Cost 

(incl. 25% 

allowance)

Risk Priority 

Rating

H14022-H14002 Line or Replace $33,700 $43,900 $54,900 Medium

H14024-H14023 Replace $177,400 $230,700 $288,400 Medium

H14030-H15001 Point Repair $54,400 $70,800 $88,500 Medium

H15010-H15083 Replace $88,600 $115,200 $144,000 Medium

H15016-H15006 Replace $238,000 $309,400 $386,800 Medium

H19003-H19002 Replace $54,800 $71,300 $89,200 Medium

H19005-H19004 Replace $105,900 $137,700 $172,200 Medium

H19006-H19005 Replace $144,900 $188,400 $235,500 Medium

H20030-H20029 Replace $113,100 $147,100 $183,900 Medium

I17010-I17009 Replace $96,700 $125,800 $157,300 Medium

I23004-I23003 Point Repair $37,000 $48,100 $60,200 Medium

I24039-I24038 Replace $178,800 $232,500 $290,700 Medium

J22026-J22025 Replace $118,400 $154,000 $192,500 Medium

J23003-J23002 Line or Replace $132,600 $172,400 $215,500 Medium

J23004-J23003 Line or Replace $135,000 $175,500 $219,400 Medium

J23012-J23006 Replace $147,900 $192,300 $240,400 Medium

K25010-K25009 Point Repair $33,000 $42,900 $53,700 Medium

L21012-L21011 Line or Replace $100,700 $131,000 $163,800 Medium

M21016-M21015 Point Repair $33,000 $42,900 $53,700 Medium

M21023-M21002 Replace $42,800 $55,700 $69,700 Medium

B18006-B18005 Replace $107,100 $139,300 $174,200 Low

D14018R-D14016 Replace $51,600 $67,100 $83,900 Low

E12034-E12033 Replace $93,000 $120,900 $151,200 Low

E13004-E13003 Point Repair $16,500 $21,500 $26,900 Low

E14016-E14003 Line or Replace $94,900 $123,400 $154,300 Low

E14041-E14032 Replace $49,300 $64,100 $80,200 Low

E16033-E16005 Point Repair $13,800 $18,000 $22,500 Low

F12036-F12035 Replace $30,800 $40,100 $50,200 Low

F13033-F13034 Replace $83,700 $108,900 $136,200 Low

F13034-F13035 Replace $126,300 $164,200 $205,300 Low

F13037-G13011 Replace $131,500 $171,000 $213,800 Low

F13040-F13037 Replace $117,600 $152,900 $191,200 Low

F14001-F15023 Point Repair $16,500 $21,500 $26,900 Low

F14003-F14002-1 Line $15,800 $20,600 $25,800 Low

F14010-F14009 Replace $46,300 $60,200 $75,300 Low

F16049-F16027 Replace $130,500 $169,700 $212,200 Low

F17054-F17053 Replace $69,200 $90,000 $112,500 Low

F17071-F17073 Point Repair $27,600 $35,900 $44,900 Low

G13011-G13012 Point Repair $24,000 $31,200 $39,000 Low

G13012-G13013 Replace $102,000 $132,600 $165,800 Low

G13013-G13014 Replace $117,300 $152,500 $190,700 Low

G15019-G15008 Replace $189,400 $246,300 $307,900 Low

G15020R-G15019 Replace $171,600 $223,100 $278,900 Low

G15021-G15007 Replace $174,500 $226,900 $283,700 Low

G15022R-G15021 Replace $158,700 $206,400 $258,000 Low
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Novato Sanitary District

Preliminary Structural Rehabilitation Decisions

Pipe ID Rehab Actions
Est. Construction 

Cost

Est. Construction 

Costs with 30% 

Contigency

Est. Capital Cost 

(incl. 25% 

allowance)

Risk Priority 
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G15029R-G15028 Point Repair $48,000 $62,400 $78,000 Low

G15030-G15025 Point Repair $36,000 $46,800 $58,500 Low

G15032-G15001 Replace $118,100 $153,600 $192,000 Low

G15034-G15092 Replace $76,000 $98,800 $123,500 Low

G15036R-G15035 Replace $117,000 $152,100 $190,200 Low

G15049-G15048 Replace $72,600 $94,400 $118,000 Low

G16036-G16035 Replace $28,400 $37,000 $46,300 Low

G16122S-G16036 Replace $90,600 $117,800 $147,300 Low

G17035R-F17091 Replace $60,700 $79,000 $98,800 Low

G18005-G18004 Point Repair $18,500 $24,100 $30,200 Low

G22007-G22006 Point Repair $18,500 $24,100 $30,200 Low

G22008-G22007 Point Repair $49,500 $64,400 $80,500 Low

G24028-H24035 Replace $95,000 $123,500 $154,400 Low

G25052S-G25026 Point Repair $27,600 $35,900 $44,900 Low

H14009-H14042 Replace $120,500 $156,700 $195,900 Low

H15057-H15056 Replace $140,400 $182,600 $228,300 Low

H16008R-H16031 Replace $40,800 $53,100 $66,400 Low

H16025-H16024 Replace $205,500 $267,200 $334,000 Low

H16031R-H16030R Replace $53,700 $69,900 $87,400 Low

H17017-H17016R Replace $101,000 $131,300 $164,200 Low

H17027R-H17026 Point Repair $36,000 $46,800 $58,500 Low

H17044-H17043 Replace $138,500 $180,100 $225,200 Low

H17046-H17045 Replace $191,100 $248,500 $310,700 Low

H19026-H19073P Replace $39,200 $51,000 $63,800 Low

H20094-H19025 Replace $119,300 $155,100 $193,900 Low

H21003-H21002 Line $26,500 $34,500 $43,200 Low

H21025-H21018 Replace $89,600 $116,500 $145,700 Low

H21083-H21001 Replace $96,200 $125,100 $156,400 Low

H24003-H24002 Point Repair $16,500 $21,500 $26,900 Low

I13017-I13037 Replace $60,500 $78,700 $98,400 Low

I13037-I13016 Replace $68,200 $88,700 $110,900 Low

J24059-J25001 Replace $105,300 $136,900 $171,200 Low

J25002-J25001 Replace $35,200 $45,800 $57,300 Low

J28032-J28009 Replace $54,400 $70,800 $88,500 Low

K23011-K23007 Replace $115,100 $149,700 $187,200 Low

K25028-K25027 Replace $86,500 $112,500 $140,700 Low

K25041-K25040 Replace $74,200 $96,500 $120,700 Low

K26008-K25018 Point Repair $24,000 $31,200 $39,000 Low

K27006-K27005 Replace $20,600 $26,800 $33,500 Low

K27007-K27006 Line or Replace $62,500 $81,300 $101,700 Low

L12006-L12005 Replace $8,600 $11,200 $14,000 Low

L12010-L12009 Replace $68,000 $88,400 $110,500 Low

L12019-L12018 Replace $172,300 $224,000 $280,000 Low

L20006-L20005 Point Repair $33,000 $42,900 $53,700 Low

L20016-L20017 Replace $163,900 $213,100 $266,400 Low
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Novato Sanitary District

Preliminary Structural Rehabilitation Decisions

Pipe ID Rehab Actions
Est. Construction 
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Est. Construction 

Costs with 30% 
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Est. Capital Cost 
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L21018-L21011 Replace $154,900 $201,400 $251,800 Low

M20003-M20002 Point Repair $66,000 $85,800 $107,300 Low

M21028-M21001 Replace $16,600 $21,600 $27,000 Low

M27015-M27001 Replace $116,100 $151,000 $188,800 Low

B16027-B16026 Replace $139,200 $181,000 $226,300 Very Low

B18010R-B18009 Replace $60,200 $78,300 $97,900 Very Low

C14029-C14028 Point Repair $24,000 $31,200 $39,000 Very Low

C15019-C15018 Point Repair $33,000 $42,900 $53,700 Very Low

C16015-C16012 Point Repair $13,800 $18,000 $22,500 Very Low

C16075-C16057 Replace $24,800 $32,300 $40,400 Very Low

C18015R-C18014 Point Repair $12,000 $15,600 $19,500 Very Low

D12001-D13005 Point Repair $16,500 $21,500 $26,900 Very Low

D12098R-D12107 Replace $30,800 $40,100 $50,200 Very Low

D13002-D13001 Point Repair $18,500 $24,100 $30,200 Very Low

D14026-D14025 Replace $32,200 $41,900 $52,400 Very Low

D15006-D15005 Point Repair $16,500 $21,500 $26,900 Very Low

D15041R-D15040 Point Repair $12,000 $15,600 $19,500 Very Low

D16018-D16017 Replace $66,900 $87,000 $108,800 Very Low

D16068-D16067 Point Repair $24,000 $31,200 $39,000 Very Low

D16081-D16044 Replace $60,200 $78,300 $97,900 Very Low

E12044-F12008 Point Repair $36,000 $46,800 $58,500 Very Low

E12045-E12044 Point Repair $36,000 $46,800 $58,500 Very Low

E12046-E12045 Replace $160,900 $209,200 $261,500 Very Low

E13026-E13025 Line $8,900 $11,600 $14,500 Very Low

E13052-E13047 Point Repair $36,000 $46,800 $58,500 Very Low

E13070-E13069 Replace $121,600 $158,100 $197,700 Very Low

E13081-E13080 Point Repair $24,000 $31,200 $39,000 Very Low

E13089-E13079 Point Repair $12,000 $15,600 $19,500 Very Low

E15053-E15009 Line $8,600 $11,200 $14,000 Very Low

F13022-F13021 Point Repair $24,000 $31,200 $39,000 Very Low

F15036R-F15035 Replace $48,500 $63,100 $78,900 Very Low

G13036-G13035 Point Repair $24,000 $31,200 $39,000 Very Low

G14024R-G14023 Point Repair $24,000 $31,200 $39,000 Very Low

G15009-G15008 Replace $148,100 $192,600 $240,800 Very Low

G15075-G15074 Point Repair $13,800 $18,000 $22,500 Very Low

G16037-G16036 Replace $76,600 $99,600 $124,500 Very Low

G16102-G16023 Point Repair $55,500 $72,200 $90,300 Very Low

G20045-G20044 Replace $73,300 $95,300 $119,200 Very Low

G21016-G21006 Point Repair $12,000 $15,600 $19,500 Very Low

G22014-G22013 Point Repair $27,600 $35,900 $44,900 Very Low

G22043-G22042 Replace $22,500 $29,300 $36,700 Very Low

G24006-G24005 Point Repair $36,000 $46,800 $58,500 Very Low

G25042-H25020 Line or Replace $113,300 $147,300 $184,200 Very Low

H14019R-H14009 Replace $81,600 $106,100 $132,700 Very Low

H16044-H16111 Replace $32,800 $42,700 $53,400 Very Low
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Novato Sanitary District

Preliminary Structural Rehabilitation Decisions

Pipe ID Rehab Actions
Est. Construction 

Cost

Est. Construction 

Costs with 30% 

Contigency

Est. Capital Cost 

(incl. 25% 

allowance)

Risk Priority 

Rating

H16049R-H16048 Point Repair $12,000 $15,600 $19,500 Very Low

H17019-H17013 Replace $37,200 $48,400 $60,500 Very Low

H20013-H20012 Point Repair $12,000 $15,600 $19,500 Very Low

H20060-H20059 Pt. Repair & Line $73,300 $95,300 $119,200 Very Low

H20067-H20066 Point Repair $24,000 $31,200 $39,000 Very Low

H20068R-H20067 Point Repair $36,000 $46,800 $58,500 Very Low

H20107S-H20013 Point Repair $12,000 $15,600 $19,500 Very Low

H21006-H21005 Point Repair $66,000 $85,800 $107,300 Very Low

H21029R-H21028 Replace $106,500 $138,500 $173,200 Very Low

H21030-H21002 Replace $34,600 $45,000 $56,300 Very Low

H21046-H21038 Point Repair $12,000 $15,600 $19,500 Very Low

H21048R-H21047 Point Repair $12,000 $15,600 $19,500 Very Low

H21054-H21053 Replace $93,900 $122,100 $152,700 Very Low

H22024-H22023 Replace $73,900 $96,100 $120,200 Very Low

H22035-H22033 Point Repair $48,000 $62,400 $78,000 Very Low

H23019-H23018 Replace $66,200 $86,100 $107,700 Very Low

H23049-H23026 Point Repair $12,000 $15,600 $19,500 Very Low

H24012-H24006 Point Repair $12,000 $15,600 $19,500 Very Low

H24013-H24012 Replace $103,700 $134,900 $168,700 Very Low

H24017-H24004 Point Repair $13,800 $18,000 $22,500 Very Low

H24028-H24027 Point Repair $12,000 $15,600 $19,500 Very Low

H24031-H24030 Replace $21,900 $28,500 $35,700 Very Low

H25002-H25001 Point Repair $24,000 $31,200 $39,000 Very Low

H25008-H25007 Replace $48,400 $63,000 $78,800 Very Low

H25013-H24011 Point Repair $24,000 $31,200 $39,000 Very Low

H25014-H25013 Point Repair $36,000 $46,800 $58,500 Very Low

H25031-H25010 Replace $120,800 $157,100 $196,400 Very Low

I15023-I15024 Replace $29,900 $38,900 $48,700 Very Low

I15060S-I15014 Point Repair $13,800 $18,000 $22,500 Very Low

I18006-I18005 Replace $27,400 $35,700 $44,700 Very Low

I20012-I20004 Point Repair $24,000 $31,200 $39,000 Very Low

I21063R-I21062 Replace $49,100 $63,900 $79,900 Very Low

I21078-I21077 Point Repair $12,000 $15,600 $19,500 Very Low

I21092-I21091 Point Repair $24,000 $31,200 $39,000 Very Low

I21106-I21105 Point Repair $16,500 $21,500 $26,900 Very Low

I22002-I22001 Pt. Repair & Line $39,600 $51,500 $64,400 Very Low

I22034-I22033 Point Repair $12,000 $15,600 $19,500 Very Low

I22048-I22033 Point Repair $12,000 $15,600 $19,500 Very Low

I23021R-I23019 Replace $63,100 $82,100 $102,700 Very Low

I23136-I23134 Point Repair $18,500 $24,100 $30,200 Very Low

I24009-I24008 Point Repair $55,200 $71,800 $89,800 Very Low

I24016-I24014 Replace $156,200 $203,100 $253,900 Very Low

I24023-I24022 Replace $59,200 $77,000 $96,300 Very Low

I25001-I24036 Replace $89,600 $116,500 $145,700 Very Low

I25010-I25009 Replace $105,700 $137,500 $171,900 Very Low
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Novato Sanitary District

Preliminary Structural Rehabilitation Decisions

Pipe ID Rehab Actions
Est. Construction 

Cost

Est. Construction 

Costs with 30% 

Contigency

Est. Capital Cost 

(incl. 25% 

allowance)

Risk Priority 

Rating

J16001-I16042 Point Repair $12,000 $15,600 $19,500 Very Low

J22043R-J22025 Replace $131,800 $171,400 $214,300 Very Low

J24036-J24035 Point Repair $12,000 $15,600 $19,500 Very Low

J24039-J24038 Point Repair $48,000 $62,400 $78,000 Very Low

J24040-J24039 Replace $112,600 $146,400 $183,000 Very Low

J24049-J24005 Point Repair $49,500 $64,400 $80,500 Very Low

J24051-J24050 Point Repair $13,800 $18,000 $22,500 Very Low

J25001-K24004 Point Repair $66,000 $85,800 $107,300 Very Low

J25029-J25028 Replace $27,200 $35,400 $44,300 Very Low

J25036-J25035 Replace $31,700 $41,300 $51,700 Very Low

J25040-J25039 Replace $9,600 $12,500 $15,700 Very Low

J28003-J28002 Replace $110,400 $143,600 $179,500 Very Low

J28046-J28085 Replace $26,200 $34,100 $42,700 Very Low

J28079R-J28078 Replace $19,200 $25,000 $31,300 Very Low

K13048-K13016 Replace $72,500 $94,300 $117,900 Very Low

K20003-K20002 Point Repair $12,000 $15,600 $19,500 Very Low

K23003-K23004 Point Repair $66,000 $85,800 $107,300 Very Low

K23004-K23005 Replace $163,300 $212,300 $265,400 Very Low

K25018-K25017 Replace $98,400 $128,000 $160,000 Very Low

K25020-K25074 Replace $50,700 $66,000 $82,500 Very Low

K25025-J25012 Replace $142,900 $185,800 $232,300 Very Low

K25027-K25026 Replace $71,900 $93,500 $116,900 Very Low

K25045-K25026 Replace $18,700 $24,400 $30,500 Very Low

L25028-L25023 Replace $30,200 $39,300 $49,200 Very Low

L25043-L25042 Point Repair $33,000 $42,900 $53,700 Very Low

L26162-L26160 Point Repair $24,000 $31,200 $39,000 Very Low

L27044-L27032 Replace $165,400 $215,100 $268,900 Very Low

M21016-M21019 Point Repair $24,000 $31,200 $39,000 Very Low

M27018-M27019 Replace $114,900 $149,400 $186,800 Very Low
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Novato Sanitary District

Pipes Recommended for Prioritized CCTV Inspection

Pipe ID Rehab Actions
Risk Priority 

Rating

E14012-E14011-1 Prioritize CCTV High

E15126S-E15126 Prioritize CCTV High

F17300-F17112 Prioritize CCTV High

G17002S-G17002 Prioritize CCTV High

G17015-G17062T Prioritize CCTV High

G17062T-G18051 Prioritize CCTV High

G17082-G17007-1 Prioritize CCTV High

G17098-G17097-1 Prioritize CCTV High

G17120-H17073 Prioritize CCTV High

H17053-H17052 Prioritize CCTV High

H17057-H17006 Prioritize CCTV High

H17066-H17065 Prioritize CCTV High

H17070-H17069 Prioritize CCTV High

H17071-H17070 Prioritize CCTV High

H17072-H17071 Prioritize CCTV High

H17073-H17072-1 Prioritize CCTV High

H17073-H17072-2 Prioritize CCTV High

H17090-H17003 Prioritize CCTV High

C14033-C14031 Prioritize CCTV Medium

C15021-C15020 Prioritize CCTV Medium

D14046R-D14046 Prioritize CCTV Medium

D14046S-D14046 Prioritize CCTV Medium

D16014S-D16014 Prioritize CCTV Medium

E14012-E14011-2 Prioritize CCTV Medium

E14054-E14053 Prioritize CCTV Medium

E15008-E15100 Prioritize CCTV Medium

E15069R-E15068 Prioritize CCTV Medium

E15072-E15150 Prioritize CCTV Medium

E15087-F15136 Prioritize CCTV Medium

E15100-E15007 Prioritize CCTV Medium

E15150-E15004 Prioritize CCTV Medium

F14042-F14041 Prioritize CCTV Medium

F15006-F15005 Prioritize CCTV Medium

F15007-F15006 Prioritize CCTV Medium

F15026-F15113 Prioritize CCTV Medium

F15028-F15126 Prioritize CCTV Medium

F15029-F15028 Prioritize CCTV Medium

F15050-F16018 Prioritize CCTV Medium

F15065-F15124 Prioritize CCTV Medium

F15087G-F15087 Prioritize CCTV Medium

F15135-F15010 Prioritize CCTV Medium
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Novato Sanitary District

Pipes Recommended for Prioritized CCTV Inspection

Pipe ID Rehab Actions
Risk Priority 

Rating

F15136-F15135 Prioritize CCTV Medium

F16002-F16100 Prioritize CCTV Medium

F16006-F16097 Prioritize CCTV Medium

F16007-F16006 Prioritize CCTV Medium

F16018-F16017 Prioritize CCTV Medium

F16033S-F16033 Prioritize CCTV Medium

F16084-F16004 Prioritize CCTV Medium

F16097-F16005-1 Prioritize CCTV Medium

F17061-G17028 Prioritize CCTV Medium

F17117S-F17035 Prioritize CCTV Medium

F19027S-F19027 Prioritize CCTV Medium

G15108S-G15072 Prioritize CCTV Medium

G16002-G16092 Prioritize CCTV Medium

G16014-G17011 Prioritize CCTV Medium

G16021-G16002 Prioritize CCTV Medium

G16045-G16018 Prioritize CCTV Medium

G16075R-G16075 Prioritize CCTV Medium

G16078R-G16075R Prioritize CCTV Medium

G16089S-G16089 Prioritize CCTV Medium

G16092-G17008 Prioritize CCTV Medium

G17001-H17012 Prioritize CCTV Medium

G17002-G17001 Prioritize CCTV Medium

G17003-G17002 Prioritize CCTV Medium

G17004-G17003 Prioritize CCTV Medium

G17005-G17004 Prioritize CCTV Medium

G17006-G17005 Prioritize CCTV Medium

G17007-G17006 Prioritize CCTV Medium

G17008-G17082 Prioritize CCTV Medium

G17013-G17012 Prioritize CCTV Medium

G17018-G17017 Prioritize CCTV Medium

G17018R-G17018 Prioritize CCTV Medium

G17018S-G17018 Prioritize CCTV Medium

G17069-G17120 Prioritize CCTV Medium

G17072-G17016 Prioritize CCTV Medium

G17073-G17100 Prioritize CCTV Medium

G17074-G17073 Prioritize CCTV Medium

G17075-G17138R Prioritize CCTV Medium

G17078-G17077 Prioritize CCTV Medium

G17079-G17078 Prioritize CCTV Medium

G17080-G17062T Prioritize CCTV Medium

G17082-G17007-2 Prioritize CCTV Medium
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Novato Sanitary District

Pipes Recommended for Prioritized CCTV Inspection

Pipe ID Rehab Actions
Risk Priority 

Rating

G17092-G17111T Prioritize CCTV Medium

G17098-G17097-2 Prioritize CCTV Medium

G17132S-G17132 Prioritize CCTV Medium

G17138R-G17074 Prioritize CCTV Medium

G18052-G17069 Prioritize CCTV Medium

G18060S-G18060 Prioritize CCTV Medium

G19071-G20009 Prioritize CCTV Medium

G19079-G19012 Prioritize CCTV Medium

G19080-G19079 Prioritize CCTV Medium

H15033-H15032 Prioritize CCTV Medium

H15034-H15033 Prioritize CCTV Medium

H15053R-H15046R Prioritize CCTV Medium

H15054-H15052R Prioritize CCTV Medium

H15055R-H15054 Prioritize CCTV Medium

H16118-H16056 Prioritize CCTV Medium

H17001-I17005 Prioritize CCTV Medium

H17002-H17001 Prioritize CCTV Medium

H17003-H17002 Prioritize CCTV Medium

H17005-H17091 Prioritize CCTV Medium

H17006-H17005 Prioritize CCTV Medium

H17007-H17058 Prioritize CCTV Medium

H17008-H17007 Prioritize CCTV Medium

H17009-H17008 Prioritize CCTV Medium

H17010-H17009 Prioritize CCTV Medium

H17011-H17010 Prioritize CCTV Medium

H17018R-H17017R Prioritize CCTV Medium

H17018S-H17018R Prioritize CCTV Medium

H17031-H17028 Prioritize CCTV Medium

H17032-H17031 Prioritize CCTV Medium

H17033-H17032 Prioritize CCTV Medium

H17051-I17015 Prioritize CCTV Medium

H17052-H17051 Prioritize CCTV Medium

H17058-H17057 Prioritize CCTV Medium

H17065-H17064 Prioritize CCTV Medium

H17067-H17066 Prioritize CCTV Medium

H17068-H17067 Prioritize CCTV Medium

H17069-H17068 Prioritize CCTV Medium

H17074R-H17030 Prioritize CCTV Medium

H17075R-H17030 Prioritize CCTV Medium

H17088R-I17009 Prioritize CCTV Medium

H19022-H20025 Prioritize CCTV Medium
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Novato Sanitary District

Pipes Recommended for Prioritized CCTV Inspection

Pipe ID Rehab Actions
Risk Priority 

Rating

H19044-H19005 Prioritize CCTV Medium

H20023T-H20023 Prioritize CCTV Medium

H23050S-H23050 Prioritize CCTV Medium

I15001-H15034 Prioritize CCTV Medium

I15002-I15001 Prioritize CCTV Medium

I15003-I15002 Prioritize CCTV Medium

I15004-I15003 Prioritize CCTV Medium

I15005-I15004 Prioritize CCTV Medium

I15014-H15053R Prioritize CCTV Medium

I15014S-I15014 Prioritize CCTV Medium

I15015-I15014 Prioritize CCTV Medium

I16001-I15003 Prioritize CCTV Medium

I17002-I17038 Prioritize CCTV Medium

I17003-I17002 Prioritize CCTV Medium

I17004-I17003 Prioritize CCTV Medium

I17005-I17004 Prioritize CCTV Medium

I17007-I17039 Prioritize CCTV Medium

I17012-i17037T Prioritize CCTV Medium

I17013-I17026 Prioritize CCTV Medium

I17014-I17013 Prioritize CCTV Medium

I17015-I17014 Prioritize CCTV Medium

I17026-I17012 Prioritize CCTV Medium

I17038-I17037T Prioritize CCTV Medium

I23009-I23017-2 Prioritize CCTV Medium

I24001-I23001-1 Prioritize CCTV Medium

I24001-I23001-2 Prioritize CCTV Medium

J22004-J22034 Prioritize CCTV Medium

J22028-J22062 Prioritize CCTV Medium

J22034-J22033 Prioritize CCTV Medium

J22056-J22021 Prioritize CCTV Medium

J22056-J22060 Prioritize CCTV Medium

J22058T-J22057 Prioritize CCTV Medium

K24024S-K24024 Prioritize CCTV Medium
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Project 1: Vineyard Road Sewer Improvements

Project ID ………………………………………………………………………………………………………………………………………………1

Project Name ………………………………………………..Vineyard Road Sewer Improvements

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

Comments ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

C16007 C16006 8 12 240 6 Pipeburst $300 72,000$             

C16006 C16005 8 12 192 12 Pipeburst $300 57,600$             

C16005 C16004 10 12 282 13 Pipeburst $300 84,600$             

C16004 C16003 10 12 162 10 Pipeburst $300 48,600$             

PROJECT DESCRIPTION

Angelica Court, Vineyard Road, Eucalyptus Avenue, Center Road

i) Flow from Vineyard Rd. would be diverted to a new 12"  gravity sewer main in 

Eucalyptus Ave. from MH D16008 to D15010 in Center Road. The new gravity sewer 

would replace and follow the alignment of existing sewers in Eucalyptus where 

possibe to avoid utility conflicts.  Sewers connecting to Eucalyptus from the west 

from Oak Knoll Rd. and Santa Ynez Cir. would be redirected into the new 12" main, 

and new manholes would be installed where existing manhole inverts need to be 

lowered in Eucalyptus Ave. The existing 10" gravity sewer in Center Rd. would be 

replaced with a 15" downstream of manhole D15010 and connect into the existing 

18" sewer at Western Dr. To avoid surcharging upstream on Center Rd., the sewers 

between MHs D15009 and D15007 could be re-aligned at a more uniform slope 

(note: pipe inverts in this area need to be verified).  

ii) Pipes listed from upstream to downstream

Upsize existing sewers in Angelica Ct. and Vineyard Rd.; divert flow to a new sewer 

in Eucalyptus Ave. to Center Rd; replace/upsize sewer in Center Rd. to Western Dr.

5,227,000$                         

4,182,000$                         

PROJECT COST DETAIL

iii) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

iv) Diverting flow from Vineyard Rd. to Eucalyptus and Center Rd. would free up 

capacity in the existing sewer in Wilson Ave. for future flows from Indian Valley.  A 

partial diversion at Eucalyptus could be considered to reduce size of project in 

Eucalyptus and Center Rd. and optimize use of existing sewer capacity downstream 

in Vineyard Rd. and Wilson Ave.

v) If pipeline corridor is available, a new pipe in Center Rd. could be installed in 

parallel alignment to existing sewer to minimize need for bypass pumping during 

construction.

vi) Evaluate feasibility of upsizing segment in easement upstream of Angelica Ct. 

(MH C16018 to C16008). 

vii) New pipe and open cut replacement assumes PVC pipe. Pipe bursting assumes 

HDPE DR17 pipe (nominal diameter indicated in table below; inside diameter (ID) 

used for modeling).
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Project 1: Vineyard Road Sewer Improvements

C16003 C16002 10 12 214 9 Pipeburst $300 64,200$             

C16002 C16079 10 14 116 9 Pipeburst $350 40,600$             

C16001 C16072 10 14 50 8 Pipeburst $350 17,395$             

D16012 D16011 10 14 214 6 Pipeburst $350 74,900$             

D16011 D16010 10 14 282 8 Pipeburst $350 98,700$             

D16010 D16009 10 14 290 9 Pipeburst $350 101,500$          

D16009 D16092 10 14 97 8 Pipeburst $350 33,950$             

D16092 D16008 10 14 190 7 Pipeburst $350 66,500$             

D16008 D15077R new pipe 12 306 6 Open Cut $394 120,411$          

D15077R D15075 new pipe 12 135 9 Open Cut $394 53,201$             

D15075 D15074 new pipe 12 309 10 Open Cut $394 121,410$          

D15074 D15066 new pipe 12 232 10 Open Cut $394 91,095$             

D15066 D15067 new pipe 15 79 12 Open Cut $413 32,556$             

D15067 D15068 new pipe 15 223 12 Open Cut $413 92,139$             

D15068 D15100 new pipe 15 301 12 Open Cut $413 124,241$          

D15100 D15010 new pipe 15 144 12 Open Cut $413 59,335$             

D15010 D15016R 10 15 262 10 Open Cut $413 108,108$          

D15016R D15009 10 15 109 9 Open Cut $413 44,976$             

D15009 D15008 10 15 329 7 Open Cut $413 135,754$          

D15008 D15007 10 15 186 7 Open Cut $413 76,748$             

D15007 D15081 10 15 78 8 Open Cut $413 32,185$             

D15081 D15006 10 15 64 9 Open Cut $413 26,408$             

D15006 D15005 10 15 227 8 Open Cut $413 93,666$             

D15005 D15004 10 15 110 7 Open Cut $413 45,389$             

D15004 D15003 10 15 105 7 Open Cut $413 43,326$             

D15003 D15002 10 15 69 7 Open Cut $413 28,471$             

Total Baseline Pipe Construction Cost 2,089,965$       

Pipe Bursting Insertion Trenches, Est. 10 25,000$             

New Manholes installed Est.  17 280,500$          

Lower Laterals and Lateral Reconnections, Approx. 39 195,000$          

Baseline Construction Cost: 2,590,465$       

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 203,676$          

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) 57,790$             

Traffic Control (10% of pipe construction cost) 211,496$          

Subtotal: 3,063,428$       

Mobilization/Demobilization (5% of subtotal) 153,171.40$    

Estimated Construction Cost Subtotal: 3,216,599$       

Contingencies (30% of construction subtotal) 964,979.81$    

Total Estimated Construction Cost: 4,181,579$       

Engineering, Administration, Legal (25% of construction cost) 1,045,395$       

Estimated Capital Improvement Cost: 5,227,000$    
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Project 2: Del Mar Avenue Sewer Improvements

Project ID ………………………………………………………………………………………………………………………………………………2

Project Name ………………………………………………..Del Mar Avenue Sewer Improvements

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

Comments ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

F17035 F17034 8 10 395 5 Pipeburst $250 98,750$             

F17034 F17090 8 10 416 4 Pipeburst $250 104,000$          

F17090 2a_MH1 new pipe 10 198 5 Open Cut $381 75,389$             

2a_MH1 2a_MH2 new pipe 10 100 5 Open Cut $381 38,037$             

2a_MH2 2a_MH3 new pipe 10 318 7 Open Cut $381 121,040$          

2a_MH3 G17041 8 10 173 8 Open Cut $381 65,679$             

G17041 G17095 8 10 70 8 Pipeburst $250 17,600$             

G17095 2a_MH4 8 10 255 10 Pipeburst $250 63,750$             

2a_MH4 G17132 8 10 35 10 Pipeburst $250 8,750$               

G17132 G17131 8 10 50 10 Pipeburst $250 12,450$             

Total Baseline Pipe Construction Cost 605,445$          

Pipe Bursting Insertion Trenches, Est. 4 10,000$             

New Manholes installed Est. 4 66,000$             

Lower Laterals and Lateral Reconnections, Approx. 44 220,000$          

Baseline Construction Cost: 901,445$          

PROJECT COST DETAIL

Comments….......................................iv) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

v) New pipe and open cut replacement assumes PVC pipe. Pipe bursting assumes 

HDPE DR17 pipe (nominal diameter indicated in table below; inside diameter (ID) 

used for modeling).

PROJECT DESCRIPTION

Del Mar Avenue, Hotchkins Drive, and Diablo Avenue. 

Upsize existing sewer in Del Mar Ave.; divert flow to new sewer in Hotchkins Dr. to 

Diablo Ave.; upsize sewer in Diablo Dr. to Center Rd.

i) To avoid the need to upsize the pipe in the easement between end of Del Mar 

Ave. and Center Rd., a portion of the flow from Del Mar Ave. would be diverted into 

a new 10" sewer main in Hotchkins Dr.  The new sewer in Hotchkins Dr. would 

connect to the existing sewer in Diablo Ave., which would need to be upsized to 

Center Rd.  The existing sewers in Hotchkins Dr. would be replaced by the new 

sewer main.

1,772,000$                         

1,418,000$                         

ii) Pipes listed from upstream to downstream.  Note that MH F17035 is shown as 

F17111 on District maps but was re-numbered for modeling due to a duplicate 

manhole ID.

iii) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 
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Project 2: Del Mar Avenue Sewer Improvements

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 60,545$             

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) 15,007$             

Traffic Control (10% of pipe construction cost) 61,545$             

Subtotal: 1,038,542$       

Mobilization/Demobilization (5% of subtotal) 51,927$             

Estimated Construction Cost Subtotal: 1,090,469$       

Contingencies (30% of construction subtotal) 327,141$          

Total Estimated Construction Cost: 1,417,609$       

Engineering, Administration, Legal (25% of construction cost) 354,402$          

Estimated Capital Improvement Cost: 1,772,000$    

Cost of CIPs_07192019.xlsx, Project 2 8/1/2019



Project 3: Vallejo Avenue Relief Sewer

Project ID ………………………………………………………………………………………………………………………………………………3

Project Name ………………………………………………..Vallejo Avenue Relief Sewer

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

Comments ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

G15069 3b_MH1 new pipe 8 350 5 Open Cut $368 128,800$          

3b_MH1 G15012 new pipe 8 139 6 Open Cut $368 51,005$             

G15012 G15011 6 10 147 5 Pipeburst $250 36,770$             

G15011 G15010 6 10 132 6 Pipeburst $250 33,025$             

G15010 G15009 8 10 286 6 Pipeburst $250 71,425$             

G15009 G15008 8 10 346 5 Pipeburst $250 86,425$             

G15008 G15007 8 10 351 5 Pipeburst $250 87,850$             

G15007 G15006 8 10 351 6 Pipeburst $250 87,675$             

G15006 G15005 10 12 320 6 Pipeburst $300 96,000$             

G15005 G15106 10 12 272 6 Pipeburst $300 81,600$             

G15106 G15004 10 12 77 6 Pipeburst $300 23,100$             

Total Baseline Pipe Construction Cost 783,675$          

Pipe Bursting Insertion Trenches, Est. 7 17,500$             

New Manholes installed Est. 1 16,500$             

Lower Laterals and Lateral Reconnections, Approx. 26 130,000$          

Baseline Construction Cost: 947,675$          

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 60,387$             

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) -$                   

Traffic Control (10% of pipe construction cost) 80,118$             

Subtotal: 1,088,180$       

PROJECT DESCRIPTION

Vallejo Avenue and 1st Street

Divert flow at 7th St. into new sewer Vallejo Ave. to Jade Ct.; upsize existing sewer 

in Vallejo Ave. to 1st St.; upsize sewer in 1st St. to Olive Ave.

i) To relieve surcharge and potential overflows in the existing sewer in Grant Ave. 

and avoid the need for construction in that street, flow from 7th St. woudl be 

diverted to a new sewer in  Vallejo Ave. at MH G15069.  The new sewer would 

connect to the existing sewer at MH G15012, which would be upsized downstream 

to 1st St.  The sewer in 1st St. from Vallejo to Olive Ave. woud also be upsized.

ii) Pipes listed from upstream to downstream

iii) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

iv) New pipe and open cut replacement assumes PVC pipe. Pipe bursting assumes 

HDPE DR17 pipe (nominal diameter indicated in table below; inside diameter (ID) 

used for modeling).

1,857,000$                         

1,485,000$                         

PROJECT COST DETAIL

Cost of CIPs_07192019.xlsx, Project 3 8/1/2019



Project 3: Vallejo Avenue Relief Sewer

Mobilization/Demobilization (5% of subtotal) 54,408.98$       

Estimated Construction Cost Subtotal: 1,142,589$       

Contingencies (30% of construction subtotal) 342,777$          

Total Estimated Construction Cost: 1,485,365$       

Engineering, Administration, Legal (25% of construction cost) 371,341$          

Estimated Capital Improvement Cost: 1,857,000$    

Cost of CIPs_07192019.xlsx, Project 3 8/1/2019



Project 4: Atherton Avenue Sewer Improvements

Project ID ………………………………………………………………………………………………………………………………………………4

Project Name ………………………………………………………………………………………………………………………………………………

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

Alternatives ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

I13001 H14060 8 10 351 7 Pipeburst $250 87,750$          

H14060 H14059 8 10 350 8 Pipeburst $250 87,500$          

H14059 H14058 8 10 350 6 Pipeburst $250 87,500$          

H14058 H14057 8 10 342 6 Pipeburst $250 85,500$          

H14057 H14056 8 12 329 6 Pipeburst $300 98,700$          

Total Baseline Pipe Construction Cost 446,950$       

Pipe Bursting Insertion Trenches, Est. 5 12,500$          

Lower Lateral and Lateral Reconnections, Approx. 5 25,000$          

Baseline Construction Cost: 484,450$       

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 44,695$          

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) -$                

Traffic Control (10% of pipe construction cost) 45,945$          

Subtotal: 575,090$       

Mobilization/Demobilization (5% of subtotal) 28,754.50$    

Estimated Construction Cost Subtotal: 603,845$       

Contingencies (30% of construction subtotal) 181,153$       

Total Estimated Construction Cost: 784,998$       

Engineering, Administration, Legal (25% of construction cost) 196,249$       

Estimated Capital Improvement Cost: 981,000$     

PROJECT COST DETAIL

ii) Pipes listed from upstream to downstream

iii) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

iv) Pipe bursting assumes HDPE DR17 pipe (nominal diameter indicated in table 

below; inside diameter (ID) used for modeling).

i) Sewer would be upsized from 8" to a 10", except the most downstream 

segment between MH H14057 and MH 15056 which would be upsized to a 12" to 

avoid  backwater into the upstream pipes. 

PROJECT DESCRIPTION

Atherton Avenue Sewer Improvements

Atherton Avenue

Upsize existing sewer in Atherton Ave. from east of Oak Shade Ln. to east of 

Binford Rd.

981,000$                            

Comments….......................................

785,000$                            
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Project 5: Arthur Street Sewer Improvements

Project ID ………………………………………………………………………………………………………………………………………………5

Project Name ………………………………………………………………………..Arthur Street Sewer Improvements

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

Comments ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

G19007 G19006 10 15 157 13 Open Cut $413 64,782$            

G19006 G19005 10 15 314 12 Open Cut $413 129,564$          

G19005 G19004 10 15 319 6 Open Cut $413 131,627$          

G19004 G19003 10 15 252 6 Open Cut $413 103,982$          

G19003 G19085 10 15 140 7 Open Cut $413 57,768$            

Total Baseline Pipe Construction Cost 487,723$          

New Manholes installed Est. 4 66,000$            

Lower Laterals and Lateral Reconnections, Approx. 23 115,000$          

Baseline Construction Cost: 668,723$          

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 16,175$            

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) 8,087$              

Traffic Control (10% of pipe construction cost) 16,175$            

Subtotal: 709,160$          

Mobilization/Demobilization (5% of subtotal) 35,458$            

Estimated Construction Cost Subtotal: 744,618$          

Contingencies (30% of construction subtotal) 223,385$          

Total Estimated Construction Cost: 968,003$          

Engineering, Administration, Legal (25% of construction cost) 242,001$          

Estimated Capital Improvement Cost: 1,210,000$    

iv) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

PROJECT DESCRIPTION

Arthur Street

i)  Existing pipe in Arthur St. would be replaced with a larger, slightly deeper pipe 

to lower the hydraulic gradeline and reduce surcharge in upstream sewers in 

Buchanan St.

iii) Pipes listed from upstream to downstream

Upsize existing sewers in Arthur St. from east of Hayes St. (Novato High School) to 

S. Novato Blvd.

1,210,000$                        

968,000$                            

ii) The possibility of diverting flow upstream from Arthur Street to Taft Court 

should be considered during project implementation.  This could allow the pipe in 

Arthur St. to be pipeburst in the same alignment rather than more expensive open 

cut construction that would be required in order to deepen the sewer.

v) Open cut replacement assumes PVC pipe. 

PROJECT COST DETAIL
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Project 6: Simmons Lane Sewer Improvement

Project ID ………………………………………………………………………………………………………………………………………………6

Project Name ………………………………………………………………………..Simmons Lane Sewer Improvement

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter 

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

F14005 F14004 8 10 335 5 Pipeburst $65 21,775$          

Total Baseline Pipe Construction Cost 21,775$          

Pipe Bursting Insertion Trenches, Est. 1 2,500$            

Lower Laterals and Lateral Reconnections, Approx. 5 25,000$          

Baseline Construction Cost: 49,275$          

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 2,178$            

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) -$                

Traffic Control (10% of pipe construction cost) 2,178$            

Subtotal: 53,630$          

Mobilization/Demobilization (5% of subtotal) 2,681.50$      

Estimated Construction Cost Subtotal: 56,312$          

Contingencies (30% of construction subtotal) 16,893$          

Total Estimated Construction Cost: 73,205$          

Engineering, Administration, Legal (25% of construction cost) 18,301$          

Estimated Capital Improvement Cost: 92,000$       

iii) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

PROJECT DESCRIPTION

Simmons Lane

Upsize one pipe segment between Feliz Rd. and Kristin Ln.

i) Pipes listed from upstream to downstreamComments….......................................

92,000$                              

73,000$                              

ii) Replacing the pipe at a steeper slope should be investigated during project 

implementation if crossing storm drain is found not to be conflicting.

PROJECT COST DETAIL

iv) Pipe bursting assumes HDPE DR17 pipe (nominal diameter indicated in table 

below; inside diameter (ID) used for modeling).
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Project 7: San Marin Drive Sewer Improvement

Project ID ………………………………………………………………………………………………………………………………………………7

Project Name ………………………………………………………………………..San Marin Drive Sewer Improvement

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter 

(inches)

Length

(feet)

Pipe Depth

(feet BGL)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

G13013 G13014 6 8 319 7 Pipeburst $200 63,800$          

Total Baseline Pipe Construction Cost 63,800$          

Pipe Bursting Insertion Trenches, Est. 1 2,500$            

Baseline Construction Cost: 66,300$          

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 6,380$            

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) -$                

Traffic Control (10% of pipe construction cost) 6,380$            

Subtotal: 79,060$          

Mobilization/Demobilization (5% of subtotal) 3,953$            

Estimated Construction Cost Subtotal: 83,013$          

Contingencies (30% of construction subtotal) 24,904$          

Total Estimated Construction Cost: 107,917$       

Engineering, Administration, Legal (25% of construction cost) 26,979$          

Estimated Capital Improvement Cost: 135,000$     

PROJECT DESCRIPTION

San Marin Drive 

Upsize one pipe segment west of Spinosa Way

i) Pipes listed from upstream to downstreamComments….......................................

135,000$                            

108,000$                            

PROJECT COST DETAIL

ii) Costs based on 2018 CCI with specific adjustments where 2018 Novato bid 

information was available. 

iii) Existing pipe is very flat with drop manhole at downstream end.  Investigate if 

sewer can replaced at steeper slope.

iv) Pipe bursting assumes HDPE DR17 pipe (nominal diameter indicated in table 

below; inside diameter (ID) used for modeling).
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Project 8: Novato Boulevard Parallel Sewer

Project ID ………………………………………………………………………………………………………………………………………………8

Project Name ……………………………………………….. Novato Boulevard Parallel Sewer

Project Location ………………………………………………………………………………………………………………………………………………

Description ………………………………………………………………………………………………………………………………………………

Est. Construction Cost ….................

Estimated Capital Imp. Cost ………………………………………………………………………………………………………………………………………………

U/S 

MH ID

D/S 

MH ID

Existing 

Diameter

(inches)

New 

Diameter

(inches)

Length

(feet)

Construction 

Method

Unit Cost

($/LF)

Total Cost

($)

F15087 Jct1_Proj8 new pipe 24 270 Open Cut $470 126,900$          

Jct1_Proj8 Jct2_Proj8 new pipe 24 240 Open Cut $470 112,800$          

Jct2_Proj8 Jct3_Proj8 new pipe 24 180 Open Cut $470 84,600$            

Jct3_Proj8 Jct4_Proj8 new pipe 24 163 Open Cut $470 76,610$            

Jct4_Proj8 Jct5_Proj8 new pipe 24 200 Open Cut $470 94,000$            

Jct5_Proj8 Jct6_Proj8 new pipe 24 225 Open Cut $470 105,750$          

Jct6_Proj8 Jct7_Proj8 new pipe 24 197 Open Cut $470 92,590$            

Jct7_Proj8 Jct8_Proj8 new pipe 24 225 Open Cut $470 105,750$          

Jct8_Proj8 Jct9_Proj8 new pipe 24 225 Open Cut $470 105,750$          

Jct9_Proj8 Jct10_Proj8 new pipe 24 325 Open Cut $470 152,750$          

Jct10_Proj8 G16102 new pipe 24 320 Open Cut $470 150,400$          

G16102 G16023 new pipe 24 308 Open Cut $470 144,760$          

G16023 Jct11_Proj8 new pipe 24 10 Open Cut $470 4,700$              

Jct11_Proj8 G16090 new pipe 24 291 Open Cut $470 136,770$          

G16090 Jct12_Proj8 new pipe 24 10 Open Cut $470 4,700$              

Jct12_Proj8 G16089 new pipe 24 46 Open Cut $470 21,808$            

PROJECT DESCRIPTION

Novato Boulevard

New parallel sewer in Novato Blvd. from east of Grant Ave. to Diablo 

Ave.  New manholes would be installed on the new sewer to intercept 

exising sewers that now connect to the existing 24" sewer on the 

north side of Novato Blvd. Existing 8" sewer between Cypress Ave. 

and Diablo Ave. woudl be removed.  A new junction structure would 

be constructed at Diablo Ave. intersection to divert flow from both 

24" sewers into the 30" and 24" lines in S. Novato Blvd.

3,892,000$                        

3,113,000$                        

Comments….......................................................... i) Pipes listed from upstream to downstream

iii) Costs based on 2018 CCI with specific adjustments where 2018 

Novato bid information was available. 

ii) Trenchless construction such as microtunneling should be 

considered during project implementation to minimize disruption to 

businesses and traffic.

PROJECT COST DETAIL

iv) 24" parallel pipe assumed for consistency with upstream sewer; 

smaller pipe could be considered if adequate for providing needed 

capacity.
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Project 8: Novato Boulevard Parallel Sewer

Total Baseline Pipe Construction Cost 1,520,638$      

New Junction Structures installed Est.12 420,000$          

Lower Laterals and Lateral Reconnections, Approx. 0 -$                  

Baseline Construction Cost: 1,940,638$      

Bypass Pumping (10% of baseline pipe construction cost for pipe bursting and remove & replace) 29,093$            

Remove & Replace Factor (5% of baseline pipe construction cost for remove & replace) 7,074$              

Traffic Control (20% of pipe construction cost for major roadways) 304,128$          

Subtotal: 2,280,932$      

Mobilization/Demobilization (5% of subtotal) 114,046.61$    

Estimated Construction Cost Subtotal: 2,394,979$      

Contingencies (30% of construction subtotal) 718,493.61$    

Total Estimated Construction Cost: 3,113,472$      

Engineering, Administration, Legal (25% of construction cost) 778,368$          

Estimated Capital Improvement Cost: 3,892,000$    

Cost of CIPs_07192019.xlsx, Project 8 8/1/2019


	App A Future Development.pdf
	App B Flow monitor plots
	Novato_FM1_031417
	Novato_FM2_031417
	Novato_FM3_031417
	Novato_FM5_031417
	Novato_FM6_031417
	Novato_FM7_031417
	Novato_FM8_031417
	Novato_FM9_031417
	Novato_FM10_031417
	Novato_FM11_031417
	Novato_FM12_031417
	Novato_FM15_031417

	App C DWF Calib graphs
	App D WWF Calib graphs
	App E Condition_Risk_Rehab Results
	App F Capacity Projects_080119

